
April 9, 2021 
 
Port Washington Water District 
PWS ID No. NY2912267 
MCL Deferral for 1,4-dioxane 
Quarterly Report – First Quarter 2021 
 
Introduction 
 
On behalf of the Port Washington Water District (PWWD or District), D&B Engineers and 
Architects (D&B) has prepared this document in accordance with the requirements of the New 
York State Department of Health (NYSDOH) for public water suppliers who have been granted 
deferrals from maximum contaminant level (MCL) violations for 1,4-dioxane. The District was 
granted an MCL deferral for 1,4-dioxane in 2020. The PWWD was granted a deferral because it 
has been proactive in its efforts to establish and implement an action plan for managing the above-
referenced compounds. 
 
The enclosed is a report describing the PWWD’s progress towards maintaining the highest quality 
of water for our customers and meeting the deadlines set forth in the deferral approval. Updated 
schedules for each project are contained in Attachment A. 
 
Corrective Action Plan Milestones 
 
Hewlett Well 4 

Detailed design documents were submitted to the local and state health departments for regulatory 
review in the first quarter of 2021, consistent with the project schedule. The design documents are 
currently under review. Once this review is completed, construction can begin. The project is on 
schedule, with the construction contract on track to begin in the second quarter of 2021. 
 
Although it has been granted a deferral, the PWWD was able to implement conservation 
requirements and make operational changes to avoid or minimize the usage of this well.  
 

Christopher Morley Park Station 

The Christopher Morley Park Wells 8, 9, and 11 AOP project has completed  the basis of design 
report phase and elements of the detailed design are being progressed  concurrently. As 
mentioned in the last quarterly report, pilot test field activities were completed in November of 
2020. The data has been analyzed and the pilot test report is complete. The project is on 
schedule. 

As stated previously, only one of the three (3) wells (Well 9) at the Morley Park Station has 
previously exhibited an MCL violation for 1,4-dioxane. Although a deferral has been granted, 



the District will continue to implement conservation requirements and make operational changes 
to ensure the use of Well 9 is either minimized or avoided.  

Stonytown Well 10 
 
The Stonytown Well 10 AOP project is currently in the design phase. Although significant 
progress was made in the development of the conceptual design plans, the AOP design was 
required to be paused for a portion of this past quarter to assess the potential need for nitrate 
treatment at the Stonytown Well 10 station.  As a result, the project is roughly one month behind 
schedule.  An alternative and feasibility analysis is being  conducted to determine the feasibility 
of adding an additional treatment building in the vicinity of the existing Stonytown Well 10 
station. 
 
Although a deferral has been granted, the District will continue to implement conservation 
requirements and make operational changes to ensure the use of Stonytown Well 10 is either 
minimized or avoided. 
 
Public Notification 
 
In accordance with the terms of the deferral, the PWWD has maintained an open line of 
communication with the public regarding its deferral. The deferral public notification 
documentation is still featured prominently on the District website. 
 
Analytical Sampling 
 
Sample results for the wells for which deferrals were granted (Hewlett Well 4, Christopher Morley 
Park Wells 8, 9, and 11, and Stonytown Well 10) taken during the first quarter of 2021 are 
contained in the below tables. Full laboratory reports for each sample are contained in Attachment 
B. 
 
  



1,4-dioxane (ppb) 
 

Well 
Date 

Jan. 2021 Feb. 2021 Mar. 2021 
Hewlett Well 4 
(N-2052) 

0.84 0.99 0.85 

Christopher Morley 
Park Well 8 (N-7551) 

0.48 NS NS 

Christopher Morley 
Park Well 9 (N-7552) 

5.8 5.0 5.8 

Christopher Morley 
Park Well 11 (N-13510) 

0.26 NS NS 

Stonytown Well 10 
(N-9809) 

0.79 0.64 0.75 

NS = Not Sampled 
 
Conclusion 
 
As demonstrated above, the Port Washington Water District is actively working to preserve the 
quality of water for its customers and comply with the requirements put forth by the NYSDOH. 
The District looks forward to continuing to work towards completion of its treatment facilities. 
 
Should you have any questions, please contact the District at 516-767-0171 or visit the website, 
www.pwwd.org.  
 
Very truly yours, 
 
Board of Commissioners 
Port Washington Water District 
 
Enclosures 
cc: K. Wheeler (NYSDOH) 

B. Rogers (NYSDOH) 
 W. Provoncha (NCDH) 
 P. Young (NCDH) 
 R. Putnam (NCDH) 
 T. Vacchio (PWWD) 

W. Merklin (D&B) 
M. Savarese (D&B) 



 

 

 

 

 

 

 

 

 

ATTACHMENT A 

 

Project Schedules Associated with MCL Deferral 
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Plant is Operational
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Port Washington Water District
MCL Deferral
Quarterly Report
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AOP Project Schedule
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ATTACHMENT B 

 

Water Quality Data 
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February 22, 2021

LIMS USE: FR - SUPT.TAL VACCHIO
LIMS OBJECT ID: 70159030

70159030
Project:
Pace Project No.:

RE:

Supt.Tal Vacchio
Port Washington W.D.
P.O. BOX 432
Port Washington, NY 11050

POC/504/1,4 DIOX/PFAS 1/11

Dear Supt.Tal Vacchio:

Enclosed are the analytical results for sample(s) received by the laboratory on January 11, 2021.  The results relate only to
the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville
• Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jennifer Aracri
jennifer.aracri@pacelabs.com

Project Manager
(631)694-3040

Enclosures

cc: Allen Fok, D & B Engineers
Jim Gildea, Port Washington W.D.
Jim Van Horn
Kevin Law, D & B Engineers
Bill Merklin, D & B Engineers
Lisa Ortiz, D&B
Reports User, Port Washington W.D.
Richard Zimbardi, Port Washington W.D.

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 1 of 26
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CERTIFICATIONS

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236

Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Ohio DEP 87780
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Pace Analytical Services Long Island
Delaware Certification # NY10478
Virginia Certification # 460302
Delaware Certification # NY10478
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158

Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 2 of 26
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SAMPLE SUMMARY

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Lab ID Sample ID Matrix Date Collected Date Received

70159030001 GAC-02052 Drinking Water 01/11/21 11:19 01/11/21 16:03

70159030002 N-02052 Drinking Water 01/11/21 11:50 01/11/21 16:03

70159030003 NR-02052 Drinking Water 01/11/21 11:15 01/11/21 16:03

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 3 of 26
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SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

70159030001 GAC-02052 EPA 504.1 2 PACE-MVMJM

EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVKGG

EPA 537.1 10 PASI-OCMB

70159030002 N-02052 EPA 504.1 2 PACE-MVMJM

SM22 9223B Colilert 2 PACE-MVGFD

EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVKGG

EPA 537.1 10 PASI-OCMB

70159030003 NR-02052 SM22 9223B Colilert 2 PACE-MVGFD

PACE-MV = Pace Analytical Services - Melville
PASI-O = Pace Analytical Services - Ormond Beach

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Sample: GAC-02052 Lab ID: 70159030001 Collected: 01/11/21 11:19 Received: 01/11/21 16:03 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 504.1  Preparation Method: EPA 504.1
Pace Analytical Services - Melville

504.1 GCS EDB and DBCP

1,2-Dibromo-3-chloropropane <0.010 ug/L 01/19/21 23:19 96-12-801/19/21 16:190.010 1
1,2-Dibromoethane (EDB) <0.010 ug/L 01/19/21 23:19 106-93-401/19/21 16:190.010 1

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.024 ug/L 01/15/21 21:19 123-91-101/15/21 09:530.020 1
Surrogates
1,4-Dioxane-d8 (S) 87 % 01/15/21 21:1901/15/21 09:5370-130 1

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 01/18/21 14:41 71-43-20.50 1
Bromobenzene <0.50 ug/L 01/18/21 14:41 108-86-10.50 1
Bromochloromethane <0.50 ug/L 01/18/21 14:41 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 01/18/21 14:41 75-27-40.50 1
Bromoform <0.50 ug/L 01/18/21 14:41 75-25-20.50 1
Bromomethane <0.50 ug/L 01/18/21 14:41 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 01/18/21 14:41 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 01/18/21 14:41 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 01/18/21 14:41 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 01/18/21 14:41 56-23-50.50 1
Chlorobenzene <0.50 ug/L 01/18/21 14:41 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 01/18/21 14:41 75-45-6 IL,N30.50 1
Chloroethane <0.50 ug/L 01/18/21 14:41 75-00-30.50 1
Chloroform <0.50 ug/L 01/18/21 14:41 67-66-30.50 1
Chloromethane <0.50 ug/L 01/18/21 14:41 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 01/18/21 14:41 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 01/18/21 14:41 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 01/18/21 14:41 124-48-10.50 1
Dibromomethane <0.50 ug/L 01/18/21 14:41 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 01/18/21 14:41 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 01/18/21 14:41 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 01/18/21 14:41 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 01/18/21 14:41 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 01/18/21 14:41 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 01/18/21 14:41 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 01/18/21 14:41 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 01/18/21 14:41 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 01/18/21 14:41 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 01/18/21 14:41 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 01/18/21 14:41 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 01/18/21 14:41 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 01/18/21 14:41 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 01/18/21 14:41 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 01/18/21 14:41 10061-02-60.50 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 02/22/2021 12:53 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Sample: GAC-02052 Lab ID: 70159030001 Collected: 01/11/21 11:19 Received: 01/11/21 16:03 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Ethylbenzene <0.50 ug/L 01/18/21 14:41 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 01/18/21 14:41 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 01/18/21 14:41 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 01/18/21 14:41 99-87-60.50 1
Methylene Chloride <0.50 ug/L 01/18/21 14:41 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 01/18/21 14:41 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 01/18/21 14:41 103-65-10.50 1
Styrene <0.50 ug/L 01/18/21 14:41 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 01/18/21 14:41 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 01/18/21 14:41 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 01/18/21 14:41 127-18-40.50 1
Toluene <0.50 ug/L 01/18/21 14:41 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 01/18/21 14:410.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 01/18/21 14:41 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 01/18/21 14:41 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 01/18/21 14:41 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 01/18/21 14:41 79-00-50.50 1
Trichloroethene <0.50 ug/L 01/18/21 14:41 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 01/18/21 14:41 75-69-4 L10.50 1
1,2,3-Trichloropropane <0.50 ug/L 01/18/21 14:41 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 01/18/21 14:41 76-13-1 L1,N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 01/18/21 14:41 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 01/18/21 14:41 108-67-80.50 1
Vinyl chloride <0.50 ug/L 01/18/21 14:41 75-01-40.50 1
m&p-Xylene <0.50 ug/L 01/18/21 14:41 179601-23-10.50 1
o-Xylene <0.50 ug/L 01/18/21 14:41 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 99 % 01/18/21 14:41 2199-69-170-130 1
4-Bromofluorobenzene (S) 102 % 01/18/21 14:41 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 01/17/21 01:45 375-73-501/14/21 09:001.8 1
Perfluoroheptanoic acid <1.8 ng/L 01/17/21 01:45 375-85-901/14/21 09:001.8 1
Perfluorohexanesulfonic acid <1.8 ng/L 01/17/21 01:45 355-46-401/14/21 09:001.8 1
Perfluorononanoic acid <1.8 ng/L 01/17/21 01:45 375-95-101/14/21 09:001.8 1
Perfluorooctanesulfonic acid <1.8 ng/L 01/17/21 01:45 1763-23-101/14/21 09:00101.8 1
Perfluorooctanoic acid <1.8 ng/L 01/17/21 01:45 335-67-101/14/21 09:00101.8 1
Surrogates
13C2-PFDA (S) 102 % 01/17/21 01:4501/14/21 09:0070-130 1
13C2-PFHxA (S) 97 % 01/17/21 01:4501/14/21 09:0070-130 1
NEtFOSAA-d5 (S) 87 % 01/17/21 01:4501/14/21 09:0070-130 1
HFPO-DAS (S) 88 % 01/17/21 01:4501/14/21 09:0070-130 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Sample: N-02052 Lab ID: 70159030002 Collected: 01/11/21 11:50 Received: 01/11/21 16:03 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 504.1  Preparation Method: EPA 504.1
Pace Analytical Services - Melville

504.1 GCS EDB and DBCP

1,2-Dibromo-3-chloropropane <0.010 ug/L 01/19/21 23:44 96-12-8 C201/19/21 16:190.010 1
1,2-Dibromoethane (EDB) 0.013 ug/L 01/19/21 23:44 106-93-401/19/21 16:190.010 1

Analytical Method: SM22 9223B Colilert  Preparation Method: SM22 9223B Colilert
Pace Analytical Services - Melville

MBIO Total Coliform DW

Total Coliforms Absent 01/12/21 12:0501/11/21 18:021
E.coli Absent 01/12/21 12:0501/11/21 18:021

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.84 ug/L 01/15/21 21:52 123-91-101/15/21 09:530.020 1
Surrogates
1,4-Dioxane-d8 (S) 89 % 01/15/21 21:5201/15/21 09:5370-130 1

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 01/18/21 15:07 71-43-20.50 1
Bromobenzene <0.50 ug/L 01/18/21 15:07 108-86-10.50 1
Bromochloromethane <0.50 ug/L 01/18/21 15:07 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 01/18/21 15:07 75-27-40.50 1
Bromoform <0.50 ug/L 01/18/21 15:07 75-25-20.50 1
Bromomethane <0.50 ug/L 01/18/21 15:07 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 01/18/21 15:07 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 01/18/21 15:07 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 01/18/21 15:07 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 01/18/21 15:07 56-23-50.50 1
Chlorobenzene <0.50 ug/L 01/18/21 15:07 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 01/18/21 15:07 75-45-6 IL,N30.50 1
Chloroethane <0.50 ug/L 01/18/21 15:07 75-00-30.50 1
Chloroform 1.1 ug/L 01/18/21 15:07 67-66-30.50 1
Chloromethane <0.50 ug/L 01/18/21 15:07 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 01/18/21 15:07 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 01/18/21 15:07 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 01/18/21 15:07 124-48-10.50 1
Dibromomethane <0.50 ug/L 01/18/21 15:07 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 01/18/21 15:07 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 01/18/21 15:07 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 01/18/21 15:07 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 01/18/21 15:07 75-71-80.50 1
1,1-Dichloroethane 1.1 ug/L 01/18/21 15:07 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 01/18/21 15:07 107-06-20.50 1
1,1-Dichloroethene 0.77 ug/L 01/18/21 15:07 75-35-40.50 1
cis-1,2-Dichloroethene 3.7 ug/L 01/18/21 15:07 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 01/18/21 15:07 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 01/18/21 15:07 78-87-50.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Sample: N-02052 Lab ID: 70159030002 Collected: 01/11/21 11:50 Received: 01/11/21 16:03 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

1,3-Dichloropropane <0.50 ug/L 01/18/21 15:07 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 01/18/21 15:07 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 01/18/21 15:07 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 01/18/21 15:07 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 01/18/21 15:07 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 01/18/21 15:07 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 01/18/21 15:07 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 01/18/21 15:07 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 01/18/21 15:07 99-87-60.50 1
Methylene Chloride <0.50 ug/L 01/18/21 15:07 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 01/18/21 15:07 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 01/18/21 15:07 103-65-10.50 1
Styrene <0.50 ug/L 01/18/21 15:07 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 01/18/21 15:07 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 01/18/21 15:07 79-34-50.50 1
Tetrachloroethene 14.4 ug/L 01/18/21 15:07 127-18-40.50 1
Toluene <0.50 ug/L 01/18/21 15:07 108-88-30.50 1
Total Trihalomethanes (Calc.) 1.1 ug/L 01/18/21 15:070.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 01/18/21 15:07 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 01/18/21 15:07 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 01/18/21 15:07 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 01/18/21 15:07 79-00-50.50 1
Trichloroethene 1.2 ug/L 01/18/21 15:07 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 01/18/21 15:07 75-69-4 L10.50 1
1,2,3-Trichloropropane <0.50 ug/L 01/18/21 15:07 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 01/18/21 15:07 76-13-1 L1,N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 01/18/21 15:07 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 01/18/21 15:07 108-67-80.50 1
Vinyl chloride <0.50 ug/L 01/18/21 15:07 75-01-40.50 1
m&p-Xylene <0.50 ug/L 01/18/21 15:07 179601-23-10.50 1
o-Xylene <0.50 ug/L 01/18/21 15:07 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 95 % 01/18/21 15:07 2199-69-170-130 1
4-Bromofluorobenzene (S) 97 % 01/18/21 15:07 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.9 ng/L 01/17/21 02:04 375-73-501/14/21 09:001.9 1
Perfluoroheptanoic acid 2.8 ng/L 01/17/21 02:04 375-85-901/14/21 09:001.9 1
Perfluorohexanesulfonic acid 2.7 ng/L 01/17/21 02:04 355-46-401/14/21 09:001.9 1
Perfluorononanoic acid 41.7 ng/L 01/17/21 02:04 375-95-101/14/21 09:001.9 1
Perfluorooctanesulfonic acid 5.6 ng/L 01/17/21 02:04 1763-23-101/14/21 09:00101.9 1
Perfluorooctanoic acid 5.4 ng/L 01/17/21 02:04 335-67-101/14/21 09:00101.9 1
Surrogates
13C2-PFDA (S) 108 % 01/17/21 02:0401/14/21 09:0070-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Sample: N-02052 Lab ID: 70159030002 Collected: 01/11/21 11:50 Received: 01/11/21 16:03 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Surrogates
13C2-PFHxA (S) 99 % 01/17/21 02:0401/14/21 09:0070-130 1
NEtFOSAA-d5 (S) 94 % 01/17/21 02:0401/14/21 09:0070-130 1
HFPO-DAS (S) 98 % 01/17/21 02:0401/14/21 09:0070-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Sample: NR-02052 Lab ID: 70159030003 Collected: 01/11/21 11:15 Received: 01/11/21 16:03 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: SM22 9223B Colilert  Preparation Method: SM22 9223B Colilert
Pace Analytical Services - Melville

MBIO Total Coliform DW

Total Coliforms Absent 01/12/21 12:0501/11/21 18:021
E.coli Absent 01/12/21 12:0501/11/21 18:021

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

192653
SM22 9223B Colilert

SM22 9223B Colilert
TotColDW MBIO Total Coliform

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159030003

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 945048
Associated Lab Samples: 70159030003

Matrix: Drinking Water

Analyzed

E.coli Absent 01/12/21 12:05
Total Coliforms Absent 01/12/21 12:05

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159034001
945049SAMPLE DUPLICATE:

E.coli AbsentAbsent
Total Coliforms AbsentAbsent
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

197467
SM22 9223B Colilert

SM22 9223B Colilert
TotColDW MBIO Total Coliform

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159030002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 969606
Associated Lab Samples: 70159030002

Matrix: Drinking Water

Analyzed

E.coli Absent 01/12/21 12:05
Total Coliforms Absent 01/12/21 12:05
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

193293
EPA 524.2

EPA 524.2
524.2 MSV

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159030001, 70159030002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 948583
Associated Lab Samples: 70159030001, 70159030002

Matrix: Water

Analyzed

1,1,1,2-Tetrachloroethane ug/L <0.50 0.50 01/18/21 08:13
1,1,1-Trichloroethane ug/L <0.50 0.50 01/18/21 08:13
1,1,2,2-Tetrachloroethane ug/L <0.50 0.50 01/18/21 08:13
1,1,2-Trichloroethane ug/L <0.50 0.50 01/18/21 08:13
1,1,2-Trichlorotrifluoroethane ug/L <0.50 0.50 N301/18/21 08:13
1,1-Dichloroethane ug/L <0.50 0.50 01/18/21 08:13
1,1-Dichloroethene ug/L <0.50 0.50 01/18/21 08:13
1,1-Dichloropropene ug/L <0.50 0.50 01/18/21 08:13
1,2,3-Trichlorobenzene ug/L <0.50 0.50 01/18/21 08:13
1,2,3-Trichloropropane ug/L <0.50 0.50 01/18/21 08:13
1,2,4-Trichlorobenzene ug/L <0.50 0.50 01/18/21 08:13
1,2,4-Trimethylbenzene ug/L <0.50 0.50 01/18/21 08:13
1,2-Dichlorobenzene ug/L <0.50 0.50 01/18/21 08:13
1,2-Dichloroethane ug/L <0.50 0.50 01/18/21 08:13
1,2-Dichloropropane ug/L <0.50 0.50 01/18/21 08:13
1,3,5-Trimethylbenzene ug/L <0.50 0.50 01/18/21 08:13
1,3-Dichlorobenzene ug/L <0.50 0.50 01/18/21 08:13
1,3-Dichloropropane ug/L <0.50 0.50 01/18/21 08:13
1,4-Dichlorobenzene ug/L <0.50 0.50 01/18/21 08:13
2,2-Dichloropropane ug/L <0.50 0.50 01/18/21 08:13
2-Chlorotoluene ug/L <0.50 0.50 01/18/21 08:13
4-Chlorotoluene ug/L <0.50 0.50 01/18/21 08:13
Benzene ug/L <0.50 0.50 01/18/21 08:13
Bromobenzene ug/L <0.50 0.50 01/18/21 08:13
Bromochloromethane ug/L <0.50 0.50 01/18/21 08:13
Bromodichloromethane ug/L <0.50 0.50 01/18/21 08:13
Bromoform ug/L <0.50 0.50 01/18/21 08:13
Bromomethane ug/L <0.50 0.50 01/18/21 08:13
Carbon tetrachloride ug/L <0.50 0.50 01/18/21 08:13
Chlorobenzene ug/L <0.50 0.50 01/18/21 08:13
Chlorodifluoromethane ug/L <0.50 0.50 IL,N301/18/21 08:13
Chloroethane ug/L <0.50 0.50 01/18/21 08:13
Chloroform ug/L <0.50 0.50 01/18/21 08:13
Chloromethane ug/L <0.50 0.50 01/18/21 08:13
cis-1,2-Dichloroethene ug/L <0.50 0.50 01/18/21 08:13
cis-1,3-Dichloropropene ug/L <0.50 0.50 01/18/21 08:13
Dibromochloromethane ug/L <0.50 0.50 01/18/21 08:13
Dibromomethane ug/L <0.50 0.50 01/18/21 08:13
Dichlorodifluoromethane ug/L <0.50 0.50 01/18/21 08:13
Ethylbenzene ug/L <0.50 0.50 01/18/21 08:13
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 948583
Associated Lab Samples: 70159030001, 70159030002

Matrix: Water

Analyzed

Hexachloro-1,3-butadiene ug/L <0.50 0.50 01/18/21 08:13
Isopropylbenzene (Cumene) ug/L <0.50 0.50 01/18/21 08:13
m&p-Xylene ug/L <0.50 0.50 01/18/21 08:13
Methyl-tert-butyl ether ug/L <0.50 0.50 01/18/21 08:13
Methylene Chloride ug/L <0.50 0.50 01/18/21 08:13
n-Butylbenzene ug/L <0.50 0.50 01/18/21 08:13
n-Propylbenzene ug/L <0.50 0.50 01/18/21 08:13
o-Xylene ug/L <0.50 0.50 01/18/21 08:13
p-Isopropyltoluene ug/L <0.50 0.50 01/18/21 08:13
sec-Butylbenzene ug/L <0.50 0.50 01/18/21 08:13
Styrene ug/L <0.50 0.50 01/18/21 08:13
tert-Butylbenzene ug/L <0.50 0.50 01/18/21 08:13
Tetrachloroethene ug/L <0.50 0.50 01/18/21 08:13
Toluene ug/L <0.50 0.50 01/18/21 08:13
Total Trihalomethanes (Calc.) ug/L <0.50 0.50 01/18/21 08:13
trans-1,2-Dichloroethene ug/L <0.50 0.50 01/18/21 08:13
trans-1,3-Dichloropropene ug/L <0.50 0.50 01/18/21 08:13
Trichloroethene ug/L <0.50 0.50 01/18/21 08:13
Trichlorofluoromethane ug/L <0.50 0.50 01/18/21 08:13
Vinyl chloride ug/L <0.50 0.50 01/18/21 08:13
1,2-Dichlorobenzene-d4 (S) % 100 70-130 01/18/21 08:13
4-Bromofluorobenzene (S) % 104 70-130 01/18/21 08:13

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

948584LABORATORY CONTROL SAMPLE:
LCSSpike

1,1,1,2-Tetrachloroethane ug/L 9.510 95 70-130
1,1,1-Trichloroethane ug/L 10.010 100 70-130
1,1,2,2-Tetrachloroethane ug/L 9.110 91 70-130
1,1,2-Trichloroethane ug/L 9.310 93 70-130
1,1,2-Trichlorotrifluoroethane ug/L 14.0 L1,N310 140 70-130
1,1-Dichloroethane ug/L 9.210 92 70-130
1,1-Dichloroethene ug/L 10.610 106 70-130
1,1-Dichloropropene ug/L 10.210 102 70-130
1,2,3-Trichlorobenzene ug/L 9.810 98 70-130
1,2,3-Trichloropropane ug/L 9.210 92 70-130
1,2,4-Trichlorobenzene ug/L 9.910 99 70-130
1,2,4-Trimethylbenzene ug/L 9.810 98 70-130
1,2-Dichlorobenzene ug/L 9.510 95 70-130
1,2-Dichloroethane ug/L 9.810 98 70-130
1,2-Dichloropropane ug/L 9.410 94 70-130
1,3,5-Trimethylbenzene ug/L 10.010 100 70-130
1,3-Dichlorobenzene ug/L 9.110 91 70-130
1,3-Dichloropropane ug/L 9.910 99 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

948584LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dichlorobenzene ug/L 9.110 91 70-130
2,2-Dichloropropane ug/L 10.210 102 70-130
2-Chlorotoluene ug/L 9.910 99 70-130
4-Chlorotoluene ug/L 9.210 92 70-130
Benzene ug/L 9.510 95 70-130
Bromobenzene ug/L 9.610 96 70-130
Bromochloromethane ug/L 9.610 96 70-130
Bromodichloromethane ug/L 9.410 94 70-130
Bromoform ug/L 10.710 107 70-130
Bromomethane ug/L 10.510 105 70-130
Carbon tetrachloride ug/L 10.310 103 70-130
Chlorobenzene ug/L 10.010 100 70-130
Chlorodifluoromethane ug/L 11.7 IL,N310 117 70-130
Chloroethane ug/L 9.810 98 70-130
Chloroform ug/L 9.810 98 70-130
Chloromethane ug/L 8.810 88 70-130
cis-1,2-Dichloroethene ug/L 9.410 94 70-130
cis-1,3-Dichloropropene ug/L 10.210 102 70-130
Dibromochloromethane ug/L 9.610 96 70-130
Dibromomethane ug/L 9.610 96 70-130
Dichlorodifluoromethane ug/L 9.010 90 70-130
Ethylbenzene ug/L 1010 100 70-130
Hexachloro-1,3-butadiene ug/L 7.810 78 70-130
Isopropylbenzene (Cumene) ug/L 9.710 97 70-130
m&p-Xylene ug/L 19.020 95 70-130
Methyl-tert-butyl ether ug/L 10.810 108 70-130
Methylene Chloride ug/L 9.610 96 70-130
n-Butylbenzene ug/L 10.510 105 70-130
n-Propylbenzene ug/L 9.710 97 70-130
o-Xylene ug/L 9.810 98 70-130
p-Isopropyltoluene ug/L 9.710 97 70-130
sec-Butylbenzene ug/L 9.810 98 70-130
Styrene ug/L 9.810 98 70-130
tert-Butylbenzene ug/L 9.510 95 70-130
Tetrachloroethene ug/L 9.710 97 70-130
Toluene ug/L 1010 100 70-130
Total Trihalomethanes (Calc.) ug/L 39.5
trans-1,2-Dichloroethene ug/L 9.910 99 70-130
trans-1,3-Dichloropropene ug/L 9.810 98 70-130
Trichloroethene ug/L 9.910 99 70-130
Trichlorofluoromethane ug/L 14.5 L1,v110 145 70-130
Vinyl chloride ug/L 9.910 99 70-130
1,2-Dichlorobenzene-d4 (S) % 98 70-130
4-Bromofluorobenzene (S) % 102 70-130

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 02/22/2021 12:53 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 15 of 26



#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159023001
948975SAMPLE DUPLICATE:

1,1,1,2-Tetrachloroethane ug/L <0.50 20<0.50
1,1,1-Trichloroethane ug/L 1.2 8 201.1
1,1,2,2-Tetrachloroethane ug/L <0.50 20<0.50
1,1,2-Trichloroethane ug/L <0.50 20<0.50
1,1,2-Trichlorotrifluoroethane ug/L <0.50 N320<0.50
1,1-Dichloroethane ug/L 4.4 4 204.2
1,1-Dichloroethene ug/L 1.6 12 201.8
1,1-Dichloropropene ug/L <0.50 20<0.50
1,2,3-Trichlorobenzene ug/L <0.50 20<0.50
1,2,3-Trichloropropane ug/L <0.50 20<0.50
1,2,4-Trichlorobenzene ug/L <0.50 20<0.50
1,2,4-Trimethylbenzene ug/L <0.50 20<0.50
1,2-Dichlorobenzene ug/L <0.50 20<0.50
1,2-Dichloroethane ug/L <0.50 20<0.50
1,2-Dichloropropane ug/L <0.50 20<0.50
1,3,5-Trimethylbenzene ug/L <0.50 20<0.50
1,3-Dichlorobenzene ug/L <0.50 20<0.50
1,3-Dichloropropane ug/L <0.50 20<0.50
1,4-Dichlorobenzene ug/L <0.50 20<0.50
2,2-Dichloropropane ug/L <0.50 20<0.50
2-Chlorotoluene ug/L <0.50 20<0.50
4-Chlorotoluene ug/L <0.50 20<0.50
Benzene ug/L <0.50 20<0.50
Bromobenzene ug/L <0.50 20<0.50
Bromochloromethane ug/L <0.50 20<0.50
Bromodichloromethane ug/L <0.50 20<0.50
Bromoform ug/L <0.50 20<0.50
Bromomethane ug/L <0.50 20<0.50
Carbon tetrachloride ug/L <0.50 20<0.50
Chlorobenzene ug/L <0.50 20<0.50
Chlorodifluoromethane ug/L <0.50 IL,N320<0.50
Chloroethane ug/L <0.50 20<0.50
Chloroform ug/L <0.50 20<0.50
Chloromethane ug/L <0.50 20<0.50
cis-1,2-Dichloroethene ug/L 8.7 1 208.7
cis-1,3-Dichloropropene ug/L <0.50 20<0.50
Dibromochloromethane ug/L <0.50 20<0.50
Dibromomethane ug/L <0.50 20<0.50
Dichlorodifluoromethane ug/L <0.50 20<0.50
Ethylbenzene ug/L <0.50 20<0.50
Hexachloro-1,3-butadiene ug/L <0.50 20<0.50
Isopropylbenzene (Cumene) ug/L <0.50 20<0.50
m&p-Xylene ug/L <0.50 20<0.50
Methyl-tert-butyl ether ug/L <0.50 20<0.50
Methylene Chloride ug/L <0.50 20<0.50
n-Butylbenzene ug/L <0.50 20<0.50
n-Propylbenzene ug/L <0.50 20<0.50
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159023001
948975SAMPLE DUPLICATE:

o-Xylene ug/L <0.50 20<0.50
p-Isopropyltoluene ug/L <0.50 20<0.50
sec-Butylbenzene ug/L <0.50 20<0.50
Styrene ug/L <0.50 20<0.50
tert-Butylbenzene ug/L <0.50 20<0.50
Tetrachloroethene ug/L 6.8 7 207.3
Toluene ug/L <0.50 20<0.50
Total Trihalomethanes (Calc.) ug/L <0.50 20<0.50
trans-1,2-Dichloroethene ug/L <0.50 20<0.50
trans-1,3-Dichloropropene ug/L <0.50 20<0.50
Trichloroethene ug/L 1.2 14 201.4
Trichlorofluoromethane ug/L <0.50 20<0.50
Vinyl chloride ug/L <0.50 20<0.50
1,2-Dichlorobenzene-d4 (S) % 95 2095
4-Bromofluorobenzene (S) % 98 20102
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

193474
EPA 504.1

EPA 504.1
504 EDB DBCP

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159030001, 70159030002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 949051
Associated Lab Samples: 70159030001, 70159030002

Matrix: Water

Analyzed

1,2-Dibromo-3-chloropropane ug/L <0.010 0.010 01/19/21 19:36
1,2-Dibromoethane (EDB) ug/L <0.010 0.010 01/19/21 19:36

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

949052LABORATORY CONTROL SAMPLE:
LCSSpike

1,2-Dibromo-3-chloropropane ug/L 0.0730.071 102 70-130
1,2-Dibromoethane (EDB) ug/L 0.0720.071 101 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

949053LABORATORY CONTROL SAMPLE:
LCSSpike

1,2-Dibromo-3-chloropropane ug/L 0.0130.01 126 70-130
1,2-Dibromoethane (EDB) ug/L 0.0120.01 123 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

949054MATRIX SPIKE SAMPLE:
MSSpike

Result
70159597001

1,2-Dibromo-3-chloropropane ug/L 0.0740.071 103 65-135<0.010
1,2-Dibromoethane (EDB) ug/L 0.0810.071 113 65-135<0.010

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159601001
949055SAMPLE DUPLICATE:

1,2-Dibromo-3-chloropropane ug/L <0.010 20<0.010
1,2-Dibromoethane (EDB) ug/L <0.010 20<0.010
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

193104
EPA 522

EPA 522
522 MSS 1,4 Dioxane

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159030001, 70159030002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 947565
Associated Lab Samples: 70159030001, 70159030002

Matrix: Drinking Water

Analyzed

1,4-Dioxane (p-Dioxane) ug/L <0.020 0.020 01/15/21 19:41
1,4-Dioxane-d8 (S) % 89 70-130 01/15/21 19:41

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

947566LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dioxane (p-Dioxane) ug/L <0.0200.02 71 70-130
1,4-Dioxane-d8 (S) % 90 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

947567MATRIX SPIKE SAMPLE:
MSSpike

Result
70159030001

1,4-Dioxane (p-Dioxane) ug/L 0.0400.02 82 70-1300.024
1,4-Dioxane-d8 (S) % 90 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159030002
947568SAMPLE DUPLICATE:

1,4-Dioxane (p-Dioxane) ug/L 0.85 2 200.84
1,4-Dioxane-d8 (S) % 93 2089
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

696500
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70159030001, 70159030002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3791786
Associated Lab Samples: 70159030001, 70159030002

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 01/16/21 23:51
Perfluoroheptanoic acid ng/L ND 2.0 01/16/21 23:51
Perfluorohexanesulfonic acid ng/L ND 2.0 01/16/21 23:51
Perfluorononanoic acid ng/L ND 2.0 01/16/21 23:51
Perfluorooctanesulfonic acid ng/L ND 2.0 01/16/21 23:51
Perfluorooctanoic acid ng/L ND 2.0 01/16/21 23:51
13C2-PFDA (S) % 107 70-130 01/16/21 23:51
13C2-PFHxA (S) % 98 70-130 01/16/21 23:51
HFPO-DAS (S) % 87 70-130 01/16/21 23:51
NEtFOSAA-d5 (S) % 87 70-130 01/16/21 23:51

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3791787LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 148160 92 70-130
Perfluoroheptanoic acid ng/L 188160 118 70-130
Perfluorohexanesulfonic acid ng/L 162160 102 70-130
Perfluorononanoic acid ng/L 203160 127 70-130
Perfluorooctanesulfonic acid ng/L 160160 100 70-130
Perfluorooctanoic acid ng/L 178160 111 70-130
13C2-PFDA (S) % 105 70-130
13C2-PFHxA (S) % 94 70-130
HFPO-DAS (S) % 95 70-130
NEtFOSAA-d5 (S) % 87 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3791788LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.7J2 86 50-150
Perfluoroheptanoic acid ng/L 2.42 120 50-150
Perfluorohexanesulfonic acid ng/L 1.6J2 82 50-150
Perfluorononanoic acid ng/L 2.22 112 50-150
Perfluorooctanesulfonic acid ng/L 1.9J2 96 50-150
Perfluorooctanoic acid ng/L 2.12 104 50-150
13C2-PFDA (S) % 106 70-130
13C2-PFHxA (S) % 94 70-130
HFPO-DAS (S) % 86 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3791788LABORATORY CONTROL SAMPLE:
LCSSpike

NEtFOSAA-d5 (S) % 94 70-130

Parameter Units
MS

Result
% Rec
Limits Qual% RecConc.

3791789MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike
Result

35604305001

3791790

MSD
Result

MSD
% Rec RPD RPD

Max
MSDMS
Spike
Conc.

Perfluorobutanesulfonic
acid

ng/L 1.9 86 70-13082 4 301.9ND 2.1 2.0

Perfluoroheptanoic acid ng/L 1.9 126 70-130122 3 301.9ND 2.9 2.8
Perfluorohexanesulfonic
acid

ng/L 1.9 76 70-13072 301.9ND <1.9 <1.9

Perfluorononanoic acid ng/L 1.9 104 70-130102 2 301.9ND 2.0 1.9
Perfluorooctanesulfonic
acid

ng/L 1.9 80 70-13070 301.9ND <1.9 <1.9

Perfluorooctanoic acid ng/L 1.9 92 70-13088 4 301.9ND 2.1 2.0
13C2-PFDA (S) % 93 70-13095
13C2-PFHxA (S) % 96 70-13098
HFPO-DAS (S) % 91 70-13093
NEtFOSAA-d5 (S) % 94 70-13097
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QUALIFIERS

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

WORKORDER QUALIFIERS

WO: 70159030
REVISION 1:  Report re-issued on 2/22/21 to report Bacteria sample for N-02052.[1]

SAMPLE QUALIFIERS

Sample: 70159030001
REVISION 1:  Report re-issued on 2/22/21 to report Bacteria sample for N-02052.[1]

ANALYTE QUALIFIERS
Relative percent difference between results from each column was greater than 40%.  The lower of the two results was
reported.

C2

This analyte exceeded secondary source verification criteria low for the initial calibration. The reported results should be
considered an estimated value.

IL

Analyte recovery in the laboratory control sample (LCS) was above QC limits.  Results for this analyte in associated
samples may be biased high.

L1

Accreditation is not offered by the relevant laboratory accrediting body for this parameter.N3
The continuing calibration verification was above the method acceptance limit. Any detection for the analyte in the
associated samples may have a high bias.

v1
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70159030
POC/504/1,4 DIOX/PFAS 1/11

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70159030001 193474 193549GAC-02052 EPA 504.1 EPA 504.1
70159030002 193474 193549N-02052 EPA 504.1 EPA 504.1

70159030002 197467 197475N-02052 SM22 9223B Colilert SM22 9223B Colilert

70159030003 192653 192794NR-02052 SM22 9223B Colilert SM22 9223B Colilert

70159030001 193104 193222GAC-02052 EPA 522 EPA 522
70159030002 193104 193222N-02052 EPA 522 EPA 522

70159030001 193293GAC-02052 EPA 524.2
70159030002 193293N-02052 EPA 524.2

70159030001 696500 697310GAC-02052 EPA 537.1 EPA 537.1
70159030002 696500 697310N-02052 EPA 537.1 EPA 537.1
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February 03, 2021

LIMS USE: FR - SUPT.TAL VACCHIO
LIMS OBJECT ID: 70159865

70159865
Project:
Pace Project No.:

RE:

Supt.Tal Vacchio
Port Washington W.D.
P.O. BOX 432
Port Washington, NY 11050

BAC/NO3/1,4/POC/PFAS 1/19

Dear Supt.Tal Vacchio:

Enclosed are the analytical results for sample(s) received by the laboratory on January 19, 2021.  The results relate only to
the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville
• Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jennifer Aracri
jennifer.aracri@pacelabs.com

Project Manager
(631)694-3040

Enclosures

cc: Allen Fok, D & B Engineers
Jim Gildea, Port Washington W.D.
Jim Van Horn
Kevin Law, D & B Engineers
Bill Merklin, D & B Engineers
Lisa Ortiz, D&B
Reports User, Port Washington W.D.
Richard Zimbardi, Port Washington W.D.
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CERTIFICATIONS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236

Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Ohio DEP 87780
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158
Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435

Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
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SAMPLE SUMMARY

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Lab ID Sample ID Matrix Date Collected Date Received

70159865001 N-02030 Drinking Water 01/19/21 11:00 01/19/21 13:23

70159865002 GAC-02030 Drinking Water 01/19/21 10:02 01/19/21 13:23

70159865003 N-09809 Drinking Water 01/19/21 11:00 01/19/21 13:23

70159865004 GAC-09809 Drinking Water 01/19/21 10:22 01/19/21 13:23

70159865005 N-07551 Drinking Water 01/19/21 09:32 01/19/21 13:23

70159865006 N-07552 Drinking Water 01/19/21 09:22 01/19/21 13:23

70159865007 N-13510 Drinking Water 01/19/21 08:47 01/19/21 13:23

70159865008 AS-8/9/11 Drinking Water 01/19/21 09:43 01/19/21 13:23

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 3 of 43



#=SA#

SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

70159865001 N-02030 SM22 9223B Colilert 2 PACE-MVGFD

EPA 524.2 62 PACE-MVKGG

EPA 353.2 2 PACE-MVPGL

EPA 353.2 1 PACE-MVPGL

70159865002 GAC-02030 EPA 524.2 62 PACE-MVKGG

EPA 353.2 2 PACE-MVPGL

EPA 353.2 1 PACE-MVPGL

70159865003 N-09809 SM22 9223B Colilert 2 PACE-MVGFD

EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVKGG

EPA 537.1 9 PASI-OSWR

EPA 353.2 2 PACE-MVPGL

EPA 353.2 1 PACE-MVPGL

70159865004 GAC-09809 EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVKGG

EPA 537.1 9 PASI-OSWR

EPA 353.2 2 PACE-MVPGL

EPA 353.2 1 PACE-MVPGL

70159865005 N-07551 EPA 522 2 PACE-MVTJD

EPA 537.1 10 PASI-OCMB

70159865006 N-07552 EPA 522 2 PACE-MVTJD

EPA 537.1 9 PASI-OSWR

70159865007 N-13510 EPA 522 2 PACE-MVTJD

EPA 537.1 9 PASI-OSWR

70159865008 AS-8/9/11 EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVKGG

EPA 537.1 9 PASI-OSWR

PACE-MV = Pace Analytical Services - Melville
PASI-O = Pace Analytical Services - Ormond Beach
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: N-02030 Lab ID: 70159865001 Collected: 01/19/21 11:00 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: SM22 9223B Colilert  Preparation Method: SM22 9223B Colilert
Pace Analytical Services - Melville

MBIO Total Coliform DW

Total Coliforms Absent 01/20/21 12:1201/19/21 18:121
E.coli Absent 01/20/21 12:1201/19/21 18:121

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 02/01/21 16:45 71-43-20.50 1
Bromobenzene <0.50 ug/L 02/01/21 16:45 108-86-10.50 1
Bromochloromethane <0.50 ug/L 02/01/21 16:45 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 02/01/21 16:45 75-27-40.50 1
Bromoform <0.50 ug/L 02/01/21 16:45 75-25-20.50 1
Bromomethane <0.50 ug/L 02/01/21 16:45 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 02/01/21 16:45 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 02/01/21 16:45 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 02/01/21 16:45 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 02/01/21 16:45 56-23-50.50 1
Chlorobenzene <0.50 ug/L 02/01/21 16:45 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 02/01/21 16:45 75-45-6 IL,N30.50 1
Chloroethane <0.50 ug/L 02/01/21 16:45 75-00-30.50 1
Chloroform <0.50 ug/L 02/01/21 16:45 67-66-30.50 1
Chloromethane <0.50 ug/L 02/01/21 16:45 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 02/01/21 16:45 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 02/01/21 16:45 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 02/01/21 16:45 124-48-10.50 1
Dibromomethane <0.50 ug/L 02/01/21 16:45 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 02/01/21 16:45 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 02/01/21 16:45 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 02/01/21 16:45 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 02/01/21 16:45 75-71-8 v30.50 1
1,1-Dichloroethane <0.50 ug/L 02/01/21 16:45 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 02/01/21 16:45 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 02/01/21 16:45 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 02/01/21 16:45 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 02/01/21 16:45 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 02/01/21 16:45 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 02/01/21 16:45 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 02/01/21 16:45 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 02/01/21 16:45 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 02/01/21 16:45 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 02/01/21 16:45 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 02/01/21 16:45 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 02/01/21 16:45 87-68-3 L20.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 02/01/21 16:45 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 02/01/21 16:45 99-87-60.50 1
Methylene Chloride <0.50 ug/L 02/01/21 16:45 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 02/01/21 16:45 1634-04-4 L20.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: N-02030 Lab ID: 70159865001 Collected: 01/19/21 11:00 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

n-Propylbenzene <0.50 ug/L 02/01/21 16:45 103-65-10.50 1
Styrene <0.50 ug/L 02/01/21 16:45 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 02/01/21 16:45 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 02/01/21 16:45 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 02/01/21 16:45 127-18-40.50 1
Toluene <0.50 ug/L 02/01/21 16:45 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 02/01/21 16:450.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 02/01/21 16:45 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 02/01/21 16:45 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 02/01/21 16:45 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 02/01/21 16:45 79-00-50.50 1
Trichloroethene <0.50 ug/L 02/01/21 16:45 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 02/01/21 16:45 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 02/01/21 16:45 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 02/01/21 16:45 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 02/01/21 16:45 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 02/01/21 16:45 108-67-80.50 1
Vinyl chloride <0.50 ug/L 02/01/21 16:45 75-01-40.50 1
m&p-Xylene <0.50 ug/L 02/01/21 16:45 179601-23-10.50 1
o-Xylene <0.50 ug/L 02/01/21 16:45 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 95 % 02/01/21 16:45 2199-69-170-130 1
4-Bromofluorobenzene (S) 104 % 02/01/21 16:45 460-00-470-130 1

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2/NO3 unpres

Nitrate as N 2.9 mg/L 01/19/21 21:38 14797-55-80.25 5
Nitrate-Nitrite (as N) 2.9 mg/L 01/19/21 21:38 7727-37-90.25 5

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2

Nitrite as N <0.050 mg/L 01/19/21 20:15 14797-65-00.050 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 02/03/2021 12:12 PM

Pace Analytical Services, LLC
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: GAC-02030 Lab ID: 70159865002 Collected: 01/19/21 10:02 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 02/01/21 15:28 71-43-20.50 1
Bromobenzene <0.50 ug/L 02/01/21 15:28 108-86-10.50 1
Bromochloromethane <0.50 ug/L 02/01/21 15:28 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 02/01/21 15:28 75-27-40.50 1
Bromoform <0.50 ug/L 02/01/21 15:28 75-25-20.50 1
Bromomethane <0.50 ug/L 02/01/21 15:28 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 02/01/21 15:28 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 02/01/21 15:28 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 02/01/21 15:28 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 02/01/21 15:28 56-23-50.50 1
Chlorobenzene <0.50 ug/L 02/01/21 15:28 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 02/01/21 15:28 75-45-6 IL,N30.50 1
Chloroethane <0.50 ug/L 02/01/21 15:28 75-00-30.50 1
Chloroform <0.50 ug/L 02/01/21 15:28 67-66-30.50 1
Chloromethane <0.50 ug/L 02/01/21 15:28 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 02/01/21 15:28 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 02/01/21 15:28 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 02/01/21 15:28 124-48-10.50 1
Dibromomethane <0.50 ug/L 02/01/21 15:28 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 02/01/21 15:28 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 02/01/21 15:28 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 02/01/21 15:28 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 02/01/21 15:28 75-71-8 v30.50 1
1,1-Dichloroethane <0.50 ug/L 02/01/21 15:28 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 02/01/21 15:28 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 02/01/21 15:28 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 02/01/21 15:28 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 02/01/21 15:28 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 02/01/21 15:28 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 02/01/21 15:28 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 02/01/21 15:28 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 02/01/21 15:28 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 02/01/21 15:28 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 02/01/21 15:28 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 02/01/21 15:28 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 02/01/21 15:28 87-68-3 L20.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 02/01/21 15:28 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 02/01/21 15:28 99-87-60.50 1
Methylene Chloride <0.50 ug/L 02/01/21 15:28 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 02/01/21 15:28 1634-04-4 L20.50 1
n-Propylbenzene <0.50 ug/L 02/01/21 15:28 103-65-10.50 1
Styrene <0.50 ug/L 02/01/21 15:28 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 02/01/21 15:28 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 02/01/21 15:28 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 02/01/21 15:28 127-18-40.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: GAC-02030 Lab ID: 70159865002 Collected: 01/19/21 10:02 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Toluene <0.50 ug/L 02/01/21 15:28 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 02/01/21 15:280.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 02/01/21 15:28 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 02/01/21 15:28 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 02/01/21 15:28 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 02/01/21 15:28 79-00-50.50 1
Trichloroethene <0.50 ug/L 02/01/21 15:28 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 02/01/21 15:28 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 02/01/21 15:28 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 02/01/21 15:28 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 02/01/21 15:28 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 02/01/21 15:28 108-67-80.50 1
Vinyl chloride <0.50 ug/L 02/01/21 15:28 75-01-40.50 1
m&p-Xylene <0.50 ug/L 02/01/21 15:28 179601-23-10.50 1
o-Xylene <0.50 ug/L 02/01/21 15:28 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 95 % 02/01/21 15:28 2199-69-170-130 1
4-Bromofluorobenzene (S) 101 % 02/01/21 15:28 460-00-470-130 1

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2/NO3 unpres

Nitrate as N 3.0 mg/L 01/19/21 21:44 14797-55-80.25 5
Nitrate-Nitrite (as N) 3.0 mg/L 01/19/21 21:44 7727-37-90.25 5

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2

Nitrite as N <0.050 mg/L 01/19/21 20:16 14797-65-00.050 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: N-09809 Lab ID: 70159865003 Collected: 01/19/21 11:00 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: SM22 9223B Colilert  Preparation Method: SM22 9223B Colilert
Pace Analytical Services - Melville

MBIO Total Coliform DW

Total Coliforms Absent 01/20/21 12:1201/19/21 18:121
E.coli Absent 01/20/21 12:1201/19/21 18:121

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.79 ug/L 01/29/21 11:30 123-91-101/28/21 12:040.020 1
Surrogates
1,4-Dioxane-d8 (S) 105 % 01/29/21 11:3001/28/21 12:0470-130 1

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 02/01/21 17:11 71-43-20.50 1
Bromobenzene <0.50 ug/L 02/01/21 17:11 108-86-10.50 1
Bromochloromethane <0.50 ug/L 02/01/21 17:11 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 02/01/21 17:11 75-27-40.50 1
Bromoform <0.50 ug/L 02/01/21 17:11 75-25-20.50 1
Bromomethane <0.50 ug/L 02/01/21 17:11 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 02/01/21 17:11 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 02/01/21 17:11 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 02/01/21 17:11 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 02/01/21 17:11 56-23-50.50 1
Chlorobenzene <0.50 ug/L 02/01/21 17:11 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 02/01/21 17:11 75-45-6 IL,N30.50 1
Chloroethane <0.50 ug/L 02/01/21 17:11 75-00-30.50 1
Chloroform <0.50 ug/L 02/01/21 17:11 67-66-30.50 1
Chloromethane <0.50 ug/L 02/01/21 17:11 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 02/01/21 17:11 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 02/01/21 17:11 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 02/01/21 17:11 124-48-10.50 1
Dibromomethane <0.50 ug/L 02/01/21 17:11 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 02/01/21 17:11 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 02/01/21 17:11 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 02/01/21 17:11 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 02/01/21 17:11 75-71-8 v30.50 1
1,1-Dichloroethane 0.78 ug/L 02/01/21 17:11 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 02/01/21 17:11 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 02/01/21 17:11 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 02/01/21 17:11 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 02/01/21 17:11 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 02/01/21 17:11 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 02/01/21 17:11 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 02/01/21 17:11 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 02/01/21 17:11 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 02/01/21 17:11 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 02/01/21 17:11 10061-02-60.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: N-09809 Lab ID: 70159865003 Collected: 01/19/21 11:00 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Ethylbenzene <0.50 ug/L 02/01/21 17:11 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 02/01/21 17:11 87-68-3 L20.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 02/01/21 17:11 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 02/01/21 17:11 99-87-60.50 1
Methylene Chloride <0.50 ug/L 02/01/21 17:11 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 02/01/21 17:11 1634-04-4 L20.50 1
n-Propylbenzene <0.50 ug/L 02/01/21 17:11 103-65-10.50 1
Styrene <0.50 ug/L 02/01/21 17:11 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 02/01/21 17:11 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 02/01/21 17:11 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 02/01/21 17:11 127-18-40.50 1
Toluene <0.50 ug/L 02/01/21 17:11 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 02/01/21 17:110.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 02/01/21 17:11 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 02/01/21 17:11 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 02/01/21 17:11 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 02/01/21 17:11 79-00-50.50 1
Trichloroethene <0.50 ug/L 02/01/21 17:11 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 02/01/21 17:11 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 02/01/21 17:11 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 02/01/21 17:11 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 02/01/21 17:11 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 02/01/21 17:11 108-67-80.50 1
Vinyl chloride <0.50 ug/L 02/01/21 17:11 75-01-40.50 1
m&p-Xylene <0.50 ug/L 02/01/21 17:11 179601-23-10.50 1
o-Xylene <0.50 ug/L 02/01/21 17:11 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 95 % 02/01/21 17:11 2199-69-170-130 1
4-Bromofluorobenzene (S) 100 % 02/01/21 17:11 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 01/24/21 23:47 375-73-501/22/21 16:151.8 1
Perfluoroheptanoic acid <1.8 ng/L 01/24/21 23:47 375-85-901/22/21 16:151.8 1
Perfluorohexanesulfonic acid <1.8 ng/L 01/24/21 23:47 355-46-401/22/21 16:151.8 1
Perfluorononanoic acid <1.8 ng/L 01/24/21 23:47 375-95-101/22/21 16:151.8 1
Perfluorooctanesulfonic acid <1.8 ng/L 01/24/21 23:47 1763-23-101/22/21 16:15101.8 1
Perfluorooctanoic acid <1.8 ng/L 01/24/21 23:47 335-67-101/22/21 16:15101.8 1
Surrogates
13C2-PFDA (S) 103 % 01/24/21 23:4701/22/21 16:1570-130 1
13C2-PFHxA (S) 103 % 01/24/21 23:4701/22/21 16:1570-130 1
HFPO-DAS (S) 105 % 01/24/21 23:4701/22/21 16:1570-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: N-09809 Lab ID: 70159865003 Collected: 01/19/21 11:00 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2/NO3 unpres

Nitrate as N 5.1 mg/L 01/19/21 21:45 14797-55-80.25 5
Nitrate-Nitrite (as N) 5.1 mg/L 01/19/21 21:45 7727-37-90.25 5

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2

Nitrite as N <0.050 mg/L 01/19/21 20:17 14797-65-00.050 1

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: GAC-09809 Lab ID: 70159865004 Collected: 01/19/21 10:22 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.81 ug/L 01/29/21 11:48 123-91-101/28/21 12:040.020 1
Surrogates
1,4-Dioxane-d8 (S) 104 % 01/29/21 11:4801/28/21 12:0470-130 1

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 02/01/21 15:54 71-43-20.50 1
Bromobenzene <0.50 ug/L 02/01/21 15:54 108-86-10.50 1
Bromochloromethane <0.50 ug/L 02/01/21 15:54 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 02/01/21 15:54 75-27-40.50 1
Bromoform <0.50 ug/L 02/01/21 15:54 75-25-20.50 1
Bromomethane <0.50 ug/L 02/01/21 15:54 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 02/01/21 15:54 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 02/01/21 15:54 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 02/01/21 15:54 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 02/01/21 15:54 56-23-50.50 1
Chlorobenzene <0.50 ug/L 02/01/21 15:54 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 02/01/21 15:54 75-45-6 IL,N30.50 1
Chloroethane <0.50 ug/L 02/01/21 15:54 75-00-30.50 1
Chloroform <0.50 ug/L 02/01/21 15:54 67-66-30.50 1
Chloromethane <0.50 ug/L 02/01/21 15:54 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 02/01/21 15:54 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 02/01/21 15:54 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 02/01/21 15:54 124-48-10.50 1
Dibromomethane <0.50 ug/L 02/01/21 15:54 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 02/01/21 15:54 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 02/01/21 15:54 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 02/01/21 15:54 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 02/01/21 15:54 75-71-8 v30.50 1
1,1-Dichloroethane 0.99 ug/L 02/01/21 15:54 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 02/01/21 15:54 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 02/01/21 15:54 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 02/01/21 15:54 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 02/01/21 15:54 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 02/01/21 15:54 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 02/01/21 15:54 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 02/01/21 15:54 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 02/01/21 15:54 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 02/01/21 15:54 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 02/01/21 15:54 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 02/01/21 15:54 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 02/01/21 15:54 87-68-3 L20.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 02/01/21 15:54 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 02/01/21 15:54 99-87-60.50 1
Methylene Chloride <0.50 ug/L 02/01/21 15:54 75-09-20.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: GAC-09809 Lab ID: 70159865004 Collected: 01/19/21 10:22 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Methyl-tert-butyl ether <0.50 ug/L 02/01/21 15:54 1634-04-4 L20.50 1
n-Propylbenzene <0.50 ug/L 02/01/21 15:54 103-65-10.50 1
Styrene <0.50 ug/L 02/01/21 15:54 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 02/01/21 15:54 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 02/01/21 15:54 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 02/01/21 15:54 127-18-40.50 1
Toluene <0.50 ug/L 02/01/21 15:54 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 02/01/21 15:540.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 02/01/21 15:54 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 02/01/21 15:54 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 02/01/21 15:54 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 02/01/21 15:54 79-00-50.50 1
Trichloroethene <0.50 ug/L 02/01/21 15:54 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 02/01/21 15:54 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 02/01/21 15:54 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 02/01/21 15:54 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 02/01/21 15:54 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 02/01/21 15:54 108-67-80.50 1
Vinyl chloride <0.50 ug/L 02/01/21 15:54 75-01-40.50 1
m&p-Xylene <0.50 ug/L 02/01/21 15:54 179601-23-10.50 1
o-Xylene <0.50 ug/L 02/01/21 15:54 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 95 % 02/01/21 15:54 2199-69-170-130 1
4-Bromofluorobenzene (S) 100 % 02/01/21 15:54 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.9 ng/L 01/24/21 23:29 375-73-501/22/21 16:151.9 1
Perfluoroheptanoic acid <1.9 ng/L 01/24/21 23:29 375-85-901/22/21 16:151.9 1
Perfluorohexanesulfonic acid <1.9 ng/L 01/24/21 23:29 355-46-401/22/21 16:151.9 1
Perfluorononanoic acid <1.9 ng/L 01/24/21 23:29 375-95-101/22/21 16:151.9 1
Perfluorooctanesulfonic acid <1.9 ng/L 01/24/21 23:29 1763-23-101/22/21 16:15101.9 1
Perfluorooctanoic acid <1.9 ng/L 01/24/21 23:29 335-67-101/22/21 16:15101.9 1
Surrogates
13C2-PFDA (S) 98 % 01/24/21 23:2901/22/21 16:1570-130 1
13C2-PFHxA (S) 98 % 01/24/21 23:2901/22/21 16:1570-130 1
HFPO-DAS (S) 100 % 01/24/21 23:2901/22/21 16:1570-130 1

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2/NO3 unpres

Nitrate as N 5.3 mg/L 01/19/21 21:46 14797-55-80.25 5
Nitrate-Nitrite (as N) 5.3 mg/L 01/19/21 21:46 7727-37-90.25 5
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: GAC-09809 Lab ID: 70159865004 Collected: 01/19/21 10:22 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2

Nitrite as N <0.050 mg/L 01/19/21 20:22 14797-65-00.050 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: N-07551 Lab ID: 70159865005 Collected: 01/19/21 09:32 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.48 ug/L 01/29/21 12:07 123-91-101/28/21 12:040.020 1
Surrogates
1,4-Dioxane-d8 (S) 104 % 01/29/21 12:0701/28/21 12:0470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.9 ng/L 01/30/21 01:40 375-73-501/26/21 09:481.9 1
Perfluoroheptanoic acid 2.6 ng/L 01/30/21 01:40 375-85-901/26/21 09:481.9 1
Perfluorohexanesulfonic acid 3.7 ng/L 01/30/21 01:40 355-46-401/26/21 09:481.9 1
Perfluorononanoic acid <1.9 ng/L 01/30/21 01:40 375-95-101/26/21 09:481.9 1
Perfluorooctanesulfonic acid 3.8 ng/L 01/30/21 01:40 1763-23-101/26/21 09:48101.9 1
Perfluorooctanoic acid 6.5 ng/L 01/30/21 01:40 335-67-101/26/21 09:48101.9 1
Surrogates
13C2-PFDA (S) 93 % 01/30/21 01:4001/26/21 09:4870-130 1
13C2-PFHxA (S) 101 % 01/30/21 01:4001/26/21 09:4870-130 1
NEtFOSAA-d5 (S) 103 % 01/30/21 01:4001/26/21 09:4870-130 1
HFPO-DAS (S) 82 % 01/30/21 01:4001/26/21 09:4870-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: N-07552 Lab ID: 70159865006 Collected: 01/19/21 09:22 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 5.8 ug/L 02/02/21 13:41 123-91-101/28/21 12:040.20 10
Surrogates
1,4-Dioxane-d8 (S) 105 % 02/02/21 13:4101/28/21 12:0470-130 10

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <2.0 ng/L 01/24/21 22:14 375-73-501/22/21 16:152.0 1
Perfluoroheptanoic acid 2.3 ng/L 01/24/21 22:14 375-85-901/22/21 16:152.0 1
Perfluorohexanesulfonic acid 3.6 ng/L 01/24/21 22:14 355-46-401/22/21 16:152.0 1
Perfluorononanoic acid 6.5 ng/L 01/24/21 22:14 375-95-101/22/21 16:152.0 1
Perfluorooctanesulfonic acid 6.0 ng/L 01/24/21 22:14 1763-23-101/22/21 16:15102.0 1
Perfluorooctanoic acid 5.8 ng/L 01/24/21 22:14 335-67-101/22/21 16:15102.0 1
Surrogates
13C2-PFDA (S) 103 % 01/24/21 22:1401/22/21 16:1570-130 1
13C2-PFHxA (S) 103 % 01/24/21 22:1401/22/21 16:1570-130 1
HFPO-DAS (S) 98 % 01/24/21 22:1401/22/21 16:1570-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: N-13510 Lab ID: 70159865007 Collected: 01/19/21 08:47 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.26 ug/L 01/29/21 13:04 123-91-101/28/21 12:040.020 1
Surrogates
1,4-Dioxane-d8 (S) 103 % 01/29/21 13:0401/28/21 12:0470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.9 ng/L 01/24/21 21:55 375-73-501/22/21 16:151.9 1
Perfluoroheptanoic acid <1.9 ng/L 01/24/21 21:55 375-85-901/22/21 16:151.9 1
Perfluorohexanesulfonic acid 2.3 ng/L 01/24/21 21:55 355-46-401/22/21 16:151.9 1
Perfluorononanoic acid <1.9 ng/L 01/24/21 21:55 375-95-101/22/21 16:151.9 1
Perfluorooctanesulfonic acid 3.7 ng/L 01/24/21 21:55 1763-23-101/22/21 16:15101.9 1
Perfluorooctanoic acid 4.0 ng/L 01/24/21 21:55 335-67-101/22/21 16:15101.9 1
Surrogates
13C2-PFDA (S) 105 % 01/24/21 21:5501/22/21 16:1570-130 1
13C2-PFHxA (S) 105 % 01/24/21 21:5501/22/21 16:1570-130 1
HFPO-DAS (S) 106 % 01/24/21 21:5501/22/21 16:1570-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: AS-8/9/11 Lab ID: 70159865008 Collected: 01/19/21 09:43 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 1.9 ug/L 01/29/21 13:23 123-91-101/28/21 12:040.020 1
Surrogates
1,4-Dioxane-d8 (S) 101 % 01/29/21 13:2301/28/21 12:0470-130 1

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 02/01/21 16:19 71-43-20.50 1
Bromobenzene <0.50 ug/L 02/01/21 16:19 108-86-10.50 1
Bromochloromethane <0.50 ug/L 02/01/21 16:19 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 02/01/21 16:19 75-27-40.50 1
Bromoform <0.50 ug/L 02/01/21 16:19 75-25-20.50 1
Bromomethane <0.50 ug/L 02/01/21 16:19 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 02/01/21 16:19 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 02/01/21 16:19 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 02/01/21 16:19 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 02/01/21 16:19 56-23-50.50 1
Chlorobenzene <0.50 ug/L 02/01/21 16:19 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 02/01/21 16:19 75-45-6 IL,N30.50 1
Chloroethane <0.50 ug/L 02/01/21 16:19 75-00-30.50 1
Chloroform <0.50 ug/L 02/01/21 16:19 67-66-30.50 1
Chloromethane <0.50 ug/L 02/01/21 16:19 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 02/01/21 16:19 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 02/01/21 16:19 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 02/01/21 16:19 124-48-10.50 1
Dibromomethane <0.50 ug/L 02/01/21 16:19 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 02/01/21 16:19 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 02/01/21 16:19 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 02/01/21 16:19 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 02/01/21 16:19 75-71-8 v30.50 1
1,1-Dichloroethane <0.50 ug/L 02/01/21 16:19 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 02/01/21 16:19 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 02/01/21 16:19 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 02/01/21 16:19 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 02/01/21 16:19 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 02/01/21 16:19 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 02/01/21 16:19 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 02/01/21 16:19 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 02/01/21 16:19 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 02/01/21 16:19 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 02/01/21 16:19 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 02/01/21 16:19 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 02/01/21 16:19 87-68-3 L20.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 02/01/21 16:19 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 02/01/21 16:19 99-87-60.50 1
Methylene Chloride <0.50 ug/L 02/01/21 16:19 75-09-20.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Sample: AS-8/9/11 Lab ID: 70159865008 Collected: 01/19/21 09:43 Received: 01/19/21 13:23 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Methyl-tert-butyl ether <0.50 ug/L 02/01/21 16:19 1634-04-4 L20.50 1
n-Propylbenzene <0.50 ug/L 02/01/21 16:19 103-65-10.50 1
Styrene <0.50 ug/L 02/01/21 16:19 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 02/01/21 16:19 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 02/01/21 16:19 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 02/01/21 16:19 127-18-40.50 1
Toluene <0.50 ug/L 02/01/21 16:19 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 02/01/21 16:190.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 02/01/21 16:19 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 02/01/21 16:19 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 02/01/21 16:19 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 02/01/21 16:19 79-00-50.50 1
Trichloroethene <0.50 ug/L 02/01/21 16:19 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 02/01/21 16:19 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 02/01/21 16:19 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 02/01/21 16:19 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 02/01/21 16:19 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 02/01/21 16:19 108-67-80.50 1
Vinyl chloride <0.50 ug/L 02/01/21 16:19 75-01-40.50 1
m&p-Xylene <0.50 ug/L 02/01/21 16:19 179601-23-10.50 1
o-Xylene <0.50 ug/L 02/01/21 16:19 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 94 % 02/01/21 16:19 2199-69-170-130 1
4-Bromofluorobenzene (S) 102 % 02/01/21 16:19 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.9 ng/L 01/24/21 23:10 375-73-501/22/21 16:151.9 1
Perfluoroheptanoic acid 2.0 ng/L 01/24/21 23:10 375-85-901/22/21 16:151.9 1
Perfluorohexanesulfonic acid 3.4 ng/L 01/24/21 23:10 355-46-401/22/21 16:151.9 1
Perfluorononanoic acid 2.4 ng/L 01/24/21 23:10 375-95-101/22/21 16:151.9 1
Perfluorooctanesulfonic acid 4.9 ng/L 01/24/21 23:10 1763-23-101/22/21 16:15101.9 1
Perfluorooctanoic acid 5.1 ng/L 01/24/21 23:10 335-67-101/22/21 16:15101.9 1
Surrogates
13C2-PFDA (S) 99 % 01/24/21 23:1001/22/21 16:1570-130 1
13C2-PFHxA (S) 99 % 01/24/21 23:1001/22/21 16:1570-130 1
HFPO-DAS (S) 104 % 01/24/21 23:1001/22/21 16:1570-130 1
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

193612
SM22 9223B Colilert

SM22 9223B Colilert
TotColDW MBIO Total Coliform

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159865001, 70159865003

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 949832
Associated Lab Samples: 70159865001, 70159865003

Matrix: Drinking Water

Analyzed

E.coli Absent 01/20/21 12:12
Total Coliforms Absent 01/20/21 12:12

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159923004
949833SAMPLE DUPLICATE:

E.coli AbsentAbsent
Total Coliforms AbsentAbsent
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

194900
EPA 524.2

EPA 524.2
524.2 MSV

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159865001, 70159865002, 70159865003, 70159865004, 70159865008

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 956455
Associated Lab Samples: 70159865001, 70159865002, 70159865003, 70159865004, 70159865008

Matrix: Water

Analyzed

1,1,1,2-Tetrachloroethane ug/L <0.50 0.50 02/01/21 07:57
1,1,1-Trichloroethane ug/L <0.50 0.50 02/01/21 07:57
1,1,2,2-Tetrachloroethane ug/L <0.50 0.50 02/01/21 07:57
1,1,2-Trichloroethane ug/L <0.50 0.50 02/01/21 07:57
1,1,2-Trichlorotrifluoroethane ug/L <0.50 0.50 N302/01/21 07:57
1,1-Dichloroethane ug/L <0.50 0.50 02/01/21 07:57
1,1-Dichloroethene ug/L <0.50 0.50 02/01/21 07:57
1,1-Dichloropropene ug/L <0.50 0.50 02/01/21 07:57
1,2,3-Trichlorobenzene ug/L <0.50 0.50 02/01/21 07:57
1,2,3-Trichloropropane ug/L <0.50 0.50 02/01/21 07:57
1,2,4-Trichlorobenzene ug/L <0.50 0.50 02/01/21 07:57
1,2,4-Trimethylbenzene ug/L <0.50 0.50 02/01/21 07:57
1,2-Dichlorobenzene ug/L <0.50 0.50 02/01/21 07:57
1,2-Dichloroethane ug/L <0.50 0.50 02/01/21 07:57
1,2-Dichloropropane ug/L <0.50 0.50 02/01/21 07:57
1,3,5-Trimethylbenzene ug/L <0.50 0.50 02/01/21 07:57
1,3-Dichlorobenzene ug/L <0.50 0.50 02/01/21 07:57
1,3-Dichloropropane ug/L <0.50 0.50 02/01/21 07:57
1,4-Dichlorobenzene ug/L <0.50 0.50 02/01/21 07:57
2,2-Dichloropropane ug/L <0.50 0.50 02/01/21 07:57
2-Chlorotoluene ug/L <0.50 0.50 02/01/21 07:57
4-Chlorotoluene ug/L <0.50 0.50 02/01/21 07:57
Benzene ug/L <0.50 0.50 02/01/21 07:57
Bromobenzene ug/L <0.50 0.50 02/01/21 07:57
Bromochloromethane ug/L <0.50 0.50 02/01/21 07:57
Bromodichloromethane ug/L <0.50 0.50 02/01/21 07:57
Bromoform ug/L <0.50 0.50 02/01/21 07:57
Bromomethane ug/L <0.50 0.50 02/01/21 07:57
Carbon tetrachloride ug/L <0.50 0.50 02/01/21 07:57
Chlorobenzene ug/L <0.50 0.50 02/01/21 07:57
Chlorodifluoromethane ug/L <0.50 0.50 IL,N302/01/21 07:57
Chloroethane ug/L <0.50 0.50 02/01/21 07:57
Chloroform ug/L <0.50 0.50 02/01/21 07:57
Chloromethane ug/L <0.50 0.50 02/01/21 07:57
cis-1,2-Dichloroethene ug/L <0.50 0.50 02/01/21 07:57
cis-1,3-Dichloropropene ug/L <0.50 0.50 02/01/21 07:57
Dibromochloromethane ug/L <0.50 0.50 02/01/21 07:57
Dibromomethane ug/L <0.50 0.50 02/01/21 07:57
Dichlorodifluoromethane ug/L <0.50 0.50 v302/01/21 07:57
Ethylbenzene ug/L <0.50 0.50 02/01/21 07:57
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 956455
Associated Lab Samples: 70159865001, 70159865002, 70159865003, 70159865004, 70159865008

Matrix: Water

Analyzed

Hexachloro-1,3-butadiene ug/L <0.50 0.50 02/01/21 07:57
Isopropylbenzene (Cumene) ug/L <0.50 0.50 02/01/21 07:57
m&p-Xylene ug/L <0.50 0.50 02/01/21 07:57
Methyl-tert-butyl ether ug/L <0.50 0.50 02/01/21 07:57
Methylene Chloride ug/L <0.50 0.50 02/01/21 07:57
n-Butylbenzene ug/L <0.50 0.50 02/01/21 07:57
n-Propylbenzene ug/L <0.50 0.50 02/01/21 07:57
o-Xylene ug/L <0.50 0.50 02/01/21 07:57
p-Isopropyltoluene ug/L <0.50 0.50 02/01/21 07:57
sec-Butylbenzene ug/L <0.50 0.50 02/01/21 07:57
Styrene ug/L <0.50 0.50 02/01/21 07:57
tert-Butylbenzene ug/L <0.50 0.50 02/01/21 07:57
Tetrachloroethene ug/L <0.50 0.50 02/01/21 07:57
Toluene ug/L <0.50 0.50 02/01/21 07:57
Total Trihalomethanes (Calc.) ug/L <0.50 0.50 02/01/21 07:57
trans-1,2-Dichloroethene ug/L <0.50 0.50 02/01/21 07:57
trans-1,3-Dichloropropene ug/L <0.50 0.50 02/01/21 07:57
Trichloroethene ug/L <0.50 0.50 02/01/21 07:57
Trichlorofluoromethane ug/L <0.50 0.50 02/01/21 07:57
Vinyl chloride ug/L <0.50 0.50 02/01/21 07:57
1,2-Dichlorobenzene-d4 (S) % 97 70-130 02/01/21 07:57
4-Bromofluorobenzene (S) % 102 70-130 02/01/21 07:57

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

956456LABORATORY CONTROL SAMPLE:
LCSSpike

1,1,1,2-Tetrachloroethane ug/L 8.910 89 70-130
1,1,1-Trichloroethane ug/L 9.310 93 70-130
1,1,2,2-Tetrachloroethane ug/L 8.410 84 70-130
1,1,2-Trichloroethane ug/L 8.410 84 70-130
1,1,2-Trichlorotrifluoroethane ug/L 13.0 N310 130 70-130
1,1-Dichloroethane ug/L 7.810 78 70-130
1,1-Dichloroethene ug/L 9.810 98 70-130
1,1-Dichloropropene ug/L 9.010 90 70-130
1,2,3-Trichlorobenzene ug/L 8.610 86 70-130
1,2,3-Trichloropropane ug/L 9.210 92 70-130
1,2,4-Trichlorobenzene ug/L 9.410 94 70-130
1,2,4-Trimethylbenzene ug/L 9.910 99 70-130
1,2-Dichlorobenzene ug/L 8.810 88 70-130
1,2-Dichloroethane ug/L 7.810 78 70-130
1,2-Dichloropropane ug/L 8.210 82 70-130
1,3,5-Trimethylbenzene ug/L 9.910 99 70-130
1,3-Dichlorobenzene ug/L 8.910 89 70-130
1,3-Dichloropropane ug/L 8.310 83 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

956456LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dichlorobenzene ug/L 8.810 88 70-130
2,2-Dichloropropane ug/L 8.810 88 70-130
2-Chlorotoluene ug/L 9.410 94 70-130
4-Chlorotoluene ug/L 9.210 92 70-130
Benzene ug/L 8.810 88 70-130
Bromobenzene ug/L 9.110 91 70-130
Bromochloromethane ug/L 9.310 93 70-130
Bromodichloromethane ug/L 8.910 89 70-130
Bromoform ug/L 11.110 111 70-130
Bromomethane ug/L 9.010 90 70-130
Carbon tetrachloride ug/L 9.410 94 70-130
Chlorobenzene ug/L 9.810 98 70-130
Chlorodifluoromethane ug/L 11.3 IL,N310 113 70-130
Chloroethane ug/L 8.310 83 70-130
Chloroform ug/L 8.710 87 70-130
Chloromethane ug/L 7.610 76 70-130
cis-1,2-Dichloroethene ug/L 8.710 87 70-130
cis-1,3-Dichloropropene ug/L 8.610 86 70-130
Dibromochloromethane ug/L 9.310 93 70-130
Dibromomethane ug/L 8.710 87 70-130
Dichlorodifluoromethane ug/L 7.1 v310 71 70-130
Ethylbenzene ug/L 9.810 98 70-130
Hexachloro-1,3-butadiene ug/L 6.5 L210 65 70-130
Isopropylbenzene (Cumene) ug/L 9.910 99 70-130
m&p-Xylene ug/L 18.620 93 70-130
Methyl-tert-butyl ether ug/L 6.4 L210 64 70-130
Methylene Chloride ug/L 9.110 91 70-130
n-Butylbenzene ug/L 10.110 101 70-130
n-Propylbenzene ug/L 9.710 97 70-130
o-Xylene ug/L 9.710 97 70-130
p-Isopropyltoluene ug/L 9.810 98 70-130
sec-Butylbenzene ug/L 9.710 97 70-130
Styrene ug/L 9.910 99 70-130
tert-Butylbenzene ug/L 9.610 96 70-130
Tetrachloroethene ug/L 9.410 94 70-130
Toluene ug/L 9.710 97 70-130
Total Trihalomethanes (Calc.) ug/L 38.0
trans-1,2-Dichloroethene ug/L 8.810 88 70-130
trans-1,3-Dichloropropene ug/L 8.610 86 70-130
Trichloroethene ug/L 9.410 94 70-130
Trichlorofluoromethane ug/L 12.010 120 70-130
Vinyl chloride ug/L 7.710 77 70-130
1,2-Dichlorobenzene-d4 (S) % 94 70-130
4-Bromofluorobenzene (S) % 105 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70160261001
956645SAMPLE DUPLICATE:

1,1,1,2-Tetrachloroethane ug/L <0.50 20<0.50
1,1,1-Trichloroethane ug/L <0.50 20<0.50
1,1,2,2-Tetrachloroethane ug/L <0.50 20<0.50
1,1,2-Trichloroethane ug/L <0.50 20<0.50
1,1,2-Trichlorotrifluoroethane ug/L <0.50 N320<0.50
1,1-Dichloroethane ug/L <0.50 20<0.50
1,1-Dichloroethene ug/L <0.50 20<0.50
1,1-Dichloropropene ug/L <0.50 20<0.50
1,2,3-Trichlorobenzene ug/L <0.50 20<0.50
1,2,3-Trichloropropane ug/L <0.50 20<0.50
1,2,4-Trichlorobenzene ug/L <0.50 20<0.50
1,2,4-Trimethylbenzene ug/L <0.50 20<0.50
1,2-Dichlorobenzene ug/L <0.50 20<0.50
1,2-Dichloroethane ug/L <0.50 20<0.50
1,2-Dichloropropane ug/L <0.50 20<0.50
1,3,5-Trimethylbenzene ug/L <0.50 20<0.50
1,3-Dichlorobenzene ug/L <0.50 20<0.50
1,3-Dichloropropane ug/L <0.50 20<0.50
1,4-Dichlorobenzene ug/L <0.50 20<0.50
2,2-Dichloropropane ug/L <0.50 20<0.50
2-Chlorotoluene ug/L <0.50 20<0.50
4-Chlorotoluene ug/L <0.50 20<0.50
Benzene ug/L <0.50 20<0.50
Bromobenzene ug/L <0.50 20<0.50
Bromochloromethane ug/L <0.50 20<0.50
Bromodichloromethane ug/L <0.50 20<0.50
Bromoform ug/L <0.50 20<0.50
Bromomethane ug/L <0.50 20<0.50
Carbon tetrachloride ug/L <0.50 20<0.50
Chlorobenzene ug/L <0.50 20<0.50
Chlorodifluoromethane ug/L <0.50 IL,N320<0.50
Chloroethane ug/L <0.50 20<0.50
Chloroform ug/L <0.50 20<0.50
Chloromethane ug/L <0.50 20<0.50
cis-1,2-Dichloroethene ug/L <0.50 20<0.50
cis-1,3-Dichloropropene ug/L <0.50 20<0.50
Dibromochloromethane ug/L <0.50 20<0.50
Dibromomethane ug/L <0.50 20<0.50
Dichlorodifluoromethane ug/L <0.50 v320<0.50
Ethylbenzene ug/L <0.50 20<0.50
Hexachloro-1,3-butadiene ug/L <0.50 20<0.50
Isopropylbenzene (Cumene) ug/L <0.50 20<0.50
m&p-Xylene ug/L <0.50 20<0.50
Methyl-tert-butyl ether ug/L <0.50 20<0.50
Methylene Chloride ug/L <0.50 20<0.50
n-Butylbenzene ug/L <0.50 20<0.50
n-Propylbenzene ug/L <0.50 20<0.50
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70160261001
956645SAMPLE DUPLICATE:

o-Xylene ug/L <0.50 20<0.50
p-Isopropyltoluene ug/L <0.50 20<0.50
sec-Butylbenzene ug/L <0.50 20<0.50
Styrene ug/L <0.50 20<0.50
tert-Butylbenzene ug/L <0.50 20<0.50
Tetrachloroethene ug/L 0.98 20<0.50
Toluene ug/L <0.50 20<0.50
Total Trihalomethanes (Calc.) ug/L <0.50 20<0.50
trans-1,2-Dichloroethene ug/L <0.50 20<0.50
trans-1,3-Dichloropropene ug/L <0.50 20<0.50
Trichloroethene ug/L <0.50 20<0.50
Trichlorofluoromethane ug/L <0.50 20<0.50
Vinyl chloride ug/L <0.50 20<0.50
1,2-Dichlorobenzene-d4 (S) % 99 2094
4-Bromofluorobenzene (S) % 100 2099

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 02/03/2021 12:12 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 25 of 43



#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

194600
EPA 522

EPA 522
522 MSS 1,4 Dioxane

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159865003, 70159865004, 70159865005, 70159865006, 70159865007, 70159865008

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 954647
Associated Lab Samples: 70159865003, 70159865004, 70159865005, 70159865006, 70159865007, 70159865008

Matrix: Drinking Water

Analyzed

1,4-Dioxane (p-Dioxane) ug/L <0.020 0.020 01/28/21 18:21
1,4-Dioxane-d8 (S) % 107 70-130 01/28/21 18:21

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

954649MATRIX SPIKE SAMPLE:
MSSpike

Result
70160321001

1,4-Dioxane (p-Dioxane) ug/L 0.400.02 109 70-1300.37
1,4-Dioxane-d8 (S) % 105 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70160343001
954651SAMPLE DUPLICATE:

1,4-Dioxane (p-Dioxane) ug/L <0.020 20<0.020
1,4-Dioxane-d8 (S) % 105 20105
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

698620
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70159865003, 70159865004, 70159865006, 70159865007, 70159865008

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3803565
Associated Lab Samples: 70159865003, 70159865004, 70159865006, 70159865007, 70159865008

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 01/24/21 18:10
Perfluoroheptanoic acid ng/L ND 2.0 01/24/21 18:10
Perfluorohexanesulfonic acid ng/L ND 2.0 01/24/21 18:10
Perfluorononanoic acid ng/L ND 2.0 01/24/21 18:10
Perfluorooctanesulfonic acid ng/L ND 2.0 01/24/21 18:10
Perfluorooctanoic acid ng/L ND 2.0 01/24/21 18:10
13C2-PFDA (S) % 101 70-130 01/24/21 18:10
13C2-PFHxA (S) % 99 70-130 01/24/21 18:10
HFPO-DAS (S) % 91 70-130 01/24/21 18:10
NEtFOSAA-d5 (S) % 94 70-130 01/24/21 18:10

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3803566LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 235200 118 70-130
Perfluoroheptanoic acid ng/L 230200 115 70-130
Perfluorohexanesulfonic acid ng/L 232200 116 70-130
Perfluorononanoic acid ng/L 226200 113 70-130
Perfluorooctanesulfonic acid ng/L 227200 113 70-130
Perfluorooctanoic acid ng/L 231200 115 70-130
13C2-PFDA (S) % 100 70-130
13C2-PFHxA (S) % 104 70-130
HFPO-DAS (S) % 106 70-130
NEtFOSAA-d5 (S) % 90 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3803567LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.4J1.6 85 50-150
Perfluoroheptanoic acid ng/L 1.6J1.6 98 50-150
Perfluorohexanesulfonic acid ng/L 1.4J1.6 90 50-150
Perfluorononanoic acid ng/L ND1.6 100 50-150
Perfluorooctanesulfonic acid ng/L 1.6J1.6 102 50-150
Perfluorooctanoic acid ng/L 1.4J1.6 88 50-150
13C2-PFDA (S) % 94 70-130
13C2-PFHxA (S) % 93 70-130
HFPO-DAS (S) % 91 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3803567LABORATORY CONTROL SAMPLE:
LCSSpike

NEtFOSAA-d5 (S) % 93 70-130

Parameter Units
MS

Result
% Rec
Limits Qual% RecConc.

3803568MATRIX SPIKE & MATRIX SPIKE DUPLICATE:

MSSpike
Result

35605733001

3803569

MSD
Result

MSD
% Rec RPD RPD

Max
MSDMS
Spike
Conc.

Perfluorobutanesulfonic
acid

ng/L 192 126 70-130123 3 301910.0023
ug/L

245 237

Perfluoroheptanoic acid ng/L 192 119 70-130116 3 30191ND 231 224
Perfluorohexanesulfonic
acid

ng/L 192 125 70-130122 2 301910.028 ug/L 267 261

Perfluorononanoic acid ng/L 192 117 70-130116 2 30191ND 226 223
Perfluorooctanesulfonic
acid

ng/L M1192 131 70-130125 3 301910.12 ug/L 374 362

Perfluorooctanoic acid ng/L 192 121 70-130118 3 30191ND 234 227
13C2-PFDA (S) % 101 70-13099
13C2-PFHxA (S) % 106 70-13099
HFPO-DAS (S) % 95 70-13098
NEtFOSAA-d5 (S) % 96 70-13093
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

699583
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70159865005

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3809751
Associated Lab Samples: 70159865005

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 01/30/21 20:46
Perfluoroheptanoic acid ng/L ND 2.0 01/30/21 20:46
Perfluorohexanesulfonic acid ng/L ND 2.0 01/30/21 20:46
Perfluorononanoic acid ng/L ND 2.0 01/30/21 20:46
Perfluorooctanesulfonic acid ng/L ND 2.0 01/30/21 20:46
Perfluorooctanoic acid ng/L ND 2.0 01/30/21 20:46
13C2-PFDA (S) % 95 70-130 01/30/21 20:46
13C2-PFHxA (S) % 92 70-130 01/30/21 20:46
HFPO-DAS (S) % 98 70-130 01/30/21 20:46
NEtFOSAA-d5 (S) % 97 70-130 01/30/21 20:46

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3809752LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 6.78 84 70-130
Perfluoroheptanoic acid ng/L 6.28 77 70-130
Perfluorohexanesulfonic acid ng/L 6.78 84 70-130
Perfluorononanoic acid ng/L 7.28 90 70-130
Perfluorooctanesulfonic acid ng/L 7.68 96 70-130
Perfluorooctanoic acid ng/L 6.68 83 70-130
13C2-PFDA (S) % 80 70-130
13C2-PFHxA (S) % 82 70-130
HFPO-DAS (S) % 73 70-130
NEtFOSAA-d5 (S) % 83 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3809753LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.9J2 96 50-150
Perfluoroheptanoic acid ng/L 1.6J2 78 50-150
Perfluorohexanesulfonic acid ng/L 1.8J2 88 50-150
Perfluorononanoic acid ng/L ND2 90 50-150
Perfluorooctanesulfonic acid ng/L 2.42 118 50-150
Perfluorooctanoic acid ng/L 1.7J2 86 50-150
13C2-PFDA (S) % 96 70-130
13C2-PFHxA (S) % 92 70-130
HFPO-DAS (S) % 86 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3809753LABORATORY CONTROL SAMPLE:
LCSSpike

NEtFOSAA-d5 (S) % 94 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

3809754MATRIX SPIKE SAMPLE:
MSSpike

Result
20188133001

Perfluorobutanesulfonic acid ng/L 166159 104 70-130ND
Perfluoroheptanoic acid ng/L 173159 108 70-130ND
Perfluorohexanesulfonic acid ng/L 174159 109 70-130ND
Perfluorononanoic acid ng/L 176159 111 70-130ND
Perfluorooctanesulfonic acid ng/L 176159 109 70-1300.0000023 mg/L
Perfluorooctanoic acid ng/L 177159 110 70-130ND
13C2-PFDA (S) % 82 70-130
13C2-PFHxA (S) % 85 70-130
HFPO-DAS (S) % 75 70-130
NEtFOSAA-d5 (S) % 79 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

20188133005
3809755SAMPLE DUPLICATE:

Perfluorobutanesulfonic acid ng/L <1.9 30ND
Perfluoroheptanoic acid ng/L <1.9 30ND
Perfluorohexanesulfonic acid ng/L <1.9 30ND
Perfluorononanoic acid ng/L <1.9 30ND
Perfluorooctanesulfonic acid ng/L 3.3 11 300.0000029

mg/L
Perfluorooctanoic acid ng/L 2.6 18 300.0000021

mg/L
13C2-PFDA (S) % 9278
13C2-PFHxA (S) % 9585
HFPO-DAS (S) % 9278
NEtFOSAA-d5 (S) % 9676
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

193556
EPA 353.2

EPA 353.2
353.2 Nitrite, Unpres.

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159865001, 70159865002, 70159865003

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 949703
Associated Lab Samples: 70159865001, 70159865002, 70159865003

Matrix: Water

Analyzed

Nitrite as N mg/L ND 0.050 01/19/21 19:40

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

949704LABORATORY CONTROL SAMPLE:
LCSSpike

Nitrite as N mg/L 0.941 94 90-110

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

949705MATRIX SPIKE SAMPLE:
MSSpike

Result
70159811001

Nitrite as N mg/L 0.800.5 96 90-1100.32

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

949707MATRIX SPIKE SAMPLE:
MSSpike

Result
70159885001

Nitrite as N mg/L 0.480.5 96 90-110<0.050

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159811001
949706SAMPLE DUPLICATE:

Nitrite as N mg/L 0.32 1 200.32

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159885001
949708SAMPLE DUPLICATE:

Nitrite as N mg/L <0.050 20<0.050
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

193557
EPA 353.2

EPA 353.2
353.2 Nitrite, Unpres.

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159865004

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 949709
Associated Lab Samples: 70159865004

Matrix: Water

Analyzed

Nitrite as N mg/L ND 0.050 01/19/21 20:20

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

949710LABORATORY CONTROL SAMPLE:
LCSSpike

Nitrite as N mg/L 0.941 94 90-110

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

949711MATRIX SPIKE SAMPLE:
MSSpike

Result
70159928001

Nitrite as N mg/L 0.480.5 96 90-110<0.050

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159928001
949712SAMPLE DUPLICATE:

Nitrite as N mg/L <0.050 20<0.050
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

193558
EPA 353.2

EPA 353.2
353.2 Nitrate, Unpres.

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70159865001, 70159865002, 70159865003, 70159865004

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 949713
Associated Lab Samples: 70159865001, 70159865002, 70159865003, 70159865004

Matrix: Water

Analyzed

Nitrate-Nitrite (as N) mg/L ND 0.050 01/19/21 21:13

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

949714LABORATORY CONTROL SAMPLE:
LCSSpike

Nitrate-Nitrite (as N) mg/L 1.01 100 90-110

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

949715MATRIX SPIKE SAMPLE:
MSSpike

Result
70159811001

Nitrate-Nitrite (as N) mg/L 4.82.5 104 90-1102.2

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

949717MATRIX SPIKE SAMPLE:
MSSpike

Result
70159865001

Nitrate-Nitrite (as N) mg/L 5.62.5 108 90-1102.9

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159811001
949716SAMPLE DUPLICATE:

Nitrate-Nitrite (as N) mg/L 2.0 10 202.2

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70159865001
949718SAMPLE DUPLICATE:

Nitrate-Nitrite (as N) mg/L 3.0 2 202.9
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QUALIFIERS

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

ANALYTE QUALIFIERS
This analyte exceeded secondary source verification criteria low for the initial calibration. The reported results should be
considered an estimated value.

IL

Analyte recovery in the laboratory control sample (LCS) was below QC limits.  Results for this analyte in associated
samples may be biased low.

L2

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1
Accreditation is not offered by the relevant laboratory accrediting body for this parameter.N3
The continuing calibration verification was below the method acceptance limit. Any detection for the analyte in the
associated samples may have a low bias.

v3
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70159865
BAC/NO3/1,4/POC/PFAS 1/19

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70159865001 193612 193701N-02030 SM22 9223B Colilert SM22 9223B Colilert
70159865003 193612 193701N-09809 SM22 9223B Colilert SM22 9223B Colilert

70159865003 194600 194696N-09809 EPA 522 EPA 522
70159865004 194600 194696GAC-09809 EPA 522 EPA 522
70159865005 194600 194696N-07551 EPA 522 EPA 522
70159865006 194600 194696N-07552 EPA 522 EPA 522
70159865007 194600 194696N-13510 EPA 522 EPA 522
70159865008 194600 194696AS-8/9/11 EPA 522 EPA 522

70159865001 194900N-02030 EPA 524.2
70159865002 194900GAC-02030 EPA 524.2
70159865003 194900N-09809 EPA 524.2
70159865004 194900GAC-09809 EPA 524.2
70159865008 194900AS-8/9/11 EPA 524.2

70159865003 698620 699188N-09809 EPA 537.1 EPA 537.1
70159865004 698620 699188GAC-09809 EPA 537.1 EPA 537.1

70159865005 699583 700306N-07551 EPA 537.1 EPA 537.1

70159865006 698620 699188N-07552 EPA 537.1 EPA 537.1
70159865007 698620 699188N-13510 EPA 537.1 EPA 537.1
70159865008 698620 699188AS-8/9/11 EPA 537.1 EPA 537.1

70159865001 193558N-02030 EPA 353.2
70159865002 193558GAC-02030 EPA 353.2
70159865003 193558N-09809 EPA 353.2
70159865004 193558GAC-09809 EPA 353.2

70159865001 193556N-02030 EPA 353.2
70159865002 193556GAC-02030 EPA 353.2
70159865003 193556N-09809 EPA 353.2

70159865004 193557GAC-09809 EPA 353.2
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March 01, 2021

LIMS USE: FR - SUPT.TAL VACCHIO
LIMS OBJECT ID: 70162690

70162690
Project:
Pace Project No.:

RE:

Supt.Tal Vacchio
Port Washington W.D.
P.O. BOX 432
Port Washington, NY 11050

PFAS/1,4-DIOXANE/POC 2/16

Dear Supt.Tal Vacchio:

Enclosed are the analytical results for sample(s) received by the laboratory on February 16, 2021.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville
• Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jennifer Aracri
jennifer.aracri@pacelabs.com

Project Manager
(631)694-3040

Enclosures

cc: Allen Fok, D & B Engineers
Jim Gildea, Port Washington W.D.
Jim Van Horn
Kevin Law, D & B Engineers
Bill Merklin, D & B Engineers
Lisa Ortiz, D&B
Reports User, Port Washington W.D.
Richard Zimbardi, Port Washington W.D.
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CERTIFICATIONS

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236

Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Ohio DEP 87780
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Pace Analytical Services Long Island
Delaware Certification # NY10478
Virginia Certification # 460302
Delaware Certification # NY10478
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158

Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
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SAMPLE SUMMARY

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Lab ID Sample ID Matrix Date Collected Date Received

70162690001 N-09809 Drinking Water 02/16/21 10:59 02/16/21 13:38

70162690002 GAC-09809 Drinking Water 02/16/21 11:13 02/16/21 13:38

70162690003 N-05209 Drinking Water 02/16/21 10:30 02/16/21 13:38

70162690004 AS-05209 Drinking Water 02/16/21 10:38 02/16/21 13:38
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SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

70162690001 N-09809 EPA 522 2 PACE-MVTJD

EPA 537.1 10 PASI-OSWR

70162690002 GAC-09809 EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVMTN

EPA 537.1 10 PASI-OSWR

70162690003 N-05209 EPA 522 2 PACE-MVTJD

EPA 537.1 10 PASI-OSWR

70162690004 AS-05209 EPA 524.2 62 PACE-MVMTN

EPA 537.1 10 PASI-OSWR

PACE-MV = Pace Analytical Services - Melville
PASI-O = Pace Analytical Services - Ormond Beach
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Sample: N-09809 Lab ID: 70162690001 Collected: 02/16/21 10:59 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.64 ug/L 02/23/21 21:03 123-91-102/23/21 09:360.020 1
Surrogates
1,4-Dioxane-d8 (S) 92 % 02/23/21 21:0302/23/21 09:3670-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/01/21 02:06 375-73-502/26/21 10:011.8 1
Perfluoroheptanoic acid <1.8 ng/L 03/01/21 02:06 375-85-902/26/21 10:011.8 1
Perfluorohexanesulfonic acid 2.2 ng/L 03/01/21 02:06 355-46-402/26/21 10:011.8 1
Perfluorononanoic acid <1.8 ng/L 03/01/21 02:06 375-95-102/26/21 10:011.8 1
Perfluorooctanesulfonic acid <1.8 ng/L 03/01/21 02:06 1763-23-102/26/21 10:01101.8 1
Perfluorooctanoic acid 3.4 ng/L 03/01/21 02:06 335-67-102/26/21 10:01101.8 1
Surrogates
13C2-PFDA (S) 107 % 03/01/21 02:0602/26/21 10:0170-130 1
13C2-PFHxA (S) 115 % 03/01/21 02:0602/26/21 10:0170-130 1
NEtFOSAA-d5 (S) 97 % 03/01/21 02:0602/26/21 10:0170-130 1
HFPO-DAS (S) 110 % 03/01/21 02:0602/26/21 10:0170-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Sample: GAC-09809 Lab ID: 70162690002 Collected: 02/16/21 11:13 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.65 ug/L 02/23/21 21:19 123-91-102/23/21 09:360.020 1
Surrogates
1,4-Dioxane-d8 (S) 89 % 02/23/21 21:1902/23/21 09:3670-130 1

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 02/20/21 16:54 71-43-20.50 1
Bromobenzene <0.50 ug/L 02/20/21 16:54 108-86-10.50 1
Bromochloromethane <0.50 ug/L 02/20/21 16:54 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 02/20/21 16:54 75-27-40.50 1
Bromoform <0.50 ug/L 02/20/21 16:54 75-25-20.50 1
Bromomethane <0.50 ug/L 02/20/21 16:54 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 02/20/21 16:54 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 02/20/21 16:54 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 02/20/21 16:54 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 02/20/21 16:54 56-23-50.50 1
Chlorobenzene <0.50 ug/L 02/20/21 16:54 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 02/20/21 16:54 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 02/20/21 16:54 75-00-30.50 1
Chloroform <0.50 ug/L 02/20/21 16:54 67-66-30.50 1
Chloromethane <0.50 ug/L 02/20/21 16:54 74-87-3 v30.50 1
2-Chlorotoluene <0.50 ug/L 02/20/21 16:54 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 02/20/21 16:54 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 02/20/21 16:54 124-48-10.50 1
Dibromomethane <0.50 ug/L 02/20/21 16:54 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 02/20/21 16:54 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 02/20/21 16:54 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 02/20/21 16:54 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 02/20/21 16:54 75-71-80.50 1
1,1-Dichloroethane 1.1 ug/L 02/20/21 16:54 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 02/20/21 16:54 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 02/20/21 16:54 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 02/20/21 16:54 156-59-2 L20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 02/20/21 16:54 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 02/20/21 16:54 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 02/20/21 16:54 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 02/20/21 16:54 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 02/20/21 16:54 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 02/20/21 16:54 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 02/20/21 16:54 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 02/20/21 16:54 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 02/20/21 16:54 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 02/20/21 16:54 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 02/20/21 16:54 99-87-60.50 1
Methylene Chloride <0.50 ug/L 02/20/21 16:54 75-09-20.50 1
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Sample: GAC-09809 Lab ID: 70162690002 Collected: 02/16/21 11:13 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Methyl-tert-butyl ether <0.50 ug/L 02/20/21 16:54 1634-04-4 L1,v30.50 1
n-Propylbenzene <0.50 ug/L 02/20/21 16:54 103-65-10.50 1
Styrene <0.50 ug/L 02/20/21 16:54 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 02/20/21 16:54 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 02/20/21 16:54 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 02/20/21 16:54 127-18-40.50 1
Toluene <0.50 ug/L 02/20/21 16:54 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 02/20/21 16:540.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 02/20/21 16:54 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 02/20/21 16:54 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 02/20/21 16:54 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 02/20/21 16:54 79-00-50.50 1
Trichloroethene <0.50 ug/L 02/20/21 16:54 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 02/20/21 16:54 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 02/20/21 16:54 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 02/20/21 16:54 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 02/20/21 16:54 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 02/20/21 16:54 108-67-80.50 1
Vinyl chloride <0.50 ug/L 02/20/21 16:54 75-01-40.50 1
m&p-Xylene <0.50 ug/L 02/20/21 16:54 179601-23-10.50 1
o-Xylene <0.50 ug/L 02/20/21 16:54 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 98 % 02/20/21 16:54 2199-69-170-130 1
4-Bromofluorobenzene (S) 101 % 02/20/21 16:54 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/01/21 02:21 375-73-502/26/21 10:011.8 1
Perfluoroheptanoic acid <1.8 ng/L 03/01/21 02:21 375-85-902/26/21 10:011.8 1
Perfluorohexanesulfonic acid <1.8 ng/L 03/01/21 02:21 355-46-402/26/21 10:011.8 1
Perfluorononanoic acid <1.8 ng/L 03/01/21 02:21 375-95-102/26/21 10:011.8 1
Perfluorooctanesulfonic acid <1.8 ng/L 03/01/21 02:21 1763-23-102/26/21 10:01101.8 1
Perfluorooctanoic acid <1.8 ng/L 03/01/21 02:21 335-67-102/26/21 10:01101.8 1
Surrogates
13C2-PFDA (S) 114 % 03/01/21 02:2102/26/21 10:0170-130 1
13C2-PFHxA (S) 112 % 03/01/21 02:2102/26/21 10:0170-130 1
NEtFOSAA-d5 (S) 95 % 03/01/21 02:2102/26/21 10:0170-130 1
HFPO-DAS (S) 110 % 03/01/21 02:2102/26/21 10:0170-130 1
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Sample: N-05209 Lab ID: 70162690003 Collected: 02/16/21 10:30 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.022 ug/L 02/23/21 21:36 123-91-102/23/21 09:360.020 1
Surrogates
1,4-Dioxane-d8 (S) 87 % 02/23/21 21:3602/23/21 09:3670-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.9 ng/L 03/01/21 01:34 375-73-502/26/21 10:011.9 1
Perfluoroheptanoic acid <1.9 ng/L 03/01/21 01:34 375-85-902/26/21 10:011.9 1
Perfluorohexanesulfonic acid 2.6 ng/L 03/01/21 01:34 355-46-402/26/21 10:011.9 1
Perfluorononanoic acid <1.9 ng/L 03/01/21 01:34 375-95-102/26/21 10:011.9 1
Perfluorooctanesulfonic acid <1.9 ng/L 03/01/21 01:34 1763-23-102/26/21 10:01101.9 1
Perfluorooctanoic acid 2.8 ng/L 03/01/21 01:34 335-67-102/26/21 10:01101.9 1
Surrogates
13C2-PFDA (S) 105 % 03/01/21 01:3402/26/21 10:0170-130 1
13C2-PFHxA (S) 117 % 03/01/21 01:3402/26/21 10:0170-130 1
NEtFOSAA-d5 (S) 95 % 03/01/21 01:3402/26/21 10:0170-130 1
HFPO-DAS (S) 113 % 03/01/21 01:3402/26/21 10:0170-130 1
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Sample: AS-05209 Lab ID: 70162690004 Collected: 02/16/21 10:38 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 02/20/21 16:02 71-43-20.50 1
Bromobenzene <0.50 ug/L 02/20/21 16:02 108-86-10.50 1
Bromochloromethane <0.50 ug/L 02/20/21 16:02 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 02/20/21 16:02 75-27-40.50 1
Bromoform <0.50 ug/L 02/20/21 16:02 75-25-20.50 1
Bromomethane <0.50 ug/L 02/20/21 16:02 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 02/20/21 16:02 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 02/20/21 16:02 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 02/20/21 16:02 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 02/20/21 16:02 56-23-50.50 1
Chlorobenzene <0.50 ug/L 02/20/21 16:02 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 02/20/21 16:02 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 02/20/21 16:02 75-00-30.50 1
Chloroform <0.50 ug/L 02/20/21 16:02 67-66-30.50 1
Chloromethane <0.50 ug/L 02/20/21 16:02 74-87-3 v30.50 1
2-Chlorotoluene <0.50 ug/L 02/20/21 16:02 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 02/20/21 16:02 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 02/20/21 16:02 124-48-10.50 1
Dibromomethane <0.50 ug/L 02/20/21 16:02 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 02/20/21 16:02 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 02/20/21 16:02 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 02/20/21 16:02 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 02/20/21 16:02 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 02/20/21 16:02 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 02/20/21 16:02 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 02/20/21 16:02 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 02/20/21 16:02 156-59-2 L20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 02/20/21 16:02 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 02/20/21 16:02 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 02/20/21 16:02 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 02/20/21 16:02 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 02/20/21 16:02 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 02/20/21 16:02 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 02/20/21 16:02 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 02/20/21 16:02 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 02/20/21 16:02 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 02/20/21 16:02 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 02/20/21 16:02 99-87-60.50 1
Methylene Chloride <0.50 ug/L 02/20/21 16:02 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 02/20/21 16:02 1634-04-4 L1,v30.50 1
n-Propylbenzene <0.50 ug/L 02/20/21 16:02 103-65-10.50 1
Styrene <0.50 ug/L 02/20/21 16:02 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 02/20/21 16:02 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 02/20/21 16:02 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 02/20/21 16:02 127-18-40.50 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/01/2021 03:10 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 9 of 21



#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Sample: AS-05209 Lab ID: 70162690004 Collected: 02/16/21 10:38 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Toluene <0.50 ug/L 02/20/21 16:02 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 02/20/21 16:020.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 02/20/21 16:02 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 02/20/21 16:02 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 02/20/21 16:02 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 02/20/21 16:02 79-00-50.50 1
Trichloroethene <0.50 ug/L 02/20/21 16:02 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 02/20/21 16:02 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 02/20/21 16:02 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 02/20/21 16:02 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 02/20/21 16:02 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 02/20/21 16:02 108-67-80.50 1
Vinyl chloride <0.50 ug/L 02/20/21 16:02 75-01-40.50 1
m&p-Xylene <0.50 ug/L 02/20/21 16:02 179601-23-10.50 1
o-Xylene <0.50 ug/L 02/20/21 16:02 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 97 % 02/20/21 16:02 2199-69-170-130 1
4-Bromofluorobenzene (S) 99 % 02/20/21 16:02 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.9 ng/L 03/01/21 01:50 375-73-502/26/21 10:011.9 1
Perfluoroheptanoic acid <1.9 ng/L 03/01/21 01:50 375-85-902/26/21 10:011.9 1
Perfluorohexanesulfonic acid 2.6 ng/L 03/01/21 01:50 355-46-402/26/21 10:011.9 1
Perfluorononanoic acid <1.9 ng/L 03/01/21 01:50 375-95-102/26/21 10:011.9 1
Perfluorooctanesulfonic acid <1.9 ng/L 03/01/21 01:50 1763-23-102/26/21 10:01101.9 1
Perfluorooctanoic acid 2.9 ng/L 03/01/21 01:50 335-67-102/26/21 10:01101.9 1
Surrogates
13C2-PFDA (S) 104 % 03/01/21 01:5002/26/21 10:0170-130 1
13C2-PFHxA (S) 113 % 03/01/21 01:5002/26/21 10:0170-130 1
NEtFOSAA-d5 (S) 101 % 03/01/21 01:5002/26/21 10:0170-130 1
HFPO-DAS (S) 110 % 03/01/21 01:5002/26/21 10:0170-130 1
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

197375
EPA 524.2

EPA 524.2
524.2 MSV

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70162690002, 70162690004

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 969277
Associated Lab Samples: 70162690002, 70162690004

Matrix: Water

Analyzed

1,1,1,2-Tetrachloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1,1-Trichloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1,2,2-Tetrachloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1,2-Trichloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1,2-Trichlorotrifluoroethane ug/L <0.50 0.50 N302/20/21 11:45
1,1-Dichloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1-Dichloroethene ug/L <0.50 0.50 02/20/21 11:45
1,1-Dichloropropene ug/L <0.50 0.50 02/20/21 11:45
1,2,3-Trichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
1,2,3-Trichloropropane ug/L <0.50 0.50 02/20/21 11:45
1,2,4-Trichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
1,2,4-Trimethylbenzene ug/L <0.50 0.50 02/20/21 11:45
1,2-Dichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
1,2-Dichloroethane ug/L <0.50 0.50 02/20/21 11:45
1,2-Dichloropropane ug/L <0.50 0.50 02/20/21 11:45
1,3,5-Trimethylbenzene ug/L <0.50 0.50 02/20/21 11:45
1,3-Dichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
1,3-Dichloropropane ug/L <0.50 0.50 02/20/21 11:45
1,4-Dichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
2,2-Dichloropropane ug/L <0.50 0.50 02/20/21 11:45
2-Chlorotoluene ug/L <0.50 0.50 02/20/21 11:45
4-Chlorotoluene ug/L <0.50 0.50 02/20/21 11:45
Benzene ug/L <0.50 0.50 02/20/21 11:45
Bromobenzene ug/L <0.50 0.50 02/20/21 11:45
Bromochloromethane ug/L <0.50 0.50 02/20/21 11:45
Bromodichloromethane ug/L <0.50 0.50 02/20/21 11:45
Bromoform ug/L <0.50 0.50 02/20/21 11:45
Bromomethane ug/L <0.50 0.50 02/20/21 11:45
Carbon tetrachloride ug/L <0.50 0.50 02/20/21 11:45
Chlorobenzene ug/L <0.50 0.50 02/20/21 11:45
Chlorodifluoromethane ug/L <0.50 0.50 N302/20/21 11:45
Chloroethane ug/L <0.50 0.50 02/20/21 11:45
Chloroform ug/L <0.50 0.50 02/20/21 11:45
Chloromethane ug/L <0.50 0.50 v302/20/21 11:45
cis-1,2-Dichloroethene ug/L <0.50 0.50 02/20/21 11:45
cis-1,3-Dichloropropene ug/L <0.50 0.50 02/20/21 11:45
Dibromochloromethane ug/L <0.50 0.50 02/20/21 11:45
Dibromomethane ug/L <0.50 0.50 02/20/21 11:45
Dichlorodifluoromethane ug/L <0.50 0.50 02/20/21 11:45
Ethylbenzene ug/L <0.50 0.50 02/20/21 11:45
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 969277
Associated Lab Samples: 70162690002, 70162690004

Matrix: Water

Analyzed

Hexachloro-1,3-butadiene ug/L <0.50 0.50 02/20/21 11:45
Isopropylbenzene (Cumene) ug/L <0.50 0.50 02/20/21 11:45
m&p-Xylene ug/L <0.50 0.50 02/20/21 11:45
Methyl-tert-butyl ether ug/L <0.50 0.50 v302/20/21 11:45
Methylene Chloride ug/L <0.50 0.50 02/20/21 11:45
n-Butylbenzene ug/L <0.50 0.50 02/20/21 11:45
n-Propylbenzene ug/L <0.50 0.50 02/20/21 11:45
o-Xylene ug/L <0.50 0.50 02/20/21 11:45
p-Isopropyltoluene ug/L <0.50 0.50 02/20/21 11:45
sec-Butylbenzene ug/L <0.50 0.50 02/20/21 11:45
Styrene ug/L <0.50 0.50 02/20/21 11:45
tert-Butylbenzene ug/L <0.50 0.50 02/20/21 11:45
Tetrachloroethene ug/L <0.50 0.50 02/20/21 11:45
Toluene ug/L <0.50 0.50 02/20/21 11:45
Total Trihalomethanes (Calc.) ug/L <0.50 0.50 02/20/21 11:45
trans-1,2-Dichloroethene ug/L <0.50 0.50 02/20/21 11:45
trans-1,3-Dichloropropene ug/L <0.50 0.50 02/20/21 11:45
Trichloroethene ug/L <0.50 0.50 02/20/21 11:45
Trichlorofluoromethane ug/L <0.50 0.50 02/20/21 11:45
Vinyl chloride ug/L <0.50 0.50 02/20/21 11:45
1,2-Dichlorobenzene-d4 (S) % 105 70-130 02/20/21 11:45
4-Bromofluorobenzene (S) % 105 70-130 02/20/21 11:45

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

969278LABORATORY CONTROL SAMPLE:
LCSSpike

1,1,1,2-Tetrachloroethane ug/L 10.010 100 70-130
1,1,1-Trichloroethane ug/L 10.110 101 70-130
1,1,2,2-Tetrachloroethane ug/L 1010 100 70-130
1,1,2-Trichloroethane ug/L 10.510 105 70-130
1,1,2-Trichlorotrifluoroethane ug/L 10.3 N310 103 70-130
1,1-Dichloroethane ug/L 9.610 96 70-130
1,1-Dichloroethene ug/L 9.710 97 70-130
1,1-Dichloropropene ug/L 10.810 108 70-130
1,2,3-Trichlorobenzene ug/L 10.110 101 70-130
1,2,3-Trichloropropane ug/L 10.610 106 70-130
1,2,4-Trichlorobenzene ug/L 10.310 103 70-130
1,2,4-Trimethylbenzene ug/L 10.810 108 70-130
1,2-Dichlorobenzene ug/L 10.210 102 70-130
1,2-Dichloroethane ug/L 9.910 99 70-130
1,2-Dichloropropane ug/L 10.110 101 70-130
1,3,5-Trimethylbenzene ug/L 10.510 105 70-130
1,3-Dichlorobenzene ug/L 10.310 103 70-130
1,3-Dichloropropane ug/L 10.810 108 70-130
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

969278LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dichlorobenzene ug/L 10.310 103 70-130
2,2-Dichloropropane ug/L 10.710 107 70-130
2-Chlorotoluene ug/L 10.410 104 70-130
4-Chlorotoluene ug/L 10.610 106 70-130
Benzene ug/L 10.410 104 70-130
Bromobenzene ug/L 10.110 101 70-130
Bromochloromethane ug/L 9.810 98 70-130
Bromodichloromethane ug/L 9.810 98 70-130
Bromoform ug/L 9.510 95 70-130
Bromomethane ug/L 8.110 81 70-130
Carbon tetrachloride ug/L 9.610 96 70-130
Chlorobenzene ug/L 10.410 104 70-130
Chlorodifluoromethane ug/L 9.0 N310 90 70-130
Chloroethane ug/L 9.910 99 70-130
Chloroform ug/L 10.510 105 70-130
Chloromethane ug/L 9.1 v310 91 70-130
cis-1,2-Dichloroethene ug/L 6.2 L210 62 70-130
cis-1,3-Dichloropropene ug/L 10.110 101 70-130
Dibromochloromethane ug/L 9.410 94 70-130
Dibromomethane ug/L 9.610 96 70-130
Dichlorodifluoromethane ug/L 9.510 95 70-130
Ethylbenzene ug/L 10.510 105 70-130
Hexachloro-1,3-butadiene ug/L 10.210 102 70-130
Isopropylbenzene (Cumene) ug/L 10.410 104 70-130
m&p-Xylene ug/L 21.620 108 70-130
Methyl-tert-butyl ether ug/L 15.4 L1,v310 154 70-130
Methylene Chloride ug/L 9.010 90 70-130
n-Butylbenzene ug/L 11.410 114 70-130
n-Propylbenzene ug/L 10.710 107 70-130
o-Xylene ug/L 10.410 104 70-130
p-Isopropyltoluene ug/L 10.710 107 70-130
sec-Butylbenzene ug/L 10.610 106 70-130
Styrene ug/L 10.910 109 70-130
tert-Butylbenzene ug/L 10.410 104 70-130
Tetrachloroethene ug/L 10.110 101 70-130
Toluene ug/L 10.410 104 70-130
Total Trihalomethanes (Calc.) ug/L 39.2
trans-1,2-Dichloroethene ug/L 9.910 99 70-130
trans-1,3-Dichloropropene ug/L 10.310 103 70-130
Trichloroethene ug/L 10.210 102 70-130
Trichlorofluoromethane ug/L 10.210 102 70-130
Vinyl chloride ug/L 9.410 94 70-130
1,2-Dichlorobenzene-d4 (S) % 101 70-130
4-Bromofluorobenzene (S) % 99 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

197485
EPA 522

EPA 522
522 MSS 1,4 Dioxane

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70162690001, 70162690002, 70162690003

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 969728
Associated Lab Samples: 70162690001, 70162690002, 70162690003

Matrix: Drinking Water

Analyzed

1,4-Dioxane (p-Dioxane) ug/L <0.020 0.020 02/23/21 17:12
1,4-Dioxane-d8 (S) % 90 70-130 02/23/21 17:12

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

969729LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dioxane (p-Dioxane) ug/L <0.0200.02 77 70-130
1,4-Dioxane-d8 (S) % 95 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

969730MATRIX SPIKE SAMPLE:
MSSpike

Result
70162810003

1,4-Dioxane (p-Dioxane) ug/L 0.500.02 76 70-1300.49
1,4-Dioxane-d8 (S) % 95 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162810004
969731SAMPLE DUPLICATE:

1,4-Dioxane (p-Dioxane) ug/L 0.093 3 200.090
1,4-Dioxane-d8 (S) % 91 2093
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

708416
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70162690001, 70162690002, 70162690003, 70162690004

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3860972
Associated Lab Samples: 70162690001, 70162690002, 70162690003, 70162690004

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 02/28/21 22:59
Perfluoroheptanoic acid ng/L ND 2.0 02/28/21 22:59
Perfluorohexanesulfonic acid ng/L ND 2.0 02/28/21 22:59
Perfluorononanoic acid ng/L ND 2.0 02/28/21 22:59
Perfluorooctanesulfonic acid ng/L ND 2.0 02/28/21 22:59
Perfluorooctanoic acid ng/L ND 2.0 02/28/21 22:59
13C2-PFDA (S) % 110 70-130 02/28/21 22:59
13C2-PFHxA (S) % 104 70-130 02/28/21 22:59
HFPO-DAS (S) % 98 70-130 02/28/21 22:59
NEtFOSAA-d5 (S) % 87 70-130 02/28/21 22:59

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3860973LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 6.38 78 70-130
Perfluoroheptanoic acid ng/L 7.88 97 70-130
Perfluorohexanesulfonic acid ng/L 6.68 82 70-130
Perfluorononanoic acid ng/L 7.18 89 70-130
Perfluorooctanesulfonic acid ng/L 8.58 106 70-130
Perfluorooctanoic acid ng/L 7.58 94 70-130
13C2-PFDA (S) % 105 70-130
13C2-PFHxA (S) % 102 70-130
HFPO-DAS (S) % 97 70-130
NEtFOSAA-d5 (S) % 88 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3860974LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.7J2 83 50-150
Perfluoroheptanoic acid ng/L 1.4J2 71 50-150
Perfluorohexanesulfonic acid ng/L 1.6J2 82 50-150
Perfluorononanoic acid ng/L ND2 93 50-150
Perfluorooctanesulfonic acid ng/L 1.8J2 89 50-150
Perfluorooctanoic acid ng/L 1.9J2 95 50-150
13C2-PFDA (S) % 104 70-130
13C2-PFHxA (S) % 97 70-130
HFPO-DAS (S) % 91 70-130
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3860974LABORATORY CONTROL SAMPLE:
LCSSpike

NEtFOSAA-d5 (S) % 86 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

3860975MATRIX SPIKE SAMPLE:
MSSpike

Result
70162784002

Perfluorobutanesulfonic acid ng/L 6.77.9 81 70-130<2.0
Perfluoroheptanoic acid ng/L 8.07.9 98 70-130<2.0
Perfluorohexanesulfonic acid ng/L 8.07.9 100 70-130<2.0
Perfluorononanoic acid ng/L 6.97.9 87 70-130<2.0
Perfluorooctanesulfonic acid ng/L 7.77.9 97 70-130<2.0
Perfluorooctanoic acid ng/L 7.47.9 92 70-130<2.0
13C2-PFDA (S) % 112 70-130
13C2-PFHxA (S) % 107 70-130
HFPO-DAS (S) % 101 70-130
NEtFOSAA-d5 (S) % 97 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162690002
3860976SAMPLE DUPLICATE:

Perfluorobutanesulfonic acid ng/L <1.8 30<1.8
Perfluoroheptanoic acid ng/L <1.8 30<1.8
Perfluorohexanesulfonic acid ng/L <1.8 30<1.8
Perfluorononanoic acid ng/L <1.8 30<1.8
Perfluorooctanesulfonic acid ng/L <1.8 30<1.8
Perfluorooctanoic acid ng/L <1.8 30<1.8
13C2-PFDA (S) % 121114
13C2-PFHxA (S) % 115112
HFPO-DAS (S) % 110110
NEtFOSAA-d5 (S) % 10395
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QUALIFIERS

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

ANALYTE QUALIFIERS
Analyte recovery in the laboratory control sample (LCS) was above QC limits.  Results for this analyte in associated
samples may be biased high.

L1

Analyte recovery in the laboratory control sample (LCS) was below QC limits.  Results for this analyte in associated
samples may be biased low.

L2

Accreditation is not offered by the relevant laboratory accrediting body for this parameter.N3
The continuing calibration verification was below the method acceptance limit. Any detection for the analyte in the
associated samples may have a low bias.

v3
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70162690
PFAS/1,4-DIOXANE/POC 2/16

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70162690001 197485 197683N-09809 EPA 522 EPA 522
70162690002 197485 197683GAC-09809 EPA 522 EPA 522
70162690003 197485 197683N-05209 EPA 522 EPA 522

70162690002 197375GAC-09809 EPA 524.2
70162690004 197375AS-05209 EPA 524.2

70162690001 708416 708913N-09809 EPA 537.1 EPA 537.1
70162690002 708416 708913GAC-09809 EPA 537.1 EPA 537.1
70162690003 708416 708913N-05209 EPA 537.1 EPA 537.1
70162690004 708416 708913AS-05209 EPA 537.1 EPA 537.1
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March 01, 2021

LIMS USE: FR - SUPT.TAL VACCHIO
LIMS OBJECT ID: 70162691

70162691
Project:
Pace Project No.:

RE:

Supt.Tal Vacchio
Port Washington W.D.
P.O. BOX 432
Port Washington, NY 11050

BAC/POC/NO3/PFAS/1,4-DIOXANE

Dear Supt.Tal Vacchio:

Enclosed are the analytical results for sample(s) received by the laboratory on February 16, 2021.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville
• Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jennifer Aracri
jennifer.aracri@pacelabs.com

Project Manager
(631)694-3040

Enclosures

cc: Allen Fok, D & B Engineers
Jim Gildea, Port Washington W.D.
Jim Van Horn
Kevin Law, D & B Engineers
Bill Merklin, D & B Engineers
Lisa Ortiz, D&B
Reports User, Port Washington W.D.
Richard Zimbardi, Port Washington W.D.
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CERTIFICATIONS

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236

Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Ohio DEP 87780
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Pace Analytical Services Long Island
Delaware Certification # NY10478
Virginia Certification # 460302
Delaware Certification # NY10478
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158

Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
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SAMPLE SUMMARY

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Lab ID Sample ID Matrix Date Collected Date Received

70162691001 N-07552 Drinking Water 02/16/21 09:19 02/16/21 13:38
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SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

70162691001 N-07552 SM22 9223B Colilert 2 PACE-MVGFD

EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVMTN

EPA 537.1 10 PASI-OSWR

EPA 353.2 2 PACE-MVPGL

EPA 353.2 1 PACE-MVPGL

PACE-MV = Pace Analytical Services - Melville
PASI-O = Pace Analytical Services - Ormond Beach
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Sample: N-07552 Lab ID: 70162691001 Collected: 02/16/21 09:19 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: SM22 9223B Colilert  Preparation Method: SM22 9223B Colilert
Pace Analytical Services - Melville

MBIO Total Coliform DW

Total Coliforms Absent 02/17/21 11:4002/16/21 17:401
E.coli Absent 02/17/21 11:4002/16/21 17:401

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 5.0 ug/L 02/24/21 07:17 123-91-102/23/21 09:360.10 5
Surrogates
1,4-Dioxane-d8 (S) 89 % 02/24/21 07:1702/23/21 09:3670-130 5

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 02/20/21 16:28 71-43-20.50 1
Bromobenzene <0.50 ug/L 02/20/21 16:28 108-86-10.50 1
Bromochloromethane <0.50 ug/L 02/20/21 16:28 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 02/20/21 16:28 75-27-40.50 1
Bromoform <0.50 ug/L 02/20/21 16:28 75-25-20.50 1
Bromomethane <0.50 ug/L 02/20/21 16:28 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 02/20/21 16:28 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 02/20/21 16:28 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 02/20/21 16:28 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 02/20/21 16:28 56-23-50.50 1
Chlorobenzene <0.50 ug/L 02/20/21 16:28 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 02/20/21 16:28 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 02/20/21 16:28 75-00-30.50 1
Chloroform 1.3 ug/L 02/20/21 16:28 67-66-30.50 1
Chloromethane <0.50 ug/L 02/20/21 16:28 74-87-3 v30.50 1
2-Chlorotoluene <0.50 ug/L 02/20/21 16:28 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 02/20/21 16:28 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 02/20/21 16:28 124-48-10.50 1
Dibromomethane <0.50 ug/L 02/20/21 16:28 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 02/20/21 16:28 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 02/20/21 16:28 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 02/20/21 16:28 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 02/20/21 16:28 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 02/20/21 16:28 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 02/20/21 16:28 107-06-20.50 1
1,1-Dichloroethene 6.4 ug/L 02/20/21 16:28 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 02/20/21 16:28 156-59-2 L20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 02/20/21 16:28 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 02/20/21 16:28 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 02/20/21 16:28 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 02/20/21 16:28 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 02/20/21 16:28 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 02/20/21 16:28 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 02/20/21 16:28 10061-02-60.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Sample: N-07552 Lab ID: 70162691001 Collected: 02/16/21 09:19 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Ethylbenzene <0.50 ug/L 02/20/21 16:28 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 02/20/21 16:28 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 02/20/21 16:28 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 02/20/21 16:28 99-87-60.50 1
Methylene Chloride <0.50 ug/L 02/20/21 16:28 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 02/20/21 16:28 1634-04-4 L1,v30.50 1
n-Propylbenzene <0.50 ug/L 02/20/21 16:28 103-65-10.50 1
Styrene <0.50 ug/L 02/20/21 16:28 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 02/20/21 16:28 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 02/20/21 16:28 79-34-50.50 1
Tetrachloroethene 25.8 ug/L 02/20/21 16:28 127-18-40.50 1
Toluene <0.50 ug/L 02/20/21 16:28 108-88-30.50 1
Total Trihalomethanes (Calc.) 1.3 ug/L 02/20/21 16:280.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 02/20/21 16:28 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 02/20/21 16:28 120-82-10.50 1
1,1,1-Trichloroethane 1.4 ug/L 02/20/21 16:28 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 02/20/21 16:28 79-00-50.50 1
Trichloroethene 5.5 ug/L 02/20/21 16:28 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 02/20/21 16:28 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 02/20/21 16:28 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 02/20/21 16:28 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 02/20/21 16:28 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 02/20/21 16:28 108-67-80.50 1
Vinyl chloride <0.50 ug/L 02/20/21 16:28 75-01-40.50 1
m&p-Xylene <0.50 ug/L 02/20/21 16:28 179601-23-10.50 1
o-Xylene <0.50 ug/L 02/20/21 16:28 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 92 % 02/20/21 16:28 2199-69-170-130 1
4-Bromofluorobenzene (S) 99 % 02/20/21 16:28 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/01/21 01:03 375-73-502/26/21 10:011.8 1
Perfluoroheptanoic acid 2.1 ng/L 03/01/21 01:03 375-85-902/26/21 10:011.8 1
Perfluorohexanesulfonic acid 3.4 ng/L 03/01/21 01:03 355-46-402/26/21 10:011.8 1
Perfluorononanoic acid 4.9 ng/L 03/01/21 01:03 375-95-102/26/21 10:011.8 1
Perfluorooctanesulfonic acid 5.4 ng/L 03/01/21 01:03 1763-23-102/26/21 10:01101.8 1
Perfluorooctanoic acid 5.6 ng/L 03/01/21 01:03 335-67-102/26/21 10:01101.8 1
Surrogates
13C2-PFDA (S) 103 % 03/01/21 01:0302/26/21 10:0170-130 1
13C2-PFHxA (S) 109 % 03/01/21 01:0302/26/21 10:0170-130 1
NEtFOSAA-d5 (S) 97 % 03/01/21 01:0302/26/21 10:0170-130 1
HFPO-DAS (S) 102 % 03/01/21 01:0302/26/21 10:0170-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Sample: N-07552 Lab ID: 70162691001 Collected: 02/16/21 09:19 Received: 02/16/21 13:38 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2/NO3 unpres

Nitrate as N 4.0 mg/L 02/16/21 21:47 14797-55-80.25 5
Nitrate-Nitrite (as N) 4.0 mg/L 02/16/21 21:47 7727-37-90.25 5

Analytical Method: EPA 353.2
Pace Analytical Services - Melville

353.2 Nitrogen, NO2

Nitrite as N <0.050 mg/L 02/16/21 19:53 14797-65-00.050 1
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

196880
SM22 9223B Colilert

SM22 9223B Colilert
TotColDW MBIO Total Coliform

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70162691001

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 966737
Associated Lab Samples: 70162691001

Matrix: Drinking Water

Analyzed

E.coli Absent 02/17/21 11:40
Total Coliforms Absent 02/17/21 11:40

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162731004
966738SAMPLE DUPLICATE:

E.coli AbsentAbsent
Total Coliforms AbsentAbsent
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

197375
EPA 524.2

EPA 524.2
524.2 MSV

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70162691001

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 969277
Associated Lab Samples: 70162691001

Matrix: Water

Analyzed

1,1,1,2-Tetrachloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1,1-Trichloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1,2,2-Tetrachloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1,2-Trichloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1,2-Trichlorotrifluoroethane ug/L <0.50 0.50 N302/20/21 11:45
1,1-Dichloroethane ug/L <0.50 0.50 02/20/21 11:45
1,1-Dichloroethene ug/L <0.50 0.50 02/20/21 11:45
1,1-Dichloropropene ug/L <0.50 0.50 02/20/21 11:45
1,2,3-Trichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
1,2,3-Trichloropropane ug/L <0.50 0.50 02/20/21 11:45
1,2,4-Trichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
1,2,4-Trimethylbenzene ug/L <0.50 0.50 02/20/21 11:45
1,2-Dichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
1,2-Dichloroethane ug/L <0.50 0.50 02/20/21 11:45
1,2-Dichloropropane ug/L <0.50 0.50 02/20/21 11:45
1,3,5-Trimethylbenzene ug/L <0.50 0.50 02/20/21 11:45
1,3-Dichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
1,3-Dichloropropane ug/L <0.50 0.50 02/20/21 11:45
1,4-Dichlorobenzene ug/L <0.50 0.50 02/20/21 11:45
2,2-Dichloropropane ug/L <0.50 0.50 02/20/21 11:45
2-Chlorotoluene ug/L <0.50 0.50 02/20/21 11:45
4-Chlorotoluene ug/L <0.50 0.50 02/20/21 11:45
Benzene ug/L <0.50 0.50 02/20/21 11:45
Bromobenzene ug/L <0.50 0.50 02/20/21 11:45
Bromochloromethane ug/L <0.50 0.50 02/20/21 11:45
Bromodichloromethane ug/L <0.50 0.50 02/20/21 11:45
Bromoform ug/L <0.50 0.50 02/20/21 11:45
Bromomethane ug/L <0.50 0.50 02/20/21 11:45
Carbon tetrachloride ug/L <0.50 0.50 02/20/21 11:45
Chlorobenzene ug/L <0.50 0.50 02/20/21 11:45
Chlorodifluoromethane ug/L <0.50 0.50 N302/20/21 11:45
Chloroethane ug/L <0.50 0.50 02/20/21 11:45
Chloroform ug/L <0.50 0.50 02/20/21 11:45
Chloromethane ug/L <0.50 0.50 v302/20/21 11:45
cis-1,2-Dichloroethene ug/L <0.50 0.50 02/20/21 11:45
cis-1,3-Dichloropropene ug/L <0.50 0.50 02/20/21 11:45
Dibromochloromethane ug/L <0.50 0.50 02/20/21 11:45
Dibromomethane ug/L <0.50 0.50 02/20/21 11:45
Dichlorodifluoromethane ug/L <0.50 0.50 02/20/21 11:45
Ethylbenzene ug/L <0.50 0.50 02/20/21 11:45
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 969277
Associated Lab Samples: 70162691001

Matrix: Water

Analyzed

Hexachloro-1,3-butadiene ug/L <0.50 0.50 02/20/21 11:45
Isopropylbenzene (Cumene) ug/L <0.50 0.50 02/20/21 11:45
m&p-Xylene ug/L <0.50 0.50 02/20/21 11:45
Methyl-tert-butyl ether ug/L <0.50 0.50 v302/20/21 11:45
Methylene Chloride ug/L <0.50 0.50 02/20/21 11:45
n-Butylbenzene ug/L <0.50 0.50 02/20/21 11:45
n-Propylbenzene ug/L <0.50 0.50 02/20/21 11:45
o-Xylene ug/L <0.50 0.50 02/20/21 11:45
p-Isopropyltoluene ug/L <0.50 0.50 02/20/21 11:45
sec-Butylbenzene ug/L <0.50 0.50 02/20/21 11:45
Styrene ug/L <0.50 0.50 02/20/21 11:45
tert-Butylbenzene ug/L <0.50 0.50 02/20/21 11:45
Tetrachloroethene ug/L <0.50 0.50 02/20/21 11:45
Toluene ug/L <0.50 0.50 02/20/21 11:45
Total Trihalomethanes (Calc.) ug/L <0.50 0.50 02/20/21 11:45
trans-1,2-Dichloroethene ug/L <0.50 0.50 02/20/21 11:45
trans-1,3-Dichloropropene ug/L <0.50 0.50 02/20/21 11:45
Trichloroethene ug/L <0.50 0.50 02/20/21 11:45
Trichlorofluoromethane ug/L <0.50 0.50 02/20/21 11:45
Vinyl chloride ug/L <0.50 0.50 02/20/21 11:45
1,2-Dichlorobenzene-d4 (S) % 105 70-130 02/20/21 11:45
4-Bromofluorobenzene (S) % 105 70-130 02/20/21 11:45

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

969278LABORATORY CONTROL SAMPLE:
LCSSpike

1,1,1,2-Tetrachloroethane ug/L 10.010 100 70-130
1,1,1-Trichloroethane ug/L 10.110 101 70-130
1,1,2,2-Tetrachloroethane ug/L 1010 100 70-130
1,1,2-Trichloroethane ug/L 10.510 105 70-130
1,1,2-Trichlorotrifluoroethane ug/L 10.3 N310 103 70-130
1,1-Dichloroethane ug/L 9.610 96 70-130
1,1-Dichloroethene ug/L 9.710 97 70-130
1,1-Dichloropropene ug/L 10.810 108 70-130
1,2,3-Trichlorobenzene ug/L 10.110 101 70-130
1,2,3-Trichloropropane ug/L 10.610 106 70-130
1,2,4-Trichlorobenzene ug/L 10.310 103 70-130
1,2,4-Trimethylbenzene ug/L 10.810 108 70-130
1,2-Dichlorobenzene ug/L 10.210 102 70-130
1,2-Dichloroethane ug/L 9.910 99 70-130
1,2-Dichloropropane ug/L 10.110 101 70-130
1,3,5-Trimethylbenzene ug/L 10.510 105 70-130
1,3-Dichlorobenzene ug/L 10.310 103 70-130
1,3-Dichloropropane ug/L 10.810 108 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

969278LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dichlorobenzene ug/L 10.310 103 70-130
2,2-Dichloropropane ug/L 10.710 107 70-130
2-Chlorotoluene ug/L 10.410 104 70-130
4-Chlorotoluene ug/L 10.610 106 70-130
Benzene ug/L 10.410 104 70-130
Bromobenzene ug/L 10.110 101 70-130
Bromochloromethane ug/L 9.810 98 70-130
Bromodichloromethane ug/L 9.810 98 70-130
Bromoform ug/L 9.510 95 70-130
Bromomethane ug/L 8.110 81 70-130
Carbon tetrachloride ug/L 9.610 96 70-130
Chlorobenzene ug/L 10.410 104 70-130
Chlorodifluoromethane ug/L 9.0 N310 90 70-130
Chloroethane ug/L 9.910 99 70-130
Chloroform ug/L 10.510 105 70-130
Chloromethane ug/L 9.1 v310 91 70-130
cis-1,2-Dichloroethene ug/L 6.2 L210 62 70-130
cis-1,3-Dichloropropene ug/L 10.110 101 70-130
Dibromochloromethane ug/L 9.410 94 70-130
Dibromomethane ug/L 9.610 96 70-130
Dichlorodifluoromethane ug/L 9.510 95 70-130
Ethylbenzene ug/L 10.510 105 70-130
Hexachloro-1,3-butadiene ug/L 10.210 102 70-130
Isopropylbenzene (Cumene) ug/L 10.410 104 70-130
m&p-Xylene ug/L 21.620 108 70-130
Methyl-tert-butyl ether ug/L 15.4 L1,v310 154 70-130
Methylene Chloride ug/L 9.010 90 70-130
n-Butylbenzene ug/L 11.410 114 70-130
n-Propylbenzene ug/L 10.710 107 70-130
o-Xylene ug/L 10.410 104 70-130
p-Isopropyltoluene ug/L 10.710 107 70-130
sec-Butylbenzene ug/L 10.610 106 70-130
Styrene ug/L 10.910 109 70-130
tert-Butylbenzene ug/L 10.410 104 70-130
Tetrachloroethene ug/L 10.110 101 70-130
Toluene ug/L 10.410 104 70-130
Total Trihalomethanes (Calc.) ug/L 39.2
trans-1,2-Dichloroethene ug/L 9.910 99 70-130
trans-1,3-Dichloropropene ug/L 10.310 103 70-130
Trichloroethene ug/L 10.210 102 70-130
Trichlorofluoromethane ug/L 10.210 102 70-130
Vinyl chloride ug/L 9.410 94 70-130
1,2-Dichlorobenzene-d4 (S) % 101 70-130
4-Bromofluorobenzene (S) % 99 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

197485
EPA 522

EPA 522
522 MSS 1,4 Dioxane

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70162691001

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 969728
Associated Lab Samples: 70162691001

Matrix: Drinking Water

Analyzed

1,4-Dioxane (p-Dioxane) ug/L <0.020 0.020 02/23/21 17:12
1,4-Dioxane-d8 (S) % 90 70-130 02/23/21 17:12

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

969729LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dioxane (p-Dioxane) ug/L <0.0200.02 77 70-130
1,4-Dioxane-d8 (S) % 95 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

969730MATRIX SPIKE SAMPLE:
MSSpike

Result
70162810003

1,4-Dioxane (p-Dioxane) ug/L 0.500.02 76 70-1300.49
1,4-Dioxane-d8 (S) % 95 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162810004
969731SAMPLE DUPLICATE:

1,4-Dioxane (p-Dioxane) ug/L 0.093 3 200.090
1,4-Dioxane-d8 (S) % 91 2093
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

708416
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70162691001

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3860972
Associated Lab Samples: 70162691001

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 02/28/21 22:59
Perfluoroheptanoic acid ng/L ND 2.0 02/28/21 22:59
Perfluorohexanesulfonic acid ng/L ND 2.0 02/28/21 22:59
Perfluorononanoic acid ng/L ND 2.0 02/28/21 22:59
Perfluorooctanesulfonic acid ng/L ND 2.0 02/28/21 22:59
Perfluorooctanoic acid ng/L ND 2.0 02/28/21 22:59
13C2-PFDA (S) % 110 70-130 02/28/21 22:59
13C2-PFHxA (S) % 104 70-130 02/28/21 22:59
HFPO-DAS (S) % 98 70-130 02/28/21 22:59
NEtFOSAA-d5 (S) % 87 70-130 02/28/21 22:59

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3860973LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 6.38 78 70-130
Perfluoroheptanoic acid ng/L 7.88 97 70-130
Perfluorohexanesulfonic acid ng/L 6.68 82 70-130
Perfluorononanoic acid ng/L 7.18 89 70-130
Perfluorooctanesulfonic acid ng/L 8.58 106 70-130
Perfluorooctanoic acid ng/L 7.58 94 70-130
13C2-PFDA (S) % 105 70-130
13C2-PFHxA (S) % 102 70-130
HFPO-DAS (S) % 97 70-130
NEtFOSAA-d5 (S) % 88 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3860974LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.7J2 83 50-150
Perfluoroheptanoic acid ng/L 1.4J2 71 50-150
Perfluorohexanesulfonic acid ng/L 1.6J2 82 50-150
Perfluorononanoic acid ng/L ND2 93 50-150
Perfluorooctanesulfonic acid ng/L 1.8J2 89 50-150
Perfluorooctanoic acid ng/L 1.9J2 95 50-150
13C2-PFDA (S) % 104 70-130
13C2-PFHxA (S) % 97 70-130
HFPO-DAS (S) % 91 70-130
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3860974LABORATORY CONTROL SAMPLE:
LCSSpike

NEtFOSAA-d5 (S) % 86 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

3860975MATRIX SPIKE SAMPLE:
MSSpike

Result
70162784002

Perfluorobutanesulfonic acid ng/L 6.77.9 81 70-130<2.0
Perfluoroheptanoic acid ng/L 8.07.9 98 70-130<2.0
Perfluorohexanesulfonic acid ng/L 8.07.9 100 70-130<2.0
Perfluorononanoic acid ng/L 6.97.9 87 70-130<2.0
Perfluorooctanesulfonic acid ng/L 7.77.9 97 70-130<2.0
Perfluorooctanoic acid ng/L 7.47.9 92 70-130<2.0
13C2-PFDA (S) % 112 70-130
13C2-PFHxA (S) % 107 70-130
HFPO-DAS (S) % 101 70-130
NEtFOSAA-d5 (S) % 97 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162690002
3860976SAMPLE DUPLICATE:

Perfluorobutanesulfonic acid ng/L <1.8 30<1.8
Perfluoroheptanoic acid ng/L <1.8 30<1.8
Perfluorohexanesulfonic acid ng/L <1.8 30<1.8
Perfluorononanoic acid ng/L <1.8 30<1.8
Perfluorooctanesulfonic acid ng/L <1.8 30<1.8
Perfluorooctanoic acid ng/L <1.8 30<1.8
13C2-PFDA (S) % 121114
13C2-PFHxA (S) % 115112
HFPO-DAS (S) % 110110
NEtFOSAA-d5 (S) % 10395
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

196816
EPA 353.2

EPA 353.2
353.2 Nitrite, Unpres.

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70162691001

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 966543
Associated Lab Samples: 70162691001

Matrix: Water

Analyzed

Nitrite as N mg/L ND 0.050 02/16/21 19:20

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

966544LABORATORY CONTROL SAMPLE:
LCSSpike

Nitrite as N mg/L 1.01 103 90-110

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

966545MATRIX SPIKE SAMPLE:
MSSpike

Result
70162686001

Nitrite as N mg/L 0.490.5 97 90-110<0.050

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

966547MATRIX SPIKE SAMPLE:
MSSpike

Result
70162715001

Nitrite as N mg/L 0.490.5 97 90-110<0.050

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162686001
966546SAMPLE DUPLICATE:

Nitrite as N mg/L <0.050 20<0.050

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162715001
966548SAMPLE DUPLICATE:

Nitrite as N mg/L <0.050 20<0.050
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

196824
EPA 353.2

EPA 353.2
353.2 Nitrate, Unpres.

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70162691001

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 966619
Associated Lab Samples: 70162691001

Matrix: Water

Analyzed

Nitrate-Nitrite (as N) mg/L ND 0.050 02/16/21 21:14

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

966620LABORATORY CONTROL SAMPLE:
LCSSpike

Nitrate-Nitrite (as N) mg/L 1.01 100 90-110

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

966621MATRIX SPIKE SAMPLE:
MSSpike

Result
70162713001

Nitrate-Nitrite (as N) mg/L 6.1 M12.5 117 90-1103.2

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

966623MATRIX SPIKE SAMPLE:
MSSpike

Result
70162718001

Nitrate-Nitrite (as N) mg/L 3.82.5 110 90-1101.1

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162713001
966622SAMPLE DUPLICATE:

Nitrate-Nitrite (as N) mg/L 3.1 1 203.2

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70162718001
966624SAMPLE DUPLICATE:

Nitrate-Nitrite (as N) mg/L 1.1 5 201.1
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This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/01/2021 06:58 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 16 of 20
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QUALIFIERS

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

ANALYTE QUALIFIERS
Analyte recovery in the laboratory control sample (LCS) was above QC limits.  Results for this analyte in associated
samples may be biased high.

L1

Analyte recovery in the laboratory control sample (LCS) was below QC limits.  Results for this analyte in associated
samples may be biased low.

L2

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1
Accreditation is not offered by the relevant laboratory accrediting body for this parameter.N3
The continuing calibration verification was below the method acceptance limit. Any detection for the analyte in the
associated samples may have a low bias.

v3
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70162691
BAC/POC/NO3/PFAS/1,4-DIOXANE

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70162691001 196880 196963N-07552 SM22 9223B Colilert SM22 9223B Colilert

70162691001 197485 197683N-07552 EPA 522 EPA 522

70162691001 197375N-07552 EPA 524.2

70162691001 708416 708913N-07552 EPA 537.1 EPA 537.1

70162691001 196824N-07552 EPA 353.2

70162691001 196816N-07552 EPA 353.2

REPORT OF LABORATORY ANALYSIS
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March 15, 2021

LIMS USE: FR - SUPT.TAL VACCHIO
LIMS OBJECT ID: 70163766

70163766
Project:
Pace Project No.:

RE:

Supt.Tal Vacchio
Port Washington W.D.
P.O. BOX 432
Port Washington, NY 11050

504/1,4/PFAS/POC 2/25

Dear Supt.Tal Vacchio:

Enclosed are the analytical results for sample(s) received by the laboratory on February 25, 2021.  The results relate only
to the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville
• Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jennifer Aracri
jennifer.aracri@pacelabs.com

Project Manager
(631)694-3040

Enclosures

cc: Allen Fok, D & B Engineers
Jim Gildea, Port Washington W.D.
Jim Van Horn
Kevin Law, D & B Engineers
Bill Merklin, D & B Engineers
Lisa Ortiz, D&B
Reports User, Port Washington W.D.
Richard Zimbardi, Port Washington W.D.

REPORT OF LABORATORY ANALYSIS
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CERTIFICATIONS

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236

Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Ohio DEP 87780
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Pace Analytical Services Long Island
Delaware Certification # NY10478
Virginia Certification # 460302
Delaware Certification # NY10478
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158

Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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SAMPLE SUMMARY

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Lab ID Sample ID Matrix Date Collected Date Received

70163766001 N-02052 Drinking Water 02/25/21 11:00 02/25/21 12:22

70163766002 GAC-02052 Drinking Water 02/25/21 11:06 02/25/21 12:22

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.
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SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

70163766001 N-02052 EPA 522 2 PACE-MVTJD

EPA 537.1 10 PASI-OCMB

70163766002 GAC-02052 EPA 504.1 2 PACE-MVAD1

EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVKGG

EPA 537.1 10 PASI-OCMB

PACE-MV = Pace Analytical Services - Melville
PASI-O = Pace Analytical Services - Ormond Beach

REPORT OF LABORATORY ANALYSIS
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Sample: N-02052 Lab ID: 70163766001 Collected: 02/25/21 11:00 Received: 02/25/21 12:22 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.99 ug/L 03/05/21 20:31 123-91-103/05/21 09:400.020 1
Surrogates
1,4-Dioxane-d8 (S) 87 % 03/05/21 20:3103/05/21 09:4070-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.9 ng/L 03/12/21 21:06 375-73-503/09/21 10:051.9 1
Perfluoroheptanoic acid <1.9 ng/L 03/12/21 21:06 375-85-903/09/21 10:051.9 1
Perfluorohexanesulfonic acid 2.7 ng/L 03/12/21 21:06 355-46-403/09/21 10:051.9 1
Perfluorononanoic acid 23.9 ng/L 03/12/21 21:06 375-95-103/09/21 10:051.9 1
Perfluorooctanesulfonic acid 4.7 ng/L 03/12/21 21:06 1763-23-103/09/21 10:05101.9 1
Perfluorooctanoic acid 4.1 ng/L 03/12/21 21:06 335-67-103/09/21 10:05101.9 1
Surrogates
13C2-PFDA (S) 107 % 03/12/21 21:0603/09/21 10:0570-130 1
13C2-PFHxA (S) 114 % 03/12/21 21:0603/09/21 10:0570-130 1
NEtFOSAA-d5 (S) 96 % 03/12/21 21:0603/09/21 10:0570-130 1
HFPO-DAS (S) 101 % 03/12/21 21:0603/09/21 10:0570-130 1

REPORT OF LABORATORY ANALYSIS
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#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Sample: GAC-02052 Lab ID: 70163766002 Collected: 02/25/21 11:06 Received: 02/25/21 12:22 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 504.1  Preparation Method: EPA 504.1
Pace Analytical Services - Melville

504.1 GCS EDB and DBCP

1,2-Dibromo-3-chloropropane <0.010 ug/L 03/02/21 01:23 96-12-803/01/21 14:100.010 1
1,2-Dibromoethane (EDB) <0.010 ug/L 03/02/21 01:23 106-93-403/01/21 14:100.010 1

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.26 ug/L 03/05/21 20:48 123-91-103/05/21 09:400.020 1
Surrogates
1,4-Dioxane-d8 (S) 87 % 03/05/21 20:4803/05/21 09:4070-130 1

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 03/05/21 18:47 71-43-20.50 1
Bromobenzene <0.50 ug/L 03/05/21 18:47 108-86-10.50 1
Bromochloromethane <0.50 ug/L 03/05/21 18:47 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 03/05/21 18:47 75-27-40.50 1
Bromoform <0.50 ug/L 03/05/21 18:47 75-25-20.50 1
Bromomethane <0.50 ug/L 03/05/21 18:47 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 03/05/21 18:47 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 03/05/21 18:47 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 03/05/21 18:47 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 03/05/21 18:47 56-23-50.50 1
Chlorobenzene <0.50 ug/L 03/05/21 18:47 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 03/05/21 18:47 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 03/05/21 18:47 75-00-30.50 1
Chloroform <0.50 ug/L 03/05/21 18:47 67-66-30.50 1
Chloromethane <0.50 ug/L 03/05/21 18:47 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 03/05/21 18:47 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 03/05/21 18:47 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 03/05/21 18:47 124-48-10.50 1
Dibromomethane <0.50 ug/L 03/05/21 18:47 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 03/05/21 18:47 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 03/05/21 18:47 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 03/05/21 18:47 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 03/05/21 18:47 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 03/05/21 18:47 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 03/05/21 18:47 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 03/05/21 18:47 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 03/05/21 18:47 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 03/05/21 18:47 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 03/05/21 18:47 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 03/05/21 18:47 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 03/05/21 18:47 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 03/05/21 18:47 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 03/05/21 18:47 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 03/05/21 18:47 10061-02-60.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Sample: GAC-02052 Lab ID: 70163766002 Collected: 02/25/21 11:06 Received: 02/25/21 12:22 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Ethylbenzene <0.50 ug/L 03/05/21 18:47 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 03/05/21 18:47 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 03/05/21 18:47 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 03/05/21 18:47 99-87-60.50 1
Methylene Chloride <0.50 ug/L 03/05/21 18:47 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 03/05/21 18:47 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 03/05/21 18:47 103-65-10.50 1
Styrene <0.50 ug/L 03/05/21 18:47 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 03/05/21 18:47 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 03/05/21 18:47 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 03/05/21 18:47 127-18-40.50 1
Toluene <0.50 ug/L 03/05/21 18:47 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 03/05/21 18:470.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 03/05/21 18:47 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 03/05/21 18:47 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 03/05/21 18:47 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 03/05/21 18:47 79-00-50.50 1
Trichloroethene <0.50 ug/L 03/05/21 18:47 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 03/05/21 18:47 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 03/05/21 18:47 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 03/05/21 18:47 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 03/05/21 18:47 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 03/05/21 18:47 108-67-80.50 1
Vinyl chloride <0.50 ug/L 03/05/21 18:47 75-01-40.50 1
m&p-Xylene <0.50 ug/L 03/05/21 18:47 179601-23-10.50 1
o-Xylene <0.50 ug/L 03/05/21 18:47 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 77 % 03/05/21 18:47 2199-69-170-130 1
4-Bromofluorobenzene (S) 84 % 03/05/21 18:47 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/12/21 21:24 375-73-503/09/21 10:051.8 1
Perfluoroheptanoic acid <1.8 ng/L 03/12/21 21:24 375-85-903/09/21 10:051.8 1
Perfluorohexanesulfonic acid <1.8 ng/L 03/12/21 21:24 355-46-403/09/21 10:051.8 1
Perfluorononanoic acid <1.8 ng/L 03/12/21 21:24 375-95-103/09/21 10:051.8 1
Perfluorooctanesulfonic acid 2.0 ng/L 03/12/21 21:24 1763-23-103/09/21 10:05101.8 1
Perfluorooctanoic acid 2.6 ng/L 03/12/21 21:24 335-67-103/09/21 10:05101.8 1
Surrogates
13C2-PFDA (S) 104 % 03/12/21 21:2403/09/21 10:0570-130 1
13C2-PFHxA (S) 113 % 03/12/21 21:2403/09/21 10:0570-130 1
NEtFOSAA-d5 (S) 95 % 03/12/21 21:2403/09/21 10:0570-130 1
HFPO-DAS (S) 105 % 03/12/21 21:2403/09/21 10:0570-130 1
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

199085
EPA 524.2

EPA 524.2
524.2 MSV

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70163766002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 978798
Associated Lab Samples: 70163766002

Matrix: Water

Analyzed

1,1,1,2-Tetrachloroethane ug/L <0.50 0.50 03/05/21 15:40
1,1,1-Trichloroethane ug/L <0.50 0.50 03/05/21 15:40
1,1,2,2-Tetrachloroethane ug/L <0.50 0.50 03/05/21 15:40
1,1,2-Trichloroethane ug/L <0.50 0.50 03/05/21 15:40
1,1,2-Trichlorotrifluoroethane ug/L <0.50 0.50 N303/05/21 15:40
1,1-Dichloroethane ug/L <0.50 0.50 03/05/21 15:40
1,1-Dichloroethene ug/L <0.50 0.50 03/05/21 15:40
1,1-Dichloropropene ug/L <0.50 0.50 03/05/21 15:40
1,2,3-Trichlorobenzene ug/L <0.50 0.50 03/05/21 15:40
1,2,3-Trichloropropane ug/L <0.50 0.50 03/05/21 15:40
1,2,4-Trichlorobenzene ug/L <0.50 0.50 03/05/21 15:40
1,2,4-Trimethylbenzene ug/L <0.50 0.50 03/05/21 15:40
1,2-Dichlorobenzene ug/L <0.50 0.50 03/05/21 15:40
1,2-Dichloroethane ug/L <0.50 0.50 03/05/21 15:40
1,2-Dichloropropane ug/L <0.50 0.50 03/05/21 15:40
1,3,5-Trimethylbenzene ug/L <0.50 0.50 03/05/21 15:40
1,3-Dichlorobenzene ug/L <0.50 0.50 03/05/21 15:40
1,3-Dichloropropane ug/L <0.50 0.50 03/05/21 15:40
1,4-Dichlorobenzene ug/L <0.50 0.50 03/05/21 15:40
2,2-Dichloropropane ug/L <0.50 0.50 03/05/21 15:40
2-Chlorotoluene ug/L <0.50 0.50 03/05/21 15:40
4-Chlorotoluene ug/L <0.50 0.50 03/05/21 15:40
Benzene ug/L <0.50 0.50 03/05/21 15:40
Bromobenzene ug/L <0.50 0.50 03/05/21 15:40
Bromochloromethane ug/L <0.50 0.50 03/05/21 15:40
Bromodichloromethane ug/L <0.50 0.50 03/05/21 15:40
Bromoform ug/L <0.50 0.50 03/05/21 15:40
Bromomethane ug/L <0.50 0.50 03/05/21 15:40
Carbon tetrachloride ug/L <0.50 0.50 03/05/21 15:40
Chlorobenzene ug/L <0.50 0.50 03/05/21 15:40
Chlorodifluoromethane ug/L <0.50 0.50 N303/05/21 15:40
Chloroethane ug/L <0.50 0.50 03/05/21 15:40
Chloroform ug/L <0.50 0.50 03/05/21 15:40
Chloromethane ug/L <0.50 0.50 03/05/21 15:40
cis-1,2-Dichloroethene ug/L <0.50 0.50 03/05/21 15:40
cis-1,3-Dichloropropene ug/L <0.50 0.50 03/05/21 15:40
Dibromochloromethane ug/L <0.50 0.50 03/05/21 15:40
Dibromomethane ug/L <0.50 0.50 03/05/21 15:40
Dichlorodifluoromethane ug/L <0.50 0.50 03/05/21 15:40
Ethylbenzene ug/L <0.50 0.50 03/05/21 15:40
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 978798
Associated Lab Samples: 70163766002

Matrix: Water

Analyzed

Hexachloro-1,3-butadiene ug/L <0.50 0.50 03/05/21 15:40
Isopropylbenzene (Cumene) ug/L <0.50 0.50 03/05/21 15:40
m&p-Xylene ug/L <0.50 0.50 03/05/21 15:40
Methyl-tert-butyl ether ug/L <0.50 0.50 03/05/21 15:40
Methylene Chloride ug/L <0.50 0.50 03/05/21 15:40
n-Butylbenzene ug/L <0.50 0.50 03/05/21 15:40
n-Propylbenzene ug/L <0.50 0.50 03/05/21 15:40
o-Xylene ug/L <0.50 0.50 03/05/21 15:40
p-Isopropyltoluene ug/L <0.50 0.50 03/05/21 15:40
sec-Butylbenzene ug/L <0.50 0.50 03/05/21 15:40
Styrene ug/L <0.50 0.50 03/05/21 15:40
tert-Butylbenzene ug/L <0.50 0.50 03/05/21 15:40
Tetrachloroethene ug/L <0.50 0.50 03/05/21 15:40
Toluene ug/L <0.50 0.50 03/05/21 15:40
Total Trihalomethanes (Calc.) ug/L <0.50 0.50 03/05/21 15:40
trans-1,2-Dichloroethene ug/L <0.50 0.50 03/05/21 15:40
trans-1,3-Dichloropropene ug/L <0.50 0.50 03/05/21 15:40
Trichloroethene ug/L <0.50 0.50 03/05/21 15:40
Trichlorofluoromethane ug/L <0.50 0.50 03/05/21 15:40
Vinyl chloride ug/L <0.50 0.50 03/05/21 15:40
1,2-Dichlorobenzene-d4 (S) % 79 70-130 03/05/21 15:40
4-Bromofluorobenzene (S) % 81 70-130 03/05/21 15:40

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

978799LABORATORY CONTROL SAMPLE:
LCSSpike

1,1,1,2-Tetrachloroethane ug/L 11.210 112 70-130
1,1,1-Trichloroethane ug/L 10.910 109 70-130
1,1,2,2-Tetrachloroethane ug/L 11.010 110 70-130
1,1,2-Trichloroethane ug/L 11.010 110 70-130
1,1,2-Trichlorotrifluoroethane ug/L 8.5 N310 85 70-130
1,1-Dichloroethane ug/L 10.910 109 70-130
1,1-Dichloroethene ug/L 11.010 110 70-130
1,1-Dichloropropene ug/L 12.010 120 70-130
1,2,3-Trichlorobenzene ug/L 10.910 109 70-130
1,2,3-Trichloropropane ug/L 10.810 108 70-130
1,2,4-Trichlorobenzene ug/L 10.410 104 70-130
1,2,4-Trimethylbenzene ug/L 12.510 125 70-130
1,2-Dichlorobenzene ug/L 11.410 114 70-130
1,2-Dichloroethane ug/L 11.210 112 70-130
1,2-Dichloropropane ug/L 11.010 110 70-130
1,3,5-Trimethylbenzene ug/L 11.810 118 70-130
1,3-Dichlorobenzene ug/L 12.010 120 70-130
1,3-Dichloropropane ug/L 11.810 118 70-130
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

978799LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dichlorobenzene ug/L 12.410 124 70-130
2,2-Dichloropropane ug/L 11.710 117 70-130
2-Chlorotoluene ug/L 11.210 112 70-130
4-Chlorotoluene ug/L 12.310 123 70-130
Benzene ug/L 10.810 108 70-130
Bromobenzene ug/L 11.610 116 70-130
Bromochloromethane ug/L 10.910 109 70-130
Bromodichloromethane ug/L 11.010 110 70-130
Bromoform ug/L 11.210 112 70-130
Bromomethane ug/L 9.610 96 70-130
Carbon tetrachloride ug/L 10.810 108 70-130
Chlorobenzene ug/L 11.810 118 70-130
Chlorodifluoromethane ug/L 9.3 N310 93 70-130
Chloroethane ug/L 11.210 112 70-130
Chloroform ug/L 11.810 118 70-130
Chloromethane ug/L 9.210 92 70-130
cis-1,2-Dichloroethene ug/L 10.510 105 70-130
cis-1,3-Dichloropropene ug/L 11.410 114 70-130
Dibromochloromethane ug/L 10.910 109 70-130
Dibromomethane ug/L 11.210 112 70-130
Dichlorodifluoromethane ug/L 9.510 95 70-130
Ethylbenzene ug/L 12.010 120 70-130
Hexachloro-1,3-butadiene ug/L 11.210 112 70-130
Isopropylbenzene (Cumene) ug/L 11.810 118 70-130
m&p-Xylene ug/L 23.720 119 70-130
Methyl-tert-butyl ether ug/L 10.310 103 70-130
Methylene Chloride ug/L 9.910 99 70-130
n-Butylbenzene ug/L 12.010 120 70-130
n-Propylbenzene ug/L 12.010 120 70-130
o-Xylene ug/L 11.410 114 70-130
p-Isopropyltoluene ug/L 12.110 121 70-130
sec-Butylbenzene ug/L 11.910 119 70-130
Styrene ug/L 11.810 118 70-130
tert-Butylbenzene ug/L 11.910 119 70-130
Tetrachloroethene ug/L 11.610 116 70-130
Toluene ug/L 11.710 117 70-130
Total Trihalomethanes (Calc.) ug/L 44.9
trans-1,2-Dichloroethene ug/L 10.510 105 70-130
trans-1,3-Dichloropropene ug/L 11.910 119 70-130
Trichloroethene ug/L 11.210 112 70-130
Trichlorofluoromethane ug/L 11.110 111 70-130
Vinyl chloride ug/L 10.610 106 70-130
1,2-Dichlorobenzene-d4 (S) % 98 70-130
4-Bromofluorobenzene (S) % 102 70-130
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

198293
EPA 504.1

EPA 504.1
504 EDB DBCP

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70163766002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 974145
Associated Lab Samples: 70163766002

Matrix: Water

Analyzed

1,2-Dibromo-3-chloropropane ug/L <0.010 0.010 03/01/21 17:33
1,2-Dibromoethane (EDB) ug/L <0.010 0.010 03/01/21 17:33

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

974146LABORATORY CONTROL SAMPLE:
LCSSpike

1,2-Dibromo-3-chloropropane ug/L 0.0680.071 95 70-130
1,2-Dibromoethane (EDB) ug/L 0.0630.071 89 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

974147LABORATORY CONTROL SAMPLE:
LCSSpike

1,2-Dibromo-3-chloropropane ug/L 0.0110.01 111 70-130
1,2-Dibromoethane (EDB) ug/L 0.0110.01 109 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

974148MATRIX SPIKE SAMPLE:
MSSpike

Result
70164050001

1,2-Dibromo-3-chloropropane ug/L 0.070 H30.071 99 65-135<0.010
1,2-Dibromoethane (EDB) ug/L 0.073 H30.071 84 65-1350.013

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

30406329001
974252SAMPLE DUPLICATE:

1,2-Dibromo-3-chloropropane ug/L <0.010 20ND
1,2-Dibromoethane (EDB) ug/L <0.010 20ND
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

198951
EPA 522

EPA 522
522 MSS 1,4 Dioxane

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70163766001, 70163766002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 977897
Associated Lab Samples: 70163766001, 70163766002

Matrix: Drinking Water

Analyzed

1,4-Dioxane (p-Dioxane) ug/L <0.020 0.020 03/05/21 18:21
1,4-Dioxane-d8 (S) % 92 70-130 03/05/21 18:21

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

977898LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dioxane (p-Dioxane) ug/L 1.72 84 70-130
1,4-Dioxane-d8 (S) % 90 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

977899MATRIX SPIKE SAMPLE:
MSSpike

Result
70163964001

1,4-Dioxane (p-Dioxane) ug/L 1.72 85 70-130<0.020
1,4-Dioxane-d8 (S) % 90 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70163964002
977900SAMPLE DUPLICATE:

1,4-Dioxane (p-Dioxane) ug/L <0.020 20<0.020
1,4-Dioxane-d8 (S) % 84 2086
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

711159
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70163766001, 70163766002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3876045
Associated Lab Samples: 70163766001, 70163766002

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 03/12/21 19:33
Perfluoroheptanoic acid ng/L ND 2.0 03/12/21 19:33
Perfluorohexanesulfonic acid ng/L ND 2.0 03/12/21 19:33
Perfluorononanoic acid ng/L ND 2.0 03/12/21 19:33
Perfluorooctanesulfonic acid ng/L ND 2.0 03/12/21 19:33
Perfluorooctanoic acid ng/L ND 2.0 03/12/21 19:33
13C2-PFDA (S) % 95 70-130 03/12/21 19:33
13C2-PFHxA (S) % 90 70-130 03/12/21 19:33
HFPO-DAS (S) % 81 70-130 03/12/21 19:33
NEtFOSAA-d5 (S) % 87 70-130 03/12/21 19:33

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3876046LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 5.87.1 81 70-130
Perfluoroheptanoic acid ng/L 7.18 89 70-130
Perfluorohexanesulfonic acid ng/L 6.67.3 91 70-130
Perfluorononanoic acid ng/L 7.28 90 70-130
Perfluorooctanesulfonic acid ng/L 7.37.4 98 70-130
Perfluorooctanoic acid ng/L 7.58 94 70-130
13C2-PFDA (S) % 92 70-130
13C2-PFHxA (S) % 81 70-130
HFPO-DAS (S) % 74 70-130
NEtFOSAA-d5 (S) % 91 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3876047LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.8J1.8 99 50-150
Perfluoroheptanoic acid ng/L 1.8J2 90 50-150
Perfluorohexanesulfonic acid ng/L 1.6J1.8 88 50-150
Perfluorononanoic acid ng/L ND2 84 50-150
Perfluorooctanesulfonic acid ng/L 1.6J1.9 86 50-150
Perfluorooctanoic acid ng/L 1.9J2 94 50-150
13C2-PFDA (S) % 94 70-130
13C2-PFHxA (S) % 94 70-130
HFPO-DAS (S) % 83 70-130

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/15/2021 12:21 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 13 of 18



#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3876047LABORATORY CONTROL SAMPLE:
LCSSpike

NEtFOSAA-d5 (S) % 88 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

3876048MATRIX SPIKE SAMPLE:
MSSpike

Result
35617198001

Perfluorobutanesulfonic acid ng/L 125 H3141 88 70-1300.0012J ug/L
Perfluoroheptanoic acid ng/L 142 H3159 88 70-130<0.0010 ug/L
Perfluorohexanesulfonic acid ng/L 134 H3145 92 70-130<0.00073 ug/L
Perfluorononanoic acid ng/L 143 H3159 89 70-130<0.0019 ug/L
Perfluorooctanesulfonic acid ng/L 136 H3148 91 70-130<0.0012 ug/L
Perfluorooctanoic acid ng/L 138 H3159 86 70-1300.0011J ug/L
13C2-PFDA (S) % 102 70-130
13C2-PFHxA (S) % 101 70-130
HFPO-DAS (S) % 87 70-130
NEtFOSAA-d5 (S) % 93 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164694001
3876049SAMPLE DUPLICATE:

Perfluorobutanesulfonic acid ng/L <2.0 30<2.1
Perfluoroheptanoic acid ng/L <2.0 30<2.1
Perfluorohexanesulfonic acid ng/L <2.0 30<2.1
Perfluorononanoic acid ng/L <2.0 30<2.1
Perfluorooctanesulfonic acid ng/L <2.0 30<2.1
Perfluorooctanoic acid ng/L <2.0 30<2.1
13C2-PFDA (S) % 10899
13C2-PFHxA (S) % 110108
HFPO-DAS (S) % 9887
NEtFOSAA-d5 (S) % 10597
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QUALIFIERS

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Sample was received or analysis requested beyond the recognized method holding time.H3
Accreditation is not offered by the relevant laboratory accrediting body for this parameter.N3
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70163766
504/1,4/PFAS/POC 2/25

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70163766002 198293 198363GAC-02052 EPA 504.1 EPA 504.1

70163766001 198951 199060N-02052 EPA 522 EPA 522
70163766002 198951 199060GAC-02052 EPA 522 EPA 522

70163766002 199085GAC-02052 EPA 524.2

70163766001 711159 711548N-02052 EPA 537.1 EPA 537.1
70163766002 711159 711548GAC-02052 EPA 537.1 EPA 537.1
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March 11, 2021

LIMS USE: FR - SUPT.TAL VACCHIO
LIMS OBJECT ID: 70164192

70164192
Project:
Pace Project No.:

RE:

Supt.Tal Vacchio
Port Washington W.D.
P.O. BOX 432
Port Washington, NY 11050

POC/1,4/PFAS/504 3/1

Dear Supt.Tal Vacchio:

Enclosed are the analytical results for sample(s) received by the laboratory on March 01, 2021.  The results relate only to
the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville
• Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jennifer Aracri
jennifer.aracri@pacelabs.com

Project Manager
(631)694-3040

Enclosures

cc: Allen Fok, D & B Engineers
Jim Gildea, Port Washington W.D.
Jim Van Horn
Kevin Law, D & B Engineers
Bill Merklin, D & B Engineers
Lisa Ortiz, D&B
Reports User, Port Washington W.D.
Richard Zimbardi, Port Washington W.D.
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CERTIFICATIONS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236

Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Ohio DEP 87780
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Pace Analytical Services Long Island
Delaware Certification # NY10478
Virginia Certification # 460302
Delaware Certification # NY10478
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158

Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
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SAMPLE SUMMARY

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Lab ID Sample ID Matrix Date Collected Date Received

70164192001 AS-05209 Drinking Water 03/01/21 08:12 03/01/21 15:30

70164192002 GAC-02030 Drinking Water 03/01/21 08:32 03/01/21 15:30

70164192003 N-07552 Drinking Water 03/01/21 08:34 03/01/21 15:30

70164192004 N-07552 Drinking Water 03/01/21 08:32 03/01/21 15:30

70164192005 AS-8/9/11 Drinking Water 03/01/21 08:49 03/01/21 15:30

70164192006 AS-8/9/11 Drinking Water 03/01/21 08:47 03/01/21 15:30

70164192007 AS-8/9/11 Drinking Water 03/01/21 08:45 03/01/21 15:30

70164192008 N-05876 Drinking Water 03/01/21 09:28 03/01/21 15:30

70164192009 N-05876 Drinking Water 03/01/21 09:25 03/01/21 15:30

70164192010 N-05876 Drinking Water 03/01/21 09:20 03/01/21 15:30

70164192011 N-02052 Drinking Water 03/01/21 09:28 03/01/21 15:30

70164192012 N-02052 Drinking Water 03/01/21 09:31 03/01/21 15:30

70164192013 N-02052 Drinking Water 03/01/21 09:33 03/01/21 15:30

70164192014 GAC-02052 Drinking Water 03/01/21 09:50 03/01/21 15:30

70164192015 GAC-02052 Drinking Water 03/01/21 09:48 03/01/21 15:30

70164192016 GAC-02052 Drinking Water 03/01/21 09:46 03/01/21 15:30

70164192017 GAC-02052 Drinking Water 03/01/21 09:43 03/01/21 15:30
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SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

70164192001 AS-05209 EPA 524.2 62 PACE-MVKGG

70164192002 GAC-02030 EPA 524.2 62 PACE-MVKGG

70164192003 N-07552 EPA 522 2 PACE-MVTJD

70164192004 N-07552 EPA 537.1 9 PASI-OSWR

70164192005 AS-8/9/11 EPA 524.2 62 PACE-MVKGG

70164192006 AS-8/9/11 EPA 522 2 PACE-MVTJD

70164192007 AS-8/9/11 EPA 537.1 9 PASI-OSWR

70164192008 N-05876 EPA 524.2 62 PACE-MVKGG

70164192009 N-05876 EPA 522 2 PACE-MVTJD

70164192010 N-05876 EPA 537.1 9 PASI-OSWR

70164192011 N-02052 EPA 504.1 2 PACE-MVMJM

70164192012 N-02052 EPA 522 2 PACE-MVTJD

70164192013 N-02052 EPA 537.1 9 PASI-OSWR

70164192014 GAC-02052 EPA 524.2 62 PACE-MVKGG

70164192015 GAC-02052 EPA 504.1 2 PACE-MVMJM

70164192016 GAC-02052 EPA 522 2 PACE-MVTJD

70164192017 GAC-02052 EPA 537.1 10 PASI-OSWR

PACE-MV = Pace Analytical Services - Melville
PASI-O = Pace Analytical Services - Ormond Beach

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: AS-05209 Lab ID: 70164192001 Collected: 03/01/21 08:12 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 03/08/21 22:14 71-43-20.50 1
Bromobenzene <0.50 ug/L 03/08/21 22:14 108-86-10.50 1
Bromochloromethane <0.50 ug/L 03/08/21 22:14 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 03/08/21 22:14 75-27-40.50 1
Bromoform 0.73 ug/L 03/08/21 22:14 75-25-20.50 1
Bromomethane <0.50 ug/L 03/08/21 22:14 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 03/08/21 22:14 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 03/08/21 22:14 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 03/08/21 22:14 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 03/08/21 22:14 56-23-50.50 1
Chlorobenzene <0.50 ug/L 03/08/21 22:14 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 03/08/21 22:14 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 03/08/21 22:14 75-00-30.50 1
Chloroform <0.50 ug/L 03/08/21 22:14 67-66-30.50 1
Chloromethane <0.50 ug/L 03/08/21 22:14 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 03/08/21 22:14 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 03/08/21 22:14 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 03/08/21 22:14 124-48-10.50 1
Dibromomethane <0.50 ug/L 03/08/21 22:14 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 03/08/21 22:14 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 03/08/21 22:14 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 03/08/21 22:14 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 03/08/21 22:14 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 03/08/21 22:14 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 03/08/21 22:14 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 03/08/21 22:14 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 03/08/21 22:14 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 03/08/21 22:14 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 03/08/21 22:14 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 03/08/21 22:14 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 03/08/21 22:14 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 03/08/21 22:14 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 03/08/21 22:14 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 03/08/21 22:14 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 03/08/21 22:14 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 03/08/21 22:14 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 03/08/21 22:14 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 03/08/21 22:14 99-87-60.50 1
Methylene Chloride <0.50 ug/L 03/08/21 22:14 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 03/08/21 22:14 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 03/08/21 22:14 103-65-10.50 1
Styrene <0.50 ug/L 03/08/21 22:14 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 03/08/21 22:14 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 03/08/21 22:14 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 03/08/21 22:14 127-18-40.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: AS-05209 Lab ID: 70164192001 Collected: 03/01/21 08:12 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Toluene <0.50 ug/L 03/08/21 22:14 108-88-30.50 1
Total Trihalomethanes (Calc.) 0.73 ug/L 03/08/21 22:140.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 03/08/21 22:14 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 03/08/21 22:14 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 03/08/21 22:14 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 03/08/21 22:14 79-00-50.50 1
Trichloroethene <0.50 ug/L 03/08/21 22:14 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 03/08/21 22:14 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 03/08/21 22:14 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 03/08/21 22:14 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 03/08/21 22:14 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 03/08/21 22:14 108-67-80.50 1
Vinyl chloride <0.50 ug/L 03/08/21 22:14 75-01-40.50 1
m&p-Xylene <0.50 ug/L 03/08/21 22:14 179601-23-10.50 1
o-Xylene <0.50 ug/L 03/08/21 22:14 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 101 % 03/08/21 22:14 2199-69-170-130 1
4-Bromofluorobenzene (S) 109 % 03/08/21 22:14 460-00-470-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: GAC-02030 Lab ID: 70164192002 Collected: 03/01/21 08:32 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 03/08/21 22:39 71-43-20.50 1
Bromobenzene <0.50 ug/L 03/08/21 22:39 108-86-10.50 1
Bromochloromethane <0.50 ug/L 03/08/21 22:39 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 03/08/21 22:39 75-27-40.50 1
Bromoform <0.50 ug/L 03/08/21 22:39 75-25-20.50 1
Bromomethane <0.50 ug/L 03/08/21 22:39 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 03/08/21 22:39 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 03/08/21 22:39 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 03/08/21 22:39 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 03/08/21 22:39 56-23-50.50 1
Chlorobenzene <0.50 ug/L 03/08/21 22:39 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 03/08/21 22:39 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 03/08/21 22:39 75-00-30.50 1
Chloroform <0.50 ug/L 03/08/21 22:39 67-66-30.50 1
Chloromethane <0.50 ug/L 03/08/21 22:39 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 03/08/21 22:39 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 03/08/21 22:39 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 03/08/21 22:39 124-48-10.50 1
Dibromomethane <0.50 ug/L 03/08/21 22:39 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 03/08/21 22:39 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 03/08/21 22:39 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 03/08/21 22:39 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 03/08/21 22:39 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 03/08/21 22:39 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 03/08/21 22:39 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 03/08/21 22:39 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 03/08/21 22:39 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 03/08/21 22:39 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 03/08/21 22:39 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 03/08/21 22:39 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 03/08/21 22:39 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 03/08/21 22:39 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 03/08/21 22:39 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 03/08/21 22:39 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 03/08/21 22:39 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 03/08/21 22:39 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 03/08/21 22:39 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 03/08/21 22:39 99-87-60.50 1
Methylene Chloride <0.50 ug/L 03/08/21 22:39 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 03/08/21 22:39 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 03/08/21 22:39 103-65-10.50 1
Styrene <0.50 ug/L 03/08/21 22:39 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 03/08/21 22:39 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 03/08/21 22:39 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 03/08/21 22:39 127-18-40.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: GAC-02030 Lab ID: 70164192002 Collected: 03/01/21 08:32 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Toluene <0.50 ug/L 03/08/21 22:39 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 03/08/21 22:390.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 03/08/21 22:39 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 03/08/21 22:39 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 03/08/21 22:39 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 03/08/21 22:39 79-00-50.50 1
Trichloroethene <0.50 ug/L 03/08/21 22:39 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 03/08/21 22:39 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 03/08/21 22:39 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 03/08/21 22:39 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 03/08/21 22:39 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 03/08/21 22:39 108-67-80.50 1
Vinyl chloride <0.50 ug/L 03/08/21 22:39 75-01-40.50 1
m&p-Xylene <0.50 ug/L 03/08/21 22:39 179601-23-10.50 1
o-Xylene <0.50 ug/L 03/08/21 22:39 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 94 % 03/08/21 22:39 2199-69-170-130 1
4-Bromofluorobenzene (S) 106 % 03/08/21 22:39 460-00-470-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-07552 Lab ID: 70164192003 Collected: 03/01/21 08:34 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 5.8 ug/L 03/10/21 02:08 123-91-103/09/21 09:070.10 5
Surrogates
1,4-Dioxane-d8 (S) 88 % 03/10/21 02:0803/09/21 09:0770-130 5
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-07552 Lab ID: 70164192004 Collected: 03/01/21 08:32 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/09/21 06:45 375-73-503/05/21 09:551.8 1
Perfluoroheptanoic acid <1.8 ng/L 03/09/21 06:45 375-85-903/05/21 09:551.8 1
Perfluorohexanesulfonic acid 4.1 ng/L 03/09/21 06:45 355-46-403/05/21 09:551.8 1
Perfluorononanoic acid 5.3 ng/L 03/09/21 06:45 375-95-103/05/21 09:551.8 1
Perfluorooctanesulfonic acid 5.0 ng/L 03/09/21 06:45 1763-23-103/05/21 09:55101.8 1
Perfluorooctanoic acid 5.4 ng/L 03/09/21 06:45 335-67-103/05/21 09:55101.8 1
Surrogates
13C2-PFDA (S) 98 % 03/09/21 06:4503/05/21 09:5570-130 1
13C2-PFHxA (S) 122 % 03/09/21 06:4503/05/21 09:5570-130 1
HFPO-DAS (S) 115 % 03/09/21 06:4503/05/21 09:5570-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: AS-8/9/11 Lab ID: 70164192005 Collected: 03/01/21 08:49 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 03/08/21 23:05 71-43-20.50 1
Bromobenzene <0.50 ug/L 03/08/21 23:05 108-86-10.50 1
Bromochloromethane <0.50 ug/L 03/08/21 23:05 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 03/08/21 23:05 75-27-40.50 1
Bromoform <0.50 ug/L 03/08/21 23:05 75-25-20.50 1
Bromomethane <0.50 ug/L 03/08/21 23:05 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 03/08/21 23:05 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 03/08/21 23:05 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 03/08/21 23:05 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 03/08/21 23:05 56-23-50.50 1
Chlorobenzene <0.50 ug/L 03/08/21 23:05 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 03/08/21 23:05 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 03/08/21 23:05 75-00-30.50 1
Chloroform <0.50 ug/L 03/08/21 23:05 67-66-30.50 1
Chloromethane <0.50 ug/L 03/08/21 23:05 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 03/08/21 23:05 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 03/08/21 23:05 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 03/08/21 23:05 124-48-10.50 1
Dibromomethane <0.50 ug/L 03/08/21 23:05 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 03/08/21 23:05 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 03/08/21 23:05 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 03/08/21 23:05 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 03/08/21 23:05 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 03/08/21 23:05 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 03/08/21 23:05 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 03/08/21 23:05 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 03/08/21 23:05 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 03/08/21 23:05 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 03/08/21 23:05 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 03/08/21 23:05 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 03/08/21 23:05 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 03/08/21 23:05 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 03/08/21 23:05 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 03/08/21 23:05 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 03/08/21 23:05 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 03/08/21 23:05 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 03/08/21 23:05 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 03/08/21 23:05 99-87-60.50 1
Methylene Chloride <0.50 ug/L 03/08/21 23:05 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 03/08/21 23:05 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 03/08/21 23:05 103-65-10.50 1
Styrene <0.50 ug/L 03/08/21 23:05 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 03/08/21 23:05 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 03/08/21 23:05 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 03/08/21 23:05 127-18-40.50 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: AS-8/9/11 Lab ID: 70164192005 Collected: 03/01/21 08:49 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Toluene <0.50 ug/L 03/08/21 23:05 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 03/08/21 23:050.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 03/08/21 23:05 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 03/08/21 23:05 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 03/08/21 23:05 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 03/08/21 23:05 79-00-50.50 1
Trichloroethene <0.50 ug/L 03/08/21 23:05 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 03/08/21 23:05 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 03/08/21 23:05 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 03/08/21 23:05 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 03/08/21 23:05 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 03/08/21 23:05 108-67-80.50 1
Vinyl chloride <0.50 ug/L 03/08/21 23:05 75-01-40.50 1
m&p-Xylene <0.50 ug/L 03/08/21 23:05 179601-23-10.50 1
o-Xylene <0.50 ug/L 03/08/21 23:05 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 102 % 03/08/21 23:05 2199-69-170-130 1
4-Bromofluorobenzene (S) 111 % 03/08/21 23:05 460-00-470-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 12 of 47



#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: AS-8/9/11 Lab ID: 70164192006 Collected: 03/01/21 08:47 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 2.3 ug/L 03/09/21 23:09 123-91-103/09/21 09:070.020 1
Surrogates
1,4-Dioxane-d8 (S) 92 % 03/09/21 23:0903/09/21 09:0770-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: AS-8/9/11 Lab ID: 70164192007 Collected: 03/01/21 08:45 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/09/21 07:00 375-73-503/05/21 09:551.8 1
Perfluoroheptanoic acid 2.2 ng/L 03/09/21 07:00 375-85-903/05/21 09:551.8 1
Perfluorohexanesulfonic acid 3.4 ng/L 03/09/21 07:00 355-46-403/05/21 09:551.8 1
Perfluorononanoic acid 2.1 ng/L 03/09/21 07:00 375-95-103/05/21 09:551.8 1
Perfluorooctanesulfonic acid 3.7 ng/L 03/09/21 07:00 1763-23-103/05/21 09:55101.8 1
Perfluorooctanoic acid 5.3 ng/L 03/09/21 07:00 335-67-103/05/21 09:55101.8 1
Surrogates
13C2-PFDA (S) 97 % 03/09/21 07:0003/05/21 09:5570-130 1
13C2-PFHxA (S) 124 % 03/09/21 07:0003/05/21 09:5570-130 1
HFPO-DAS (S) 117 % 03/09/21 07:0003/05/21 09:5570-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 14 of 47



#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-05876 Lab ID: 70164192008 Collected: 03/01/21 09:28 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 03/08/21 23:57 71-43-20.50 1
Bromobenzene <0.50 ug/L 03/08/21 23:57 108-86-10.50 1
Bromochloromethane <0.50 ug/L 03/08/21 23:57 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 03/08/21 23:57 75-27-40.50 1
Bromoform <0.50 ug/L 03/08/21 23:57 75-25-20.50 1
Bromomethane <0.50 ug/L 03/08/21 23:57 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 03/08/21 23:57 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 03/08/21 23:57 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 03/08/21 23:57 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 03/08/21 23:57 56-23-50.50 1
Chlorobenzene <0.50 ug/L 03/08/21 23:57 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 03/08/21 23:57 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 03/08/21 23:57 75-00-30.50 1
Chloroform <0.50 ug/L 03/08/21 23:57 67-66-30.50 1
Chloromethane <0.50 ug/L 03/08/21 23:57 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 03/08/21 23:57 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 03/08/21 23:57 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 03/08/21 23:57 124-48-10.50 1
Dibromomethane <0.50 ug/L 03/08/21 23:57 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 03/08/21 23:57 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 03/08/21 23:57 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 03/08/21 23:57 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 03/08/21 23:57 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 03/08/21 23:57 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 03/08/21 23:57 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 03/08/21 23:57 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 03/08/21 23:57 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 03/08/21 23:57 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 03/08/21 23:57 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 03/08/21 23:57 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 03/08/21 23:57 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 03/08/21 23:57 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 03/08/21 23:57 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 03/08/21 23:57 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 03/08/21 23:57 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 03/08/21 23:57 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 03/08/21 23:57 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 03/08/21 23:57 99-87-60.50 1
Methylene Chloride <0.50 ug/L 03/08/21 23:57 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 03/08/21 23:57 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 03/08/21 23:57 103-65-10.50 1
Styrene <0.50 ug/L 03/08/21 23:57 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 03/08/21 23:57 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 03/08/21 23:57 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 03/08/21 23:57 127-18-40.50 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-05876 Lab ID: 70164192008 Collected: 03/01/21 09:28 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Toluene <0.50 ug/L 03/08/21 23:57 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 03/08/21 23:570.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 03/08/21 23:57 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 03/08/21 23:57 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 03/08/21 23:57 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 03/08/21 23:57 79-00-50.50 1
Trichloroethene <0.50 ug/L 03/08/21 23:57 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 03/08/21 23:57 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 03/08/21 23:57 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 03/08/21 23:57 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 03/08/21 23:57 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 03/08/21 23:57 108-67-80.50 1
Vinyl chloride <0.50 ug/L 03/08/21 23:57 75-01-40.50 1
m&p-Xylene <0.50 ug/L 03/08/21 23:57 179601-23-10.50 1
o-Xylene <0.50 ug/L 03/08/21 23:57 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 101 % 03/08/21 23:57 2199-69-170-130 1
4-Bromofluorobenzene (S) 107 % 03/08/21 23:57 460-00-470-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-05876 Lab ID: 70164192009 Collected: 03/01/21 09:25 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.30 ug/L 03/09/21 23:24 123-91-103/09/21 09:070.020 1
Surrogates
1,4-Dioxane-d8 (S) 90 % 03/09/21 23:2403/09/21 09:0770-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-05876 Lab ID: 70164192010 Collected: 03/01/21 09:20 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/09/21 07:16 375-73-503/05/21 09:551.8 1
Perfluoroheptanoic acid <1.8 ng/L 03/09/21 07:16 375-85-903/05/21 09:551.8 1
Perfluorohexanesulfonic acid 2.0 ng/L 03/09/21 07:16 355-46-403/05/21 09:551.8 1
Perfluorononanoic acid <1.8 ng/L 03/09/21 07:16 375-95-103/05/21 09:551.8 1
Perfluorooctanesulfonic acid <1.8 ng/L 03/09/21 07:16 1763-23-103/05/21 09:55101.8 1
Perfluorooctanoic acid 2.6 ng/L 03/09/21 07:16 335-67-103/05/21 09:55101.8 1
Surrogates
13C2-PFDA (S) 98 % 03/09/21 07:1603/05/21 09:5570-130 1
13C2-PFHxA (S) 125 % 03/09/21 07:1603/05/21 09:5570-130 1
HFPO-DAS (S) 120 % 03/09/21 07:1603/05/21 09:5570-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-02052 Lab ID: 70164192011 Collected: 03/01/21 09:28 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 504.1  Preparation Method: EPA 504.1
Pace Analytical Services - Melville

504.1 GCS EDB and DBCP

1,2-Dibromo-3-chloropropane <0.010 ug/L 03/10/21 17:13 96-12-803/10/21 12:240.010 1
1,2-Dibromoethane (EDB) <0.010 ug/L 03/10/21 17:13 106-93-4 C203/10/21 12:240.010 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-02052 Lab ID: 70164192012 Collected: 03/01/21 09:31 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.85 ug/L 03/11/21 02:03 123-91-1 M103/10/21 14:140.020 1
Surrogates
1,4-Dioxane-d8 (S) 89 % 03/11/21 02:0303/10/21 14:1470-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: N-02052 Lab ID: 70164192013 Collected: 03/01/21 09:33 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/09/21 07:31 375-73-503/05/21 09:551.8 1
Perfluoroheptanoic acid 2.2 ng/L 03/09/21 07:31 375-85-903/05/21 09:551.8 1
Perfluorohexanesulfonic acid 3.2 ng/L 03/09/21 07:31 355-46-403/05/21 09:551.8 1
Perfluorononanoic acid 25.6 ng/L 03/09/21 07:31 375-95-103/05/21 09:551.8 1
Perfluorooctanesulfonic acid 5.5 ng/L 03/09/21 07:31 1763-23-103/05/21 09:55101.8 1
Perfluorooctanoic acid 4.9 ng/L 03/09/21 07:31 335-67-103/05/21 09:55101.8 1
Surrogates
13C2-PFDA (S) 97 % 03/09/21 07:3103/05/21 09:5570-130 1
13C2-PFHxA (S) 124 % 03/09/21 07:3103/05/21 09:5570-130 1
HFPO-DAS (S) 113 % 03/09/21 07:3103/05/21 09:5570-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: GAC-02052 Lab ID: 70164192014 Collected: 03/01/21 09:50 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 03/08/21 23:31 71-43-20.50 1
Bromobenzene <0.50 ug/L 03/08/21 23:31 108-86-10.50 1
Bromochloromethane <0.50 ug/L 03/08/21 23:31 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 03/08/21 23:31 75-27-40.50 1
Bromoform <0.50 ug/L 03/08/21 23:31 75-25-20.50 1
Bromomethane <0.50 ug/L 03/08/21 23:31 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 03/08/21 23:31 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 03/08/21 23:31 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 03/08/21 23:31 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 03/08/21 23:31 56-23-50.50 1
Chlorobenzene <0.50 ug/L 03/08/21 23:31 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 03/08/21 23:31 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 03/08/21 23:31 75-00-30.50 1
Chloroform <0.50 ug/L 03/08/21 23:31 67-66-30.50 1
Chloromethane <0.50 ug/L 03/08/21 23:31 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 03/08/21 23:31 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 03/08/21 23:31 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 03/08/21 23:31 124-48-10.50 1
Dibromomethane <0.50 ug/L 03/08/21 23:31 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 03/08/21 23:31 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 03/08/21 23:31 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 03/08/21 23:31 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 03/08/21 23:31 75-71-80.50 1
1,1-Dichloroethane <0.50 ug/L 03/08/21 23:31 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 03/08/21 23:31 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 03/08/21 23:31 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 03/08/21 23:31 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 03/08/21 23:31 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 03/08/21 23:31 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 03/08/21 23:31 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 03/08/21 23:31 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 03/08/21 23:31 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 03/08/21 23:31 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 03/08/21 23:31 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 03/08/21 23:31 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 03/08/21 23:31 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 03/08/21 23:31 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 03/08/21 23:31 99-87-60.50 1
Methylene Chloride <0.50 ug/L 03/08/21 23:31 75-09-20.50 1
Methyl-tert-butyl ether <0.50 ug/L 03/08/21 23:31 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 03/08/21 23:31 103-65-10.50 1
Styrene <0.50 ug/L 03/08/21 23:31 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 03/08/21 23:31 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 03/08/21 23:31 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 03/08/21 23:31 127-18-40.50 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 22 of 47
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: GAC-02052 Lab ID: 70164192014 Collected: 03/01/21 09:50 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Toluene <0.50 ug/L 03/08/21 23:31 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 03/08/21 23:310.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 03/08/21 23:31 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 03/08/21 23:31 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 03/08/21 23:31 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 03/08/21 23:31 79-00-50.50 1
Trichloroethene <0.50 ug/L 03/08/21 23:31 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 03/08/21 23:31 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 03/08/21 23:31 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 03/08/21 23:31 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 03/08/21 23:31 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 03/08/21 23:31 108-67-80.50 1
Vinyl chloride <0.50 ug/L 03/08/21 23:31 75-01-40.50 1
m&p-Xylene <0.50 ug/L 03/08/21 23:31 179601-23-10.50 1
o-Xylene <0.50 ug/L 03/08/21 23:31 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 97 % 03/08/21 23:31 2199-69-170-130 1
4-Bromofluorobenzene (S) 108 % 03/08/21 23:31 460-00-470-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: GAC-02052 Lab ID: 70164192015 Collected: 03/01/21 09:48 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 504.1  Preparation Method: EPA 504.1
Pace Analytical Services - Melville

504.1 GCS EDB and DBCP

1,2-Dibromo-3-chloropropane <0.010 ug/L 03/10/21 18:02 96-12-803/10/21 12:240.010 1
1,2-Dibromoethane (EDB) <0.010 ug/L 03/10/21 18:02 106-93-403/10/21 12:240.010 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: GAC-02052 Lab ID: 70164192016 Collected: 03/01/21 09:46 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.27 ug/L 03/11/21 02:35 123-91-103/10/21 14:140.020 1
Surrogates
1,4-Dioxane-d8 (S) 93 % 03/11/21 02:3503/10/21 14:1470-130 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Sample: GAC-02052 Lab ID: 70164192017 Collected: 03/01/21 09:43 Received: 03/01/21 15:30 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/08/21 22:22 375-73-503/05/21 16:511.8 1
Perfluoroheptanoic acid <1.8 ng/L 03/08/21 22:22 375-85-903/05/21 16:511.8 1
Perfluorohexanesulfonic acid <1.8 ng/L 03/08/21 22:22 355-46-403/05/21 16:511.8 1
Perfluorononanoic acid <1.8 ng/L 03/08/21 22:22 375-95-103/05/21 16:511.8 1
Perfluorooctanesulfonic acid <1.8 ng/L 03/08/21 22:22 1763-23-103/05/21 16:51101.8 1
Perfluorooctanoic acid <1.8 ng/L 03/08/21 22:22 335-67-103/05/21 16:51101.8 1
Surrogates
13C2-PFDA (S) 101 % 03/08/21 22:2203/05/21 16:5170-130 1
13C2-PFHxA (S) 109 % 03/08/21 22:2203/05/21 16:5170-130 1
NEtFOSAA-d5 (S) 110 % 03/08/21 22:2203/05/21 16:5170-130 1
HFPO-DAS (S) 103 % 03/08/21 22:2203/05/21 16:5170-130 1
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

199135
EPA 524.2

EPA 524.2
524.2 MSV

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70164192001, 70164192002, 70164192005, 70164192008, 70164192014

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 979108
Associated Lab Samples: 70164192001, 70164192002, 70164192005, 70164192008, 70164192014

Matrix: Water

Analyzed

1,1,1,2-Tetrachloroethane ug/L <0.50 0.50 03/08/21 14:50
1,1,1-Trichloroethane ug/L <0.50 0.50 03/08/21 14:50
1,1,2,2-Tetrachloroethane ug/L <0.50 0.50 03/08/21 14:50
1,1,2-Trichloroethane ug/L <0.50 0.50 03/08/21 14:50
1,1,2-Trichlorotrifluoroethane ug/L <0.50 0.50 N303/08/21 14:50
1,1-Dichloroethane ug/L <0.50 0.50 03/08/21 14:50
1,1-Dichloroethene ug/L <0.50 0.50 03/08/21 14:50
1,1-Dichloropropene ug/L <0.50 0.50 03/08/21 14:50
1,2,3-Trichlorobenzene ug/L <0.50 0.50 03/08/21 14:50
1,2,3-Trichloropropane ug/L <0.50 0.50 03/08/21 14:50
1,2,4-Trichlorobenzene ug/L <0.50 0.50 03/08/21 14:50
1,2,4-Trimethylbenzene ug/L <0.50 0.50 03/08/21 14:50
1,2-Dichlorobenzene ug/L <0.50 0.50 03/08/21 14:50
1,2-Dichloroethane ug/L <0.50 0.50 03/08/21 14:50
1,2-Dichloropropane ug/L <0.50 0.50 03/08/21 14:50
1,3,5-Trimethylbenzene ug/L <0.50 0.50 03/08/21 14:50
1,3-Dichlorobenzene ug/L <0.50 0.50 03/08/21 14:50
1,3-Dichloropropane ug/L <0.50 0.50 03/08/21 14:50
1,4-Dichlorobenzene ug/L <0.50 0.50 03/08/21 14:50
2,2-Dichloropropane ug/L <0.50 0.50 03/08/21 14:50
2-Chlorotoluene ug/L <0.50 0.50 03/08/21 14:50
4-Chlorotoluene ug/L <0.50 0.50 03/08/21 14:50
Benzene ug/L <0.50 0.50 03/08/21 14:50
Bromobenzene ug/L <0.50 0.50 03/08/21 14:50
Bromochloromethane ug/L <0.50 0.50 03/08/21 14:50
Bromodichloromethane ug/L <0.50 0.50 03/08/21 14:50
Bromoform ug/L <0.50 0.50 03/08/21 14:50
Bromomethane ug/L <0.50 0.50 03/08/21 14:50
Carbon tetrachloride ug/L <0.50 0.50 03/08/21 14:50
Chlorobenzene ug/L <0.50 0.50 03/08/21 14:50
Chlorodifluoromethane ug/L <0.50 0.50 N303/08/21 14:50
Chloroethane ug/L <0.50 0.50 03/08/21 14:50
Chloroform ug/L <0.50 0.50 03/08/21 14:50
Chloromethane ug/L <0.50 0.50 03/08/21 14:50
cis-1,2-Dichloroethene ug/L <0.50 0.50 03/08/21 14:50
cis-1,3-Dichloropropene ug/L <0.50 0.50 03/08/21 14:50
Dibromochloromethane ug/L <0.50 0.50 03/08/21 14:50
Dibromomethane ug/L <0.50 0.50 03/08/21 14:50
Dichlorodifluoromethane ug/L <0.50 0.50 03/08/21 14:50
Ethylbenzene ug/L <0.50 0.50 03/08/21 14:50
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 979108
Associated Lab Samples: 70164192001, 70164192002, 70164192005, 70164192008, 70164192014

Matrix: Water

Analyzed

Hexachloro-1,3-butadiene ug/L <0.50 0.50 03/08/21 14:50
Isopropylbenzene (Cumene) ug/L <0.50 0.50 03/08/21 14:50
m&p-Xylene ug/L <0.50 0.50 03/08/21 14:50
Methyl-tert-butyl ether ug/L <0.50 0.50 03/08/21 14:50
Methylene Chloride ug/L <0.50 0.50 03/08/21 14:50
n-Butylbenzene ug/L <0.50 0.50 03/08/21 14:50
n-Propylbenzene ug/L <0.50 0.50 03/08/21 14:50
o-Xylene ug/L <0.50 0.50 03/08/21 14:50
p-Isopropyltoluene ug/L <0.50 0.50 03/08/21 14:50
sec-Butylbenzene ug/L <0.50 0.50 03/08/21 14:50
Styrene ug/L <0.50 0.50 03/08/21 14:50
tert-Butylbenzene ug/L <0.50 0.50 03/08/21 14:50
Tetrachloroethene ug/L <0.50 0.50 03/08/21 14:50
Toluene ug/L <0.50 0.50 03/08/21 14:50
Total Trihalomethanes (Calc.) ug/L <0.50 0.50 03/08/21 14:50
trans-1,2-Dichloroethene ug/L <0.50 0.50 03/08/21 14:50
trans-1,3-Dichloropropene ug/L <0.50 0.50 03/08/21 14:50
Trichloroethene ug/L <0.50 0.50 03/08/21 14:50
Trichlorofluoromethane ug/L <0.50 0.50 03/08/21 14:50
Vinyl chloride ug/L <0.50 0.50 03/08/21 14:50
1,2-Dichlorobenzene-d4 (S) % 99 70-130 03/08/21 14:50
4-Bromofluorobenzene (S) % 109 70-130 03/08/21 14:50

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

979109LABORATORY CONTROL SAMPLE:
LCSSpike

1,1,1,2-Tetrachloroethane ug/L 9.910 99 70-130
1,1,1-Trichloroethane ug/L 10.910 109 70-130
1,1,2,2-Tetrachloroethane ug/L 11.310 113 70-130
1,1,2-Trichloroethane ug/L 11.710 117 70-130
1,1,2-Trichlorotrifluoroethane ug/L 10.2 N310 102 70-130
1,1-Dichloroethane ug/L 10.310 103 70-130
1,1-Dichloroethene ug/L 8.910 89 70-130
1,1-Dichloropropene ug/L 10.710 107 70-130
1,2,3-Trichlorobenzene ug/L 9.510 95 70-130
1,2,3-Trichloropropane ug/L 11.210 112 70-130
1,2,4-Trichlorobenzene ug/L 9.610 96 70-130
1,2,4-Trimethylbenzene ug/L 11.110 111 70-130
1,2-Dichlorobenzene ug/L 9.810 98 70-130
1,2-Dichloroethane ug/L 11.510 115 70-130
1,2-Dichloropropane ug/L 10.410 104 70-130
1,3,5-Trimethylbenzene ug/L 10.610 106 70-130
1,3-Dichlorobenzene ug/L 9.510 95 70-130
1,3-Dichloropropane ug/L 11.910 119 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

979109LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dichlorobenzene ug/L 9.610 96 70-130
2,2-Dichloropropane ug/L 11.810 118 70-130
2-Chlorotoluene ug/L 11.210 112 70-130
4-Chlorotoluene ug/L 11.410 114 70-130
Benzene ug/L 10.910 109 70-130
Bromobenzene ug/L 9.710 97 70-130
Bromochloromethane ug/L 9.510 95 70-130
Bromodichloromethane ug/L 10.710 107 70-130
Bromoform ug/L 9.610 96 70-130
Bromomethane ug/L 8.510 85 70-130
Carbon tetrachloride ug/L 9.610 96 70-130
Chlorobenzene ug/L 10.410 104 70-130
Chlorodifluoromethane ug/L 11.5 N310 115 70-130
Chloroethane ug/L 9.010 90 70-130
Chloroform ug/L 11.610 116 70-130
Chloromethane ug/L 8.110 81 70-130
cis-1,2-Dichloroethene ug/L 10.710 107 70-130
cis-1,3-Dichloropropene ug/L 11.010 110 70-130
Dibromochloromethane ug/L 9.210 92 70-130
Dibromomethane ug/L 10.610 106 70-130
Dichlorodifluoromethane ug/L 9.810 98 70-130
Ethylbenzene ug/L 10.110 101 70-130
Hexachloro-1,3-butadiene ug/L 9.910 99 70-130
Isopropylbenzene (Cumene) ug/L 10.510 105 70-130
m&p-Xylene ug/L 21.020 105 70-130
Methyl-tert-butyl ether ug/L 12.1 v110 121 70-130
Methylene Chloride ug/L 10.310 103 70-130
n-Butylbenzene ug/L 11.810 118 70-130
n-Propylbenzene ug/L 10.810 108 70-130
o-Xylene ug/L 10.410 104 70-130
p-Isopropyltoluene ug/L 10.110 101 70-130
sec-Butylbenzene ug/L 10.710 107 70-130
Styrene ug/L 11.010 110 70-130
tert-Butylbenzene ug/L 1010 100 70-130
Tetrachloroethene ug/L 9.310 93 70-130
Toluene ug/L 10.710 107 70-130
Total Trihalomethanes (Calc.) ug/L 41.1
trans-1,2-Dichloroethene ug/L 9.810 98 70-130
trans-1,3-Dichloropropene ug/L 11.210 112 70-130
Trichloroethene ug/L 10.410 104 70-130
Trichlorofluoromethane ug/L 10.210 102 70-130
Vinyl chloride ug/L 7.910 79 70-130
1,2-Dichlorobenzene-d4 (S) % 94 70-130
4-Bromofluorobenzene (S) % 107 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164788002
980317SAMPLE DUPLICATE:

1,1,1,2-Tetrachloroethane ug/L <0.50 20<0.50
1,1,1-Trichloroethane ug/L <0.50 20<0.50
1,1,2,2-Tetrachloroethane ug/L <0.50 20<0.50
1,1,2-Trichloroethane ug/L <0.50 20<0.50
1,1,2-Trichlorotrifluoroethane ug/L <0.50 N320<0.50
1,1-Dichloroethane ug/L <0.50 20<0.50
1,1-Dichloroethene ug/L <0.50 20<0.50
1,1-Dichloropropene ug/L <0.50 20<0.50
1,2,3-Trichlorobenzene ug/L <0.50 20<0.50
1,2,3-Trichloropropane ug/L <0.50 20<0.50
1,2,4-Trichlorobenzene ug/L <0.50 20<0.50
1,2,4-Trimethylbenzene ug/L <0.50 20<0.50
1,2-Dichlorobenzene ug/L <0.50 20<0.50
1,2-Dichloroethane ug/L <0.50 20<0.50
1,2-Dichloropropane ug/L <0.50 20<0.50
1,3,5-Trimethylbenzene ug/L <0.50 20<0.50
1,3-Dichlorobenzene ug/L <0.50 20<0.50
1,3-Dichloropropane ug/L <0.50 20<0.50
1,4-Dichlorobenzene ug/L <0.50 20<0.50
2,2-Dichloropropane ug/L <0.50 20<0.50
2-Chlorotoluene ug/L <0.50 20<0.50
4-Chlorotoluene ug/L <0.50 20<0.50
Benzene ug/L <0.50 20<0.50
Bromobenzene ug/L <0.50 20<0.50
Bromochloromethane ug/L <0.50 20<0.50
Bromodichloromethane ug/L <0.50 20<0.50
Bromoform ug/L <0.50 20<0.50
Bromomethane ug/L <0.50 20<0.50
Carbon tetrachloride ug/L <0.50 20<0.50
Chlorobenzene ug/L <0.50 20<0.50
Chlorodifluoromethane ug/L <0.50 N320<0.50
Chloroethane ug/L <0.50 20<0.50
Chloroform ug/L <0.50 20<0.50
Chloromethane ug/L <0.50 20<0.50
cis-1,2-Dichloroethene ug/L <0.50 20<0.50
cis-1,3-Dichloropropene ug/L <0.50 20<0.50
Dibromochloromethane ug/L <0.50 20<0.50
Dibromomethane ug/L <0.50 20<0.50
Dichlorodifluoromethane ug/L <0.50 20<0.50
Ethylbenzene ug/L <0.50 20<0.50
Hexachloro-1,3-butadiene ug/L <0.50 20<0.50
Isopropylbenzene (Cumene) ug/L <0.50 20<0.50
m&p-Xylene ug/L <0.50 20<0.50
Methyl-tert-butyl ether ug/L <0.50 20<0.50
Methylene Chloride ug/L <0.50 20<0.50
n-Butylbenzene ug/L <0.50 20<0.50
n-Propylbenzene ug/L <0.50 20<0.50
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164788002
980317SAMPLE DUPLICATE:

o-Xylene ug/L <0.50 20<0.50
p-Isopropyltoluene ug/L <0.50 20<0.50
sec-Butylbenzene ug/L <0.50 20<0.50
Styrene ug/L <0.50 20<0.50
tert-Butylbenzene ug/L <0.50 20<0.50
Tetrachloroethene ug/L <0.50 20<0.50
Toluene ug/L <0.50 20<0.50
Total Trihalomethanes (Calc.) ug/L <0.50 20<0.50
trans-1,2-Dichloroethene ug/L <0.50 20<0.50
trans-1,3-Dichloropropene ug/L <0.50 20<0.50
Trichloroethene ug/L <0.50 20<0.50
Trichlorofluoromethane ug/L <0.50 20<0.50
Vinyl chloride ug/L <0.50 20<0.50
1,2-Dichlorobenzene-d4 (S) % 98 20100
4-Bromofluorobenzene (S) % 103 20118
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

199512
EPA 504.1

EPA 504.1
504 EDB DBCP

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70164192011, 70164192015

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 981503
Associated Lab Samples: 70164192011, 70164192015

Matrix: Water

Analyzed

1,2-Dibromo-3-chloropropane ug/L <0.010 0.010 03/10/21 15:12
1,2-Dibromoethane (EDB) ug/L <0.010 0.010 03/10/21 15:12

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

981504LABORATORY CONTROL SAMPLE:
LCSSpike

1,2-Dibromo-3-chloropropane ug/L 0.0810.071 113 70-130
1,2-Dibromoethane (EDB) ug/L 0.0910.071 127 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

981505LABORATORY CONTROL SAMPLE:
LCSSpike

1,2-Dibromo-3-chloropropane ug/L 0.0110.01 112 70-130
1,2-Dibromoethane (EDB) ug/L 0.0110.01 113 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

981506MATRIX SPIKE SAMPLE:
MSSpike

Result
70163903001

1,2-Dibromo-3-chloropropane ug/L 0.0690.071 97 65-135<0.010
1,2-Dibromoethane (EDB) ug/L 0.0730.071 102 65-135<0.010

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164192011
981507SAMPLE DUPLICATE:

1,2-Dibromo-3-chloropropane ug/L <0.010 20<0.010
1,2-Dibromoethane (EDB) ug/L <0.010 20<0.010
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

199328
EPA 522

EPA 522
522 MSS 1,4 Dioxane

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70164192003, 70164192006, 70164192009

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 980351
Associated Lab Samples: 70164192003, 70164192006, 70164192009

Matrix: Drinking Water

Analyzed

1,4-Dioxane (p-Dioxane) ug/L <0.020 0.020 03/09/21 16:38
1,4-Dioxane-d8 (S) % 92 70-130 03/09/21 16:38

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

980352LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dioxane (p-Dioxane) ug/L 1.72 85 70-130
1,4-Dioxane-d8 (S) % 88 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

980353MATRIX SPIKE SAMPLE:
MSSpike

Result
70164144004

1,4-Dioxane (p-Dioxane) ug/L 1.92 84 70-1300.20
1,4-Dioxane-d8 (S) % 88 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164144005
980354SAMPLE DUPLICATE:

1,4-Dioxane (p-Dioxane) ug/L 0.38 4 200.37
1,4-Dioxane-d8 (S) % 93 2090
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

199602
EPA 522

EPA 522
522 MSS 1,4 Dioxane

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70164192012, 70164192016

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 981782
Associated Lab Samples: 70164192012, 70164192016

Matrix: Drinking Water

Analyzed

1,4-Dioxane (p-Dioxane) ug/L <0.020 0.020 03/11/21 01:14
1,4-Dioxane-d8 (S) % 97 70-130 03/11/21 01:14

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

981783LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dioxane (p-Dioxane) ug/L <0.0200.02 81 70-130
1,4-Dioxane-d8 (S) % 93 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

981784MATRIX SPIKE SAMPLE:
MSSpike

Result
70164192012

1,4-Dioxane (p-Dioxane) ug/L 0.86 M10.02 58 70-1300.85
1,4-Dioxane-d8 (S) % 92 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164192016
981785SAMPLE DUPLICATE:

1,4-Dioxane (p-Dioxane) ug/L 0.27 1 200.27
1,4-Dioxane-d8 (S) % 91 2093

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/11/2021 05:38 PM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 34 of 47



#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

710325
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70164192004, 70164192007, 70164192010, 70164192013

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3871510
Associated Lab Samples: 70164192004, 70164192007, 70164192010, 70164192013

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 03/09/21 01:17
Perfluoroheptanoic acid ng/L ND 2.0 03/09/21 01:17
Perfluorohexanesulfonic acid ng/L ND 2.0 03/09/21 01:17
Perfluorononanoic acid ng/L ND 2.0 03/09/21 01:17
Perfluorooctanesulfonic acid ng/L ND 2.0 03/09/21 01:17
Perfluorooctanoic acid ng/L ND 2.0 03/09/21 01:17
13C2-PFDA (S) % 84 70-130 03/09/21 01:17
13C2-PFHxA (S) % 96 70-130 03/09/21 01:17
HFPO-DAS (S) % 85 70-130 03/09/21 01:17

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3871511LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 132142 93 70-130
Perfluoroheptanoic acid ng/L 147160 92 70-130
Perfluorohexanesulfonic acid ng/L 138146 95 70-130
Perfluorononanoic acid ng/L 116160 73 70-130
Perfluorooctanesulfonic acid ng/L 131148 88 70-130
Perfluorooctanoic acid ng/L 135160 84 70-130
13C2-PFDA (S) % 84 70-130
13C2-PFHxA (S) % 98 70-130
HFPO-DAS (S) % 92 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3871512LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.7J1.8 96 50-150
Perfluoroheptanoic acid ng/L ND2 100 50-150
Perfluorohexanesulfonic acid ng/L 1.7J1.8 92 50-150
Perfluorononanoic acid ng/L ND2 80 50-150
Perfluorooctanesulfonic acid ng/L 1.7J1.9 94 50-150
Perfluorooctanoic acid ng/L 1.9J2 93 50-150
13C2-PFDA (S) % 88 70-130
13C2-PFHxA (S) % 96 70-130
HFPO-DAS (S) % 94 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

3871513MATRIX SPIKE SAMPLE:
MSSpike

Result
70164159011

Perfluorobutanesulfonic acid ng/L 7.57 104 70-130<2.0
Perfluoroheptanoic acid ng/L 7.77.9 90 70-130<2.0
Perfluorohexanesulfonic acid ng/L 7.47.2 95 70-130<2.0
Perfluorononanoic acid ng/L 6.17.9 75 70-130<2.0
Perfluorooctanesulfonic acid ng/L 7.47.3 96 70-130<2.0
Perfluorooctanoic acid ng/L 8.57.9 95 70-130<2.0
13C2-PFDA (S) % 91 70-130
13C2-PFHxA (S) % 108 70-130
HFPO-DAS (S) % 103 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70163961001
3871514SAMPLE DUPLICATE:

Perfluorobutanesulfonic acid ng/L <2.0 30<2.1
Perfluoroheptanoic acid ng/L <2.0 30<2.1
Perfluorohexanesulfonic acid ng/L <2.0 30<2.1
Perfluorononanoic acid ng/L <2.0 30<2.1
Perfluorooctanesulfonic acid ng/L 2.3 3 302.4
Perfluorooctanoic acid ng/L <2.0 30<2.1
13C2-PFDA (S) % 8895
13C2-PFHxA (S) % 112115
HFPO-DAS (S) % 102110
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

710468
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70164192017

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3872339
Associated Lab Samples: 70164192017

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 03/08/21 21:08
Perfluoroheptanoic acid ng/L ND 2.0 03/08/21 21:08
Perfluorohexanesulfonic acid ng/L ND 2.0 03/08/21 21:08
Perfluorononanoic acid ng/L ND 2.0 03/08/21 21:08
Perfluorooctanesulfonic acid ng/L ND 2.0 03/08/21 21:08
Perfluorooctanoic acid ng/L ND 2.0 03/08/21 21:08
13C2-PFDA (S) % 160 70-130 S303/08/21 21:08
13C2-PFHxA (S) % 166 70-130 S303/08/21 21:08
HFPO-DAS (S) % 150 70-130 S303/08/21 21:08
NEtFOSAA-d5 (S) % 175 70-130 S303/08/21 21:08

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3872340LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 6.87.1 97 70-130
Perfluoroheptanoic acid ng/L 8.58 106 70-130
Perfluorohexanesulfonic acid ng/L 6.47.3 88 70-130
Perfluorononanoic acid ng/L 7.78 96 70-130
Perfluorooctanesulfonic acid ng/L 7.17.4 96 70-130
Perfluorooctanoic acid ng/L 8.08 100 70-130
13C2-PFDA (S) % S0175 70-130
13C2-PFHxA (S) % S0178 70-130
HFPO-DAS (S) % S0174 70-130
NEtFOSAA-d5 (S) % S0174 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3872341LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.6J1.8 88 50-150
Perfluoroheptanoic acid ng/L 1.9J2 94 50-150
Perfluorohexanesulfonic acid ng/L 1.8J1.8 96 50-150
Perfluorononanoic acid ng/L 2.12 106 50-150
Perfluorooctanesulfonic acid ng/L 1.8J1.9 95 50-150
Perfluorooctanoic acid ng/L 1.8J2 92 50-150
13C2-PFDA (S) % S0174 70-130
13C2-PFHxA (S) % S0182 70-130
HFPO-DAS (S) % S0160 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3872341LABORATORY CONTROL SAMPLE:
LCSSpike

NEtFOSAA-d5 (S) % S0185 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

3872342MATRIX SPIKE SAMPLE:
MSSpike

Result
70164192017

Perfluorobutanesulfonic acid ng/L 106125 85 70-130<1.8
Perfluoroheptanoic acid ng/L 123141 87 70-130<1.8
Perfluorohexanesulfonic acid ng/L 110129 85 70-130<1.8
Perfluorononanoic acid ng/L 120141 85 70-130<1.8
Perfluorooctanesulfonic acid ng/L 108131 83 70-130<1.8
Perfluorooctanoic acid ng/L 118141 83 70-130<1.8
13C2-PFDA (S) % 105 70-130
13C2-PFHxA (S) % 108 70-130
HFPO-DAS (S) % 98 70-130
NEtFOSAA-d5 (S) % 106 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

20191734002
3872343SAMPLE DUPLICATE:

Perfluorobutanesulfonic acid ng/L <1.9 30ND
Perfluoroheptanoic acid ng/L <1.9 30ND
Perfluorohexanesulfonic acid ng/L <1.9 30ND
Perfluorononanoic acid ng/L <1.9 30ND
Perfluorooctanesulfonic acid ng/L <1.9 30ND
Perfluorooctanoic acid ng/L 1.9 12 300.0000022

mg/L
13C2-PFDA (S) % 103111
13C2-PFHxA (S) % 110109
HFPO-DAS (S) % 9491
NEtFOSAA-d5 (S) % 102105
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QUALIFIERS

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

ANALYTE QUALIFIERS
Relative percent difference between results from each column was greater than 40%.  The lower of the two results was
reported.

C2

Matrix spike recovery exceeded QC limits.  Batch accepted based on laboratory control sample (LCS) recovery.M1
Accreditation is not offered by the relevant laboratory accrediting body for this parameter.N3
Surrogate recovery outside laboratory control limits.S0
Surrogate recovery exceeded laboratory control limits. Analyte presence below reporting limits in associated samples.S3
The continuing calibration verification was above the method acceptance limit. Any detection for the analyte in the
associated samples may have a high bias.

v1
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70164192
POC/1,4/PFAS/504 3/1

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70164192011 199512 199599N-02052 EPA 504.1 EPA 504.1
70164192015 199512 199599GAC-02052 EPA 504.1 EPA 504.1

70164192003 199328 199405N-07552 EPA 522 EPA 522
70164192006 199328 199405AS-8/9/11 EPA 522 EPA 522
70164192009 199328 199405N-05876 EPA 522 EPA 522

70164192012 199602 199671N-02052 EPA 522 EPA 522
70164192016 199602 199671GAC-02052 EPA 522 EPA 522

70164192001 199135AS-05209 EPA 524.2
70164192002 199135GAC-02030 EPA 524.2
70164192005 199135AS-8/9/11 EPA 524.2
70164192008 199135N-05876 EPA 524.2
70164192014 199135GAC-02052 EPA 524.2

70164192004 710325 710997N-07552 EPA 537.1 EPA 537.1
70164192007 710325 710997AS-8/9/11 EPA 537.1 EPA 537.1
70164192010 710325 710997N-05876 EPA 537.1 EPA 537.1
70164192013 710325 710997N-02052 EPA 537.1 EPA 537.1

70164192017 710468 711011GAC-02052 EPA 537.1 EPA 537.1
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March 22, 2021

LIMS USE: FR - SUPT.TAL VACCHIO
LIMS OBJECT ID: 70164959

70164959
Project:
Pace Project No.:

RE:

Supt.Tal Vacchio
Port Washington W.D.
P.O. BOX 432
Port Washington, NY 11050

1,4 DIOXANE/PFAS/POC 3/8

Dear Supt.Tal Vacchio:

Enclosed are the analytical results for sample(s) received by the laboratory on March 08, 2021.  The results relate only to
the samples included in this report.  Results reported herein conform to the applicable TNI/NELAC Standards and the
laboratory's Quality Manual, where applicable, unless otherwise noted in the body of the report.

The test results provided in this final report were generated by each of the following laboratories within the Pace Network:
• Pace Analytical Services - Melville
• Pace Analytical Services - Ormond Beach

If you have any questions concerning this report, please feel free to contact me.

Sincerely,

Jennifer Aracri
jennifer.aracri@pacelabs.com

Project Manager
(631)694-3040

Enclosures

cc: Allen Fok, D & B Engineers
Jim Gildea, Port Washington W.D.
Jim Van Horn
Kevin Law, D & B Engineers
Bill Merklin, D & B Engineers
Lisa Ortiz, D&B
Reports User, Port Washington W.D.
Richard Zimbardi, Port Washington W.D.
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CERTIFICATIONS

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Pace Analytical Services Ormond Beach
8 East Tower Circle, Ormond Beach, FL  32174
Alaska DEC- CS/UST/LUST
Alabama Certification #: 41320
Arizona Certification# AZ0819
Colorado Certification: FL NELAC Reciprocity
Connecticut Certification #: PH-0216
Delaware Certification: FL NELAC Reciprocity
Florida Certification #: E83079
Georgia Certification #: 955
Guam Certification: FL NELAC Reciprocity
Hawaii Certification: FL NELAC Reciprocity
Illinois Certification #: 200068
Indiana Certification: FL NELAC Reciprocity
Kansas Certification #: E-10383
Kentucky Certification #: 90050
Louisiana Certification #: FL NELAC Reciprocity
Louisiana Environmental Certificate #: 05007
Maryland Certification: #346
Michigan Certification #: 9911
Mississippi Certification: FL NELAC Reciprocity
Missouri Certification #: 236

Montana Certification #: Cert 0074
Nebraska Certification: NE-OS-28-14
New Hampshire Certification #: 2958
New Jersey Certification #: FL022
New York Certification #: 11608
North Carolina Environmental Certificate #: 667
North Carolina Certification #: 12710
North Dakota Certification #: R-216
Ohio DEP 87780
Oklahoma Certification #: D9947
Pennsylvania Certification #: 68-00547
Puerto Rico Certification #: FL01264
South Carolina Certification: #96042001
Tennessee Certification #: TN02974
Texas Certification: FL NELAC Reciprocity
US Virgin Islands Certification: FL NELAC Reciprocity
Virginia Environmental Certification #: 460165
West Virginia Certification #: 9962C
Wisconsin Certification #: 399079670
Wyoming (EPA Region 8): FL NELAC Reciprocity

Pace Analytical Services Long Island
Delaware Certification # NY10478
Virginia Certification # 460302
Delaware Certification # NY10478
575 Broad Hollow Rd, Melville, NY 11747
New York Certification #: 10478 Primary Accrediting Body
New Jersey Certification #: NY158

Pennsylvania Certification #: 68-00350
Connecticut Certification #: PH-0435
Maryland Certification #: 208
Rhode Island Certification #: LAO00340
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
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SAMPLE SUMMARY

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Lab ID Sample ID Matrix Date Collected Date Received

70164959001 N-09809 Drinking Water 03/08/21 10:20 03/08/21 16:10

70164959002 GAC-09809 Drinking Water 03/08/21 10:36 03/08/21 16:10
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SAMPLE ANALYTE COUNT

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Lab ID Sample ID Method
Analytes
Reported LaboratoryAnalysts

70164959001 N-09809 EPA 522 2 PACE-MVTJD

EPA 537.1 10 PASI-OCMB

70164959002 GAC-09809 EPA 522 2 PACE-MVTJD

EPA 524.2 62 PACE-MVKGG

EPA 537.1 10 PASI-OCMB

PACE-MV = Pace Analytical Services - Melville
PASI-O = Pace Analytical Services - Ormond Beach

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 4 of 19



#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Sample: N-09809 Lab ID: 70164959001 Collected: 03/08/21 10:20 Received: 03/08/21 16:10 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.75 ug/L 03/13/21 02:53 123-91-103/12/21 12:460.020 1
Surrogates
1,4-Dioxane-d8 (S) 99 % 03/13/21 02:5303/12/21 12:4670-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/13/21 22:13 375-73-503/11/21 09:231.8 1
Perfluoroheptanoic acid <1.8 ng/L 03/13/21 22:13 375-85-903/11/21 09:231.8 1
Perfluorohexanesulfonic acid 2.4 ng/L 03/13/21 22:13 355-46-403/11/21 09:231.8 1
Perfluorononanoic acid <1.8 ng/L 03/13/21 22:13 375-95-103/11/21 09:231.8 1
Perfluorooctanesulfonic acid <1.8 ng/L 03/13/21 22:13 1763-23-103/11/21 09:23101.8 1
Perfluorooctanoic acid 3.3 ng/L 03/13/21 22:13 335-67-103/11/21 09:23101.8 1
Surrogates
13C2-PFDA (S) 102 % 03/13/21 22:1303/11/21 09:2370-130 1
13C2-PFHxA (S) 103 % 03/13/21 22:1303/11/21 09:2370-130 1
NEtFOSAA-d5 (S) 101 % 03/13/21 22:1303/11/21 09:2370-130 1
HFPO-DAS (S) 98 % 03/13/21 22:1303/11/21 09:2370-130 1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/22/2021 11:48 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 5 of 19

pconnell
Highlight

pconnell
Highlight

pconnell
Highlight



#=AR#

ANALYTICAL RESULTS

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Sample: GAC-09809 Lab ID: 70164959002 Collected: 03/08/21 10:36 Received: 03/08/21 16:10 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 522  Preparation Method: EPA 522
Pace Analytical Services - Melville

522 MSS 1,4 Dioxane (SIM)

1,4-Dioxane (p-Dioxane) 0.83 ug/L 03/13/21 03:09 123-91-103/12/21 12:460.020 1
Surrogates
1,4-Dioxane-d8 (S) 109 % 03/13/21 03:0903/12/21 12:4670-130 1

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Benzene <0.50 ug/L 03/09/21 17:41 71-43-20.50 1
Bromobenzene <0.50 ug/L 03/09/21 17:41 108-86-10.50 1
Bromochloromethane <0.50 ug/L 03/09/21 17:41 74-97-50.50 1
Bromodichloromethane <0.50 ug/L 03/09/21 17:41 75-27-40.50 1
Bromoform <0.50 ug/L 03/09/21 17:41 75-25-20.50 1
Bromomethane <0.50 ug/L 03/09/21 17:41 74-83-90.50 1
n-Butylbenzene <0.50 ug/L 03/09/21 17:41 104-51-80.50 1
sec-Butylbenzene <0.50 ug/L 03/09/21 17:41 135-98-80.50 1
tert-Butylbenzene <0.50 ug/L 03/09/21 17:41 98-06-60.50 1
Carbon tetrachloride <0.50 ug/L 03/09/21 17:41 56-23-50.50 1
Chlorobenzene <0.50 ug/L 03/09/21 17:41 108-90-70.50 1
Chlorodifluoromethane <0.50 ug/L 03/09/21 17:41 75-45-6 N30.50 1
Chloroethane <0.50 ug/L 03/09/21 17:41 75-00-30.50 1
Chloroform <0.50 ug/L 03/09/21 17:41 67-66-30.50 1
Chloromethane <0.50 ug/L 03/09/21 17:41 74-87-30.50 1
2-Chlorotoluene <0.50 ug/L 03/09/21 17:41 95-49-80.50 1
4-Chlorotoluene <0.50 ug/L 03/09/21 17:41 106-43-40.50 1
Dibromochloromethane <0.50 ug/L 03/09/21 17:41 124-48-10.50 1
Dibromomethane <0.50 ug/L 03/09/21 17:41 74-95-30.50 1
1,2-Dichlorobenzene <0.50 ug/L 03/09/21 17:41 95-50-10.50 1
1,3-Dichlorobenzene <0.50 ug/L 03/09/21 17:41 541-73-10.50 1
1,4-Dichlorobenzene <0.50 ug/L 03/09/21 17:41 106-46-70.50 1
Dichlorodifluoromethane <0.50 ug/L 03/09/21 17:41 75-71-80.50 1
1,1-Dichloroethane 1.5 ug/L 03/09/21 17:41 75-34-30.50 1
1,2-Dichloroethane <0.50 ug/L 03/09/21 17:41 107-06-20.50 1
1,1-Dichloroethene <0.50 ug/L 03/09/21 17:41 75-35-40.50 1
cis-1,2-Dichloroethene <0.50 ug/L 03/09/21 17:41 156-59-20.50 1
trans-1,2-Dichloroethene <0.50 ug/L 03/09/21 17:41 156-60-50.50 1
1,2-Dichloropropane <0.50 ug/L 03/09/21 17:41 78-87-50.50 1
1,3-Dichloropropane <0.50 ug/L 03/09/21 17:41 142-28-90.50 1
2,2-Dichloropropane <0.50 ug/L 03/09/21 17:41 594-20-70.50 1
1,1-Dichloropropene <0.50 ug/L 03/09/21 17:41 563-58-60.50 1
cis-1,3-Dichloropropene <0.50 ug/L 03/09/21 17:41 10061-01-50.50 1
trans-1,3-Dichloropropene <0.50 ug/L 03/09/21 17:41 10061-02-60.50 1
Ethylbenzene <0.50 ug/L 03/09/21 17:41 100-41-40.50 1
Hexachloro-1,3-butadiene <0.50 ug/L 03/09/21 17:41 87-68-30.50 1
Isopropylbenzene (Cumene) <0.50 ug/L 03/09/21 17:41 98-82-80.50 1
p-Isopropyltoluene <0.50 ug/L 03/09/21 17:41 99-87-60.50 1
Methylene Chloride <0.50 ug/L 03/09/21 17:41 75-09-20.50 1
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ANALYTICAL RESULTS

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Sample: GAC-09809 Lab ID: 70164959002 Collected: 03/08/21 10:36 Received: 03/08/21 16:10 Matrix: Drinking Water

Parameters Results Units DF Prepared Analyzed CAS No. QualLimitLimit
Report Reg.

Analytical Method: EPA 524.2
Pace Analytical Services - Melville

524.2 MSV

Methyl-tert-butyl ether <0.50 ug/L 03/09/21 17:41 1634-04-40.50 1
n-Propylbenzene <0.50 ug/L 03/09/21 17:41 103-65-10.50 1
Styrene <0.50 ug/L 03/09/21 17:41 100-42-50.50 1
1,1,1,2-Tetrachloroethane <0.50 ug/L 03/09/21 17:41 630-20-60.50 1
1,1,2,2-Tetrachloroethane <0.50 ug/L 03/09/21 17:41 79-34-50.50 1
Tetrachloroethene <0.50 ug/L 03/09/21 17:41 127-18-40.50 1
Toluene <0.50 ug/L 03/09/21 17:41 108-88-30.50 1
Total Trihalomethanes (Calc.) <0.50 ug/L 03/09/21 17:410.50 1
1,2,3-Trichlorobenzene <0.50 ug/L 03/09/21 17:41 87-61-60.50 1
1,2,4-Trichlorobenzene <0.50 ug/L 03/09/21 17:41 120-82-10.50 1
1,1,1-Trichloroethane <0.50 ug/L 03/09/21 17:41 71-55-60.50 1
1,1,2-Trichloroethane <0.50 ug/L 03/09/21 17:41 79-00-50.50 1
Trichloroethene <0.50 ug/L 03/09/21 17:41 79-01-60.50 1
Trichlorofluoromethane <0.50 ug/L 03/09/21 17:41 75-69-40.50 1
1,2,3-Trichloropropane <0.50 ug/L 03/09/21 17:41 96-18-40.50 1
1,1,2-Trichlorotrifluoroethane <0.50 ug/L 03/09/21 17:41 76-13-1 N30.50 1
1,2,4-Trimethylbenzene <0.50 ug/L 03/09/21 17:41 95-63-60.50 1
1,3,5-Trimethylbenzene <0.50 ug/L 03/09/21 17:41 108-67-80.50 1
Vinyl chloride <0.50 ug/L 03/09/21 17:41 75-01-40.50 1
m&p-Xylene <0.50 ug/L 03/09/21 17:41 179601-23-10.50 1
o-Xylene <0.50 ug/L 03/09/21 17:41 95-47-60.50 1
Surrogates
1,2-Dichlorobenzene-d4 (S) 90 % 03/09/21 17:41 2199-69-170-130 1
4-Bromofluorobenzene (S) 91 % 03/09/21 17:41 460-00-470-130 1

Analytical Method: EPA 537.1  Preparation Method: EPA 537.1
Pace Analytical Services - Ormond Beach

537.1 PFAS Compounds, Water

Perfluorobutanesulfonic acid <1.8 ng/L 03/13/21 22:31 375-73-503/11/21 09:231.8 1
Perfluoroheptanoic acid <1.8 ng/L 03/13/21 22:31 375-85-903/11/21 09:231.8 1
Perfluorohexanesulfonic acid <1.8 ng/L 03/13/21 22:31 355-46-403/11/21 09:231.8 1
Perfluorononanoic acid <1.8 ng/L 03/13/21 22:31 375-95-103/11/21 09:231.8 1
Perfluorooctanesulfonic acid <1.8 ng/L 03/13/21 22:31 1763-23-103/11/21 09:23101.8 1
Perfluorooctanoic acid <1.8 ng/L 03/13/21 22:31 335-67-103/11/21 09:23101.8 1
Surrogates
13C2-PFDA (S) 99 % 03/13/21 22:3103/11/21 09:2370-130 1
13C2-PFHxA (S) 101 % 03/13/21 22:3103/11/21 09:2370-130 1
NEtFOSAA-d5 (S) 102 % 03/13/21 22:3103/11/21 09:2370-130 1
HFPO-DAS (S) 98 % 03/13/21 22:3103/11/21 09:2370-130 1
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

199348
EPA 524.2

EPA 524.2
524.2 MSV

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70164959002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 980405
Associated Lab Samples: 70164959002

Matrix: Water

Analyzed

1,1,1,2-Tetrachloroethane ug/L <0.50 0.50 03/09/21 08:36
1,1,1-Trichloroethane ug/L <0.50 0.50 03/09/21 08:36
1,1,2,2-Tetrachloroethane ug/L <0.50 0.50 03/09/21 08:36
1,1,2-Trichloroethane ug/L <0.50 0.50 03/09/21 08:36
1,1,2-Trichlorotrifluoroethane ug/L <0.50 0.50 N303/09/21 08:36
1,1-Dichloroethane ug/L <0.50 0.50 03/09/21 08:36
1,1-Dichloroethene ug/L <0.50 0.50 03/09/21 08:36
1,1-Dichloropropene ug/L <0.50 0.50 03/09/21 08:36
1,2,3-Trichlorobenzene ug/L <0.50 0.50 03/09/21 08:36
1,2,3-Trichloropropane ug/L <0.50 0.50 03/09/21 08:36
1,2,4-Trichlorobenzene ug/L <0.50 0.50 03/09/21 08:36
1,2,4-Trimethylbenzene ug/L <0.50 0.50 03/09/21 08:36
1,2-Dichlorobenzene ug/L <0.50 0.50 03/09/21 08:36
1,2-Dichloroethane ug/L <0.50 0.50 03/09/21 08:36
1,2-Dichloropropane ug/L <0.50 0.50 03/09/21 08:36
1,3,5-Trimethylbenzene ug/L <0.50 0.50 03/09/21 08:36
1,3-Dichlorobenzene ug/L <0.50 0.50 03/09/21 08:36
1,3-Dichloropropane ug/L <0.50 0.50 03/09/21 08:36
1,4-Dichlorobenzene ug/L <0.50 0.50 03/09/21 08:36
2,2-Dichloropropane ug/L <0.50 0.50 03/09/21 08:36
2-Chlorotoluene ug/L <0.50 0.50 03/09/21 08:36
4-Chlorotoluene ug/L <0.50 0.50 03/09/21 08:36
Benzene ug/L <0.50 0.50 03/09/21 08:36
Bromobenzene ug/L <0.50 0.50 03/09/21 08:36
Bromochloromethane ug/L <0.50 0.50 03/09/21 08:36
Bromodichloromethane ug/L <0.50 0.50 03/09/21 08:36
Bromoform ug/L <0.50 0.50 03/09/21 08:36
Bromomethane ug/L <0.50 0.50 03/09/21 08:36
Carbon tetrachloride ug/L <0.50 0.50 03/09/21 08:36
Chlorobenzene ug/L <0.50 0.50 03/09/21 08:36
Chlorodifluoromethane ug/L <0.50 0.50 N303/09/21 08:36
Chloroethane ug/L <0.50 0.50 03/09/21 08:36
Chloroform ug/L <0.50 0.50 03/09/21 08:36
Chloromethane ug/L <0.50 0.50 03/09/21 08:36
cis-1,2-Dichloroethene ug/L <0.50 0.50 03/09/21 08:36
cis-1,3-Dichloropropene ug/L <0.50 0.50 03/09/21 08:36
Dibromochloromethane ug/L <0.50 0.50 03/09/21 08:36
Dibromomethane ug/L <0.50 0.50 03/09/21 08:36
Dichlorodifluoromethane ug/L <0.50 0.50 03/09/21 08:36
Ethylbenzene ug/L <0.50 0.50 03/09/21 08:36
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 980405
Associated Lab Samples: 70164959002

Matrix: Water

Analyzed

Hexachloro-1,3-butadiene ug/L <0.50 0.50 03/09/21 08:36
Isopropylbenzene (Cumene) ug/L <0.50 0.50 03/09/21 08:36
m&p-Xylene ug/L <0.50 0.50 03/09/21 08:36
Methyl-tert-butyl ether ug/L <0.50 0.50 03/09/21 08:36
Methylene Chloride ug/L <0.50 0.50 03/09/21 08:36
n-Butylbenzene ug/L <0.50 0.50 03/09/21 08:36
n-Propylbenzene ug/L <0.50 0.50 03/09/21 08:36
o-Xylene ug/L <0.50 0.50 03/09/21 08:36
p-Isopropyltoluene ug/L <0.50 0.50 03/09/21 08:36
sec-Butylbenzene ug/L <0.50 0.50 03/09/21 08:36
Styrene ug/L <0.50 0.50 03/09/21 08:36
tert-Butylbenzene ug/L <0.50 0.50 03/09/21 08:36
Tetrachloroethene ug/L <0.50 0.50 03/09/21 08:36
Toluene ug/L <0.50 0.50 03/09/21 08:36
Total Trihalomethanes (Calc.) ug/L <0.50 0.50 03/09/21 08:36
trans-1,2-Dichloroethene ug/L <0.50 0.50 03/09/21 08:36
trans-1,3-Dichloropropene ug/L <0.50 0.50 03/09/21 08:36
Trichloroethene ug/L <0.50 0.50 03/09/21 08:36
Trichlorofluoromethane ug/L <0.50 0.50 03/09/21 08:36
Vinyl chloride ug/L <0.50 0.50 03/09/21 08:36
1,2-Dichlorobenzene-d4 (S) % 78 70-130 03/09/21 08:36
4-Bromofluorobenzene (S) % 85 70-130 03/09/21 08:36

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

980406LABORATORY CONTROL SAMPLE:
LCSSpike

1,1,1,2-Tetrachloroethane ug/L 11.210 112 70-130
1,1,1-Trichloroethane ug/L 10.710 107 70-130
1,1,2,2-Tetrachloroethane ug/L 11.510 115 70-130
1,1,2-Trichloroethane ug/L 11.710 117 70-130
1,1,2-Trichlorotrifluoroethane ug/L 8.0 N310 80 70-130
1,1-Dichloroethane ug/L 10.810 108 70-130
1,1-Dichloroethene ug/L 11.310 113 70-130
1,1-Dichloropropene ug/L 11.510 115 70-130
1,2,3-Trichlorobenzene ug/L 11.610 116 70-130
1,2,3-Trichloropropane ug/L 12.010 120 70-130
1,2,4-Trichlorobenzene ug/L 11.210 112 70-130
1,2,4-Trimethylbenzene ug/L 12.510 125 70-130
1,2-Dichlorobenzene ug/L 11.910 119 70-130
1,2-Dichloroethane ug/L 11.510 115 70-130
1,2-Dichloropropane ug/L 11.210 112 70-130
1,3,5-Trimethylbenzene ug/L 11.910 119 70-130
1,3-Dichlorobenzene ug/L 12.310 123 70-130
1,3-Dichloropropane ug/L 11.910 119 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

980406LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dichlorobenzene ug/L 12.710 127 70-130
2,2-Dichloropropane ug/L 11.010 110 70-130
2-Chlorotoluene ug/L 11.510 115 70-130
4-Chlorotoluene ug/L 12.810 128 70-130
Benzene ug/L 11.110 111 70-130
Bromobenzene ug/L 11.810 118 70-130
Bromochloromethane ug/L 11.510 115 70-130
Bromodichloromethane ug/L 10.710 107 70-130
Bromoform ug/L 11.710 117 70-130
Bromomethane ug/L 10.110 101 70-130
Carbon tetrachloride ug/L 10.410 104 70-130
Chlorobenzene ug/L 12.110 121 70-130
Chlorodifluoromethane ug/L 8.3 N310 83 70-130
Chloroethane ug/L 10.510 105 70-130
Chloroform ug/L 11.810 118 70-130
Chloromethane ug/L 8.910 89 70-130
cis-1,2-Dichloroethene ug/L 10.610 106 70-130
cis-1,3-Dichloropropene ug/L 11.610 116 70-130
Dibromochloromethane ug/L 11.110 111 70-130
Dibromomethane ug/L 11.510 115 70-130
Dichlorodifluoromethane ug/L 7.010 70 70-130
Ethylbenzene ug/L 12.210 122 70-130
Hexachloro-1,3-butadiene ug/L 11.510 115 70-130
Isopropylbenzene (Cumene) ug/L 11.910 119 70-130
m&p-Xylene ug/L 24.120 120 70-130
Methyl-tert-butyl ether ug/L 11.410 114 70-130
Methylene Chloride ug/L 10.110 101 70-130
n-Butylbenzene ug/L 12.110 121 70-130
n-Propylbenzene ug/L 12.010 120 70-130
o-Xylene ug/L 12.010 120 70-130
p-Isopropyltoluene ug/L 12.210 122 70-130
sec-Butylbenzene ug/L 12.010 120 70-130
Styrene ug/L 12.210 122 70-130
tert-Butylbenzene ug/L 11.510 115 70-130
Tetrachloroethene ug/L 11.510 115 70-130
Toluene ug/L 11.810 118 70-130
Total Trihalomethanes (Calc.) ug/L 45.3
trans-1,2-Dichloroethene ug/L 10.710 107 70-130
trans-1,3-Dichloropropene ug/L 12.510 125 70-130
Trichloroethene ug/L 10.610 106 70-130
Trichlorofluoromethane ug/L 10.210 102 70-130
Vinyl chloride ug/L 1010 100 70-130
1,2-Dichlorobenzene-d4 (S) % 102 70-130
4-Bromofluorobenzene (S) % 103 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164622002
981497SAMPLE DUPLICATE:

1,1,1,2-Tetrachloroethane ug/L <0.50 20<0.50
1,1,1-Trichloroethane ug/L <0.50 20<0.50
1,1,2,2-Tetrachloroethane ug/L <0.50 20<0.50
1,1,2-Trichloroethane ug/L <0.50 20<0.50
1,1,2-Trichlorotrifluoroethane ug/L <0.50 N320<0.50
1,1-Dichloroethane ug/L <0.50 20<0.50
1,1-Dichloroethene ug/L <0.50 20<0.50
1,1-Dichloropropene ug/L <0.50 20<0.50
1,2,3-Trichlorobenzene ug/L <0.50 20<0.50
1,2,3-Trichloropropane ug/L <0.50 20<0.50
1,2,4-Trichlorobenzene ug/L <0.50 20<0.50
1,2,4-Trimethylbenzene ug/L <0.50 20<0.50
1,2-Dichlorobenzene ug/L <0.50 20<0.50
1,2-Dichloroethane ug/L <0.50 20<0.50
1,2-Dichloropropane ug/L <0.50 20<0.50
1,3,5-Trimethylbenzene ug/L <0.50 20<0.50
1,3-Dichlorobenzene ug/L <0.50 20<0.50
1,3-Dichloropropane ug/L <0.50 20<0.50
1,4-Dichlorobenzene ug/L <0.50 20<0.50
2,2-Dichloropropane ug/L <0.50 20<0.50
2-Chlorotoluene ug/L <0.50 20<0.50
4-Chlorotoluene ug/L <0.50 20<0.50
Benzene ug/L <0.50 20<0.50
Bromobenzene ug/L <0.50 20<0.50
Bromochloromethane ug/L <0.50 20<0.50
Bromodichloromethane ug/L <0.50 20<0.50
Bromoform ug/L <0.50 20<0.50
Bromomethane ug/L <0.50 20<0.50
Carbon tetrachloride ug/L <0.50 20<0.50
Chlorobenzene ug/L <0.50 20<0.50
Chlorodifluoromethane ug/L <0.50 N320<0.50
Chloroethane ug/L <0.50 20<0.50
Chloroform ug/L <0.50 20<0.50
Chloromethane ug/L <0.50 20<0.50
cis-1,2-Dichloroethene ug/L <0.50 20<0.50
cis-1,3-Dichloropropene ug/L <0.50 20<0.50
Dibromochloromethane ug/L <0.50 20<0.50
Dibromomethane ug/L <0.50 20<0.50
Dichlorodifluoromethane ug/L <0.50 20<0.50
Ethylbenzene ug/L <0.50 20<0.50
Hexachloro-1,3-butadiene ug/L <0.50 20<0.50
Isopropylbenzene (Cumene) ug/L <0.50 20<0.50
m&p-Xylene ug/L <0.50 20<0.50
Methyl-tert-butyl ether ug/L <0.50 20<0.50
Methylene Chloride ug/L <0.50 20<0.50
n-Butylbenzene ug/L <0.50 20<0.50
n-Propylbenzene ug/L <0.50 20<0.50
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164622002
981497SAMPLE DUPLICATE:

o-Xylene ug/L <0.50 20<0.50
p-Isopropyltoluene ug/L <0.50 20<0.50
sec-Butylbenzene ug/L <0.50 20<0.50
Styrene ug/L <0.50 20<0.50
tert-Butylbenzene ug/L <0.50 20<0.50
Tetrachloroethene ug/L 3.8 11 204.3
Toluene ug/L <0.50 20<0.50
Total Trihalomethanes (Calc.) ug/L <0.50 20<0.50
trans-1,2-Dichloroethene ug/L <0.50 20<0.50
trans-1,3-Dichloropropene ug/L <0.50 20<0.50
Trichloroethene ug/L <0.50 20<0.50
Trichlorofluoromethane ug/L <0.50 20<0.50
Vinyl chloride ug/L <0.50 20<0.50
1,2-Dichlorobenzene-d4 (S) % 75 2090
4-Bromofluorobenzene (S) % 82 2095
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

199851
EPA 522

EPA 522
522 MSS 1,4 Dioxane

Laboratory: Pace Analytical Services - Melville
Associated Lab Samples: 70164959001, 70164959002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 982935
Associated Lab Samples: 70164959001, 70164959002

Matrix: Drinking Water

Analyzed

1,4-Dioxane (p-Dioxane) ug/L <0.020 0.020 03/13/21 00:30
1,4-Dioxane-d8 (S) % 97 70-130 03/13/21 00:30

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

982936LABORATORY CONTROL SAMPLE:
LCSSpike

1,4-Dioxane (p-Dioxane) ug/L 0.0220.02 108 70-130
1,4-Dioxane-d8 (S) % 95 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

982937MATRIX SPIKE SAMPLE:
MSSpike

Result
70164843002

1,4-Dioxane (p-Dioxane) ug/L 0.0230.02 116 70-130<0.020
1,4-Dioxane-d8 (S) % 99 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164844002
982938SAMPLE DUPLICATE:

1,4-Dioxane (p-Dioxane) ug/L <0.020 20<0.020
1,4-Dioxane-d8 (S) % 94 2098
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#=QC#

QUALITY CONTROL DATA

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

QC Batch:
QC Batch Method:

Analysis Method:
Analysis Description:

711854
EPA 537.1

EPA 537.1
537.1 PFOA Compounds, Water

Laboratory: Pace Analytical Services - Ormond Beach
Associated Lab Samples: 70164959001, 70164959002

Parameter Units
Blank
Result

Reporting
Limit Qualifiers

METHOD BLANK: 3880400
Associated Lab Samples: 70164959001, 70164959002

Matrix: Water

Analyzed

Perfluorobutanesulfonic acid ng/L ND 2.0 03/13/21 19:26
Perfluoroheptanoic acid ng/L ND 2.0 03/13/21 19:26
Perfluorohexanesulfonic acid ng/L ND 2.0 03/13/21 19:26
Perfluorononanoic acid ng/L ND 2.0 03/13/21 19:26
Perfluorooctanesulfonic acid ng/L ND 2.0 03/13/21 19:26
Perfluorooctanoic acid ng/L ND 2.0 03/13/21 19:26
13C2-PFDA (S) % 95 70-130 03/13/21 19:26
13C2-PFHxA (S) % 91 70-130 03/13/21 19:26
HFPO-DAS (S) % 94 70-130 03/13/21 19:26
NEtFOSAA-d5 (S) % 91 70-130 03/13/21 19:26

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3880401LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 7.17.1 101 70-130
Perfluoroheptanoic acid ng/L 7.48 93 70-130
Perfluorohexanesulfonic acid ng/L 6.87.3 93 70-130
Perfluorononanoic acid ng/L 7.28 90 70-130
Perfluorooctanesulfonic acid ng/L 7.27.4 97 70-130
Perfluorooctanoic acid ng/L 6.88 86 70-130
13C2-PFDA (S) % 98 70-130
13C2-PFHxA (S) % 96 70-130
HFPO-DAS (S) % 87 70-130
NEtFOSAA-d5 (S) % 90 70-130

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3880402LABORATORY CONTROL SAMPLE:
LCSSpike

Perfluorobutanesulfonic acid ng/L 1.7J1.8 95 50-150
Perfluoroheptanoic acid ng/L ND2 98 50-150
Perfluorohexanesulfonic acid ng/L 1.6J1.8 86 50-150
Perfluorononanoic acid ng/L ND2 86 50-150
Perfluorooctanesulfonic acid ng/L 1.9J1.9 104 50-150
Perfluorooctanoic acid ng/L 1.5J2 74 50-150
13C2-PFDA (S) % 95 70-130
13C2-PFHxA (S) % 91 70-130
HFPO-DAS (S) % 80 70-130
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QUALITY CONTROL DATA

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Results presented on this page are in the units indicated by the "Units" column except where an alternate unit is presented to the right of the result.  

Parameter Units
LCS

Result
% Rec
Limits Qualifiers% RecConc.

3880402LABORATORY CONTROL SAMPLE:
LCSSpike

NEtFOSAA-d5 (S) % 91 70-130

Parameter Units
MS

Result
% Rec
Limits Qualifiers% RecConc.

3880403MATRIX SPIKE SAMPLE:
MSSpike

Result
70164842001

Perfluorobutanesulfonic acid ng/L <1.81.6 99 70-130<1.8
Perfluoroheptanoic acid ng/L <1.81.8 88 70-130<1.8
Perfluorohexanesulfonic acid ng/L <1.81.6 88 70-130<1.8
Perfluorononanoic acid ng/L <1.81.8 74 70-130<1.8
Perfluorooctanesulfonic acid ng/L 1.81.6 95 70-130<1.8
Perfluorooctanoic acid ng/L <1.81.8 90 70-130<1.8
13C2-PFDA (S) % 99 70-130
13C2-PFHxA (S) % 98 70-130
HFPO-DAS (S) % 96 70-130
NEtFOSAA-d5 (S) % 98 70-130

Parameter Units
Dup

Result
Max
RPD QualifiersRPDResult

70164937007
3880404SAMPLE DUPLICATE:

Perfluorobutanesulfonic acid ng/L <1.9 30<1.9
Perfluoroheptanoic acid ng/L <1.9 30<1.9
Perfluorohexanesulfonic acid ng/L <1.9 30<1.9
Perfluorononanoic acid ng/L <1.9 30<1.9
Perfluorooctanesulfonic acid ng/L <1.9 30<1.9
Perfluorooctanoic acid ng/L <1.9 30<1.9
13C2-PFDA (S) % 9996
13C2-PFHxA (S) % 9593
HFPO-DAS (S) % 8795
NEtFOSAA-d5 (S) % 9286
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QUALIFIERS

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

DEFINITIONS

DF - Dilution Factor, if reported, represents the factor applied to the reported data due to dilution of the sample aliquot.
ND - Not Detected at or above adjusted reporting limit.
TNTC - Too Numerous To Count
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting limit.
MDL - Adjusted Method Detection Limit.
PQL - Practical Quantitation Limit.
RL - Reporting Limit - The lowest concentration value that meets project requirements for quantitative data with known precision and
bias for a specific analyte in a specific matrix.
S - Surrogate
1,2-Diphenylhydrazine decomposes to and cannot be separated from Azobenzene using Method 8270. The result for each analyte is
a combined concentration.
Consistent with EPA guidelines, unrounded data are displayed and have been used to calculate % recovery and RPD values.
LCS(D) - Laboratory Control Sample (Duplicate)
MS(D) - Matrix Spike (Duplicate)
DUP - Sample Duplicate
RPD - Relative Percent Difference
NC - Not Calculable.
SG - Silica Gel - Clean-Up
U - Indicates the compound was analyzed for, but not detected.
N-Nitrosodiphenylamine decomposes and cannot be separated from Diphenylamine using Method 8270.  The result reported for
each analyte is a combined concentration.
Pace Analytical is TNI accredited. Contact your Pace PM for the current list of accredited analytes.
TNI - The NELAC Institute.

ANALYTE QUALIFIERS

Accreditation is not offered by the relevant laboratory accrediting body for this parameter.N3
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QUALITY CONTROL DATA CROSS REFERENCE TABLE

Pace Project No.:
Project:

70164959
1,4 DIOXANE/PFAS/POC 3/8

Lab ID Sample ID QC Batch Method QC Batch Analytical Method
Analytical
Batch

70164959001 199851 199986N-09809 EPA 522 EPA 522
70164959002 199851 199986GAC-09809 EPA 522 EPA 522

70164959002 199348GAC-09809 EPA 524.2

70164959001 711854 712582N-09809 EPA 537.1 EPA 537.1
70164959002 711854 712582GAC-09809 EPA 537.1 EPA 537.1

REPORT OF LABORATORY ANALYSIS
This report shall not be reproduced, except in full,

without the written consent of Pace Analytical Services, LLC.Date: 03/22/2021 11:48 AM

Pace Analytical Services, LLC
575 Broad Hollow Road

Melville, NY 11747
(631)694-3040

Page 17 of 19



Page 18 of 19



Page 19 of 19




