
October 9, 2023 
 
Port Washington Water District  
PWS ID No. NY2912267 
MCL Deferral for 1,4-Dioxane  
Quarterly Report – Third Quarter 2023 
 
Introduction 
 
On behalf of the Port Washington Water District (PWWD or District), D&B Engineers and 
Architects (D&B) has prepared this document in accordance with the requirements of the New 
York State Department of Health (NYSDOH) for public water suppliers who have been granted 
deferrals from maximum contaminant level (MCL) violations for 1,4-dioxane. The District was 
granted an MCL deferral for 1,4-dioxane in 2020. The District was granted a deferral because it 
has been proactive in its efforts to establish and implement an action plan for managing the above- 
referenced compound. 
 
While very effort has been made to shorten the initial duration of each project, circumstances 
beyond the District’s control impacting contractors and water suppliers, locally and nationwide, 
have made the District’s goal of completing work ahead of schedule impossible. The last three 
years have been a time of unprecedented disruption in the supply chain of chemical supplies, 
equipment, infrastructure components, pipe, and materials (e.g., steel), and treatment systems. 
Shortages of necessary items have significantly impacted the District, primarily in terms of price 
increases, decreased availability, and longer lead times. 
 
In addition, due to the rapidly changing regulatory environment through an expanded list of 
contaminants with lower regulatory advisory levels or MCLs, local and state regulators are 
experiencing a large number of capital project submissions, in addition to their regular workload. 
This increased workload has led to longer regulatory review times of engineering reports, detailed 
design plans, and specifications. In many cases, these factors have caused delays in obtaining final 
regulatory approval, commencing construction, procuring equipment and necessary components, 
and conforming to proposed construction schedules. 
 
The District has done everything within its power to adhere to the project schedules approved in 
the original deferral request, as described in the previous quarterly deferral reports. Each of the 
three required treatment projects had initial schedules that extended beyond the initial 24-month 
deferral period, due to necessary steps required to complete the design, permitting, bidding, 
construction, and startup testing. In addition, the Morley Park Station project required obtaining 
property through the parkland alienation process in order to accommodate the new treatment 
building. The full impact of supply chain issues and delays was not known at the time of the 
original compliance deferrals and due to these regulatory changes, these delays were expected to 
become worse before improving because of increased national demand.  
 
Recognizing these exceptional circumstances, the District requested and received a 12-month 
deferral renewal which extended the MCL compliance deadline to August 25, 2023.  The deferral 
renewal is now expired.  However, the aforementioned supply chain issues, increased material and 



labor costs, and continued demand have made it difficult to complete some of the projects and 
additional time is necessary to achieve compliance with the MCL regulations.  As such, the District 
has requested a 12-month deferral exemption to extend the MCL compliance deadline to August 
25, 2024 which is to be reserved as one of a series of strategies to address high water demand 
periods consistent with the average of the District’s maximum day demands over the last ten years.  
This exemption is requested under Part 5-1.92 of the New York State Sanitary Code. The intent of 
the exemption is to extend the compliance deadline an additional year to reflect the hardship that 
these delays have had upon the project completion schedule. 
 
The District’s goal, as always, is to provide an adequate supply of potable water to its consumers 
and it has done everything in its ability to move forward on the treatment projects to further that 
goal and meet consumer demands. These impacts of the last three years are expected to continue 
for the foreseeable future and will most likely affect the ability of the District to conform to the 
project schedules outlined in the original deferral request, even with the requested deferral 
exemption.  
 
The enclosed is a report describing the PWWD’s progress towards maintaining the highest quality 
of water for our customers. Updated schedules for each project are contained in Attachment A. 
 
Corrective Action Plan Milestones 
 
Hewlett Station Well 4 
 
Construction of the new building, including installation of the advanced oxidation process (AOP) 
treatment system to be used for the removal of 1,4-dioxane, is complete and undergoing  startup 
testing.  The new booster pump building is complete and the associated pump system has been 
installed, tested, and started up. In addition, the granular activated carbon (GAC) vessels have 
been rehabilitated and filled with new carbon media. The GAC vessels have been backwashed with 
system water and successfully sampled for all necessary return to service water quality parameters.   
 
As noted in the last quarterly report and in the Introduction of this report, obtaining regulatory 
approval took longer than initially anticipated and, in conjunction with the continued supply chain 
issues, the schedule of the project was delayed. As noted, the construction is currently 
substantially completed and the full plant is expected to be operational with the AOP unit in service 
in November 2023. 
 
Christopher Morley Park Station Wells 8, 9, and 11 
 
The general, electrical, and plumbing construction contracts for the project were executed on June 
10, 2022. Construction has been on-going. The entire new building foundation for the structure 
has been completed and the new GAC vessels have been delivered and installed.  The new AOP 
reactors were delivered in late July 2023 and are currently staged/protected inside the building.  
Masonry work is proceeding and will  be completed in early October 2023. As noted in the 
Introduction, obtaining regulatory approval took longer than initially anticipated and, in 
conjunction with the continued supply chain issues, the schedule of the project was delayed. The 
construction is scheduled to be substantially completed in the fourth quarter of 2024. 



 
Stonytown Station Well 10 
 
The project is currently in the permitting and pre-construction phase. The general, electrical, and 
plumbing construction contracts were executed and the Notices to Proceed were issued to 
contractors in February 2023. The construction could not begin as the District was working to return 
the Hewlett Well 4 facility to service. The District could not meet summer peak demands with both 
wells out of service. Demolition and removals, followed by the excavation necessary for the new 
treatment building foundation, is expected to begin onsite in October 2023. As described in 
previous quarterly reports, the scope of this project had to be adjusted to include treatment for 
nitrate removal. The construction is scheduled to be completed in the second quarter of 2025.  
 
Public Notification 
 
In accordance with the terms of the deferral, the PWWD has maintained an open line of 
communication with the public regarding its deferral. The deferral public notification 
documentation is still featured prominently on the District website, as are previous quarterly 
reports. 
 
Analytical Sampling 
 
Sample results for the wells for which deferrals were granted (Hewlett Well 4, Christopher Morley 
Park Wells 8, 9, and 11, and Stonytown Well 10), taken during the third quarter of 2023, are listed 
in the below table. Full laboratory reports for each sample are contained in Attachment B. 
 

1,4-Dioxane (parts per billion, ppb) 
 

Well Date 
July 2023 August 2023 September 2023 

Hewlett Well 4 (N-2052) NS 1.3 0.96; 0.99 

Christopher Morley Park Well 8 
(N-7551) 

1.5; 1.5 NS NS 

Christopher Morley Park Well 9 
(N-7552) 

12.6 12.6; 0.23 9.4 

Christopher Morley Park Well 11 
(N-13510) 

0.26; 0.28 NS NS 

Stonytown Well 10 (N-9809) 0.79 0.74 0.62 

      NS - Not Sampled 
 
Conclusion 
 
As demonstrated above, the Port Washington Water District is actively working to preserve the 
quality of water for its customers and comply with the requirements put forth by the NYSDOH. 



The District looks forward to continuing to work towards completion of its treatment facilities. 
Should you have any questions, please contact the District at 516-767-0171 or visit the website at 
www.pwwd.org. 
 

Very truly yours, 
 

 
Board of Commissioners 

   Port Washington Water District  
 
Enclosures  
 
cc: K. Wheeler (NYSDOH) 
        B. Rogers (NYSDOH) 
        W. Provoncha (NCDH) 
        P. Young (NCDH) 
        R. Putnam (NCDH) 
        P. Prignano (PWWD) 
       W. Merklin (D&B) 
       M. Savarese (D&B) 
       L. Ortiz (D&B) 
       P. Connell (D&B) 



 

 

 

 

 

 

 

 

 

ATTACHMENT A 

 

Project Schedules Associated with MCL Deferral 



Task Name

Design (Complete)

Permitting (Complete)

Bidding and Construction (Complete)

Startup and Testing (In Progress)

Plant is Operational

Qtr 1 Qtr 2 Qtr 3 Qtr 4 Qtr 1 Qtr 2 Qtr 3 Qtr 4
2022 2023

Port Washington Water District
MCL Deferral
Quarterly Report - Q3 2023

Hewlett Well 4
AOP Project Schedule



Task Name

Design (Complete)

Permitting (Complete)

Construction (In Progress)

Startup and Testing

Plant is Operational

Qtr 1 Qtr 2 Qtr 3 Qtr 4 Qtr 1 Qtr 2 Qtr 3 Qtr 4 Qtr 1 Qtr 2 Qtr 3 Qtr 4
2022 2023 2024 2025

Port Washington Water District
MCL Deferral
Quarterly Report - Q3 2023

Christopher Morley Park Station
AOP Project Schedule



Task Name

Design (Complete)

Permitting (Complete)

Adjust Design for Addition of Nitrate Treatment (Complete)

Additional Permitting (In Progress)

Bidding (Complete)

Construction (In Progress)

Startup and Testing

Plant is Operational

Qtr 1 Qtr 2 Qtr 3 Qtr 4 Qtr 1 Qtr 2 Qtr 3 Qtr 4 Qtr 1 Qtr 2 Qtr 3 Qtr 4 Qtr 1 Qtr 2 Qtr 3
2022 2023 2024 2025

Port Washington Water District
MCL Deferral
Quarterly Report - Q3 2023

Stonytown Well 10
AOP Project Schedule



 

 

 

 

 

 

 

 

 

ATTACHMENT B 

 

Water Quality Data 



TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70263603001
N-07551

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/17/2023 09:22 AM
07/17/2023 03:05 PM
CLIENT

Morley Pk 8Location
N-07551Point

No Hls

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 07/21/2023 1:56 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 1.5* 1 ug/L 07/22/2023 5:18 AM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 115% 1 %REC 07/22/2023 5:18 AM 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

07/28/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri
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WorkOrder :
70263603

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 07/28/2023 page 2 of 21
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

July 27, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: 1,4 DIOXANE/PFAS 7/17

Client Job Number: 

Project Number: 70263603

Laboratory Work Order Number: 23G2999

Enclosed are results of analyses for samples as received by the laboratory on July 20, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager

Page 1 of 15
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

7/27/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70263603

23G2999

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

1,4 DIOXANE/PFAS 7/17

N-07551 23G2999-01 Drinking Water EPA 533

N-07551 FB 23G2999-02 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Meghan E. Kelley

Reporting Specialist

Page 4 of 15
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/20/2023

Work Order:   23G2999Sample Description:Project Location:  1,4 DIOXANE/PFAS 7/17

Sample ID:  23G2999-01

Field Sample #:  N-07551

Sample Matrix:  Drinking Water

Sampled:  7/17/2023  09:22

[TOC_2]23G2999-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

3.4 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

4.2 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluoropentanoic acid (PFPeA)

3.6 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

4.1 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

2.9 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluoroheptanoic acid (PFHpA)

8.4 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorooctanoic acid (PFOA)

5.0 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

3.1 1.8 7/26/23 16:21 QNWng/L 7/25/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 91.8 7/26/23  16:2150-200

M2-8:2FTS 130 7/26/23  16:2150-200

MPFBA 86.0 7/26/23  16:2150-200

M3HFPO-DA 61.0 7/26/23  16:2150-200

M6PFDA 75.1 7/26/23  16:2150-200

M3PFBS 91.4 7/26/23  16:2150-200

M7PFUnA 83.3 7/26/23  16:2150-200

M2-6:2FTS 95.5 7/26/23  16:2150-200

M5PFPeA 88.0 7/26/23  16:2150-200

M5PFHxA 73.9 7/26/23  16:2150-200

M3PFHxS 96.6 7/26/23  16:2150-200

M4PFHpA 73.0 7/26/23  16:2150-200

M8PFOA 74.3 7/26/23  16:2150-200

M8PFOS 100 7/26/23  16:2150-200

M9PFNA 67.6 7/26/23  16:2150-200

MPFDoA 79.1 7/26/23  16:2150-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/20/2023

Work Order:   23G2999Sample Description:Project Location:  1,4 DIOXANE/PFAS 7/17

Sample ID:  23G2999-02

Field Sample #:  N-07551 FB

Sample Matrix:  Field Blank

Sampled:  7/17/2023  09:22

[TOC_2]23G2999-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 7/26/23 16:29 QNWng/L 7/25/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 91.2 7/26/23  16:2950-200

M2-8:2FTS 113 7/26/23  16:2950-200

MPFBA 113 7/26/23  16:2950-200

M3HFPO-DA 96.3 7/26/23  16:2950-200

M6PFDA 101 7/26/23  16:2950-200

M3PFBS 95.0 7/26/23  16:2950-200

M7PFUnA 105 7/26/23  16:2950-200

M2-6:2FTS 115 7/26/23  16:2950-200

M5PFPeA 113 7/26/23  16:2950-200

M5PFHxA 104 7/26/23  16:2950-200

M3PFHxS 103 7/26/23  16:2950-200

M4PFHpA 106 7/26/23  16:2950-200

M8PFOA 105 7/26/23  16:2950-200

M8PFOS 101 7/26/23  16:2950-200

M9PFNA 107 7/26/23  16:2950-200

MPFDoA 94.5 7/26/23  16:2950-200

Page 6 of 15
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B346875 07/25/23276 1.0023G2999-01 [N-07551]

B346875 07/25/23276 1.0023G2999-02 [N-07551 FB]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B346875 - EPA 533
[TOC_3]B346875[TOC]

Blank (B346875-BLK1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.9ND

Perfluoropentanoic acid (PFPeA) ng/L1.9ND

Perfluorohexanoic acid (PFHxA) ng/L1.9ND

11Cl-PF3OUdS (F53B Major) ng/L1.9ND

9Cl-PF3ONS (F53B Minor) ng/L1.9ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9ND

Perfluorodecanoic acid (PFDA) ng/L1.9ND

Perfluorododecanoic acid (PFDoA) ng/L1.9ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9ND

Perfluoroundecanoic acid (PFUnA) ng/L1.9ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9ND

Perfluoroheptanoic acid (PFHpA) ng/L1.9ND

Perfluorooctanoic acid (PFOA) ng/L1.9ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.9ND

Perfluorononanoic acid (PFNA) ng/L1.9ND

ng/L 36.4 50-200Surrogate: M2-4:2FTS 11642.0

ng/L 37.2 50-200Surrogate: M2-8:2FTS 16661.8

ng/L 38.8 50-200Surrogate: MPFBA 11444.1

ng/L 38.8 50-200Surrogate: M3HFPO-DA 95.437.0

ng/L 38.8 50-200Surrogate: M6PFDA 11745.4

ng/L 36.1 50-200Surrogate: M3PFBS 11340.8

ng/L 38.8 50-200Surrogate: M7PFUnA 11544.7

ng/L 36.9 50-200Surrogate: M2-6:2FTS 12545.9

ng/L 38.8 50-200Surrogate: M5PFPeA 11644.8

ng/L 38.8 50-200Surrogate: M5PFHxA 11444.1

ng/L 36.8 50-200Surrogate: M3PFHxS 12044.0

ng/L 38.8 50-200Surrogate: M4PFHpA 11444.3

ng/L 38.8 50-200Surrogate: M8PFOA 11745.2

ng/L 37.2 50-200Surrogate: M8PFOS 12446.2

ng/L 38.8 50-200Surrogate: M9PFNA 11444.3

ng/L 38.8 50-200Surrogate: MPFDoA 11143.1

LCS (B346875-BS1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 1.95 50-1501112.16

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 1.73 50-1501071.85

Perfluoropentanoic acid (PFPeA) ng/L2.0 1.95 50-1501052.05

Perfluorohexanoic acid (PFHxA) ng/L2.0 1.95 50-1501072.09

11Cl-PF3OUdS (F53B Major) ng/L2.0 1.84 50-15086.31.59

9Cl-PF3ONS (F53B Minor) ng/L2.0 1.82 50-15096.21.75

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B346875 - EPA 533

LCS (B346875-BS1) Prepared: 07/25/23  Analyzed: 07/26/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 1.84 50-15090.21.66

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 1.95 50-15092.11.80

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 1.87 50-15086.11.61

Perfluorodecanoic acid (PFDA) ng/L2.0 1.95 50-15094.01.83

Perfluorododecanoic acid (PFDoA) ng/L2.0 1.95 50-15099.91.95

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 1.74 50-1501051.82

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 1.86 50-15089.71.67

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 1.82 50-1501031.89

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 1.79 50-1501142.04

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 1.95 50-15099.31.94

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 1.95 50-15098.41.92

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 1.85 50-15095.51.77

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 1.83 50-1501092.00

Perfluoroundecanoic acid (PFUnA) ng/L2.0 1.95 50-15096.91.89

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 1.95 50-1501052.04

Perfluoroheptanoic acid (PFHpA) ng/L2.0 1.95 50-1501102.15

Perfluorooctanoic acid (PFOA) ng/L2.0 1.95 50-15099.51.94

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 1.80 50-15097.81.77

Perfluorononanoic acid (PFNA) ng/L2.0 1.95 50-15095.21.86

ng/L 36.6 50-200Surrogate: M2-4:2FTS 11040.2

ng/L 37.5 50-200Surrogate: M2-8:2FTS 16862.9

ng/L 39.0 50-200Surrogate: MPFBA 11143.2

ng/L 39.0 50-200Surrogate: M3HFPO-DA 97.037.9

ng/L 39.0 50-200Surrogate: M6PFDA 11243.7

ng/L 36.4 50-200Surrogate: M3PFBS 10839.1

ng/L 39.0 50-200Surrogate: M7PFUnA 11344.1

ng/L 37.1 50-200Surrogate: M2-6:2FTS 11141.1

ng/L 39.0 50-200Surrogate: M5PFPeA 11143.2

ng/L 39.0 50-200Surrogate: M5PFHxA 10039.2

ng/L 37.0 50-200Surrogate: M3PFHxS 11141.2

ng/L 39.0 50-200Surrogate: M4PFHpA 10340.3

ng/L 39.0 50-200Surrogate: M8PFOA 11343.9

ng/L 37.4 50-200Surrogate: M8PFOS 12045.0

ng/L 39.0 50-200Surrogate: M9PFNA 10039.0

ng/L 39.0 50-200Surrogate: MPFDoA 11043.1

LCS Dup (B346875-BSD1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 1.95 5050-150124 10.92.41

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 1.72 5050-150116 7.541.99

Perfluoropentanoic acid (PFPeA) ng/L1.9 1.95 5050-150114 7.522.21

Perfluorohexanoic acid (PFHxA) ng/L1.9 1.95 5050-150111 3.892.17

11Cl-PF3OUdS (F53B Major) ng/L1.9 1.83 5050-15086.3 0.2721.58

9Cl-PF3ONS (F53B Minor) ng/L1.9 1.81 5050-150103 6.321.86

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 1.83 5050-15094.4 4.231.73

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 1.95 5050-15092.0 0.3411.79

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 1.87 5050-150123 35.22.30

Perfluorodecanoic acid (PFDA) ng/L1.9 1.95 5050-150109 14.22.12

Perfluorododecanoic acid (PFDoA) ng/L1.9 1.95 5050-150128 24.22.49
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B346875 - EPA 533

LCS Dup (B346875-BSD1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 1.73 5050-150113 7.251.95

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 1.86 5050-150116 25.42.16

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 1.82 5050-150112 8.132.05

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 1.78 5050-150108 6.011.92

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 1.95 5050-150108 8.472.11

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 1.95 5050-150106 7.022.06

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 1.85 5050-150108 11.71.99

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 1.83 5050-150107 2.461.95

Perfluoroundecanoic acid (PFUnA) ng/L1.9 1.95 5050-15099.5 2.411.94

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 1.95 5050-150111 5.902.16

Perfluoroheptanoic acid (PFHpA) ng/L1.9 1.95 5050-150114 3.302.22

Perfluorooctanoic acid (PFOA) ng/L1.9 1.95 5050-150111 10.72.16

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 1.80 5050-150110 11.11.97

Perfluorononanoic acid (PFNA) ng/L1.9 1.95 5050-150105 9.502.04

ng/L 36.5 50-200Surrogate: M2-4:2FTS 10939.7

ng/L 37.4 50-200Surrogate: M2-8:2FTS 16561.6

ng/L 38.9 50-200Surrogate: MPFBA 11845.9

ng/L 38.9 50-200Surrogate: M3HFPO-DA 98.638.4

ng/L 38.9 50-200Surrogate: M6PFDA 10641.4

ng/L 36.3 50-200Surrogate: M3PFBS 10939.5

ng/L 38.9 50-200Surrogate: M7PFUnA 11042.7

ng/L 37.0 50-200Surrogate: M2-6:2FTS 10739.6

ng/L 38.9 50-200Surrogate: M5PFPeA 11745.7

ng/L 38.9 50-200Surrogate: M5PFHxA 10340.0

ng/L 36.9 50-200Surrogate: M3PFHxS 11642.8

ng/L 38.9 50-200Surrogate: M4PFHpA 10339.9

ng/L 38.9 50-200Surrogate: M8PFOA 10540.9

ng/L 37.3 50-200Surrogate: M8PFOS 11241.8

ng/L 38.9 50-200Surrogate: M9PFNA 96.237.4

ng/L 38.9 50-200Surrogate: MPFDoA 10139.2
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

[TOC_1]Flag/Qualifier Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Special

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70265055001
N-07551

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/31/2023 08:01 AM
07/31/2023 02:45 PM
CLIENT

Morley Pk 8Location
N-07551Point

No Hls
Sample Comments:
Samples were received on the same day of collection on ice and are above 6 degrees Celcius.  Samples were placed on ice by the lab and
the cooling process has begun.

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 08/03/2023 1:02 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 1.5* 1 ug/L 08/04/2023 1:12 PM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 118% 1 %REC 08/04/2023 1:12 PM 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

08/07/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri
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WorkOrder :
70265055

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 08/07/2023 page 2 of 6
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70263601001
N-07552

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/17/2023 09:07 AM
07/17/2023 03:03 PM
CLIENT

Morely Pk 9Location
N-07552Point

No Hls

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 07/21/2023 1:56 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 12.6* 10 ug/L 07/22/2023 2:56 PM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 109% 10 %REC 07/22/2023 2:56 PM 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

07/28/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri

page 1 of 21

LOrtiz
Highlight

LOrtiz
Highlight

LOrtiz
Highlight

LOrtiz
Highlight



WorkOrder :
70263601

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 07/28/2023 page 2 of 21
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

July 27, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: 1,4 DIOANE/PFAS 7/17

Client Job Number: 

Project Number: 70263601

Laboratory Work Order Number: 23G2998

Enclosed are results of analyses for samples as received by the laboratory on July 20, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

7/27/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70263601

23G2998

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

1,4 DIOANE/PFAS 7/17

N-07552 23G2998-01 Drinking Water EPA 533

N-07552 FB 23G2998-02 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Meghan E. Kelley

Reporting Specialist
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/20/2023

Work Order:   23G2998Sample Description:Project Location:  1,4 DIOANE/PFAS 7/17

Sample ID:  23G2998-01

Field Sample #:  N-07552

Sample Matrix:  Drinking Water

Sampled:  7/17/2023  09:07

[TOC_2]23G2998-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

3.5 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluoroheptanoic acid (PFHpA)

4.9 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorooctanoic acid (PFOA)

6.1 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

11 1.9 7/26/23 16:07 QNWng/L 7/25/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 92.5 7/26/23  16:0750-200

M2-8:2FTS 142 7/26/23  16:0750-200

MPFBA 77.2 7/26/23  16:0750-200

M3HFPO-DA 60.2 7/26/23  16:0750-200

M6PFDA 63.3 7/26/23  16:0750-200

M3PFBS 100 7/26/23  16:0750-200

M7PFUnA 66.2 7/26/23  16:0750-200

M2-6:2FTS 111 7/26/23  16:0750-200

M5PFPeA 79.4 7/26/23  16:0750-200

M5PFHxA 70.7 7/26/23  16:0750-200

M3PFHxS 109 7/26/23  16:0750-200

M4PFHpA 69.4 7/26/23  16:0750-200

M8PFOA 68.9 7/26/23  16:0750-200

M8PFOS 109 7/26/23  16:0750-200

M9PFNA 64.2 7/26/23  16:0750-200

MPFDoA 70.0 7/26/23  16:0750-200

[TOC_1]Sample Results[TOC]

Page 5 of 15

Table of Contents

page 11 of 21



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/20/2023

Work Order:   23G2998Sample Description:Project Location:  1,4 DIOANE/PFAS 7/17

Sample ID:  23G2998-02

Field Sample #:  N-07552 FB

Sample Matrix:  Field Blank

Sampled:  7/17/2023  09:07

[TOC_2]23G2998-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 7/26/23 16:14 QNWng/L 7/25/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 87.8 7/26/23  16:1450-200

M2-8:2FTS 189 7/26/23  16:1450-200

MPFBA 112 7/26/23  16:1450-200

M3HFPO-DA 84.3 7/26/23  16:1450-200

M6PFDA 102 7/26/23  16:1450-200

M3PFBS 96.7 7/26/23  16:1450-200

M7PFUnA 106 7/26/23  16:1450-200

M2-6:2FTS 101 7/26/23  16:1450-200

M5PFPeA 112 7/26/23  16:1450-200

M5PFHxA 96.6 7/26/23  16:1450-200

M3PFHxS 104 7/26/23  16:1450-200

M4PFHpA 98.4 7/26/23  16:1450-200

M8PFOA 99.6 7/26/23  16:1450-200

M8PFOS 105 7/26/23  16:1450-200

M9PFNA 92.2 7/26/23  16:1450-200

MPFDoA 102 7/26/23  16:1450-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B346875 07/25/23266 1.0023G2998-01 [N-07552]

B346875 07/25/23272 1.0023G2998-02 [N-07552 FB]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B346875 - EPA 533
[TOC_3]B346875[TOC]

Blank (B346875-BLK1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.9ND

Perfluoropentanoic acid (PFPeA) ng/L1.9ND

Perfluorohexanoic acid (PFHxA) ng/L1.9ND

11Cl-PF3OUdS (F53B Major) ng/L1.9ND

9Cl-PF3ONS (F53B Minor) ng/L1.9ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9ND

Perfluorodecanoic acid (PFDA) ng/L1.9ND

Perfluorododecanoic acid (PFDoA) ng/L1.9ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9ND

Perfluoroundecanoic acid (PFUnA) ng/L1.9ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9ND

Perfluoroheptanoic acid (PFHpA) ng/L1.9ND

Perfluorooctanoic acid (PFOA) ng/L1.9ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.9ND

Perfluorononanoic acid (PFNA) ng/L1.9ND

ng/L 36.4 50-200Surrogate: M2-4:2FTS 11642.0

ng/L 37.2 50-200Surrogate: M2-8:2FTS 16661.8

ng/L 38.8 50-200Surrogate: MPFBA 11444.1

ng/L 38.8 50-200Surrogate: M3HFPO-DA 95.437.0

ng/L 38.8 50-200Surrogate: M6PFDA 11745.4

ng/L 36.1 50-200Surrogate: M3PFBS 11340.8

ng/L 38.8 50-200Surrogate: M7PFUnA 11544.7

ng/L 36.9 50-200Surrogate: M2-6:2FTS 12545.9

ng/L 38.8 50-200Surrogate: M5PFPeA 11644.8

ng/L 38.8 50-200Surrogate: M5PFHxA 11444.1

ng/L 36.8 50-200Surrogate: M3PFHxS 12044.0

ng/L 38.8 50-200Surrogate: M4PFHpA 11444.3

ng/L 38.8 50-200Surrogate: M8PFOA 11745.2

ng/L 37.2 50-200Surrogate: M8PFOS 12446.2

ng/L 38.8 50-200Surrogate: M9PFNA 11444.3

ng/L 38.8 50-200Surrogate: MPFDoA 11143.1

LCS (B346875-BS1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 1.95 50-1501112.16

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 1.73 50-1501071.85

Perfluoropentanoic acid (PFPeA) ng/L2.0 1.95 50-1501052.05

Perfluorohexanoic acid (PFHxA) ng/L2.0 1.95 50-1501072.09

11Cl-PF3OUdS (F53B Major) ng/L2.0 1.84 50-15086.31.59

9Cl-PF3ONS (F53B Minor) ng/L2.0 1.82 50-15096.21.75

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B346875 - EPA 533

LCS (B346875-BS1) Prepared: 07/25/23  Analyzed: 07/26/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 1.84 50-15090.21.66

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 1.95 50-15092.11.80

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 1.87 50-15086.11.61

Perfluorodecanoic acid (PFDA) ng/L2.0 1.95 50-15094.01.83

Perfluorododecanoic acid (PFDoA) ng/L2.0 1.95 50-15099.91.95

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 1.74 50-1501051.82

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 1.86 50-15089.71.67

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 1.82 50-1501031.89

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 1.79 50-1501142.04

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 1.95 50-15099.31.94

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 1.95 50-15098.41.92

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 1.85 50-15095.51.77

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 1.83 50-1501092.00

Perfluoroundecanoic acid (PFUnA) ng/L2.0 1.95 50-15096.91.89

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 1.95 50-1501052.04

Perfluoroheptanoic acid (PFHpA) ng/L2.0 1.95 50-1501102.15

Perfluorooctanoic acid (PFOA) ng/L2.0 1.95 50-15099.51.94

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 1.80 50-15097.81.77

Perfluorononanoic acid (PFNA) ng/L2.0 1.95 50-15095.21.86

ng/L 36.6 50-200Surrogate: M2-4:2FTS 11040.2

ng/L 37.5 50-200Surrogate: M2-8:2FTS 16862.9

ng/L 39.0 50-200Surrogate: MPFBA 11143.2

ng/L 39.0 50-200Surrogate: M3HFPO-DA 97.037.9

ng/L 39.0 50-200Surrogate: M6PFDA 11243.7

ng/L 36.4 50-200Surrogate: M3PFBS 10839.1

ng/L 39.0 50-200Surrogate: M7PFUnA 11344.1

ng/L 37.1 50-200Surrogate: M2-6:2FTS 11141.1

ng/L 39.0 50-200Surrogate: M5PFPeA 11143.2

ng/L 39.0 50-200Surrogate: M5PFHxA 10039.2

ng/L 37.0 50-200Surrogate: M3PFHxS 11141.2

ng/L 39.0 50-200Surrogate: M4PFHpA 10340.3

ng/L 39.0 50-200Surrogate: M8PFOA 11343.9

ng/L 37.4 50-200Surrogate: M8PFOS 12045.0

ng/L 39.0 50-200Surrogate: M9PFNA 10039.0

ng/L 39.0 50-200Surrogate: MPFDoA 11043.1

LCS Dup (B346875-BSD1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 1.95 5050-150124 10.92.41

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 1.72 5050-150116 7.541.99

Perfluoropentanoic acid (PFPeA) ng/L1.9 1.95 5050-150114 7.522.21

Perfluorohexanoic acid (PFHxA) ng/L1.9 1.95 5050-150111 3.892.17

11Cl-PF3OUdS (F53B Major) ng/L1.9 1.83 5050-15086.3 0.2721.58

9Cl-PF3ONS (F53B Minor) ng/L1.9 1.81 5050-150103 6.321.86

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 1.83 5050-15094.4 4.231.73

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 1.95 5050-15092.0 0.3411.79

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 1.87 5050-150123 35.22.30

Perfluorodecanoic acid (PFDA) ng/L1.9 1.95 5050-150109 14.22.12

Perfluorododecanoic acid (PFDoA) ng/L1.9 1.95 5050-150128 24.22.49
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B346875 - EPA 533

LCS Dup (B346875-BSD1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 1.73 5050-150113 7.251.95

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 1.86 5050-150116 25.42.16

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 1.82 5050-150112 8.132.05

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 1.78 5050-150108 6.011.92

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 1.95 5050-150108 8.472.11

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 1.95 5050-150106 7.022.06

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 1.85 5050-150108 11.71.99

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 1.83 5050-150107 2.461.95

Perfluoroundecanoic acid (PFUnA) ng/L1.9 1.95 5050-15099.5 2.411.94

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 1.95 5050-150111 5.902.16

Perfluoroheptanoic acid (PFHpA) ng/L1.9 1.95 5050-150114 3.302.22

Perfluorooctanoic acid (PFOA) ng/L1.9 1.95 5050-150111 10.72.16

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 1.80 5050-150110 11.11.97

Perfluorononanoic acid (PFNA) ng/L1.9 1.95 5050-150105 9.502.04

ng/L 36.5 50-200Surrogate: M2-4:2FTS 10939.7

ng/L 37.4 50-200Surrogate: M2-8:2FTS 16561.6

ng/L 38.9 50-200Surrogate: MPFBA 11845.9

ng/L 38.9 50-200Surrogate: M3HFPO-DA 98.638.4

ng/L 38.9 50-200Surrogate: M6PFDA 10641.4

ng/L 36.3 50-200Surrogate: M3PFBS 10939.5

ng/L 38.9 50-200Surrogate: M7PFUnA 11042.7

ng/L 37.0 50-200Surrogate: M2-6:2FTS 10739.6

ng/L 38.9 50-200Surrogate: M5PFPeA 11745.7

ng/L 38.9 50-200Surrogate: M5PFHxA 10340.0

ng/L 36.9 50-200Surrogate: M3PFHxS 11642.8

ng/L 38.9 50-200Surrogate: M4PFHpA 10339.9

ng/L 38.9 50-200Surrogate: M8PFOA 10540.9

ng/L 37.3 50-200Surrogate: M8PFOS 11241.8

ng/L 38.9 50-200Surrogate: M9PFNA 96.237.4

ng/L 38.9 50-200Surrogate: MPFDoA 10139.2
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

[TOC_1]Flag/Qualifier Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70263600001
N-13510

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/17/2023 08:38 AM
07/17/2023 03:00 PM
CLIENT

Morley Park 11Location
N-13510Point

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 07/19/2023 12:31

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.26 1 ug/L 07/19/2023 11:31 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 110% 1 %REC 07/19/2023 11:31 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

07/28/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri
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WorkOrder :
70263600

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 07/28/2023 page 2 of 21
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

July 27, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: 1,4 DIOXANE/PFAS 7/17

Client Job Number: 

Project Number: 70263600

Laboratory Work Order Number: 23G2994

Enclosed are results of analyses for samples as received by the laboratory on July 20, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

7/27/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70263600

23G2994

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

1,4 DIOXANE/PFAS 7/17

N-13510 23G2994-01 Drinking Water EPA 533

N-13510 FB 23G2994-02 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]

Page 3 of 15

Table of Contents

page 9 of 21



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Meghan E. Kelley

Reporting Specialist

Page 4 of 15
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/20/2023

Work Order:   23G2994Sample Description:Project Location:  1,4 DIOXANE/PFAS 7/17

Sample ID:  23G2994-01

Field Sample #:  N-13510

Sample Matrix:  Drinking Water

Sampled:  7/17/2023  08:38

[TOC_2]23G2994-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

3.1 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

3.4 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluoropentanoic acid (PFPeA)

3.0 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

2.8 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

2.1 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluoroheptanoic acid (PFHpA)

6.1 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorooctanoic acid (PFOA)

4.0 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 7/26/23 15:01 QNWng/L 7/25/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 94.0 7/26/23  15:0150-200

M2-8:2FTS 140 7/26/23  15:0150-200

MPFBA 88.4 7/26/23  15:0150-200

M3HFPO-DA 68.9 7/26/23  15:0150-200

M6PFDA 75.1 7/26/23  15:0150-200

M3PFBS 93.1 7/26/23  15:0150-200

M7PFUnA 79.2 7/26/23  15:0150-200

M2-6:2FTS 102 7/26/23  15:0150-200

M5PFPeA 90.6 7/26/23  15:0150-200

M5PFHxA 74.6 7/26/23  15:0150-200

M3PFHxS 100 7/26/23  15:0150-200

M4PFHpA 76.3 7/26/23  15:0150-200

M8PFOA 76.4 7/26/23  15:0150-200

M8PFOS 106 7/26/23  15:0150-200

M9PFNA 66.9 7/26/23  15:0150-200

MPFDoA 84.2 7/26/23  15:0150-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/20/2023

Work Order:   23G2994Sample Description:Project Location:  1,4 DIOXANE/PFAS 7/17

Sample ID:  23G2994-02

Field Sample #:  N-13510 FB

Sample Matrix:  Field Blank

Sampled:  7/17/2023  08:38

[TOC_2]23G2994-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 7/26/23 15:08 QNWng/L 7/25/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 95.7 7/26/23  15:0850-200

M2-8:2FTS 195 7/26/23  15:0850-200

MPFBA 105 7/26/23  15:0850-200

M3HFPO-DA 94.1 7/26/23  15:0850-200

M6PFDA 100 7/26/23  15:0850-200

M3PFBS 97.8 7/26/23  15:0850-200

M7PFUnA 104 7/26/23  15:0850-200

M2-6:2FTS 118 7/26/23  15:0850-200

M5PFPeA 104 7/26/23  15:0850-200

M5PFHxA 91.1 7/26/23  15:0850-200

M3PFHxS 104 7/26/23  15:0850-200

M4PFHpA 93.7 7/26/23  15:0850-200

M8PFOA 102 7/26/23  15:0850-200

M8PFOS 109 7/26/23  15:0850-200

M9PFNA 92.7 7/26/23  15:0850-200

MPFDoA 102 7/26/23  15:0850-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B346875 07/25/23275 1.0023G2994-01 [N-13510]

B346875 07/25/23265 1.0023G2994-02 [N-13510 FB]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B346875 - EPA 533
[TOC_3]B346875[TOC]

Blank (B346875-BLK1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.9ND

Perfluoropentanoic acid (PFPeA) ng/L1.9ND

Perfluorohexanoic acid (PFHxA) ng/L1.9ND

11Cl-PF3OUdS (F53B Major) ng/L1.9ND

9Cl-PF3ONS (F53B Minor) ng/L1.9ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9ND

Perfluorodecanoic acid (PFDA) ng/L1.9ND

Perfluorododecanoic acid (PFDoA) ng/L1.9ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9ND

Perfluoroundecanoic acid (PFUnA) ng/L1.9ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9ND

Perfluoroheptanoic acid (PFHpA) ng/L1.9ND

Perfluorooctanoic acid (PFOA) ng/L1.9ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.9ND

Perfluorononanoic acid (PFNA) ng/L1.9ND

ng/L 36.4 50-200Surrogate: M2-4:2FTS 11642.0

ng/L 37.2 50-200Surrogate: M2-8:2FTS 16661.8

ng/L 38.8 50-200Surrogate: MPFBA 11444.1

ng/L 38.8 50-200Surrogate: M3HFPO-DA 95.437.0

ng/L 38.8 50-200Surrogate: M6PFDA 11745.4

ng/L 36.1 50-200Surrogate: M3PFBS 11340.8

ng/L 38.8 50-200Surrogate: M7PFUnA 11544.7

ng/L 36.9 50-200Surrogate: M2-6:2FTS 12545.9

ng/L 38.8 50-200Surrogate: M5PFPeA 11644.8

ng/L 38.8 50-200Surrogate: M5PFHxA 11444.1

ng/L 36.8 50-200Surrogate: M3PFHxS 12044.0

ng/L 38.8 50-200Surrogate: M4PFHpA 11444.3

ng/L 38.8 50-200Surrogate: M8PFOA 11745.2

ng/L 37.2 50-200Surrogate: M8PFOS 12446.2

ng/L 38.8 50-200Surrogate: M9PFNA 11444.3

ng/L 38.8 50-200Surrogate: MPFDoA 11143.1

LCS (B346875-BS1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 1.95 50-1501112.16

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 1.73 50-1501071.85

Perfluoropentanoic acid (PFPeA) ng/L2.0 1.95 50-1501052.05

Perfluorohexanoic acid (PFHxA) ng/L2.0 1.95 50-1501072.09

11Cl-PF3OUdS (F53B Major) ng/L2.0 1.84 50-15086.31.59

9Cl-PF3ONS (F53B Minor) ng/L2.0 1.82 50-15096.21.75

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B346875 - EPA 533

LCS (B346875-BS1) Prepared: 07/25/23  Analyzed: 07/26/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 1.84 50-15090.21.66

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 1.95 50-15092.11.80

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 1.87 50-15086.11.61

Perfluorodecanoic acid (PFDA) ng/L2.0 1.95 50-15094.01.83

Perfluorododecanoic acid (PFDoA) ng/L2.0 1.95 50-15099.91.95

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 1.74 50-1501051.82

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 1.86 50-15089.71.67

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 1.82 50-1501031.89

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 1.79 50-1501142.04

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 1.95 50-15099.31.94

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 1.95 50-15098.41.92

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 1.85 50-15095.51.77

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 1.83 50-1501092.00

Perfluoroundecanoic acid (PFUnA) ng/L2.0 1.95 50-15096.91.89

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 1.95 50-1501052.04

Perfluoroheptanoic acid (PFHpA) ng/L2.0 1.95 50-1501102.15

Perfluorooctanoic acid (PFOA) ng/L2.0 1.95 50-15099.51.94

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 1.80 50-15097.81.77

Perfluorononanoic acid (PFNA) ng/L2.0 1.95 50-15095.21.86

ng/L 36.6 50-200Surrogate: M2-4:2FTS 11040.2

ng/L 37.5 50-200Surrogate: M2-8:2FTS 16862.9

ng/L 39.0 50-200Surrogate: MPFBA 11143.2

ng/L 39.0 50-200Surrogate: M3HFPO-DA 97.037.9

ng/L 39.0 50-200Surrogate: M6PFDA 11243.7

ng/L 36.4 50-200Surrogate: M3PFBS 10839.1

ng/L 39.0 50-200Surrogate: M7PFUnA 11344.1

ng/L 37.1 50-200Surrogate: M2-6:2FTS 11141.1

ng/L 39.0 50-200Surrogate: M5PFPeA 11143.2

ng/L 39.0 50-200Surrogate: M5PFHxA 10039.2

ng/L 37.0 50-200Surrogate: M3PFHxS 11141.2

ng/L 39.0 50-200Surrogate: M4PFHpA 10340.3

ng/L 39.0 50-200Surrogate: M8PFOA 11343.9

ng/L 37.4 50-200Surrogate: M8PFOS 12045.0

ng/L 39.0 50-200Surrogate: M9PFNA 10039.0

ng/L 39.0 50-200Surrogate: MPFDoA 11043.1

LCS Dup (B346875-BSD1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 1.95 5050-150124 10.92.41

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 1.72 5050-150116 7.541.99

Perfluoropentanoic acid (PFPeA) ng/L1.9 1.95 5050-150114 7.522.21

Perfluorohexanoic acid (PFHxA) ng/L1.9 1.95 5050-150111 3.892.17

11Cl-PF3OUdS (F53B Major) ng/L1.9 1.83 5050-15086.3 0.2721.58

9Cl-PF3ONS (F53B Minor) ng/L1.9 1.81 5050-150103 6.321.86

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 1.83 5050-15094.4 4.231.73

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 1.95 5050-15092.0 0.3411.79

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 1.87 5050-150123 35.22.30

Perfluorodecanoic acid (PFDA) ng/L1.9 1.95 5050-150109 14.22.12

Perfluorododecanoic acid (PFDoA) ng/L1.9 1.95 5050-150128 24.22.49
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B346875 - EPA 533

LCS Dup (B346875-BSD1) Prepared: 07/25/23  Analyzed: 07/26/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 1.73 5050-150113 7.251.95

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 1.86 5050-150116 25.42.16

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 1.82 5050-150112 8.132.05

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 1.78 5050-150108 6.011.92

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 1.95 5050-150108 8.472.11

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 1.95 5050-150106 7.022.06

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 1.85 5050-150108 11.71.99

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 1.83 5050-150107 2.461.95

Perfluoroundecanoic acid (PFUnA) ng/L1.9 1.95 5050-15099.5 2.411.94

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 1.95 5050-150111 5.902.16

Perfluoroheptanoic acid (PFHpA) ng/L1.9 1.95 5050-150114 3.302.22

Perfluorooctanoic acid (PFOA) ng/L1.9 1.95 5050-150111 10.72.16

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 1.80 5050-150110 11.11.97

Perfluorononanoic acid (PFNA) ng/L1.9 1.95 5050-150105 9.502.04

ng/L 36.5 50-200Surrogate: M2-4:2FTS 10939.7

ng/L 37.4 50-200Surrogate: M2-8:2FTS 16561.6

ng/L 38.9 50-200Surrogate: MPFBA 11845.9

ng/L 38.9 50-200Surrogate: M3HFPO-DA 98.638.4

ng/L 38.9 50-200Surrogate: M6PFDA 10641.4

ng/L 36.3 50-200Surrogate: M3PFBS 10939.5

ng/L 38.9 50-200Surrogate: M7PFUnA 11042.7

ng/L 37.0 50-200Surrogate: M2-6:2FTS 10739.6

ng/L 38.9 50-200Surrogate: M5PFPeA 11745.7

ng/L 38.9 50-200Surrogate: M5PFHxA 10340.0

ng/L 36.9 50-200Surrogate: M3PFHxS 11642.8

ng/L 38.9 50-200Surrogate: M4PFHpA 10339.9

ng/L 38.9 50-200Surrogate: M8PFOA 10540.9

ng/L 37.3 50-200Surrogate: M8PFOS 11241.8

ng/L 38.9 50-200Surrogate: M9PFNA 96.237.4

ng/L 38.9 50-200Surrogate: MPFDoA 10139.2
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

[TOC_1]Flag/Qualifier Summary[TOC]

Page 11 of 15

Table of Contents

page 17 of 21



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Special

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70265057001
N-13510

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/31/2023 08:12 AM
07/31/2023 02:45 PM
CLIENT

Morley Park 11Location
N-13510Point

Sample Comments:
Samples were received on the same day of collection on ice and are above 6 degrees Celcius.  Samples were placed on ice by the lab and
the cooling process has begun.

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 08/03/2023 1:02 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.28 1 ug/L 08/04/2023 2:33 PM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 117% 1 %REC 08/04/2023 2:33 PM 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

08/07/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri
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WorkOrder :
70265057

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 08/07/2023 page 2 of 6
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70261951001
N-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/03/2023 08:06 AM
07/03/2023 01:20 PM
CLIENT

Stoneytown 10Location
N-09809Point

Flwr Hl

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrate as N 4.0 5 mg/L 07/03/2023 10:29 001 BP4U1/110
Nitrate-Nitrite (as N) 4.0 5 mg/L 07/03/2023 10:29 001 BP4U1/1

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrite as N <0.050 1 mg/L 07/03/2023 8:53 PM 001 BP4U1/11

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 07/10/2023 10:48

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.79 1 ug/L 07/10/2023 7:22 PM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 106% 1 %REC 07/10/2023 7:22 PM 001 AG2R1/2

Analytical Method:EPA 524.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,1,1,2-Tetrachloroethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,1,1-Trichloroethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,1,2-Trichloroethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,1,2-Trichlorotrifluoroethane <0.50 N3 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,1-Dichloroethane 0.75 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,1-Dichloroethene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,1-Dichloropropene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,2,3-Trichlorobenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,2,3-Trichloropropane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,2,4-Trichlorobenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,2,4-Trimethylbenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,2-Dichlorobenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,2-Dichloroethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,2-Dichloropropane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,3,5-Trimethylbenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,3-Dichlorobenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,3-Dichloropropane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
1,4-Dichlorobenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
2,2-Dichloropropane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
2-Chlorotoluene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
4-Chlorotoluene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Benzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Bromobenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70261951001
N-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/03/2023 08:06 AM
07/03/2023 01:20 PM
CLIENT

Stoneytown 10Location
N-09809Point

Flwr Hl

Bromochloromethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Bromodichloromethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/2
Bromoform <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/2
Bromomethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Carbon tetrachloride <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Chlorobenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Chlorodifluoromethane <0.50 N3 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Chloroethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Chloroform <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/2
Chloromethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Dibromochloromethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/2
Dibromomethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Dichlorodifluoromethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Ethylbenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Hexachloro-1,3-butadiene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Isopropylbenzene (Cumene) <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Methyl-tert-butyl ether <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/210
Methylene Chloride <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Styrene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Tetrachloroethene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Toluene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Total Trihalomethanes (Calc.) <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/280
Trichloroethene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Trichlorofluoromethane <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Vinyl chloride <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/22
cis-1,2-Dichloroethene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
cis-1,3-Dichloropropene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
m&p-Xylene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
n-Butylbenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
n-Propylbenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
o-Xylene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
p-Isopropyltoluene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
sec-Butylbenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
tert-Butylbenzene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
trans-1,2-Dichloroethene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
trans-1,3-Dichloropropene <0.50 1 ug/L 07/10/2023 2:31 PM 001 VG9C1/25
Surr: 1,2-Dichlorobenzene-d4 (S) 103% 1 %REC 07/10/2023 2:31 PM 001 VG9C1/2
Surr: 4-Bromofluorobenzene (S) 101% 1 %REC 07/10/2023 2:31 PM 001 VG9C1/2

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 07/04/2023 9:30 AM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 07/05/2023 9:30 AM 001 SP5T1/1Absent
Total Coliforms Absent 1 07/05/2023 9:30 AM 001 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Treated Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70261951003
GAC-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Treatment
GAC

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/03/2023 08:55 AM
07/03/2023 01:20 PM
CLIENT

Stoneytown 10Location
GAC-09809Point

GAC

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrate as N 4.4 5 mg/L 07/03/2023 10:30 003 BP4U1/110
Nitrate-Nitrite (as N) 4.5 5 mg/L 07/03/2023 10:30 003 BP4U1/1

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrite as N <0.050 1 mg/L 07/03/2023 8:56 PM 003 BP4U1/11

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 07/10/2023 10:48

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) <0.020 1 ug/L 07/10/2023 7:38 PM 003 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 106% 1 %REC 07/10/2023 7:38 PM 003 AG2R1/2

Analytical Method:EPA 524.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,1,1,2-Tetrachloroethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,1,1-Trichloroethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,1,2-Trichloroethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,1,2-Trichlorotrifluoroethane <0.50 N3 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,1-Dichloroethane 0.82 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,1-Dichloroethene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,1-Dichloropropene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,2,3-Trichlorobenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,2,3-Trichloropropane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,2,4-Trichlorobenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,2,4-Trimethylbenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,2-Dichlorobenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,2-Dichloroethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,2-Dichloropropane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,3,5-Trimethylbenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,3-Dichlorobenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,3-Dichloropropane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
1,4-Dichlorobenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
2,2-Dichloropropane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
2-Chlorotoluene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
4-Chlorotoluene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Benzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Bromobenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri

page 3 of 28



TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Treated Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70261951003
GAC-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Treatment
GAC

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
07/03/2023 08:55 AM
07/03/2023 01:20 PM
CLIENT

Stoneytown 10Location
GAC-09809Point

GAC

Bromochloromethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Bromodichloromethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/2
Bromoform <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/2
Bromomethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Carbon tetrachloride <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Chlorobenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Chlorodifluoromethane <0.50 N3 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Chloroethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Chloroform <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/2
Chloromethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Dibromochloromethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/2
Dibromomethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Dichlorodifluoromethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Ethylbenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Hexachloro-1,3-butadiene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Isopropylbenzene (Cumene) <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Methyl-tert-butyl ether <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/210
Methylene Chloride <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Styrene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Tetrachloroethene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Toluene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Total Trihalomethanes (Calc.) <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/280
Trichloroethene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Trichlorofluoromethane <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Vinyl chloride <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/22
cis-1,2-Dichloroethene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
cis-1,3-Dichloropropene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
m&p-Xylene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
n-Butylbenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
n-Propylbenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
o-Xylene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
p-Isopropyltoluene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
sec-Butylbenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
tert-Butylbenzene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
trans-1,2-Dichloroethene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
trans-1,3-Dichloropropene <0.50 1 ug/L 07/10/2023 2:08 PM 003 VG9C1/25
Surr: 1,2-Dichlorobenzene-d4 (S) 105% 1 %REC 07/10/2023 2:08 PM 003 VG9C1/2
Surr: 4-Bromofluorobenzene (S) 94% 1 %REC 07/10/2023 2:08 PM 003 VG9C1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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WorkOrder :
70261951

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 07/18/2023 page 5 of 28



WorkOrder :
70261951

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Additional Qualifiers

www.pacelabs.com

N3 - Accreditation is not offered by the relevant laboratory accrediting body for this parameter.

Date Reported: 07/18/2023 page 6 of 28
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

July 17, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: BAC/POC/NO3/1,4DIOX/PFAS 7/3

Client Job Number: 

Project Number: 70261951

Laboratory Work Order Number: 23G0786

Enclosed are results of analyses for samples as received by the laboratory on July 7, 2023. If you have any questions concerning 

this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

7/17/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70261951

23G0786

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

BAC/POC/NO3/1,4DIOX/PFAS 7/3

N-09809 23G0786-01 Drinking Water EPA 533

N-09809 FB 23G0786-02 Field Blank EPA 533

GAC-09809 23G0786-03 Drinking Water EPA 533

GAC-09809 FB 23G0786-04 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

EPA 533

Qualifications:

Laboratory fortified blank/laboratory control sample recovery outside of control limits.  Data validation is not affected since all results are "not 

detected" for all samples in this batch for this compound and bias is on the high side.
Analyte & Samples(s) Qualified:

L-01

Perfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

B345820-BS1

Extracted Internal Standard recovery is outside of control limits. Data is not significantly affected since associated analyte is not detected and 

bias is on the high side.
Analyte & Samples(s) Qualified:

PF-17

M2-8:2FTS

23G0786-01[N-09809], 23G0786-02[N-09809 FB], 23G0786-04[GAC-09809 FB], B345428-BLK1

Extracted Internal Standard is outside of control limits.

Analyte & Samples(s) Qualified:

S-29

M2-8:2FTS

B345428-BS1, B345428-BSD1

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Meghan E. Kelley

Reporting Specialist
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/7/2023

Work Order:   23G0786Sample Description:Project Location:  BAC/POC/NO3/1,4DIOX/PFAS 7

Sample ID:  23G0786-01

Field Sample #:  N-09809

Sample Matrix:  Drinking Water

Sampled:  7/3/2023  08:06

[TOC_2]23G0786-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

2.1 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

2.9 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluoropentanoic acid (PFPeA)

2.7 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

2.6 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluoroheptanoic acid (PFHpA)

4.8 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 7/11/23 12:51 JR2ng/L 7/10/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 99.2 7/11/23  12:5150-200

M2-8:2FTS 283 7/11/23  12:51* PF-1750-200

MPFBA 92.5 7/11/23  12:5150-200

M3HFPO-DA 56.1 7/11/23  12:5150-200

M6PFDA 64.1 7/11/23  12:5150-200

M3PFBS 90.6 7/11/23  12:5150-200

M7PFUnA 66.1 7/11/23  12:5150-200

M2-6:2FTS 117 7/11/23  12:5150-200

M5PFPeA 94.2 7/11/23  12:5150-200

M5PFHxA 75.0 7/11/23  12:5150-200

M3PFHxS 97.0 7/11/23  12:5150-200

M4PFHpA 71.0 7/11/23  12:5150-200

M8PFOA 63.9 7/11/23  12:5150-200

M8PFOS 95.8 7/11/23  12:5150-200

M9PFNA 58.2 7/11/23  12:5150-200

MPFDoA 65.6 7/11/23  12:5150-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/7/2023

Work Order:   23G0786Sample Description:Project Location:  BAC/POC/NO3/1,4DIOX/PFAS 7

Sample ID:  23G0786-02

Field Sample #:  N-09809 FB

Sample Matrix:  Field Blank

Sampled:  7/3/2023  08:06

[TOC_2]23G0786-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 7/11/23 12:58 JR2ng/L 7/10/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 96.9 7/11/23  12:5850-200

M2-8:2FTS 287 7/11/23  12:58* PF-1750-200

MPFBA 102 7/11/23  12:5850-200

M3HFPO-DA 71.3 7/11/23  12:5850-200

M6PFDA 100 7/11/23  12:5850-200

M3PFBS 84.9 7/11/23  12:5850-200

M7PFUnA 92.8 7/11/23  12:5850-200

M2-6:2FTS 119 7/11/23  12:5850-200

M5PFPeA 100 7/11/23  12:5850-200

M5PFHxA 87.2 7/11/23  12:5850-200

M3PFHxS 93.1 7/11/23  12:5850-200

M4PFHpA 90.7 7/11/23  12:5850-200

M8PFOA 97.7 7/11/23  12:5850-200

M8PFOS 94.9 7/11/23  12:5850-200

M9PFNA 90.8 7/11/23  12:5850-200

MPFDoA 85.1 7/11/23  12:5850-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/7/2023

Work Order:   23G0786Sample Description:Project Location:  BAC/POC/NO3/1,4DIOX/PFAS 7

Sample ID:  23G0786-03

Field Sample #:  GAC-09809

Sample Matrix:  Drinking Water

Sampled:  7/3/2023  08:55

[TOC_2]23G0786-03[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

2.7 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

3.6 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluoropentanoic acid (PFPeA)

3.4 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

2.3 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluoroheptanoic acid (PFHpA)

4.5 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 7/14/23 15:37 JR2ng/L 7/13/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 85.1 7/14/23  15:3750-200

M2-8:2FTS 114 7/14/23  15:3750-200

MPFBA 88.2 7/14/23  15:3750-200

M3HFPO-DA 82.4 7/14/23  15:3750-200

M6PFDA 80.8 7/14/23  15:3750-200

M3PFBS 101 7/14/23  15:3750-200

M7PFUnA 83.6 7/14/23  15:3750-200

M2-6:2FTS 104 7/14/23  15:3750-200

M5PFPeA 80.9 7/14/23  15:3750-200

M5PFHxA 77.0 7/14/23  15:3750-200

M3PFHxS 105 7/14/23  15:3750-200

M4PFHpA 71.5 7/14/23  15:3750-200

M8PFOA 70.7 7/14/23  15:3750-200

M8PFOS 106 7/14/23  15:3750-200

M9PFNA 74.5 7/14/23  15:3750-200

MPFDoA 83.8 7/14/23  15:3750-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  7/7/2023

Work Order:   23G0786Sample Description:Project Location:  BAC/POC/NO3/1,4DIOX/PFAS 7

Sample ID:  23G0786-04

Field Sample #:  GAC-09809 FB

Sample Matrix:  Field Blank

Sampled:  7/3/2023  08:55

[TOC_2]23G0786-04[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 7/11/23 13:13 JR2ng/L 7/10/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 106 7/11/23  13:1350-200

M2-8:2FTS 289 7/11/23  13:13* PF-1750-200

MPFBA 106 7/11/23  13:1350-200

M3HFPO-DA 72.3 7/11/23  13:1350-200

M6PFDA 98.3 7/11/23  13:1350-200

M3PFBS 94.1 7/11/23  13:1350-200

M7PFUnA 92.0 7/11/23  13:1350-200

M2-6:2FTS 131 7/11/23  13:1350-200

M5PFPeA 102 7/11/23  13:1350-200

M5PFHxA 89.1 7/11/23  13:1350-200

M3PFHxS 99.2 7/11/23  13:1350-200

M4PFHpA 93.2 7/11/23  13:1350-200

M8PFOA 102 7/11/23  13:1350-200

M8PFOS 104 7/11/23  13:1350-200

M9PFNA 92.1 7/11/23  13:1350-200

MPFDoA 88.7 7/11/23  13:1350-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B345428 07/10/23276 1.0023G0786-01 [N-09809]

B345428 07/10/23269 1.0023G0786-02 [N-09809 FB]

B345428 07/10/23274 1.0023G0786-04 [GAC-09809 FB]

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B345820 07/13/23265 1.0023G0786-03RE1 [GAC-09809]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B345428 - EPA 533
[TOC_3]B345428[TOC]

Blank (B345428-BLK1) Prepared: 07/10/23  Analyzed: 07/11/23 

Perfluorobutanoic acid (PFBA) ng/L1.9ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.9ND

Perfluoropentanoic acid (PFPeA) ng/L1.9ND

Perfluorohexanoic acid (PFHxA) ng/L1.9ND

11Cl-PF3OUdS (F53B Major) ng/L1.9ND

9Cl-PF3ONS (F53B Minor) ng/L1.9ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9ND

Perfluorodecanoic acid (PFDA) ng/L1.9ND

Perfluorododecanoic acid (PFDoA) ng/L1.9ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9ND

Perfluoroundecanoic acid (PFUnA) ng/L1.9ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9ND

Perfluoroheptanoic acid (PFHpA) ng/L1.9ND

Perfluorooctanoic acid (PFOA) ng/L1.9ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.9ND

Perfluorononanoic acid (PFNA) ng/L1.9ND

ng/L 36.3 50-200Surrogate: M2-4:2FTS 97.035.2

ng/L 37.2 PF-1750-200Surrogate: M2-8:2FTS 309115 *

ng/L 38.7 50-200Surrogate: MPFBA 10339.9

ng/L 38.7 50-200Surrogate: M3HFPO-DA 66.625.8

ng/L 38.7 50-200Surrogate: M6PFDA 10239.5

ng/L 36.1 50-200Surrogate: M3PFBS 89.032.1

ng/L 38.7 50-200Surrogate: M7PFUnA 94.236.5

ng/L 36.8 50-200Surrogate: M2-6:2FTS 11441.9

ng/L 38.7 50-200Surrogate: M5PFPeA 10239.7

ng/L 38.7 50-200Surrogate: M5PFHxA 87.333.8

ng/L 36.7 50-200Surrogate: M3PFHxS 96.635.5

ng/L 38.7 50-200Surrogate: M4PFHpA 90.134.9

ng/L 38.7 50-200Surrogate: M8PFOA 94.236.5

ng/L 37.1 50-200Surrogate: M8PFOS 10639.2

ng/L 38.7 50-200Surrogate: M9PFNA 91.435.4

ng/L 38.7 50-200Surrogate: MPFDoA 91.635.5

LCS (B345428-BS1) Prepared: 07/10/23  Analyzed: 07/11/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 19.4 70-13087.617.0

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 17.2 70-13087.715.1

Perfluoropentanoic acid (PFPeA) ng/L1.9 19.4 70-13087.617.0

Perfluorohexanoic acid (PFHxA) ng/L1.9 19.4 70-13086.716.8

11Cl-PF3OUdS (F53B Major) ng/L1.9 18.3 70-13077.314.1

9Cl-PF3ONS (F53B Minor) ng/L1.9 18.1 70-13075.713.7

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B345428 - EPA 533

LCS (B345428-BS1) Prepared: 07/10/23  Analyzed: 07/11/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 18.3 70-13085.215.6

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 19.4 70-13077.815.1

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 18.6 70-13088.416.5

Perfluorodecanoic acid (PFDA) ng/L1.9 19.4 70-13084.216.3

Perfluorododecanoic acid (PFDoA) ng/L1.9 19.4 70-13086.416.8

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 17.3 70-13010718.5

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 18.5 70-13091.016.9

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 18.1 70-13086.215.6

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 17.8 70-13087.615.6

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 19.4 70-13088.317.1

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 19.4 70-13092.618.0

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 18.4 70-13087.616.1

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 18.2 70-13084.515.4

Perfluoroundecanoic acid (PFUnA) ng/L1.9 19.4 70-13081.115.7

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 19.4 70-13084.116.3

Perfluoroheptanoic acid (PFHpA) ng/L1.9 19.4 70-13089.917.4

Perfluorooctanoic acid (PFOA) ng/L1.9 19.4 70-13088.217.1

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 17.9 70-13081.114.6

Perfluorononanoic acid (PFNA) ng/L1.9 19.4 70-13083.016.1

ng/L 36.4 50-200Surrogate: M2-4:2FTS 96.835.2

ng/L 37.2 S-2950-200Surrogate: M2-8:2FTS 412153 *

ng/L 38.8 50-200Surrogate: MPFBA 10641.0

ng/L 38.8 50-200Surrogate: M3HFPO-DA 72.128.0

ng/L 38.8 50-200Surrogate: M6PFDA 11544.5

ng/L 36.2 50-200Surrogate: M3PFBS 86.931.4

ng/L 38.8 50-200Surrogate: M7PFUnA 10440.4

ng/L 36.9 50-200Surrogate: M2-6:2FTS 11542.3

ng/L 38.8 50-200Surrogate: M5PFPeA 10841.8

ng/L 38.8 50-200Surrogate: M5PFHxA 92.535.9

ng/L 36.8 50-200Surrogate: M3PFHxS 93.734.5

ng/L 38.8 50-200Surrogate: M4PFHpA 98.538.2

ng/L 38.8 50-200Surrogate: M8PFOA 10440.2

ng/L 37.2 50-200Surrogate: M8PFOS 10338.2

ng/L 38.8 50-200Surrogate: M9PFNA 10641.1

ng/L 38.8 50-200Surrogate: MPFDoA 10139.2

LCS Dup (B345428-BSD1) Prepared: 07/10/23  Analyzed: 07/11/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 19.5 3070-13085.3 2.1416.6

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 17.2 3070-13086.1 1.3614.9

Perfluoropentanoic acid (PFPeA) ng/L1.9 19.5 3070-13086.0 1.4316.8

Perfluorohexanoic acid (PFHxA) ng/L1.9 19.5 3070-13083.7 2.9716.3

11Cl-PF3OUdS (F53B Major) ng/L1.9 18.4 3070-13077.8 1.0514.3

9Cl-PF3ONS (F53B Minor) ng/L1.9 18.2 3070-13079.0 4.8214.4

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 18.4 3070-13086.1 1.4815.8

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 19.5 3070-13084.5 8.6916.5

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 18.7 3070-13085.4 3.0416.0

Perfluorodecanoic acid (PFDA) ng/L1.9 19.5 3070-13087.3 4.0517.0

Perfluorododecanoic acid (PFDoA) ng/L1.9 19.5 3070-13087.5 1.7317.0
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B345428 - EPA 533

LCS Dup (B345428-BSD1) Prepared: 07/10/23  Analyzed: 07/11/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 17.3 3070-130104 2.4418.0

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 18.6 3070-13081.4 10.615.2

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 18.2 3070-13085.0 0.89515.5

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 17.8 3070-13081.7 6.5414.6

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 19.5 3070-13086.6 1.3916.9

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 19.5 3070-13090.6 1.7517.7

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 18.5 3070-13092.9 6.3517.2

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 18.3 3070-13081.8 2.7315.0

Perfluoroundecanoic acid (PFUnA) ng/L1.9 19.5 3070-13083.8 3.7416.3

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 19.5 3070-13084.3 0.80516.4

Perfluoroheptanoic acid (PFHpA) ng/L1.9 19.5 3070-13089.9 0.43917.5

Perfluorooctanoic acid (PFOA) ng/L1.9 19.5 3070-13084.9 3.3216.5

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 18.0 3070-13084.6 4.6915.3

Perfluorononanoic acid (PFNA) ng/L1.9 19.5 3070-13086.4 4.4916.8

ng/L 36.6 50-200Surrogate: M2-4:2FTS 10839.6

ng/L 37.4 S-2950-200Surrogate: M2-8:2FTS 336126 *

ng/L 39.0 50-200Surrogate: MPFBA 11344.0

ng/L 39.0 50-200Surrogate: M3HFPO-DA 75.929.6

ng/L 39.0 50-200Surrogate: M6PFDA 11745.7

ng/L 36.3 50-200Surrogate: M3PFBS 93.233.9

ng/L 39.0 50-200Surrogate: M7PFUnA 10942.6

ng/L 37.1 50-200Surrogate: M2-6:2FTS 12345.5

ng/L 39.0 50-200Surrogate: M5PFPeA 11344.0

ng/L 39.0 50-200Surrogate: M5PFHxA 99.338.7

ng/L 37.0 50-200Surrogate: M3PFHxS 10237.7

ng/L 39.0 50-200Surrogate: M4PFHpA 10440.5

ng/L 39.0 50-200Surrogate: M8PFOA 11243.7

ng/L 37.4 50-200Surrogate: M8PFOS 10840.2

ng/L 39.0 50-200Surrogate: M9PFNA 10842.2

ng/L 39.0 50-200Surrogate: MPFDoA 10942.4

Batch B345820 - EPA 533
[TOC_3]B345820[TOC]

Blank (B345820-BLK1) Prepared: 07/13/23  Analyzed: 07/14/23 

Perfluorobutanoic acid (PFBA) ng/L1.9ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.9ND

Perfluoropentanoic acid (PFPeA) ng/L1.9ND

Perfluorohexanoic acid (PFHxA) ng/L1.9ND

11Cl-PF3OUdS (F53B Major) ng/L1.9ND

9Cl-PF3ONS (F53B Minor) ng/L1.9ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9ND

Perfluorodecanoic acid (PFDA) ng/L1.9ND

Perfluorododecanoic acid (PFDoA) ng/L1.9ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9ND
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Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B345820 - EPA 533

Blank (B345820-BLK1) Prepared: 07/13/23  Analyzed: 07/14/23 

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9ND

Perfluoroundecanoic acid (PFUnA) ng/L1.9ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9ND

Perfluoroheptanoic acid (PFHpA) ng/L1.9ND

Perfluorooctanoic acid (PFOA) ng/L1.9ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.9ND

Perfluorononanoic acid (PFNA) ng/L1.9ND

ng/L 35.6 50-200Surrogate: M2-4:2FTS 97.534.7

ng/L 36.4 50-200Surrogate: M2-8:2FTS 13750.0

ng/L 38.0 50-200Surrogate: MPFBA 10840.9

ng/L 38.0 50-200Surrogate: M3HFPO-DA 10539.9

ng/L 38.0 50-200Surrogate: M6PFDA 10138.2

ng/L 35.4 50-200Surrogate: M3PFBS 10236.0

ng/L 38.0 50-200Surrogate: M7PFUnA 10238.9

ng/L 36.1 50-200Surrogate: M2-6:2FTS 11340.7

ng/L 38.0 50-200Surrogate: M5PFPeA 10540.0

ng/L 38.0 50-200Surrogate: M5PFHxA 10339.3

ng/L 36.0 50-200Surrogate: M3PFHxS 10738.5

ng/L 38.0 50-200Surrogate: M4PFHpA 99.537.8

ng/L 38.0 50-200Surrogate: M8PFOA 10238.8

ng/L 36.4 50-200Surrogate: M8PFOS 10839.2

ng/L 38.0 50-200Surrogate: M9PFNA 10138.5

ng/L 38.0 50-200Surrogate: MPFDoA 10238.6

LCS (B345820-BS1) Prepared: 07/13/23  Analyzed: 07/14/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 19.5 70-13010320.0

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 17.3 70-13010418.0

Perfluoropentanoic acid (PFPeA) ng/L2.0 19.5 70-13010219.9

Perfluorohexanoic acid (PFHxA) ng/L2.0 19.5 70-13099.819.5

11Cl-PF3OUdS (F53B Major) ng/L2.0 18.4 70-13011721.5

9Cl-PF3ONS (F53B Minor) ng/L2.0 18.2 70-13098.617.9

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 18.4 70-13011020.2

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 19.5 70-13010320.2

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 18.7 70-13010419.5

Perfluorodecanoic acid (PFDA) ng/L2.0 19.5 70-13010119.6

Perfluorododecanoic acid (PFDoA) ng/L2.0 19.5 70-13010119.7

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 17.4 L-0170-130131 *22.7

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 18.6 70-13011922.1

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 18.2 70-13010318.7

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 17.8 70-13011119.8

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 19.5 70-13011823.1

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 19.5 70-13012624.6

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 18.5 70-13010118.6

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 18.3 70-13010519.3

Perfluoroundecanoic acid (PFUnA) ng/L2.0 19.5 70-13010720.8

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 19.5 70-13011622.6
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B345820 - EPA 533

LCS (B345820-BS1) Prepared: 07/13/23  Analyzed: 07/14/23 

Perfluoroheptanoic acid (PFHpA) ng/L2.0 19.5 70-13010320.0

Perfluorooctanoic acid (PFOA) ng/L2.0 19.5 70-13010620.7

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 18.0 70-13010619.1

Perfluorononanoic acid (PFNA) ng/L2.0 19.5 70-13010320.2

ng/L 36.6 50-200Surrogate: M2-4:2FTS 99.036.2

ng/L 37.4 50-200Surrogate: M2-8:2FTS 12044.9

ng/L 39.0 50-200Surrogate: MPFBA 10942.7

ng/L 39.0 50-200Surrogate: M3HFPO-DA 96.537.6

ng/L 39.0 50-200Surrogate: M6PFDA 11444.6

ng/L 36.4 50-200Surrogate: M3PFBS 10236.9

ng/L 39.0 50-200Surrogate: M7PFUnA 10641.2

ng/L 37.1 50-200Surrogate: M2-6:2FTS 11141.0

ng/L 39.0 50-200Surrogate: M5PFPeA 11042.8

ng/L 39.0 50-200Surrogate: M5PFHxA 10942.5

ng/L 37.0 50-200Surrogate: M3PFHxS 10338.0

ng/L 39.0 50-200Surrogate: M4PFHpA 10842.1

ng/L 39.0 50-200Surrogate: M8PFOA 10842.3

ng/L 37.4 50-200Surrogate: M8PFOS 10137.9

ng/L 39.0 50-200Surrogate: M9PFNA 10641.4

ng/L 39.0 50-200Surrogate: MPFDoA 10842.1
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FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

Laboratory fortified blank/laboratory control sample recovery outside of control limits.  Data validation is not 

affected since all results are "not detected" for all samples in this batch for this compound and bias is on the high 

side.

L-01

Extracted Internal Standard recovery is outside of control limits. Data is not significantly affected since associated 

analyte is not detected and bias is on the high side.

PF-17

Extracted Internal Standard is outside of control limits.S-29

[TOC_1]Flag/Qualifier Summary[TOC]
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70268095001
N-02052

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/23/2023 08:45 AM
08/23/2023 10:00 AM
CLIENT

Hewlett 4Location
N-02052Point

Flwr Hl
Sample Comments:
Samples were received on the same day of collection on ice and are above 6 degrees Celcius.  Samples were placed on ice by the lab and
the cooling process has begun.

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 08/24/2023 12:11

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 1.3* 1 ug/L 08/26/2023 6:50 AM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 116% 1 %REC 08/26/2023 6:50 AM 001 AG2R1/2

Analytical Method:EPA 524.3

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,2-Dibromo-3-chloropropane <0.010 1 ug/L 09/01/2023 10:13 001 DG9A1/20.2
1,2-Dibromoethane (EDB) <0.010 1 ug/L 09/01/2023 10:13 001 DG9A1/20.05
Surr: 1,2-Dichlorobenzene-d4 (S) 100% 1 %REC 09/01/2023 10:13 001 DG9A1/2
Surr: 4-Bromofluorobenzene (S) 99% 1 %REC 09/01/2023 10:13 001 DG9A1/2
Surr: tert Butyl Methyl-d3 Ether (S) 100% 1 %REC 09/01/2023 10:13 001 DG9A1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/15/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70268095003
GAC-02052

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/23/2023 08:41 AM
08/23/2023 10:00 AM
CLIENT

Hewlett 4 GACLocation
GAC-02052Point

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 08/25/2023 3:54 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.12 1 ug/L 08/28/2023 2:47 PM 003 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 114% 1 %REC 08/28/2023 2:47 PM 003 AG2R1/2

Analytical Method:EPA 524.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,1,1,2-Tetrachloroethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,1,1-Trichloroethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,1,2-Trichloroethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,1,2-Trichlorotrifluoroethane <0.50 N3 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,1-Dichloroethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,1-Dichloroethene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,1-Dichloropropene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,2,3-Trichlorobenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,2,3-Trichloropropane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,2,4-Trichlorobenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,2,4-Trimethylbenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,2-Dichlorobenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,2-Dichloroethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,2-Dichloropropane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,3,5-Trimethylbenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,3-Dichlorobenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,3-Dichloropropane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
1,4-Dichlorobenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
2,2-Dichloropropane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
2-Chlorotoluene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
4-Chlorotoluene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Benzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Bromobenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Bromochloromethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Bromodichloromethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/2
Bromoform <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/2
Bromomethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Carbon tetrachloride <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Chlorobenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Chlorodifluoromethane <0.50 N3 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Chloroethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Chloroform <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/2
Chloromethane <0.50 L1 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70268095003
GAC-02052

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/23/2023 08:41 AM
08/23/2023 10:00 AM
CLIENT

Hewlett 4 GACLocation
GAC-02052Point

Dibromochloromethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/2
Dibromomethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Dichlorodifluoromethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Ethylbenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Hexachloro-1,3-butadiene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Isopropylbenzene (Cumene) <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Methyl-tert-butyl ether <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/210
Methylene Chloride <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Styrene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Tetrachloroethene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Toluene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Total Trihalomethanes (Calc.) <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/280
Trichloroethene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Trichlorofluoromethane <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Vinyl chloride <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/22
cis-1,2-Dichloroethene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
cis-1,3-Dichloropropene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
m&p-Xylene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
n-Butylbenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
n-Propylbenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
o-Xylene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
p-Isopropyltoluene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
sec-Butylbenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
tert-Butylbenzene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
trans-1,2-Dichloroethene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
trans-1,3-Dichloropropene <0.50 1 ug/L 09/01/2023 2:48 PM 003 VG9C1/25
Surr: 1,2-Dichlorobenzene-d4 (S) 97% 1 %REC 09/01/2023 2:48 PM 003 VG9C1/2
Surr: 4-Bromofluorobenzene (S) 87% 1 %REC 09/01/2023 2:48 PM 003 VG9C1/2

Analytical Method:EPA 524.3

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,2-Dibromo-3-chloropropane <0.010 1 ug/L 09/01/2023 10:39 003 DG9A1/20.2
1,2-Dibromoethane (EDB) <0.010 1 ug/L 09/01/2023 10:39 003 DG9A1/20.05
Surr: 1,2-Dichlorobenzene-d4 (S) 100% 1 %REC 09/01/2023 10:39 003 DG9A1/2
Surr: 4-Bromofluorobenzene (S) 97% 1 %REC 09/01/2023 10:39 003 DG9A1/2
Surr: tert Butyl Methyl-d3 Ether (S) 101% 1 %REC 09/01/2023 10:39 003 DG9A1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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WorkOrder :
70268095

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 09/15/2023 page 4 of 29



WorkOrder :
70268095

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Additional Qualifiers

www.pacelabs.com

L1 - Analyte recovery in the laboratory control sample (LCS) was above QC limits.  Results for this analyte in associated
samples may be biased high.
N3 - Accreditation is not offered by the relevant laboratory accrediting body for this parameter.
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

September 15, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: PFAS/POC/1,4 DIOX 8/23

Client Job Number: 

Project Number: 70268095

Laboratory Work Order Number: 23H3759

Enclosed are results of analyses for samples as received by the laboratory on August 23, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

9/15/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70268095

23H3759

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

PFAS/POC/1,4 DIOX 8/23

N-02052 23H3759-01 Drinking Water EPA 533

N-02052 FB 23H3759-02 Field Blank EPA 533

GAC-02052 23H3759-03 Drinking Water EPA 533

GAC-02052 FB 23H3759-04 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

EPA 533

Qualifications:

Laboratory fortified blank/laboratory control sample recovery outside of control limits.  Data validation is not affected since all results are "not 

detected" for all samples in this batch for this compound and bias is on the high side.
Analyte & Samples(s) Qualified:

L-01

8:2 Fluorotelomersulfonic acid (8:2FTS A)

B350387-BSD1

Either laboratory fortified blank/laboratory control sample or duplicate recovery is outside of control limits, but the other is within limits. RPD 

outside of control limits. Reduced precision anticipated for any reported result for this compound.
Analyte & Samples(s) Qualified:

L-07A

Perfluoroheptanesulfonic acid (PFHpS)

B351727-BSD1

Extracted Internal Standard recovery is outside of control limits. Data is not significantly affected since associated analyte is not detected and 

bias is on the high side.
Analyte & Samples(s) Qualified:

PF-17

M2-6:2FTS

23H3759-01[N-02052], 23H3759-02[N-02052 FB], 23H3759-03RE1[GAC-02052], 23H3759-04[GAC-02052 FB], B350387-BLK1, B351727-BLK1

Laboratory fortified blank duplicate RPD is outside of control limits.  Reduced precision is anticipated for any reported value for this 

compound.
Analyte & Samples(s) Qualified:

R-05

Perfluoroundecanoic acid (PFUnA)

23H3759-03RE1[GAC-02052], B351727-BSD1

Extracted Internal Standard is outside of control limits.

Analyte & Samples(s) Qualified:

S-29

M2-6:2FTS

B350387-BS1, B350387-BSD1, B351727-BS1, B351727-BSD1

Continuing calibration verification (CCV) did not meet method specifications and was biased on the high side.  Data validation is not affected 

since sample result was "not detected" for this compound.
Analyte & Samples(s) Qualified:

V-20

11Cl-PF3OUdS (F53B Major)

S093452-CCV1, S093452-CCV2, S093452-CCV3

9Cl-PF3ONS (F53B Minor)

S093452-CCV1, S093452-CCV2

Page 4 of 21
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Meghan E. Kelley

Reporting Specialist

Page 5 of 21

Table of Contents

page 13 of 29



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/23/2023

Work Order:   23H3759Sample Description:Project Location:  PFAS/POC/1,4 DIOX 8/23

Sample ID:  23H3759-01

Field Sample #:  N-02052

Sample Matrix:  Drinking Water

Sampled:  8/23/2023  08:45

[TOC_2]23H3759-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

2.2 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

3.3 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluoropentanoic acid (PFPeA)

3.2 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

3.0 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

2.3 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluoroheptanoic acid (PFHpA)

5.3 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorooctanoic acid (PFOA)

3.8 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

17 1.9 9/12/23 17:31 JR2ng/L 9/6/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 60.0 9/12/23  17:3150-200

M2-8:2FTS 86.7 9/12/23  17:3150-200

MPFBA 93.1 9/12/23  17:3150-200

M3HFPO-DA 59.0 9/12/23  17:3150-200

M6PFDA 64.6 9/12/23  17:3150-200

M3PFBS 90.9 9/12/23  17:3150-200

M7PFUnA 61.6 9/12/23  17:3150-200

M2-6:2FTS 233 9/12/23  17:31* PF-1750-200

M5PFPeA 92.3 9/12/23  17:3150-200

M5PFHxA 75.9 9/12/23  17:3150-200

M3PFHxS 96.3 9/12/23  17:3150-200

M4PFHpA 73.8 9/12/23  17:3150-200

M8PFOA 77.4 9/12/23  17:3150-200

M8PFOS 97.6 9/12/23  17:3150-200

M9PFNA 64.9 9/12/23  17:3150-200

MPFDoA 53.4 9/12/23  17:3150-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/23/2023

Work Order:   23H3759Sample Description:Project Location:  PFAS/POC/1,4 DIOX 8/23

Sample ID:  23H3759-02

Field Sample #:  N-02052 FB

Sample Matrix:  Field Blank

Sampled:  8/23/2023  08:45

[TOC_2]23H3759-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 9/12/23 17:39 JR2ng/L 9/6/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 85.0 9/12/23  17:3950-200

M2-8:2FTS 124 9/12/23  17:3950-200

MPFBA 107 9/12/23  17:3950-200

M3HFPO-DA 83.1 9/12/23  17:3950-200

M6PFDA 100 9/12/23  17:3950-200

M3PFBS 106 9/12/23  17:3950-200

M7PFUnA 104 9/12/23  17:3950-200

M2-6:2FTS 399 9/12/23  17:39* PF-1750-200

M5PFPeA 106 9/12/23  17:3950-200

M5PFHxA 96.4 9/12/23  17:3950-200

M3PFHxS 101 9/12/23  17:3950-200

M4PFHpA 100 9/12/23  17:3950-200

M8PFOA 107 9/12/23  17:3950-200

M8PFOS 109 9/12/23  17:3950-200

M9PFNA 105 9/12/23  17:3950-200

MPFDoA 86.3 9/12/23  17:3950-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/23/2023

Work Order:   23H3759Sample Description:Project Location:  PFAS/POC/1,4 DIOX 8/23

Sample ID:  23H3759-03

Field Sample #:  GAC-02052

Sample Matrix:  Drinking Water

Sampled:  8/23/2023  08:41

[TOC_2]23H3759-03[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331 R-05Perfluoroundecanoic acid (PFUnA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 9/14/23 15:18 QNWng/L 9/13/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 68.0 9/14/23  15:1850-200

M2-8:2FTS 103 9/14/23  15:1850-200

MPFBA 65.7 9/14/23  15:1850-200

M3HFPO-DA 70.3 9/14/23  15:1850-200

M6PFDA 77.7 9/14/23  15:1850-200

M3PFBS 87.2 9/14/23  15:1850-200

M7PFUnA 72.3 9/14/23  15:1850-200

M2-6:2FTS 339 9/14/23  15:18* PF-1750-200

M5PFPeA 66.8 9/14/23  15:1850-200

M5PFHxA 58.0 9/14/23  15:1850-200

M3PFHxS 88.1 9/14/23  15:1850-200

M4PFHpA 58.8 9/14/23  15:1850-200

M8PFOA 62.0 9/14/23  15:1850-200

M8PFOS 77.8 9/14/23  15:1850-200

M9PFNA 58.3 9/14/23  15:1850-200

MPFDoA 68.7 9/14/23  15:1850-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/23/2023

Work Order:   23H3759Sample Description:Project Location:  PFAS/POC/1,4 DIOX 8/23

Sample ID:  23H3759-04

Field Sample #:  GAC-02052 FB

Sample Matrix:  Field Blank

Sampled:  8/23/2023  08:41

[TOC_2]23H3759-04[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 9/12/23 17:53 JR2ng/L 9/6/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 69.3 9/12/23  17:5350-200

M2-8:2FTS 89.8 9/12/23  17:5350-200

MPFBA 79.8 9/12/23  17:5350-200

M3HFPO-DA 58.9 9/12/23  17:5350-200

M6PFDA 69.3 9/12/23  17:5350-200

M3PFBS 81.7 9/12/23  17:5350-200

M7PFUnA 65.4 9/12/23  17:5350-200

M2-6:2FTS 367 9/12/23  17:53* PF-1750-200

M5PFPeA 78.8 9/12/23  17:5350-200

M5PFHxA 64.9 9/12/23  17:5350-200

M3PFHxS 80.9 9/12/23  17:5350-200

M4PFHpA 67.9 9/12/23  17:5350-200

M8PFOA 81.2 9/12/23  17:5350-200

M8PFOS 83.6 9/12/23  17:5350-200

M9PFNA 70.3 9/12/23  17:5350-200

MPFDoA 62.5 9/12/23  17:5350-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B350387 09/06/23263 1.0023H3759-01 [N-02052]

B350387 09/06/23274 1.0023H3759-02 [N-02052 FB]

B350387 09/06/23276 1.0023H3759-04 [GAC-02052 FB]

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B351727 09/13/23268 1.0023H3759-03RE1 [GAC-02052]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B350387 - EPA 533
[TOC_3]B350387[TOC]

Blank (B350387-BLK1) Prepared: 09/06/23  Analyzed: 09/12/23 

Perfluorobutanoic acid (PFBA) ng/L1.8ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.8ND

Perfluoropentanoic acid (PFPeA) ng/L1.8ND

Perfluorohexanoic acid (PFHxA) ng/L1.8ND

11Cl-PF3OUdS (F53B Major) ng/L1.8ND

9Cl-PF3ONS (F53B Minor) ng/L1.8ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8ND

Perfluorodecanoic acid (PFDA) ng/L1.8ND

Perfluorododecanoic acid (PFDoA) ng/L1.8ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8ND

Perfluoroundecanoic acid (PFUnA) ng/L1.8ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8ND

Perfluoroheptanoic acid (PFHpA) ng/L1.8ND

Perfluorooctanoic acid (PFOA) ng/L1.8ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.8ND

Perfluorononanoic acid (PFNA) ng/L1.8ND

ng/L 33.3 50-200Surrogate: M2-4:2FTS 96.632.2

ng/L 34.1 50-200Surrogate: M2-8:2FTS 11137.9

ng/L 35.5 50-200Surrogate: MPFBA 92.032.7

ng/L 35.5 50-200Surrogate: M3HFPO-DA 67.524.0

ng/L 35.5 50-200Surrogate: M6PFDA 73.826.2

ng/L 33.1 50-200Surrogate: M3PFBS 10133.5

ng/L 35.5 50-200Surrogate: M7PFUnA 85.530.4

ng/L 33.8 PF-1750-200Surrogate: M2-6:2FTS 420142 *

ng/L 35.5 50-200Surrogate: M5PFPeA 89.731.8

ng/L 35.5 50-200Surrogate: M5PFHxA 75.326.7

ng/L 33.7 50-200Surrogate: M3PFHxS 99.733.6

ng/L 35.5 50-200Surrogate: M4PFHpA 76.827.3

ng/L 35.5 50-200Surrogate: M8PFOA 85.830.5

ng/L 34.0 50-200Surrogate: M8PFOS 11238.0

ng/L 35.5 50-200Surrogate: M9PFNA 73.926.2

ng/L 35.5 50-200Surrogate: MPFDoA 85.930.5

LCS (B350387-BS1) Prepared: 09/06/23  Analyzed: 09/12/23 

Perfluorobutanoic acid (PFBA) ng/L1.8 18.0 70-13012222.1

Perfluorobutanesulfonic acid (PFBS) ng/L1.8 16.0 70-13011718.8

Perfluoropentanoic acid (PFPeA) ng/L1.8 18.0 70-13011721.1

Perfluorohexanoic acid (PFHxA) ng/L1.8 18.0 70-13011620.9

11Cl-PF3OUdS (F53B Major) ng/L1.8 17.0 70-13011619.8

9Cl-PF3ONS (F53B Minor) ng/L1.8 16.8 70-13011419.2

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B350387 - EPA 533

LCS (B350387-BS1) Prepared: 09/06/23  Analyzed: 09/12/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8 17.0 70-13010317.4

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8 18.0 70-13012322.2

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8 17.3 70-13011319.6

Perfluorodecanoic acid (PFDA) ng/L1.8 18.0 70-13011220.3

Perfluorododecanoic acid (PFDoA) ng/L1.8 18.0 70-13011019.9

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8 16.1 70-13011819.0

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8 17.2 70-13011820.3

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8 16.9 70-13011819.9

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8 16.5 70-13011719.4

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8 18.0 70-13011320.5

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8 18.0 70-13011120.0

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8 17.1 70-13012220.9

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8 17.0 70-13011319.2

Perfluoroundecanoic acid (PFUnA) ng/L1.8 18.0 70-13011921.4

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8 18.0 70-13012522.6

Perfluoroheptanoic acid (PFHpA) ng/L1.8 18.0 70-13011621.0

Perfluorooctanoic acid (PFOA) ng/L1.8 18.0 70-13011019.8

Perfluorooctanesulfonic acid (PFOS) ng/L1.8 16.7 70-13012120.1

Perfluorononanoic acid (PFNA) ng/L1.8 18.0 70-13011420.6

ng/L 33.9 50-200Surrogate: M2-4:2FTS 10134.3

ng/L 34.6 50-200Surrogate: M2-8:2FTS 11439.6

ng/L 36.1 50-200Surrogate: MPFBA 11039.6

ng/L 36.1 50-200Surrogate: M3HFPO-DA 75.227.1

ng/L 36.1 50-200Surrogate: M6PFDA 91.533.0

ng/L 33.6 50-200Surrogate: M3PFBS 10134.0

ng/L 36.1 50-200Surrogate: M7PFUnA 84.530.5

ng/L 34.3 S-2950-200Surrogate: M2-6:2FTS 545187 *

ng/L 36.1 50-200Surrogate: M5PFPeA 10939.2

ng/L 36.1 50-200Surrogate: M5PFHxA 86.131.1

ng/L 34.2 50-200Surrogate: M3PFHxS 93.832.1

ng/L 36.1 50-200Surrogate: M4PFHpA 86.431.2

ng/L 36.1 50-200Surrogate: M8PFOA 11039.6

ng/L 34.6 50-200Surrogate: M8PFOS 97.733.8

ng/L 36.1 50-200Surrogate: M9PFNA 91.032.9

ng/L 36.1 50-200Surrogate: MPFDoA 89.132.2

LCS Dup (B350387-BSD1) Prepared: 09/06/23  Analyzed: 09/12/23 

Perfluorobutanoic acid (PFBA) ng/L1.8 18.0 3070-130129 4.9223.2

Perfluorobutanesulfonic acid (PFBS) ng/L1.8 16.0 3070-130125 6.2220.0

Perfluoropentanoic acid (PFPeA) ng/L1.8 18.0 3070-130123 5.0722.2

Perfluorohexanoic acid (PFHxA) ng/L1.8 18.0 3070-130123 6.1322.2

11Cl-PF3OUdS (F53B Major) ng/L1.8 17.0 3070-130111 4.7418.8

9Cl-PF3ONS (F53B Minor) ng/L1.8 16.8 3070-130110 3.5918.5

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8 17.0 3070-130115 11.219.5

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8 18.0 3070-130109 12.019.7

8:2 Fluorotelomersulfonic acid (8:2FTS 

A)

ng/L1.8 17.3 30 L-0170-130153 29.4*26.4

Perfluorodecanoic acid (PFDA) ng/L1.8 18.0 3070-130126 11.822.8

Perfluorododecanoic acid (PFDoA) ng/L1.8 18.0 3070-130135 20.4*24.4
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B350387 - EPA 533

LCS Dup (B350387-BSD1) Prepared: 09/06/23  Analyzed: 09/12/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8 16.0 3070-130124 5.2020.0

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8 17.2 3070-130120 1.9720.7

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8 16.9 3070-130127 7.1921.4

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8 16.5 3070-130123 4.4120.2

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8 18.0 3070-130120 5.2621.6

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8 18.0 3070-130115 3.3720.7

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8 17.1 3070-130109 11.518.6

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8 16.9 3070-130121 6.4320.5

Perfluoroundecanoic acid (PFUnA) ng/L1.8 18.0 3070-130110 7.4719.9

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8 18.0 3070-130134 6.17*24.1

Perfluoroheptanoic acid (PFHpA) ng/L1.8 18.0 3070-130120 3.0521.7

Perfluorooctanoic acid (PFOA) ng/L1.8 18.0 3070-130125 12.422.5

Perfluorooctanesulfonic acid (PFOS) ng/L1.8 16.7 3070-130121 0.30520.2

Perfluorononanoic acid (PFNA) ng/L1.8 18.0 3070-130120 4.8821.6

ng/L 33.8 50-200Surrogate: M2-4:2FTS 95.932.4

ng/L 34.6 50-200Surrogate: M2-8:2FTS 10135.1

ng/L 36.1 50-200Surrogate: MPFBA 10537.9

ng/L 36.1 50-200Surrogate: M3HFPO-DA 75.527.2

ng/L 36.1 50-200Surrogate: M6PFDA 82.529.7

ng/L 33.6 50-200Surrogate: M3PFBS 95.932.2

ng/L 36.1 50-200Surrogate: M7PFUnA 94.534.1

ng/L 34.3 S-2950-200Surrogate: M2-6:2FTS 400137 *

ng/L 36.1 50-200Surrogate: M5PFPeA 10437.7

ng/L 36.1 50-200Surrogate: M5PFHxA 86.331.1

ng/L 34.2 50-200Surrogate: M3PFHxS 90.731.0

ng/L 36.1 50-200Surrogate: M4PFHpA 86.431.1

ng/L 36.1 50-200Surrogate: M8PFOA 98.435.5

ng/L 34.6 50-200Surrogate: M8PFOS 99.534.4

ng/L 36.1 50-200Surrogate: M9PFNA 85.730.9

ng/L 36.1 50-200Surrogate: MPFDoA 83.730.2

Batch B351727 - EPA 533
[TOC_3]B351727[TOC]

Blank (B351727-BLK1) Prepared: 09/13/23  Analyzed: 09/14/23 

Perfluorobutanoic acid (PFBA) ng/L1.9ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.9ND

Perfluoropentanoic acid (PFPeA) ng/L1.9ND

Perfluorohexanoic acid (PFHxA) ng/L1.9ND

11Cl-PF3OUdS (F53B Major) ng/L1.9ND

9Cl-PF3ONS (F53B Minor) ng/L1.9ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9ND

Perfluorodecanoic acid (PFDA) ng/L1.9ND

Perfluorododecanoic acid (PFDoA) ng/L1.9ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9ND
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B351727 - EPA 533

Blank (B351727-BLK1) Prepared: 09/13/23  Analyzed: 09/14/23 

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9ND

Perfluoroundecanoic acid (PFUnA) ng/L1.9ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9ND

Perfluoroheptanoic acid (PFHpA) ng/L1.9ND

Perfluorooctanoic acid (PFOA) ng/L1.9ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.9ND

Perfluorononanoic acid (PFNA) ng/L1.9ND

ng/L 36.4 50-200Surrogate: M2-4:2FTS 11541.9

ng/L 37.3 50-200Surrogate: M2-8:2FTS 14453.6

ng/L 38.9 50-200Surrogate: MPFBA 92.335.8

ng/L 38.9 50-200Surrogate: M3HFPO-DA 85.533.2

ng/L 38.9 50-200Surrogate: M6PFDA 77.430.1

ng/L 36.2 50-200Surrogate: M3PFBS 10236.8

ng/L 38.9 50-200Surrogate: M7PFUnA 88.034.2

ng/L 36.9 PF-1750-200Surrogate: M2-6:2FTS 382141 *

ng/L 38.9 50-200Surrogate: M5PFPeA 92.035.7

ng/L 38.9 50-200Surrogate: M5PFHxA 71.427.7

ng/L 36.8 50-200Surrogate: M3PFHxS 94.134.7

ng/L 38.9 50-200Surrogate: M4PFHpA 74.028.7

ng/L 38.9 50-200Surrogate: M8PFOA 89.334.7

ng/L 37.3 50-200Surrogate: M8PFOS 89.333.3

ng/L 38.9 50-200Surrogate: M9PFNA 70.127.2

ng/L 38.9 50-200Surrogate: MPFDoA 82.832.2

LCS (B351727-BS1) Prepared: 09/13/23  Analyzed: 09/14/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 19.5 70-13011522.4

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 17.3 70-13010918.9

Perfluoropentanoic acid (PFPeA) ng/L2.0 19.5 70-13010921.2

Perfluorohexanoic acid (PFHxA) ng/L2.0 19.5 70-13011121.7

11Cl-PF3OUdS (F53B Major) ng/L2.0 18.4 70-13012322.6

9Cl-PF3ONS (F53B Minor) ng/L2.0 18.2 70-13010619.3

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 18.4 70-13010118.5

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 19.5 70-13071.413.9

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 18.7 70-13011822.2

Perfluorodecanoic acid (PFDA) ng/L2.0 19.5 70-13012925.2

Perfluorododecanoic acid (PFDoA) ng/L2.0 19.5 70-13011422.2

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 17.4 70-13011519.9

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 18.6 70-13098.918.4

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 18.2 70-13011320.7

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 17.8 70-13010518.7

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 19.5 70-13010921.3

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 19.5 70-13098.619.2

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 18.5 70-13011521.3

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 18.3 70-13010318.8

Perfluoroundecanoic acid (PFUnA) ng/L2.0 19.5 70-13091.717.9

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 19.5 70-13010921.3
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B351727 - EPA 533

LCS (B351727-BS1) Prepared: 09/13/23  Analyzed: 09/14/23 

Perfluoroheptanoic acid (PFHpA) ng/L2.0 19.5 70-13011322.1

Perfluorooctanoic acid (PFOA) ng/L2.0 19.5 70-13010720.9

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 18.0 70-13011520.7

Perfluorononanoic acid (PFNA) ng/L2.0 19.5 70-13012023.5

ng/L 36.6 50-200Surrogate: M2-4:2FTS 10237.5

ng/L 37.4 50-200Surrogate: M2-8:2FTS 13048.6

ng/L 39.0 50-200Surrogate: MPFBA 89.935.1

ng/L 39.0 50-200Surrogate: M3HFPO-DA 92.035.9

ng/L 39.0 50-200Surrogate: M6PFDA 66.826.1

ng/L 36.4 50-200Surrogate: M3PFBS 89.532.6

ng/L 39.0 50-200Surrogate: M7PFUnA 79.230.9

ng/L 37.1 S-2950-200Surrogate: M2-6:2FTS 350130 *

ng/L 39.0 50-200Surrogate: M5PFPeA 90.235.2

ng/L 39.0 50-200Surrogate: M5PFHxA 68.426.7

ng/L 37.0 50-200Surrogate: M3PFHxS 87.132.2

ng/L 39.0 50-200Surrogate: M4PFHpA 70.927.6

ng/L 39.0 50-200Surrogate: M8PFOA 81.231.7

ng/L 37.4 50-200Surrogate: M8PFOS 83.931.4

ng/L 39.0 50-200Surrogate: M9PFNA 58.022.6

ng/L 39.0 50-200Surrogate: MPFDoA 73.928.8

LCS Dup (B351727-BSD1) Prepared: 09/13/23  Analyzed: 09/14/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 20.1 3070-130126 12.225.3

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 17.8 3070-130120 12.221.4

Perfluoropentanoic acid (PFPeA) ng/L2.0 20.1 3070-130119 12.224.0

Perfluorohexanoic acid (PFHxA) ng/L2.0 20.1 3070-130118 8.7323.7

11Cl-PF3OUdS (F53B Major) ng/L2.0 19.0 3070-130124 4.0723.6

9Cl-PF3ONS (F53B Minor) ng/L2.0 18.8 3070-130107 3.5420.0

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 19.0 3070-130109 10.920.6

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 20.1 3070-13072.0 4.0614.5

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 19.3 3070-130124 7.5323.9

Perfluorodecanoic acid (PFDA) ng/L2.0 20.1 3070-130124 0.79125.0

Perfluorododecanoic acid (PFDoA) ng/L2.0 20.1 3070-130126 13.425.4

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 17.9 3070-130129 14.623.0

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 19.2 30 L-07A70-130132 32.0* *25.4

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 18.8 3070-130123 10.823.0

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 18.4 3070-130117 13.921.4

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 20.1 3070-130118 10.623.7

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 20.1 3070-130108 12.021.7

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 19.1 3070-130124 10.323.7

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 18.9 3070-130111 11.421.1

Perfluoroundecanoic acid (PFUnA) ng/L2.0 20.1 30 R-0570-130129 36.8 *26.0

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 20.1 3070-130115 8.2123.1

Perfluoroheptanoic acid (PFHpA) ng/L2.0 20.1 3070-130121 9.5024.3

Perfluorooctanoic acid (PFOA) ng/L2.0 20.1 3070-130124 18.225.0

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 18.6 3070-130116 3.8721.6

Perfluorononanoic acid (PFNA) ng/L2.0 20.1 3070-13099.4 15.920.0

ng/L 37.7 50-200Surrogate: M2-4:2FTS 98.337.1

ng/L 38.6 50-200Surrogate: M2-8:2FTS 13150.6

ng/L 40.2 50-200Surrogate: MPFBA 80.932.6
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Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B351727 - EPA 533

LCS Dup (B351727-BSD1) Prepared: 09/13/23  Analyzed: 09/14/23 

ng/L 40.2 50-200Surrogate: M3HFPO-DA 10040.3

ng/L 40.2 50-200Surrogate: M6PFDA 74.630.0

ng/L 37.5 50-200Surrogate: M3PFBS 84.831.8

ng/L 40.2 50-200Surrogate: M7PFUnA 71.328.7

ng/L 38.3 S-2950-200Surrogate: M2-6:2FTS 387148 *

ng/L 40.2 50-200Surrogate: M5PFPeA 81.232.7

ng/L 40.2 50-200Surrogate: M5PFHxA 70.928.5

ng/L 38.1 50-200Surrogate: M3PFHxS 83.731.9

ng/L 40.2 50-200Surrogate: M4PFHpA 71.428.7

ng/L 40.2 50-200Surrogate: M8PFOA 83.333.5

ng/L 38.6 50-200Surrogate: M8PFOS 84.332.5

ng/L 40.2 50-200Surrogate: M9PFNA 68.727.6

ng/L 40.2 50-200Surrogate: MPFDoA 76.931.0
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FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

Laboratory fortified blank/laboratory control sample recovery outside of control limits.  Data validation is not 

affected since all results are "not detected" for all samples in this batch for this compound and bias is on the high 

side.

L-01

Either laboratory fortified blank/laboratory control sample or duplicate recovery is outside of control limits, but 

the other is within limits. RPD outside of control limits. Reduced precision anticipated for any reported result for 

this compound.

L-07A

Extracted Internal Standard recovery is outside of control limits. Data is not significantly affected since associated 

analyte is not detected and bias is on the high side.

PF-17

Laboratory fortified blank duplicate RPD is outside of control limits.  Reduced precision is anticipated for any 

reported value for this compound.

R-05

Extracted Internal Standard is outside of control limits.S-29

Continuing calibration verification (CCV) did not meet method specifications and was biased on the high side.  

Data validation is not affected since sample result was "not detected" for this compound.

V-20

[TOC_1]Flag/Qualifier Summary[TOC]
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70265939001
N-07552

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/07/2023 08:22 AM
08/07/2023 03:00 PM
CLIENT

Morely Pk 9Location
N-07552Point

No Hls

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrate as N 3.7 5 mg/L 08/07/2023 11:36 001 BP4U1/110
Nitrate-Nitrite (as N) 3.8 5 mg/L 08/07/2023 11:36 001 BP4U1/1

Analytical Method:EPA 353.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

Nitrite as N <0.050 1 mg/L 08/07/2023 9:31 PM 001 BP4U1/11

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 08/17/2023 11:53

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 12.6* 5 ug/L 08/18/2023 3:09 PM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 115% 5 %REC 08/18/2023 3:09 PM 001 AG2R1/2

Analytical Method:EPA 524.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,1,1,2-Tetrachloroethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,1,1-Trichloroethane 1.6 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,1,2-Trichloroethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,1,2-Trichlorotrifluoroethane <0.50 N3,L2 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,1-Dichloroethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,1-Dichloroethene 8.4* 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,1-Dichloropropene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,2,3-Trichlorobenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,2,3-Trichloropropane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,2,4-Trichlorobenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,2,4-Trimethylbenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,2-Dichlorobenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,2-Dichloroethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,2-Dichloropropane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,3,5-Trimethylbenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,3-Dichlorobenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,3-Dichloropropane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
1,4-Dichlorobenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
2,2-Dichloropropane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
2-Chlorotoluene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
4-Chlorotoluene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Benzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Bromobenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70265939001
N-07552

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/07/2023 08:22 AM
08/07/2023 03:00 PM
CLIENT

Morely Pk 9Location
N-07552Point

No Hls

Bromochloromethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Bromodichloromethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/2
Bromoform <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/2
Bromomethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Carbon tetrachloride <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Chlorobenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Chlorodifluoromethane <0.50 N3,L2 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Chloroethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Chloroform 1.2 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/2
Chloromethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Dibromochloromethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/2
Dibromomethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Dichlorodifluoromethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Ethylbenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Hexachloro-1,3-butadiene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Isopropylbenzene (Cumene) <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Methyl-tert-butyl ether <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/210
Methylene Chloride <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Styrene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Tetrachloroethene 6.3* 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Toluene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Total Trihalomethanes (Calc.) 1.2 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/280
Trichloroethene 6.2* 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Trichlorofluoromethane <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Vinyl chloride <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/22
cis-1,2-Dichloroethene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
cis-1,3-Dichloropropene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
m&p-Xylene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
n-Butylbenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
n-Propylbenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
o-Xylene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
p-Isopropyltoluene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
sec-Butylbenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
tert-Butylbenzene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
trans-1,2-Dichloroethene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
trans-1,3-Dichloropropene <0.50 1 ug/L 08/10/2023 7:35 PM 001 VG9C1/25
Surr: 1,2-Dichlorobenzene-d4 (S) 79% 1 %REC 08/10/2023 7:35 PM 001 VG9C1/2
Surr: 4-Bromofluorobenzene (S) 89% 1 %REC 08/10/2023 7:35 PM 001 VG9C1/2

Analytical Method:SM22 9223B Colilert

Parameter(s)

Prep Method: SM22 9223B Colilert Prep Date: 08/07/2023 5:28 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

E.coli Absent 1 08/08/2023 11:28 001 SP5T1/1Absent
Total Coliforms Absent 1 08/08/2023 11:28 001 SP5T1/1Absent

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 09/01/2023 page 3 of 26



WorkOrder :
70265939

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Additional Qualifiers

www.pacelabs.com

L2 - Analyte recovery in the laboratory control sample (LCS) was below QC limits.  Results for this analyte in associated
samples may be biased low.
N3 - Accreditation is not offered by the relevant laboratory accrediting body for this parameter.

Date Reported: 09/01/2023 page 4 of 26



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

August 31, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: BAC/POC/NO3/1,4DIOX/PFAS 8/7

Client Job Number: 

Project Number: 70265939

Laboratory Work Order Number: 23H1370

Enclosed are results of analyses for samples as received by the laboratory on August 9, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

8/31/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70265939

23H1370

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

BAC/POC/NO3/1,4DIOX/PFAS 8/7

N-07552 23H1370-01 Drinking Water EPA 533

N-07552 FB 23H1370-02 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

EPA 533

Qualifications:

Analyte is found in the associated laboratory blank as well as in the sample.

Analyte & Samples(s) Qualified:

B

6:2 Fluorotelomersulfonic acid (6:2FTS A)

B349210-BLK1, B349210-BS1, B349210-BSD1

Data is not affected by elevated level in laboratory blank since sample(s) result is "Not Detected".

Analyte & Samples(s) Qualified:

B-05

6:2 Fluorotelomersulfonic acid (6:2FTS A)

23H1370-02[N-07552 FB]

Laboratory fortified blank/laboratory control sample recovery and/or duplicate recovery are outside of control limits.  Reported value for this 

compound is likely to be biased on the high side.
Analyte & Samples(s) Qualified:

L-06

6:2 Fluorotelomersulfonic acid (6:2FTS A)

B349210-BS1, B349210-BSD1

Either laboratory fortified blank/laboratory control sample or duplicate recovery is outside of control limits, but the other is within limits. RPD 

between the two LFB/LCS results is within method specified criteria.
Analyte & Samples(s) Qualified:

L-07

6:2 Fluorotelomersulfonic acid (6:2FTS A)

B350131-BSD1

Duplicate analysis confirmed Extracted Internal Standard failure due to matrix effects.

Analyte & Samples(s) Qualified:

PF-18

M9PFNA

23H1370-01RE1[N-07552]

Detection in field blank >1/3 MRL. Detections for this analyte in associated sample should be considered suspect.

Analyte & Samples(s) Qualified:

Z-01

6:2 Fluorotelomersulfonic acid (6:2FTS A)

23H1370-02[N-07552 FB]

Page 4 of 19
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Meghan E. Kelley

Reporting Specialist

Page 5 of 19
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/9/2023

Work Order:   23H1370Sample Description:Project Location:  BAC/POC/NO3/1,4DIOX/PFAS 8

Sample ID:  23H1370-01

Field Sample #:  N-07552

Sample Matrix:  Drinking Water

Sampled:  8/7/2023  08:22

[TOC_2]23H1370-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

3.7 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluoroheptanoic acid (PFHpA)

4.8 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorooctanoic acid (PFOA)

7.1 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

14 1.9 8/29/23 17:05 QNWng/L 8/25/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 69.5 8/29/23  17:0550-200

M2-8:2FTS 92.5 8/29/23  17:0550-200

MPFBA 72.9 8/29/23  17:0550-200

M3HFPO-DA 51.0 8/29/23  17:0550-200

M6PFDA 51.7 8/29/23  17:0550-200

M3PFBS 91.1 8/29/23  17:0550-200

M7PFUnA 52.6 8/29/23  17:0550-200

M2-6:2FTS 141 8/29/23  17:0550-200

M5PFPeA 73.4 8/29/23  17:0550-200

M5PFHxA 58.5 8/29/23  17:0550-200

M3PFHxS 85.3 8/29/23  17:0550-200

M4PFHpA 58.9 8/29/23  17:0550-200

M8PFOA 64.4 8/29/23  17:0550-200

M8PFOS 89.7 8/29/23  17:0550-200

M9PFNA 48.2 8/29/23  17:05* PF-1850-200

MPFDoA 53.4 8/29/23  17:0550-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/9/2023

Work Order:   23H1370Sample Description:Project Location:  BAC/POC/NO3/1,4DIOX/PFAS 8

Sample ID:  23H1370-02

Field Sample #:  N-07552 FB

Sample Matrix:  Field Blank

Sampled:  8/7/2023  08:22

[TOC_2]23H1370-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331 B-05, Z-016:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 8/23/23 22:40 QNWng/L 8/21/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 60.4 8/23/23  22:4050-200

M2-8:2FTS 61.5 8/23/23  22:4050-200

MPFBA 80.8 8/23/23  22:4050-200

M3HFPO-DA 77.8 8/23/23  22:4050-200

M6PFDA 70.8 8/23/23  22:4050-200

M3PFBS 81.1 8/23/23  22:4050-200

M7PFUnA 81.3 8/23/23  22:4050-200

M2-6:2FTS 78.2 8/23/23  22:4050-200

M5PFPeA 79.9 8/23/23  22:4050-200

M5PFHxA 76.8 8/23/23  22:4050-200

M3PFHxS 79.5 8/23/23  22:4050-200

M4PFHpA 77.4 8/23/23  22:4050-200

M8PFOA 79.2 8/23/23  22:4050-200

M8PFOS 80.5 8/23/23  22:4050-200

M9PFNA 78.4 8/23/23  22:4050-200

MPFDoA 73.0 8/23/23  22:4050-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B349210 08/21/23263 1.0023H1370-02 [N-07552 FB]

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B350131 08/25/23267 1.0023H1370-01RE1 [N-07552]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B349210 - EPA 533
[TOC_3]B349210[TOC]

Blank (B349210-BLK1) Prepared: 08/21/23  Analyzed: 08/23/23 

Perfluorobutanoic acid (PFBA) ng/L1.8ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.8ND

Perfluoropentanoic acid (PFPeA) ng/L1.8ND

Perfluorohexanoic acid (PFHxA) ng/L1.8ND

11Cl-PF3OUdS (F53B Major) ng/L1.8ND

9Cl-PF3ONS (F53B Minor) ng/L1.8ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8ND

Perfluorodecanoic acid (PFDA) ng/L1.8ND

Perfluorododecanoic acid (PFDoA) ng/L1.8ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8 B3.0

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8ND

Perfluoroundecanoic acid (PFUnA) ng/L1.8ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8ND

Perfluoroheptanoic acid (PFHpA) ng/L1.8ND

Perfluorooctanoic acid (PFOA) ng/L1.8ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.8ND

Perfluorononanoic acid (PFNA) ng/L1.8ND

ng/L 34.6 50-200Surrogate: M2-4:2FTS 77.026.7

ng/L 35.5 50-200Surrogate: M2-8:2FTS 71.825.5

ng/L 36.9 50-200Surrogate: MPFBA 84.831.3

ng/L 36.9 50-200Surrogate: M3HFPO-DA 70.526.1

ng/L 36.9 50-200Surrogate: M6PFDA 72.326.7

ng/L 34.4 50-200Surrogate: M3PFBS 83.028.6

ng/L 36.9 50-200Surrogate: M7PFUnA 74.427.5

ng/L 35.1 50-200Surrogate: M2-6:2FTS 85.930.2

ng/L 36.9 50-200Surrogate: M5PFPeA 84.431.2

ng/L 36.9 50-200Surrogate: M5PFHxA 78.128.9

ng/L 35.0 50-200Surrogate: M3PFHxS 83.229.1

ng/L 36.9 50-200Surrogate: M4PFHpA 80.029.5

ng/L 36.9 50-200Surrogate: M8PFOA 80.429.7

ng/L 35.4 50-200Surrogate: M8PFOS 84.630.0

ng/L 36.9 50-200Surrogate: M9PFNA 76.428.2

ng/L 36.9 50-200Surrogate: MPFDoA 72.626.8

LCS (B349210-BS1) Prepared: 08/21/23  Analyzed: 08/23/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 9.50 70-13011410.8

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 8.41 70-1301129.44

Perfluoropentanoic acid (PFPeA) ng/L1.9 9.50 70-13011310.7

Perfluorohexanoic acid (PFHxA) ng/L1.9 9.50 70-13011911.3

11Cl-PF3OUdS (F53B Major) ng/L1.9 8.95 70-13099.78.92

9Cl-PF3ONS (F53B Minor) ng/L1.9 8.85 70-13097.98.66

[TOC_1]QC Data[TOC]

Page 9 of 19

Table of Contents

page 13 of 26



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B349210 - EPA 533

LCS (B349210-BS1) Prepared: 08/21/23  Analyzed: 08/23/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 8.95 70-13011710.5

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 9.50 70-1301049.92

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 9.12 70-13011810.8

Perfluorodecanoic acid (PFDA) ng/L1.9 9.50 70-13011611.1

Perfluorododecanoic acid (PFDoA) ng/L1.9 9.50 70-13011410.8

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 8.45 70-13012410.5

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 9.07 70-13011410.4

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 8.88 70-1301089.57

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 8.69 70-13011510.0

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 9.50 70-1301039.78

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 9.50 70-1301049.88

6:2 Fluorotelomersulfonic acid (6:2FTS 

A)

ng/L1.9 9.02 L-06, B70-130144 *13.0

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 8.93 70-13011610.3

Perfluoroundecanoic acid (PFUnA) ng/L1.9 9.50 70-13011210.6

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 9.50 70-13012311.6

Perfluoroheptanoic acid (PFHpA) ng/L1.9 9.50 70-13011511.0

Perfluorooctanoic acid (PFOA) ng/L1.9 9.50 70-13011310.7

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 8.79 70-1301109.66

Perfluorononanoic acid (PFNA) ng/L1.9 9.50 70-13012411.8

ng/L 35.6 50-200Surrogate: M2-4:2FTS 72.325.8

ng/L 36.5 50-200Surrogate: M2-8:2FTS 73.226.7

ng/L 38.0 50-200Surrogate: MPFBA 85.532.5

ng/L 38.0 50-200Surrogate: M3HFPO-DA 73.027.7

ng/L 38.0 50-200Surrogate: M6PFDA 76.829.2

ng/L 35.4 50-200Surrogate: M3PFBS 83.129.4

ng/L 38.0 50-200Surrogate: M7PFUnA 82.231.2

ng/L 36.1 50-200Surrogate: M2-6:2FTS 86.531.3

ng/L 38.0 50-200Surrogate: M5PFPeA 84.532.1

ng/L 38.0 50-200Surrogate: M5PFHxA 79.630.3

ng/L 36.0 50-200Surrogate: M3PFHxS 82.729.8

ng/L 38.0 50-200Surrogate: M4PFHpA 80.330.5

ng/L 38.0 50-200Surrogate: M8PFOA 84.832.2

ng/L 36.4 50-200Surrogate: M8PFOS 85.831.3

ng/L 38.0 50-200Surrogate: M9PFNA 77.929.6

ng/L 38.0 50-200Surrogate: MPFDoA 83.931.9

LCS Dup (B349210-BSD1) Prepared: 08/21/23  Analyzed: 08/23/23 

Perfluorobutanoic acid (PFBA) ng/L1.8 9.14 3070-130114 3.6610.4

Perfluorobutanesulfonic acid (PFBS) ng/L1.8 8.09 3070-130112 4.119.06

Perfluoropentanoic acid (PFPeA) ng/L1.8 9.14 3070-130113 4.0110.3

Perfluorohexanoic acid (PFHxA) ng/L1.8 9.14 3070-130119 3.5510.9

11Cl-PF3OUdS (F53B Major) ng/L1.8 8.61 3070-13092.1 11.87.93

9Cl-PF3ONS (F53B Minor) ng/L1.8 8.52 3070-13098.2 3.518.37

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8 8.61 3070-130115 5.169.93

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8 9.14 3070-130104 4.169.51

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8 8.78 3070-130112 9.219.83

Perfluorodecanoic acid (PFDA) ng/L1.8 9.14 3070-130115 4.9310.5

Perfluorododecanoic acid (PFDoA) ng/L1.8 9.14 3070-130120 1.6011.0
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B349210 - EPA 533

LCS Dup (B349210-BSD1) Prepared: 08/21/23  Analyzed: 08/23/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8 8.14 3070-130122 5.449.96

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8 8.73 3070-130113 4.659.90

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8 8.55 3070-130111 0.9179.48

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8 8.36 3070-130115 3.709.64

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8 9.14 3070-130103 4.239.38

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8 9.14 3070-130103 5.029.40

6:2 Fluorotelomersulfonic acid (6:2FTS 

A)

ng/L1.8 8.68 30 L-06, B70-130199 28.7*17.3

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8 8.59 3070-130118 1.8110.1

Perfluoroundecanoic acid (PFUnA) ng/L1.8 9.14 3070-130113 2.5410.3

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8 9.14 3070-130123 3.7911.2

Perfluoroheptanoic acid (PFHpA) ng/L1.8 9.14 3070-130118 1.5810.8

Perfluorooctanoic acid (PFOA) ng/L1.8 9.14 3070-130117 0.39010.7

Perfluorooctanesulfonic acid (PFOS) ng/L1.8 8.46 3070-130113 0.6979.59

Perfluorononanoic acid (PFNA) ng/L1.8 9.14 3070-130121 6.4111.0

ng/L 34.3 50-200Surrogate: M2-4:2FTS 71.524.5

ng/L 35.1 50-200Surrogate: M2-8:2FTS 72.125.3

ng/L 36.6 50-200Surrogate: MPFBA 83.330.5

ng/L 36.6 50-200Surrogate: M3HFPO-DA 67.024.5

ng/L 36.6 50-200Surrogate: M6PFDA 72.426.5

ng/L 34.1 50-200Surrogate: M3PFBS 81.627.8

ng/L 36.6 50-200Surrogate: M7PFUnA 78.228.6

ng/L 34.8 50-200Surrogate: M2-6:2FTS 88.930.9

ng/L 36.6 50-200Surrogate: M5PFPeA 82.930.3

ng/L 36.6 50-200Surrogate: M5PFHxA 77.028.2

ng/L 34.7 50-200Surrogate: M3PFHxS 79.127.4

ng/L 36.6 50-200Surrogate: M4PFHpA 78.228.6

ng/L 36.6 50-200Surrogate: M8PFOA 80.229.3

ng/L 35.1 50-200Surrogate: M8PFOS 81.228.5

ng/L 36.6 50-200Surrogate: M9PFNA 75.927.8

ng/L 36.6 50-200Surrogate: MPFDoA 72.226.4

Batch B350131 - EPA 533
[TOC_3]B350131[TOC]

Blank (B350131-BLK1) Prepared: 08/25/23  Analyzed: 08/29/23 

Perfluorobutanoic acid (PFBA) ng/L2.0ND

Perfluorobutanesulfonic acid (PFBS) ng/L2.0ND

Perfluoropentanoic acid (PFPeA) ng/L2.0ND

Perfluorohexanoic acid (PFHxA) ng/L2.0ND

11Cl-PF3OUdS (F53B Major) ng/L2.0ND

9Cl-PF3ONS (F53B Minor) ng/L2.0ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0ND

Perfluorodecanoic acid (PFDA) ng/L2.0ND

Perfluorododecanoic acid (PFDoA) ng/L2.0ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0ND

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0ND
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B350131 - EPA 533

Blank (B350131-BLK1) Prepared: 08/25/23  Analyzed: 08/29/23 

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0ND

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0ND

Perfluoroundecanoic acid (PFUnA) ng/L2.0ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0ND

Perfluoroheptanoic acid (PFHpA) ng/L2.0ND

Perfluorooctanoic acid (PFOA) ng/L2.0ND

Perfluorooctanesulfonic acid (PFOS) ng/L2.0ND

Perfluorononanoic acid (PFNA) ng/L2.0ND

ng/L 36.7 50-200Surrogate: M2-4:2FTS 91.733.7

ng/L 37.6 50-200Surrogate: M2-8:2FTS 10138.1

ng/L 39.2 50-200Surrogate: MPFBA 89.535.1

ng/L 39.2 50-200Surrogate: M3HFPO-DA 84.133.0

ng/L 39.2 50-200Surrogate: M6PFDA 85.033.3

ng/L 36.5 50-200Surrogate: M3PFBS 96.535.2

ng/L 39.2 50-200Surrogate: M7PFUnA 80.131.4

ng/L 37.3 50-200Surrogate: M2-6:2FTS 16963.0

ng/L 39.2 50-200Surrogate: M5PFPeA 89.335.0

ng/L 39.2 50-200Surrogate: M5PFHxA 77.330.3

ng/L 37.1 50-200Surrogate: M3PFHxS 95.935.6

ng/L 39.2 50-200Surrogate: M4PFHpA 79.431.1

ng/L 39.2 50-200Surrogate: M8PFOA 88.134.5

ng/L 37.6 50-200Surrogate: M8PFOS 95.235.8

ng/L 39.2 50-200Surrogate: M9PFNA 77.130.2

ng/L 39.2 50-200Surrogate: MPFDoA 79.831.2

LCS (B350131-BS1) Prepared: 08/25/23  Analyzed: 08/29/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 1.96 50-1501182.31

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 1.73 50-1501141.97

Perfluoropentanoic acid (PFPeA) ng/L2.0 1.96 50-1501172.29

Perfluorohexanoic acid (PFHxA) ng/L2.0 1.96 50-1501222.39

11Cl-PF3OUdS (F53B Major) ng/L2.0 1.84 50-1501112.05

9Cl-PF3ONS (F53B Minor) ng/L2.0 1.82 50-1501011.84

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 1.84 50-15097.81.80

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 1.96 50-1501082.12

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 1.88 50-1501172.20

Perfluorodecanoic acid (PFDA) ng/L2.0 1.96 50-1501102.16

Perfluorododecanoic acid (PFDoA) ng/L2.0 1.96 50-1501112.18

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 1.74 50-1501141.99

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 1.87 50-1501122.09

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 1.83 50-1501092.00

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 1.79 50-1501262.25

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 1.96 50-1501092.13

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 1.96 50-1501032.02

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 1.86 50-1501412.62

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 1.84 50-1501112.05

Perfluoroundecanoic acid (PFUnA) ng/L2.0 1.96 50-1501122.20

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 1.96 50-1501192.34
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B350131 - EPA 533

LCS (B350131-BS1) Prepared: 08/25/23  Analyzed: 08/29/23 

Perfluoroheptanoic acid (PFHpA) ng/L2.0 1.96 50-1501112.17

Perfluorooctanoic acid (PFOA) ng/L2.0 1.96 50-1501312.56

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 1.81 50-1501132.04

Perfluorononanoic acid (PFNA) ng/L2.0 1.96 50-1501072.09

ng/L 36.7 50-200Surrogate: M2-4:2FTS 87.032.0

ng/L 37.6 50-200Surrogate: M2-8:2FTS 91.334.3

ng/L 39.2 50-200Surrogate: MPFBA 91.035.6

ng/L 39.2 50-200Surrogate: M3HFPO-DA 87.334.2

ng/L 39.2 50-200Surrogate: M6PFDA 80.531.5

ng/L 36.5 50-200Surrogate: M3PFBS 98.636.0

ng/L 39.2 50-200Surrogate: M7PFUnA 80.831.6

ng/L 37.2 50-200Surrogate: M2-6:2FTS 17364.4

ng/L 39.2 50-200Surrogate: M5PFPeA 92.236.1

ng/L 39.2 50-200Surrogate: M5PFHxA 77.430.3

ng/L 37.1 50-200Surrogate: M3PFHxS 92.334.3

ng/L 39.2 50-200Surrogate: M4PFHpA 79.831.3

ng/L 39.2 50-200Surrogate: M8PFOA 88.734.7

ng/L 37.5 50-200Surrogate: M8PFOS 93.034.9

ng/L 39.2 50-200Surrogate: M9PFNA 75.329.5

ng/L 39.2 50-200Surrogate: MPFDoA 78.830.8

LCS Dup (B350131-BSD1) Prepared: 08/25/23  Analyzed: 08/29/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 1.99 5050-150106 8.812.11

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 1.76 5050-150105 6.061.86

Perfluoropentanoic acid (PFPeA) ng/L2.0 1.99 5050-150107 7.272.13

Perfluorohexanoic acid (PFHxA) ng/L2.0 1.99 5050-150104 14.22.07

11Cl-PF3OUdS (F53B Major) ng/L2.0 1.88 5050-15086.2 23.71.62

9Cl-PF3ONS (F53B Minor) ng/L2.0 1.86 5050-15088.3 11.41.64

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 1.88 5050-15090.2 6.411.69

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 1.99 5050-150105 1.002.10

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 1.91 5050-15098.1 16.11.88

Perfluorodecanoic acid (PFDA) ng/L2.0 1.99 5050-150101 7.622.00

Perfluorododecanoic acid (PFDoA) ng/L2.0 1.99 5050-150109 0.2042.17

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 1.77 5050-150100 11.41.78

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 1.90 5050-150112 2.072.13

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 1.86 5050-150111 3.502.07

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 1.82 5050-15099.0 22.21.80

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 1.99 5050-15094.9 11.71.89

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 1.99 5050-15095.0 6.311.89

6:2 Fluorotelomersulfonic acid (6:2FTS 

A)

ng/L2.0 1.89 50 L-0750-150158 13.4*3.00

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 1.87 5050-15086.3 23.51.62

Perfluoroundecanoic acid (PFUnA) ng/L2.0 1.99 5050-150110 0.6702.19

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 1.99 5050-150101 14.92.01

Perfluoroheptanoic acid (PFHpA) ng/L2.0 1.99 5050-150101 7.822.01

Perfluorooctanoic acid (PFOA) ng/L2.0 1.99 5050-150110 15.32.19

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 1.84 5050-15083.2 28.51.53

Perfluorononanoic acid (PFNA) ng/L2.0 1.99 5050-150104 1.032.06

ng/L 37.4 50-200Surrogate: M2-4:2FTS 93.635.0

ng/L 38.3 50-200Surrogate: M2-8:2FTS 96.937.1
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Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B350131 - EPA 533

LCS Dup (B350131-BSD1) Prepared: 08/25/23  Analyzed: 08/29/23 

ng/L 39.9 50-200Surrogate: MPFBA 77.430.9

ng/L 39.9 50-200Surrogate: M3HFPO-DA 65.326.0

ng/L 39.9 50-200Surrogate: M6PFDA 76.430.4

ng/L 37.1 50-200Surrogate: M3PFBS 95.235.4

ng/L 39.9 50-200Surrogate: M7PFUnA 75.930.3

ng/L 37.9 50-200Surrogate: M2-6:2FTS 18068.2

ng/L 39.9 50-200Surrogate: M5PFPeA 77.430.8

ng/L 39.9 50-200Surrogate: M5PFHxA 67.827.0

ng/L 37.8 50-200Surrogate: M3PFHxS 95.035.9

ng/L 39.9 50-200Surrogate: M4PFHpA 72.128.8

ng/L 39.9 50-200Surrogate: M8PFOA 79.831.8

ng/L 38.2 50-200Surrogate: M8PFOS 96.036.7

ng/L 39.9 50-200Surrogate: M9PFNA 69.427.7

ng/L 39.9 50-200Surrogate: MPFDoA 75.330.0
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

Analyte is found in the associated laboratory blank as well as in the sample.B

Data is not affected by elevated level in laboratory blank since sample(s) result is "Not Detected".B-05

Laboratory fortified blank/laboratory control sample recovery and/or duplicate recovery are outside of control 

limits.  Reported value for this compound is likely to be biased on the high side.

L-06

Either laboratory fortified blank/laboratory control sample or duplicate recovery is outside of control limits, but 

the other is within limits. RPD between the two LFB/LCS results is within method specified criteria.

L-07

Duplicate analysis confirmed Extracted Internal Standard failure due to matrix effects.PF-18

Detection in field blank >1/3 MRL. Detections for this analyte in associated sample should be considered suspect.Z-01

[TOC_1]Flag/Qualifier Summary[TOC]
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70270817001
N-07552

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/24/2023 10:05 AM
09/18/2023 12:35 PM
CLIENT

Morely Pk 9Location
N-07552Point

No Hls
Sample Comments:
RUN TO WASTE

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 09/19/2023 10:18

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.23 1 ug/L 09/19/2023 6:22 PM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 94% 1 %REC 09/19/2023 6:22 PM 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/26/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri
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WorkOrder :
70270817

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 09/26/2023 page 2 of 19
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

September 25, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: 1,4 DIO/PFAS 9/18

Client Job Number: 

Project Number: 70270817

Laboratory Work Order Number: 23I2490

Enclosed are results of analyses for samples as received by the laboratory on September 20, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

9/25/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70270817

23I2490

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

1,4 DIO/PFAS 9/18

N-07552 23I2490-01 Drinking Water EPA 533

N-07552 FB 23I2490-02 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Lisa A. Worthington

Technical Representative
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/20/2023

Work Order:   23I2490Sample Description:Project Location:  1,4 DIO/PFAS 9/18

Sample ID:  23I2490-01

Field Sample #:  N-07552

Sample Matrix:  Drinking Water

Sampled:  8/24/2023  10:05

[TOC_2]23I2490-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluoropentanoic acid (PFPeA)

1.9 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

4.0 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluoroheptanoic acid (PFHpA)

5.4 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorooctanoic acid (PFOA)

6.8 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

14 1.9 9/25/23 12:08 JR2ng/L 9/18/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 58.0 9/25/23  12:0850-200

M2-8:2FTS 88.6 9/25/23  12:0850-200

MPFBA 91.8 9/25/23  12:0850-200

M3HFPO-DA 88.6 9/25/23  12:0850-200

M6PFDA 84.4 9/25/23  12:0850-200

M3PFBS 96.9 9/25/23  12:0850-200

M7PFUnA 85.4 9/25/23  12:0850-200

M2-6:2FTS 143 9/25/23  12:0850-200

M5PFPeA 91.7 9/25/23  12:0850-200

M5PFHxA 84.1 9/25/23  12:0850-200

M3PFHxS 96.0 9/25/23  12:0850-200

M4PFHpA 82.9 9/25/23  12:0850-200

M8PFOA 88.7 9/25/23  12:0850-200

M8PFOS 99.4 9/25/23  12:0850-200

M9PFNA 85.5 9/25/23  12:0850-200

MPFDoA 81.2 9/25/23  12:0850-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/20/2023

Work Order:   23I2490Sample Description:Project Location:  1,4 DIO/PFAS 9/18

Sample ID:  23I2490-02

Field Sample #:  N-07552 FB

Sample Matrix:  Field Blank

Sampled:  8/24/2023  10:05

[TOC_2]23I2490-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

Semivolatile Organic Compounds by - LC/MS-MS

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 9/25/23 12:16 JR2ng/L 9/18/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 63.3 9/25/23  12:1650-200

M2-8:2FTS 97.5 9/25/23  12:1650-200

MPFBA 104 9/25/23  12:1650-200

M3HFPO-DA 102 9/25/23  12:1650-200

M6PFDA 101 9/25/23  12:1650-200

M3PFBS 100 9/25/23  12:1650-200

M7PFUnA 99.1 9/25/23  12:1650-200

M2-6:2FTS 150 9/25/23  12:1650-200

M5PFPeA 103 9/25/23  12:1650-200

M5PFHxA 97.2 9/25/23  12:1650-200

M3PFHxS 100 9/25/23  12:1650-200

M4PFHpA 100 9/25/23  12:1650-200

M8PFOA 104 9/25/23  12:1650-200

M8PFOS 102 9/25/23  12:1650-200

M9PFNA 104 9/25/23  12:1650-200

MPFDoA 94.0 9/25/23  12:1650-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B352296 09/18/23263 1.0023I2490-01 [N-07552]

B352296 09/18/23275 1.0023I2490-02 [N-07552 FB]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B352296 - EPA 533
[TOC_3]B352296[TOC]

Blank (B352296-BLK1) Prepared: 09/18/23  Analyzed: 09/25/23 

Perfluorobutanoic acid (PFBA) ng/L2.0ND

Perfluorobutanesulfonic acid (PFBS) ng/L2.0ND

Perfluoropentanoic acid (PFPeA) ng/L2.0ND

Perfluorohexanoic acid (PFHxA) ng/L2.0ND

11Cl-PF3OUdS (F53B Major) ng/L2.0ND

9Cl-PF3ONS (F53B Minor) ng/L2.0ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0ND

Perfluorodecanoic acid (PFDA) ng/L2.0ND

Perfluorododecanoic acid (PFDoA) ng/L2.0ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0ND

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0ND

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0ND

Perfluoroundecanoic acid (PFUnA) ng/L2.0ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0ND

Perfluoroheptanoic acid (PFHpA) ng/L2.0ND

Perfluorooctanoic acid (PFOA) ng/L2.0ND

Perfluorooctanesulfonic acid (PFOS) ng/L2.0ND

Perfluorononanoic acid (PFNA) ng/L2.0ND

ng/L 38.0 50-200Surrogate: M2-4:2FTS 82.831.4

ng/L 38.8 50-200Surrogate: M2-8:2FTS 10440.4

ng/L 40.5 50-200Surrogate: MPFBA 10040.5

ng/L 40.5 50-200Surrogate: M3HFPO-DA 95.938.8

ng/L 40.5 50-200Surrogate: M6PFDA 89.436.2

ng/L 37.7 50-200Surrogate: M3PFBS 95.235.9

ng/L 40.5 50-200Surrogate: M7PFUnA 94.638.3

ng/L 38.5 50-200Surrogate: M2-6:2FTS 18169.5

ng/L 40.5 50-200Surrogate: M5PFPeA 97.839.6

ng/L 40.5 50-200Surrogate: M5PFHxA 94.338.2

ng/L 38.4 50-200Surrogate: M3PFHxS 91.935.2

ng/L 40.5 50-200Surrogate: M4PFHpA 94.738.3

ng/L 40.5 50-200Surrogate: M8PFOA 99.540.3

ng/L 38.8 50-200Surrogate: M8PFOS 96.337.4

ng/L 40.5 50-200Surrogate: M9PFNA 96.739.1

ng/L 40.5 50-200Surrogate: MPFDoA 89.836.3

LCS (B352296-BS1) Prepared: 09/18/23  Analyzed: 09/25/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 18.6 70-13010319.2

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 16.4 70-13010417.2

Perfluoropentanoic acid (PFPeA) ng/L1.9 18.6 70-13010619.8

Perfluorohexanoic acid (PFHxA) ng/L1.9 18.6 70-13010619.6

11Cl-PF3OUdS (F53B Major) ng/L1.9 17.5 70-13086.815.2

9Cl-PF3ONS (F53B Minor) ng/L1.9 17.3 70-13079.913.8

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B352296 - EPA 533

LCS (B352296-BS1) Prepared: 09/18/23  Analyzed: 09/25/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 17.5 70-13083.114.5

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 18.6 70-13088.416.4

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 17.8 70-13096.917.3

Perfluorodecanoic acid (PFDA) ng/L1.9 18.6 70-13097.418.1

Perfluorododecanoic acid (PFDoA) ng/L1.9 18.6 70-13097.818.2

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 16.5 70-13097.616.1

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 17.7 70-13010919.3

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 17.4 70-13010919.0

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 17.0 70-13010217.3

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 18.6 70-13010118.8

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 18.6 70-13098.118.2

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 17.6 70-13012121.3

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 17.5 70-13010718.7

Perfluoroundecanoic acid (PFUnA) ng/L1.9 18.6 70-13010118.7

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 18.6 70-13011020.5

Perfluoroheptanoic acid (PFHpA) ng/L1.9 18.6 70-13098.818.4

Perfluorooctanoic acid (PFOA) ng/L1.9 18.6 70-13010820.1

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 17.2 70-13094.916.3

Perfluorononanoic acid (PFNA) ng/L1.9 18.6 70-13010619.7

ng/L 34.8 50-200Surrogate: M2-4:2FTS 67.323.4

ng/L 35.7 50-200Surrogate: M2-8:2FTS 93.933.5

ng/L 37.1 50-200Surrogate: MPFBA 99.637.0

ng/L 37.1 50-200Surrogate: M3HFPO-DA 10237.8

ng/L 37.1 50-200Surrogate: M6PFDA 87.032.3

ng/L 34.6 50-200Surrogate: M3PFBS 93.232.3

ng/L 37.1 50-200Surrogate: M7PFUnA 88.532.9

ng/L 35.3 50-200Surrogate: M2-6:2FTS 16156.9

ng/L 37.1 50-200Surrogate: M5PFPeA 95.535.5

ng/L 37.1 50-200Surrogate: M5PFHxA 91.534.0

ng/L 35.2 50-200Surrogate: M3PFHxS 92.632.6

ng/L 37.1 50-200Surrogate: M4PFHpA 90.333.5

ng/L 37.1 50-200Surrogate: M8PFOA 91.734.1

ng/L 35.6 50-200Surrogate: M8PFOS 97.134.6

ng/L 37.1 50-200Surrogate: M9PFNA 90.133.5

ng/L 37.1 50-200Surrogate: MPFDoA 91.133.8

LCS Dup (B352296-BSD1) Prepared: 09/18/23  Analyzed: 09/25/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 20.1 3070-130101 5.9420.4

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 17.8 3070-130104 7.4918.5

Perfluoropentanoic acid (PFPeA) ng/L2.0 20.1 3070-130102 3.9320.6

Perfluorohexanoic acid (PFHxA) ng/L2.0 20.1 3070-130106 8.1021.3

11Cl-PF3OUdS (F53B Major) ng/L2.0 18.9 3070-13084.2 4.8915.9

9Cl-PF3ONS (F53B Minor) ng/L2.0 18.7 3070-13079.9 8.0615.0

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 18.9 3070-13084.3 9.3916.0

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 20.1 3070-13085.8 4.9917.3

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 19.3 3070-130100 11.619.4

Perfluorodecanoic acid (PFDA) ng/L2.0 20.1 3070-130102 12.720.5

Perfluorododecanoic acid (PFDoA) ng/L2.0 20.1 3070-13096.7 6.7719.4
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B352296 - EPA 533

LCS Dup (B352296-BSD1) Prepared: 09/18/23  Analyzed: 09/25/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 17.9 3070-13097.2 7.5817.4

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 19.2 3070-130111 10.121.4

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 18.8 3070-130104 3.1619.6

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 18.4 3070-13099.0 5.2218.2

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 20.1 3070-13099.0 5.7719.9

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 20.1 3070-13095.6 5.3719.2

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 19.1 3070-130117 4.7122.4

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 18.9 3070-130104 4.9419.6

Perfluoroundecanoic acid (PFUnA) ng/L2.0 20.1 3070-130105 12.321.2

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 20.1 3070-130107 4.7021.5

Perfluoroheptanoic acid (PFHpA) ng/L2.0 20.1 3070-13094.4 3.3919.0

Perfluorooctanoic acid (PFOA) ng/L2.0 20.1 3070-130104 3.8920.9

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 18.6 3070-130102 15.519.0

Perfluorononanoic acid (PFNA) ng/L2.0 20.1 3070-130101 2.5420.2

ng/L 37.7 50-200Surrogate: M2-4:2FTS 82.731.2

ng/L 38.6 50-200Surrogate: M2-8:2FTS 10239.5

ng/L 40.2 50-200Surrogate: MPFBA 97.739.3

ng/L 40.2 50-200Surrogate: M3HFPO-DA 99.840.1

ng/L 40.2 50-200Surrogate: M6PFDA 92.037.0

ng/L 37.5 50-200Surrogate: M3PFBS 92.434.7

ng/L 40.2 50-200Surrogate: M7PFUnA 93.037.4

ng/L 38.3 50-200Surrogate: M2-6:2FTS 15860.5

ng/L 40.2 50-200Surrogate: M5PFPeA 95.638.5

ng/L 40.2 50-200Surrogate: M5PFHxA 91.937.0

ng/L 38.1 50-200Surrogate: M3PFHxS 90.334.4

ng/L 40.2 50-200Surrogate: M4PFHpA 93.637.7

ng/L 40.2 50-200Surrogate: M8PFOA 96.738.9

ng/L 38.6 50-200Surrogate: M8PFOS 93.336.0

ng/L 40.2 50-200Surrogate: M9PFNA 95.438.4

ng/L 40.2 50-200Surrogate: MPFDoA 89.736.1
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

[TOC_1]Flag/Qualifier Summary[TOC]
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70265937001
N-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/07/2023 09:54 AM
08/07/2023 03:00 PM
CLIENT

Stoneytown 10Location
N-09809Point

Flwr Hl

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 08/17/2023 11:53

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.74 1 ug/L 08/17/2023 6:51 PM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 116% 1 %REC 08/17/2023 6:51 PM 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/01/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70265937003
GAC-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/07/2023 10:07 AM
08/07/2023 03:00 PM
CLIENT

Stoneytown 10Location
GAC-09809Point

GAC

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 08/17/2023 11:53

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.79 1 ug/L 08/17/2023 9:01 PM 003 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 124% 1 %REC 08/17/2023 9:01 PM 003 AG2R1/2

Analytical Method:EPA 524.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,1,1,2-Tetrachloroethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,1,1-Trichloroethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,1,2-Trichloroethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,1,2-Trichlorotrifluoroethane <0.50 N3,L2 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,1-Dichloroethane 0.72 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,1-Dichloroethene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,1-Dichloropropene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,2,3-Trichlorobenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,2,3-Trichloropropane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,2,4-Trichlorobenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,2,4-Trimethylbenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,2-Dichlorobenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,2-Dichloroethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,2-Dichloropropane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,3,5-Trimethylbenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,3-Dichlorobenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,3-Dichloropropane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
1,4-Dichlorobenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
2,2-Dichloropropane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
2-Chlorotoluene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
4-Chlorotoluene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Benzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Bromobenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Bromochloromethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Bromodichloromethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/2
Bromoform <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/2
Bromomethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Carbon tetrachloride <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Chlorobenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Chlorodifluoromethane <0.50 N3,L2 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Chloroethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Chloroform <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/2
Chloromethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70265937003
GAC-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
08/07/2023 10:07 AM
08/07/2023 03:00 PM
CLIENT

Stoneytown 10Location
GAC-09809Point

GAC

Dibromochloromethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/2
Dibromomethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Dichlorodifluoromethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Ethylbenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Hexachloro-1,3-butadiene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Isopropylbenzene (Cumene) <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Methyl-tert-butyl ether <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/210
Methylene Chloride <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Styrene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Tetrachloroethene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Toluene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Total Trihalomethanes (Calc.) <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/280
Trichloroethene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Trichlorofluoromethane <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Vinyl chloride <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/22
cis-1,2-Dichloroethene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
cis-1,3-Dichloropropene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
m&p-Xylene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
n-Butylbenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
n-Propylbenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
o-Xylene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
p-Isopropyltoluene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
sec-Butylbenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
tert-Butylbenzene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
trans-1,2-Dichloroethene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
trans-1,3-Dichloropropene <0.50 1 ug/L 08/10/2023 6:42 PM 003 VG9C1/25
Surr: 1,2-Dichlorobenzene-d4 (S) 75% 1 %REC 08/10/2023 6:42 PM 003 VG9C1/2
Surr: 4-Bromofluorobenzene (S) 86% 1 %REC 08/10/2023 6:42 PM 003 VG9C1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri

page 3 of 28



WorkOrder :
70265937

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 09/01/2023 page 4 of 28



WorkOrder :
70265937

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Additional Qualifiers

www.pacelabs.com

L2 - Analyte recovery in the laboratory control sample (LCS) was below QC limits.  Results for this analyte in associated
samples may be biased low.
N3 - Accreditation is not offered by the relevant laboratory accrediting body for this parameter.

Date Reported: 09/01/2023 page 5 of 28



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

August 28, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: 1,4 DIOXANE/PFAS 8/7

Client Job Number: 

Project Number: 70265937

Laboratory Work Order Number: 23H1389

Enclosed are results of analyses for samples as received by the laboratory on August 9, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager

Page 1 of 20
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

8/28/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70265937

23H1389

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

1,4 DIOXANE/PFAS 8/7

N-09809 23H1389-01 Drinking Water EPA 533

N-09809 FB 23H1389-02 Field Blank EPA 533

GAC-09809 23H1389-03 Drinking Water EPA 533

GAC-09809 FB 23H1389-04 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]

Page 3 of 20
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

EPA 533

Qualifications:

Extracted Internal Standard is outside of control limits.

Analyte & Samples(s) Qualified:

S-29

M2-8:2FTS

B349209-BSD1, B349820-BS1, S092317-CCV1, S092317-CCV2, S092317-CCV3

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Lisa A. Worthington

Technical Representative

Page 4 of 20

Table of Contents

page 9 of 28



39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/9/2023

Work Order:   23H1389Sample Description:Project Location:  1,4 DIOXANE/PFAS 8/7

Sample ID:  23H1389-01

Field Sample #:  N-09809

Sample Matrix:  Drinking Water

Sampled:  8/7/2023  09:54

[TOC_2]23H1389-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

2.6 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

3.4 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluoropentanoic acid (PFPeA)

3.4 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

3.4 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluoroheptanoic acid (PFHpA)

5.3 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 2.0 8/18/23 18:24 AMSng/L 8/17/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 89.6 8/18/23  18:2450-200

M2-8:2FTS 179 8/18/23  18:2450-200

MPFBA 85.3 8/18/23  18:2450-200

M3HFPO-DA 83.4 8/18/23  18:2450-200

M6PFDA 68.0 8/18/23  18:2450-200

M3PFBS 90.3 8/18/23  18:2450-200

M7PFUnA 74.5 8/18/23  18:2450-200

M2-6:2FTS 110 8/18/23  18:2450-200

M5PFPeA 87.3 8/18/23  18:2450-200

M5PFHxA 81.7 8/18/23  18:2450-200

M3PFHxS 97.7 8/18/23  18:2450-200

M4PFHpA 79.8 8/18/23  18:2450-200

M8PFOA 74.3 8/18/23  18:2450-200

M8PFOS 100 8/18/23  18:2450-200

M9PFNA 70.1 8/18/23  18:2450-200

MPFDoA 76.3 8/18/23  18:2450-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/9/2023

Work Order:   23H1389Sample Description:Project Location:  1,4 DIOXANE/PFAS 8/7

Sample ID:  23H1389-02

Field Sample #:  N-09809 FB

Sample Matrix:  Field Blank

Sampled:  8/7/2023  09:54

[TOC_2]23H1389-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 8/18/23 18:32 AMSng/L 8/17/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 91.5 8/18/23  18:3250-200

M2-8:2FTS 176 8/18/23  18:3250-200

MPFBA 98.6 8/18/23  18:3250-200

M3HFPO-DA 96.7 8/18/23  18:3250-200

M6PFDA 110 8/18/23  18:3250-200

M3PFBS 90.4 8/18/23  18:3250-200

M7PFUnA 105 8/18/23  18:3250-200

M2-6:2FTS 117 8/18/23  18:3250-200

M5PFPeA 99.0 8/18/23  18:3250-200

M5PFHxA 99.4 8/18/23  18:3250-200

M3PFHxS 100 8/18/23  18:3250-200

M4PFHpA 103 8/18/23  18:3250-200

M8PFOA 101 8/18/23  18:3250-200

M8PFOS 94.9 8/18/23  18:3250-200

M9PFNA 108 8/18/23  18:3250-200

MPFDoA 107 8/18/23  18:3250-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/9/2023

Work Order:   23H1389Sample Description:Project Location:  1,4 DIOXANE/PFAS 8/7

Sample ID:  23H1389-03

Field Sample #:  GAC-09809

Sample Matrix:  Drinking Water

Sampled:  8/7/2023  10:07

[TOC_2]23H1389-03[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

2.9 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

3.8 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluoropentanoic acid (PFPeA)

3.9 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

2.5 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

2.0 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluoroheptanoic acid (PFHpA)

4.6 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 8/24/23 16:24 RRBng/L 8/23/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 58.3 8/24/23  16:2450-200

M2-8:2FTS 131 8/24/23  16:2450-200

MPFBA 76.8 8/24/23  16:2450-200

M3HFPO-DA 63.9 8/24/23  16:2450-200

M6PFDA 71.8 8/24/23  16:2450-200

M3PFBS 91.3 8/24/23  16:2450-200

M7PFUnA 70.6 8/24/23  16:2450-200

M2-6:2FTS 85.6 8/24/23  16:2450-200

M5PFPeA 75.5 8/24/23  16:2450-200

M5PFHxA 68.7 8/24/23  16:2450-200

M3PFHxS 93.7 8/24/23  16:2450-200

M4PFHpA 67.8 8/24/23  16:2450-200

M8PFOA 68.1 8/24/23  16:2450-200

M8PFOS 95.4 8/24/23  16:2450-200

M9PFNA 66.0 8/24/23  16:2450-200

MPFDoA 70.6 8/24/23  16:2450-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  8/9/2023

Work Order:   23H1389Sample Description:Project Location:  1,4 DIOXANE/PFAS 8/7

Sample ID:  23H1389-04

Field Sample #:  GAC-09809 FB

Sample Matrix:  Field Blank

Sampled:  8/7/2023  10:07

[TOC_2]23H1389-04[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.7 8/18/23 18:46 AMSng/L 8/17/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 95.1 8/18/23  18:4650-200

M2-8:2FTS 182 8/18/23  18:4650-200

MPFBA 104 8/18/23  18:4650-200

M3HFPO-DA 111 8/18/23  18:4650-200

M6PFDA 111 8/18/23  18:4650-200

M3PFBS 95.6 8/18/23  18:4650-200

M7PFUnA 108 8/18/23  18:4650-200

M2-6:2FTS 113 8/18/23  18:4650-200

M5PFPeA 105 8/18/23  18:4650-200

M5PFHxA 103 8/18/23  18:4650-200

M3PFHxS 106 8/18/23  18:4650-200

M4PFHpA 108 8/18/23  18:4650-200

M8PFOA 110 8/18/23  18:4650-200

M8PFOS 105 8/18/23  18:4650-200

M9PFNA 111 8/18/23  18:4650-200

MPFDoA 102 8/18/23  18:4650-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B349209 08/17/23255 1.0023H1389-01 [N-09809]

B349209 08/17/23259 1.0023H1389-02 [N-09809 FB]

B349209 08/17/23286 1.0023H1389-04 [GAC-09809 FB]

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B349820 08/23/23264 1.0023H1389-03RE1 [GAC-09809]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B349209 - EPA 533
[TOC_3]B349209[TOC]

Blank (B349209-BLK1) Prepared: 08/17/23  Analyzed: 08/18/23 

Perfluorobutanoic acid (PFBA) ng/L1.9ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.9ND

Perfluoropentanoic acid (PFPeA) ng/L1.9ND

Perfluorohexanoic acid (PFHxA) ng/L1.9ND

11Cl-PF3OUdS (F53B Major) ng/L1.9ND

9Cl-PF3ONS (F53B Minor) ng/L1.9ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9ND

Perfluorodecanoic acid (PFDA) ng/L1.9ND

Perfluorododecanoic acid (PFDoA) ng/L1.9ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9ND

Perfluoroundecanoic acid (PFUnA) ng/L1.9ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9ND

Perfluoroheptanoic acid (PFHpA) ng/L1.9ND

Perfluorooctanoic acid (PFOA) ng/L1.9ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.9ND

Perfluorononanoic acid (PFNA) ng/L1.9ND

ng/L 34.9 50-200Surrogate: M2-4:2FTS 10536.5

ng/L 35.7 50-200Surrogate: M2-8:2FTS 19770.4

ng/L 37.2 50-200Surrogate: MPFBA 10438.6

ng/L 37.2 50-200Surrogate: M3HFPO-DA 94.935.3

ng/L 37.2 50-200Surrogate: M6PFDA 11141.3

ng/L 34.7 50-200Surrogate: M3PFBS 92.432.1

ng/L 37.2 50-200Surrogate: M7PFUnA 11141.5

ng/L 35.4 50-200Surrogate: M2-6:2FTS 10938.7

ng/L 37.2 50-200Surrogate: M5PFPeA 10338.2

ng/L 37.2 50-200Surrogate: M5PFHxA 98.636.7

ng/L 35.3 50-200Surrogate: M3PFHxS 10135.8

ng/L 37.2 50-200Surrogate: M4PFHpA 10037.4

ng/L 37.2 50-200Surrogate: M8PFOA 10137.6

ng/L 35.7 50-200Surrogate: M8PFOS 10236.3

ng/L 37.2 50-200Surrogate: M9PFNA 10840.3

ng/L 37.2 50-200Surrogate: MPFDoA 10639.6

LCS (B349209-BS1) Prepared: 08/17/23  Analyzed: 08/18/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 1.87 50-15090.11.69

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 1.66 50-15091.01.51

Perfluoropentanoic acid (PFPeA) ng/L1.9 1.87 50-15084.01.57

Perfluorohexanoic acid (PFHxA) ng/L1.9 1.87 50-15083.91.57

11Cl-PF3OUdS (F53B Major) ng/L1.9 1.76 50-15082.11.45

9Cl-PF3ONS (F53B Minor) ng/L1.9 1.74 50-15080.81.41

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B349209 - EPA 533

LCS (B349209-BS1) Prepared: 08/17/23  Analyzed: 08/18/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 1.76 50-15082.51.45

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 1.87 50-15081.01.52

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 1.80 50-15091.51.64

Perfluorodecanoic acid (PFDA) ng/L1.9 1.87 50-15087.31.63

Perfluorododecanoic acid (PFDoA) ng/L1.9 1.87 50-15083.21.56

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 1.67 50-15097.21.62

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 1.79 50-15094.01.68

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 1.75 50-15081.81.43

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 1.71 50-15085.31.46

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 1.87 50-15081.21.52

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 1.87 50-15077.81.46

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 1.78 50-15078.71.40

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 1.76 50-15087.11.53

Perfluoroundecanoic acid (PFUnA) ng/L1.9 1.87 50-15082.21.54

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 1.87 50-15088.51.66

Perfluoroheptanoic acid (PFHpA) ng/L1.9 1.87 50-15084.51.58

Perfluorooctanoic acid (PFOA) ng/L1.9 1.87 50-15089.41.67

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 1.73 50-15084.81.47

Perfluorononanoic acid (PFNA) ng/L1.9 1.87 50-15077.01.44

ng/L 35.1 50-200Surrogate: M2-4:2FTS 99.134.8

ng/L 35.9 50-200Surrogate: M2-8:2FTS 18566.6

ng/L 37.4 50-200Surrogate: MPFBA 10137.7

ng/L 37.4 50-200Surrogate: M3HFPO-DA 88.933.3

ng/L 37.4 50-200Surrogate: M6PFDA 10739.9

ng/L 34.9 50-200Surrogate: M3PFBS 88.130.7

ng/L 37.4 50-200Surrogate: M7PFUnA 10338.5

ng/L 35.6 50-200Surrogate: M2-6:2FTS 10838.3

ng/L 37.4 50-200Surrogate: M5PFPeA 10037.5

ng/L 37.4 50-200Surrogate: M5PFHxA 95.235.6

ng/L 35.5 50-200Surrogate: M3PFHxS 94.533.5

ng/L 37.4 50-200Surrogate: M4PFHpA 96.836.2

ng/L 37.4 50-200Surrogate: M8PFOA 96.836.2

ng/L 35.9 50-200Surrogate: M8PFOS 93.233.4

ng/L 37.4 50-200Surrogate: M9PFNA 98.737.0

ng/L 37.4 50-200Surrogate: MPFDoA 96.836.3

LCS Dup (B349209-BSD1) Prepared: 08/17/23  Analyzed: 08/18/23 

Perfluorobutanoic acid (PFBA) ng/L1.8 1.84 5050-15096.8 5.181.78

Perfluorobutanesulfonic acid (PFBS) ng/L1.8 1.62 5050-15091.1 1.811.48

Perfluoropentanoic acid (PFPeA) ng/L1.8 1.84 5050-15091.6 6.661.68

Perfluorohexanoic acid (PFHxA) ng/L1.8 1.84 5050-15087.6 2.401.61

11Cl-PF3OUdS (F53B Major) ng/L1.8 1.73 5050-15085.3 1.771.47

9Cl-PF3ONS (F53B Minor) ng/L1.8 1.71 5050-15070.0 16.31.20

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8 1.73 5050-15086.4 2.721.49

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8 1.84 5050-15088.3 6.701.62

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8 1.76 5050-15083.8 10.71.48

Perfluorodecanoic acid (PFDA) ng/L1.8 1.84 5050-15097.6 9.121.79

Perfluorododecanoic acid (PFDoA) ng/L1.8 1.84 5050-15087.8 3.381.61
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B349209 - EPA 533

LCS Dup (B349209-BSD1) Prepared: 08/17/23  Analyzed: 08/18/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8 1.63 5050-150102 2.851.67

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8 1.75 5050-15079.7 18.41.40

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8 1.72 5050-15089.2 6.611.53

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8 1.68 5050-15094.8 8.541.59

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8 1.84 5050-15086.9 4.851.60

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8 1.84 5050-15083.5 5.081.53

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8 1.74 5050-15088.6 9.891.55

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8 1.73 5050-15093.0 4.531.60

Perfluoroundecanoic acid (PFUnA) ng/L1.8 1.84 5050-15092.8 10.11.70

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8 1.84 5050-15094.8 4.941.74

Perfluoroheptanoic acid (PFHpA) ng/L1.8 1.84 5050-15095.6 10.41.75

Perfluorooctanoic acid (PFOA) ng/L1.8 1.84 5050-15090.8 0.4011.67

Perfluorooctanesulfonic acid (PFOS) ng/L1.8 1.70 5050-15084.8 1.951.44

Perfluorononanoic acid (PFNA) ng/L1.8 1.84 5050-15085.1 8.011.56

ng/L 34.4 50-200Surrogate: M2-4:2FTS 11238.6

ng/L 35.2 S-2950-200Surrogate: M2-8:2FTS 23783.4 *

ng/L 36.7 50-200Surrogate: MPFBA 11140.9

ng/L 36.7 50-200Surrogate: M3HFPO-DA 10839.6

ng/L 36.7 50-200Surrogate: M6PFDA 12044.2

ng/L 34.2 50-200Surrogate: M3PFBS 10034.3

ng/L 36.7 50-200Surrogate: M7PFUnA 11843.3

ng/L 34.9 50-200Surrogate: M2-6:2FTS 13446.8

ng/L 36.7 50-200Surrogate: M5PFPeA 11040.3

ng/L 36.7 50-200Surrogate: M5PFHxA 11441.9

ng/L 34.8 50-200Surrogate: M3PFHxS 11138.6

ng/L 36.7 50-200Surrogate: M4PFHpA 11742.9

ng/L 36.7 50-200Surrogate: M8PFOA 12144.6

ng/L 35.2 50-200Surrogate: M8PFOS 11640.8

ng/L 36.7 50-200Surrogate: M9PFNA 12044.0

ng/L 36.7 50-200Surrogate: MPFDoA 11542.2

Batch B349820 - EPA 533
[TOC_3]B349820[TOC]

Blank (B349820-BLK1) Prepared: 08/23/23  Analyzed: 08/24/23 

Perfluorobutanoic acid (PFBA) ng/L1.8ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.8ND

Perfluoropentanoic acid (PFPeA) ng/L1.8ND

Perfluorohexanoic acid (PFHxA) ng/L1.8ND

11Cl-PF3OUdS (F53B Major) ng/L1.8ND

9Cl-PF3ONS (F53B Minor) ng/L1.8ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8ND

Perfluorodecanoic acid (PFDA) ng/L1.8ND

Perfluorododecanoic acid (PFDoA) ng/L1.8ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8ND
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B349820 - EPA 533

Blank (B349820-BLK1) Prepared: 08/23/23  Analyzed: 08/24/23 

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8ND

Perfluoroundecanoic acid (PFUnA) ng/L1.8ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8ND

Perfluoroheptanoic acid (PFHpA) ng/L1.8ND

Perfluorooctanoic acid (PFOA) ng/L1.8ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.8ND

Perfluorononanoic acid (PFNA) ng/L1.8ND

ng/L 34.5 50-200Surrogate: M2-4:2FTS 99.234.2

ng/L 35.3 50-200Surrogate: M2-8:2FTS 13046.0

ng/L 36.8 50-200Surrogate: MPFBA 10237.7

ng/L 36.8 50-200Surrogate: M3HFPO-DA 78.929.0

ng/L 36.8 50-200Surrogate: M6PFDA 97.235.7

ng/L 34.3 50-200Surrogate: M3PFBS 96.533.1

ng/L 36.8 50-200Surrogate: M7PFUnA 98.336.1

ng/L 35.0 50-200Surrogate: M2-6:2FTS 11740.8

ng/L 36.8 50-200Surrogate: M5PFPeA 10137.2

ng/L 36.8 50-200Surrogate: M5PFHxA 95.335.0

ng/L 34.8 50-200Surrogate: M3PFHxS 10235.5

ng/L 36.8 50-200Surrogate: M4PFHpA 96.635.5

ng/L 36.8 50-200Surrogate: M8PFOA 10137.0

ng/L 35.3 50-200Surrogate: M8PFOS 10035.2

ng/L 36.8 50-200Surrogate: M9PFNA 96.435.4

ng/L 36.8 50-200Surrogate: MPFDoA 99.336.5

LCS (B349820-BS1) Prepared: 08/23/23  Analyzed: 08/24/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 9.46 70-13010910.3

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 8.37 70-1301078.97

Perfluoropentanoic acid (PFPeA) ng/L1.9 9.46 70-13010610.0

Perfluorohexanoic acid (PFHxA) ng/L1.9 9.46 70-13010810.2

11Cl-PF3OUdS (F53B Major) ng/L1.9 8.91 70-13086.67.72

9Cl-PF3ONS (F53B Minor) ng/L1.9 8.82 70-13089.97.93

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 8.91 70-1301018.96

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 9.46 70-1301019.60

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 9.08 70-1301099.88

Perfluorodecanoic acid (PFDA) ng/L1.9 9.46 70-13010610.0

Perfluorododecanoic acid (PFDoA) ng/L1.9 9.46 70-13010910.3

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 8.42 70-1301129.42

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 9.04 70-13097.28.78

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 8.85 70-1301069.35

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 8.66 70-1301059.12

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 9.46 70-13096.09.08

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 9.46 70-13095.18.99

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 8.99 70-13097.48.76

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 8.89 70-1301069.41

Perfluoroundecanoic acid (PFUnA) ng/L1.9 9.46 70-13010810.3

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 9.46 70-13010810.2
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B349820 - EPA 533

LCS (B349820-BS1) Prepared: 08/23/23  Analyzed: 08/24/23 

Perfluoroheptanoic acid (PFHpA) ng/L1.9 9.46 70-13010610.1

Perfluorooctanoic acid (PFOA) ng/L1.9 9.46 70-13011210.6

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 8.75 70-1301028.96

Perfluorononanoic acid (PFNA) ng/L1.9 9.46 70-13011110.5

ng/L 35.5 50-200Surrogate: M2-4:2FTS 10637.6

ng/L 36.3 S-2950-200Surrogate: M2-8:2FTS 23585.6 *

ng/L 37.8 50-200Surrogate: MPFBA 10840.7

ng/L 37.8 50-200Surrogate: M3HFPO-DA 88.733.6

ng/L 37.8 50-200Surrogate: M6PFDA 11141.9

ng/L 35.3 50-200Surrogate: M3PFBS 10236.0

ng/L 37.8 50-200Surrogate: M7PFUnA 11142.1

ng/L 36.0 50-200Surrogate: M2-6:2FTS 12745.7

ng/L 37.8 50-200Surrogate: M5PFPeA 10941.4

ng/L 37.8 50-200Surrogate: M5PFHxA 10238.5

ng/L 35.9 50-200Surrogate: M3PFHxS 10337.1

ng/L 37.8 50-200Surrogate: M4PFHpA 10640.2

ng/L 37.8 50-200Surrogate: M8PFOA 10840.8

ng/L 36.3 50-200Surrogate: M8PFOS 10939.5

ng/L 37.8 50-200Surrogate: M9PFNA 10539.8

ng/L 37.8 50-200Surrogate: MPFDoA 10840.9

LCS Dup (B349820-BSD1) Prepared: 08/23/23  Analyzed: 08/24/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 9.30 3070-130103 6.959.58

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 8.23 3070-130102 6.578.40

Perfluoropentanoic acid (PFPeA) ng/L1.9 9.30 3070-130101 6.089.42

Perfluorohexanoic acid (PFHxA) ng/L1.9 9.30 3070-130103 6.509.58

11Cl-PF3OUdS (F53B Major) ng/L1.9 8.76 3070-13093.2 5.678.17

9Cl-PF3ONS (F53B Minor) ng/L1.9 8.67 3070-13093.7 2.448.12

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 8.76 3070-13099.6 2.708.72

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 9.30 3070-13084.7 19.77.88

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 8.93 3070-130100 9.768.96

Perfluorodecanoic acid (PFDA) ng/L1.9 9.30 3070-130102 5.009.53

Perfluorododecanoic acid (PFDoA) ng/L1.9 9.30 3070-13098.7 11.29.18

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 8.28 3070-130108 5.148.95

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 8.88 3070-13098.6 0.2188.76

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 8.70 3070-13098.9 8.308.60

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 8.51 3070-13099.8 7.098.49

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 9.30 3070-13090.8 7.268.45

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 9.30 3070-13091.5 5.568.51

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 8.84 3070-13092.9 6.508.21

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 8.74 3070-13098.8 8.488.64

Perfluoroundecanoic acid (PFUnA) ng/L1.9 9.30 3070-130103 6.519.61

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 9.30 3070-130103 5.889.63

Perfluoroheptanoic acid (PFHpA) ng/L1.9 9.30 3070-130105 3.079.77

Perfluorooctanoic acid (PFOA) ng/L1.9 9.30 3070-130110 3.7010.2

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 8.60 3070-130101 3.348.66

Perfluorononanoic acid (PFNA) ng/L1.9 9.30 3070-130108 4.5910.1

ng/L 34.9 50-200Surrogate: M2-4:2FTS 11239.1

ng/L 35.7 50-200Surrogate: M2-8:2FTS 17964.0

ng/L 37.2 50-200Surrogate: MPFBA 11141.2
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B349820 - EPA 533

LCS Dup (B349820-BSD1) Prepared: 08/23/23  Analyzed: 08/24/23 

ng/L 37.2 50-200Surrogate: M3HFPO-DA 85.831.9

ng/L 37.2 50-200Surrogate: M6PFDA 10639.3

ng/L 34.7 50-200Surrogate: M3PFBS 10737.2

ng/L 37.2 50-200Surrogate: M7PFUnA 11041.0

ng/L 35.4 50-200Surrogate: M2-6:2FTS 13246.6

ng/L 37.2 50-200Surrogate: M5PFPeA 11141.2

ng/L 37.2 50-200Surrogate: M5PFHxA 10237.8

ng/L 35.3 50-200Surrogate: M3PFHxS 11038.9

ng/L 37.2 50-200Surrogate: M4PFHpA 10438.5

ng/L 37.2 50-200Surrogate: M8PFOA 10639.6

ng/L 35.7 50-200Surrogate: M8PFOS 10738.4

ng/L 37.2 50-200Surrogate: M9PFNA 10338.4

ng/L 37.2 50-200Surrogate: MPFDoA 10940.6
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

Extracted Internal Standard is outside of control limits.S-29

[TOC_1]Flag/Qualifier Summary[TOC]
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70269985001
N-02052

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/11/2023 09:04 AM
09/11/2023 02:30 PM
CLIENT

Hewlett 4Location
N-02052Point

Flwr Hl

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 09/13/2023 10:13

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.96 1 ug/L 09/13/2023 11:13 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 95% 1 %REC 09/13/2023 11:13 001 AG2R1/2

Analytical Method:EPA 524.3

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,2-Dibromo-3-chloropropane <0.010 1 ug/L 09/12/2023 2:16 AM 001 DG9A1/20.2
1,2-Dibromoethane (EDB) <0.010 1 ug/L 09/12/2023 2:16 AM 001 DG9A1/20.05
Surr: 1,2-Dichlorobenzene-d4 (S) 99% 1 %REC 09/12/2023 2:16 AM 001 DG9A1/2
Surr: 4-Bromofluorobenzene (S) 97% 1 %REC 09/12/2023 2:16 AM 001 DG9A1/2
Surr: tert Butyl Methyl-d3 Ether (S) 93% 1 %REC 09/12/2023 2:16 AM 001 DG9A1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

10/01/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70269985003
GAC-02052

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/11/2023 09:38 AM
09/11/2023 02:30 PM
CLIENT

Hewlett 4 GACLocation
GAC-02052Point

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 09/13/2023 10:13

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.57 1 ug/L 09/13/2023 11:45 003 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 85% 1 %REC 09/13/2023 11:45 003 AG2R1/2

Analytical Method:EPA 524.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,1,1,2-Tetrachloroethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,1,1-Trichloroethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,1,2-Trichloroethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,1,2-Trichlorotrifluoroethane <0.50 N3 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,1-Dichloroethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,1-Dichloroethene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,1-Dichloropropene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,2,3-Trichlorobenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,2,3-Trichloropropane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,2,4-Trichlorobenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,2,4-Trimethylbenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,2-Dichlorobenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,2-Dichloroethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,2-Dichloropropane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,3,5-Trimethylbenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,3-Dichlorobenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,3-Dichloropropane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
1,4-Dichlorobenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
2,2-Dichloropropane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
2-Chlorotoluene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
4-Chlorotoluene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Benzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Bromobenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Bromochloromethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Bromodichloromethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/2
Bromoform <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/2
Bromomethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Carbon tetrachloride <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Chlorobenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Chlorodifluoromethane <0.50 N3 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Chloroethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Chloroform <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/2
Chloromethane <0.50 L1 1 ug/L 09/12/2023 10:17 003 VG9C1/25

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70269985003
GAC-02052

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/11/2023 09:38 AM
09/11/2023 02:30 PM
CLIENT

Hewlett 4 GACLocation
GAC-02052Point

Dibromochloromethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/2
Dibromomethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Dichlorodifluoromethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Ethylbenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Hexachloro-1,3-butadiene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Isopropylbenzene (Cumene) <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Methyl-tert-butyl ether <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/210
Methylene Chloride <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Styrene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Tetrachloroethene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Toluene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Total Trihalomethanes (Calc.) <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/280
Trichloroethene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Trichlorofluoromethane <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Vinyl chloride <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/22
cis-1,2-Dichloroethene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
cis-1,3-Dichloropropene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
m&p-Xylene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
n-Butylbenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
n-Propylbenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
o-Xylene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
p-Isopropyltoluene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
sec-Butylbenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
tert-Butylbenzene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
trans-1,2-Dichloroethene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
trans-1,3-Dichloropropene <0.50 1 ug/L 09/12/2023 10:17 003 VG9C1/25
Surr: 1,2-Dichlorobenzene-d4 (S) 90% 1 %REC 09/12/2023 10:17 003 VG9C1/2
Surr: 4-Bromofluorobenzene (S) 92% 1 %REC 09/12/2023 10:17 003 VG9C1/2

Analytical Method:EPA 524.3

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,2-Dibromo-3-chloropropane <0.010 1 ug/L 09/12/2023 2:41 AM 003 DG9A1/20.2
1,2-Dibromoethane (EDB) <0.010 1 ug/L 09/12/2023 2:41 AM 003 DG9A1/20.05
Surr: 1,2-Dichlorobenzene-d4 (S) 100% 1 %REC 09/12/2023 2:41 AM 003 DG9A1/2
Surr: 4-Bromofluorobenzene (S) 97% 1 %REC 09/12/2023 2:41 AM 003 DG9A1/2
Surr: tert Butyl Methyl-d3 Ether (S) 95% 1 %REC 09/12/2023 2:41 AM 003 DG9A1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri
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WorkOrder :
70269985

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 10/01/2023 page 4 of 24



WorkOrder :
70269985

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Additional Qualifiers

www.pacelabs.com

L1 - Analyte recovery in the laboratory control sample (LCS) was above QC limits.  Results for this analyte in associated
samples may be biased high.
N3 - Accreditation is not offered by the relevant laboratory accrediting body for this parameter.

Date Reported: 10/01/2023 page 5 of 24
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

September 28, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: 1,4 DIOXANE/533 9/11

Client Job Number: 

Project Number: 70269985

Laboratory Work Order Number: 23I1646

Enclosed are results of analyses for samples as received by the laboratory on September 14, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

9/28/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70269985

23I1646

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

1,4 DIOXANE/533 9/11

N-02052 23I1646-01 Drinking Water EPA 533

N-02052 FB 23I1646-02 Field Blank EPA 533

GAC-02052 23I1646-03 Drinking Water EPA 533

GAC-02052 FB 23I1646-04 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

EPA 533

Qualifications:

Either laboratory fortified blank/laboratory control sample or duplicate recovery is outside of control limits, but the other is within limits. RPD 

between the two LFB/LCS results is within method specified criteria.
Analyte & Samples(s) Qualified:

L-07

6:2 Fluorotelomersulfonic acid (6:2FTS A)

B352012-BS1

Extracted Internal Standard is outside of control limits.

Analyte & Samples(s) Qualified:

S-29

M2-4:2FTS

S093996-CCV2

M2-6:2FTS

S093996-CCV2

M2-8:2FTS

S093996-CCV2

M3HFPO-DA

S093996-CCV1, S093996-CCV2, S093996-CCV3

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Lisa A. Worthington

Technical Representative
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/14/2023

Work Order:   23I1646Sample Description:Project Location:  1,4 DIOXANE/533 9/11

Sample ID:  23I1646-01

Field Sample #:  N-02052

Sample Matrix:  Drinking Water

Sampled:  9/11/2023  09:04

[TOC_2]23I1646-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

2.4 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

5.2 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluoropentanoic acid (PFPeA)

4.7 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

3.4 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

2.9 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluoroheptanoic acid (PFHpA)

6.2 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorooctanoic acid (PFOA)

5.4 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

33 1.8 9/26/23 20:25 JR2ng/L 9/22/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 56.6 9/26/23  20:2550-200

M2-8:2FTS 114 9/26/23  20:2550-200

MPFBA 92.6 9/26/23  20:2550-200

M3HFPO-DA 131 9/26/23  20:2550-200

M6PFDA 88.8 9/26/23  20:2550-200

M3PFBS 105 9/26/23  20:2550-200

M7PFUnA 97.3 9/26/23  20:2550-200

M2-6:2FTS 95.0 9/26/23  20:2550-200

M5PFPeA 89.8 9/26/23  20:2550-200

M5PFHxA 85.8 9/26/23  20:2550-200

M3PFHxS 108 9/26/23  20:2550-200

M4PFHpA 89.5 9/26/23  20:2550-200

M8PFOA 95.4 9/26/23  20:2550-200

M8PFOS 111 9/26/23  20:2550-200

M9PFNA 92.8 9/26/23  20:2550-200

MPFDoA 93.0 9/26/23  20:2550-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/14/2023

Work Order:   23I1646Sample Description:Project Location:  1,4 DIOXANE/533 9/11

Sample ID:  23I1646-02

Field Sample #:  N-02052 FB

Sample Matrix:  Field Blank

Sampled:  9/11/2023  09:04

[TOC_2]23I1646-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 9/26/23 20:33 JR2ng/L 9/22/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 63.1 9/26/23  20:3350-200

M2-8:2FTS 138 9/26/23  20:3350-200

MPFBA 98.3 9/26/23  20:3350-200

M3HFPO-DA 160 9/26/23  20:3350-200

M6PFDA 93.7 9/26/23  20:3350-200

M3PFBS 106 9/26/23  20:3350-200

M7PFUnA 90.4 9/26/23  20:3350-200

M2-6:2FTS 113 9/26/23  20:3350-200

M5PFPeA 95.1 9/26/23  20:3350-200

M5PFHxA 89.9 9/26/23  20:3350-200

M3PFHxS 107 9/26/23  20:3350-200

M4PFHpA 94.9 9/26/23  20:3350-200

M8PFOA 100 9/26/23  20:3350-200

M8PFOS 106 9/26/23  20:3350-200

M9PFNA 94.6 9/26/23  20:3350-200

MPFDoA 89.8 9/26/23  20:3350-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/14/2023

Work Order:   23I1646Sample Description:Project Location:  1,4 DIOXANE/533 9/11

Sample ID:  23I1646-03

Field Sample #:  GAC-02052

Sample Matrix:  Drinking Water

Sampled:  9/11/2023  09:38

[TOC_2]23I1646-03[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 9/26/23 20:41 JR2ng/L 9/22/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 50.4 9/26/23  20:4150-200

M2-8:2FTS 140 9/26/23  20:4150-200

MPFBA 74.6 9/26/23  20:4150-200

M3HFPO-DA 113 9/26/23  20:4150-200

M6PFDA 84.1 9/26/23  20:4150-200

M3PFBS 94.1 9/26/23  20:4150-200

M7PFUnA 88.9 9/26/23  20:4150-200

M2-6:2FTS 78.9 9/26/23  20:4150-200

M5PFPeA 70.6 9/26/23  20:4150-200

M5PFHxA 68.6 9/26/23  20:4150-200

M3PFHxS 96.7 9/26/23  20:4150-200

M4PFHpA 68.9 9/26/23  20:4150-200

M8PFOA 79.6 9/26/23  20:4150-200

M8PFOS 92.8 9/26/23  20:4150-200

M9PFNA 76.8 9/26/23  20:4150-200

MPFDoA 86.2 9/26/23  20:4150-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/14/2023

Work Order:   23I1646Sample Description:Project Location:  1,4 DIOXANE/533 9/11

Sample ID:  23I1646-04

Field Sample #:  GAC-02052 FB

Sample Matrix:  Field Blank

Sampled:  9/11/2023  09:38

[TOC_2]23I1646-04[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 9/26/23 20:49 JR2ng/L 9/22/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 68.8 9/26/23  20:4950-200

M2-8:2FTS 188 9/26/23  20:4950-200

MPFBA 102 9/26/23  20:4950-200

M3HFPO-DA 157 9/26/23  20:4950-200

M6PFDA 93.5 9/26/23  20:4950-200

M3PFBS 106 9/26/23  20:4950-200

M7PFUnA 94.5 9/26/23  20:4950-200

M2-6:2FTS 142 9/26/23  20:4950-200

M5PFPeA 94.7 9/26/23  20:4950-200

M5PFHxA 93.8 9/26/23  20:4950-200

M3PFHxS 106 9/26/23  20:4950-200

M4PFHpA 97.0 9/26/23  20:4950-200

M8PFOA 101 9/26/23  20:4950-200

M8PFOS 106 9/26/23  20:4950-200

M9PFNA 97.9 9/26/23  20:4950-200

MPFDoA 90.1 9/26/23  20:4950-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B352012 09/22/23278 1.0023I1646-01 [N-02052]

B352012 09/22/23282 1.0023I1646-02 [N-02052 FB]

B352012 09/22/23268 1.0023I1646-03 [GAC-02052]

B352012 09/22/23275 1.0023I1646-04 [GAC-02052 FB]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B352012 - EPA 533
[TOC_3]B352012[TOC]

Blank (B352012-BLK1) Prepared: 09/22/23  Analyzed: 09/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.9ND

Perfluoropentanoic acid (PFPeA) ng/L1.9ND

Perfluorohexanoic acid (PFHxA) ng/L1.9ND

11Cl-PF3OUdS (F53B Major) ng/L1.9ND

9Cl-PF3ONS (F53B Minor) ng/L1.9ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9ND

Perfluorodecanoic acid (PFDA) ng/L1.9ND

Perfluorododecanoic acid (PFDoA) ng/L1.9ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9ND

Perfluoroundecanoic acid (PFUnA) ng/L1.9ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9ND

Perfluoroheptanoic acid (PFHpA) ng/L1.9ND

Perfluorooctanoic acid (PFOA) ng/L1.9ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.9ND

Perfluorononanoic acid (PFNA) ng/L1.9ND

ng/L 35.6 50-200Surrogate: M2-4:2FTS 80.528.6

ng/L 36.4 50-200Surrogate: M2-8:2FTS 10237.1

ng/L 37.9 50-200Surrogate: MPFBA 10339.0

ng/L 37.9 50-200Surrogate: M3HFPO-DA 15257.8

ng/L 37.9 50-200Surrogate: M6PFDA 96.936.7

ng/L 35.4 50-200Surrogate: M3PFBS 10236.1

ng/L 37.9 50-200Surrogate: M7PFUnA 95.836.3

ng/L 36.1 50-200Surrogate: M2-6:2FTS 12344.4

ng/L 37.9 50-200Surrogate: M5PFPeA 98.237.3

ng/L 37.9 50-200Surrogate: M5PFHxA 97.737.1

ng/L 36.0 50-200Surrogate: M3PFHxS 10437.2

ng/L 37.9 50-200Surrogate: M4PFHpA 99.537.8

ng/L 37.9 50-200Surrogate: M8PFOA 11242.5

ng/L 36.4 50-200Surrogate: M8PFOS 95.334.7

ng/L 37.9 50-200Surrogate: M9PFNA 98.537.3

ng/L 37.9 50-200Surrogate: MPFDoA 89.533.9

LCS (B352012-BS1) Prepared: 09/22/23  Analyzed: 09/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 19.0 70-13010019.1

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 16.8 70-13010217.2

Perfluoropentanoic acid (PFPeA) ng/L1.9 19.0 70-13010219.4

Perfluorohexanoic acid (PFHxA) ng/L1.9 19.0 70-13010720.4

11Cl-PF3OUdS (F53B Major) ng/L1.9 17.9 70-13085.215.3

9Cl-PF3ONS (F53B Minor) ng/L1.9 17.7 70-13079.214.0

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B352012 - EPA 533

LCS (B352012-BS1) Prepared: 09/22/23  Analyzed: 09/26/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 17.9 70-13086.815.5

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 19.0 70-13094.117.9

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 18.2 70-13010018.3

Perfluorodecanoic acid (PFDA) ng/L1.9 19.0 70-13099.518.9

Perfluorododecanoic acid (PFDoA) ng/L1.9 19.0 70-13098.518.7

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 16.9 70-13097.816.5

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 18.1 70-13011420.6

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 17.8 70-13010418.5

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 17.4 70-13097.316.9

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 19.0 70-13092.417.6

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 19.0 70-13095.318.1

6:2 Fluorotelomersulfonic acid (6:2FTS 

A)

ng/L1.9 18.1 L-0770-130131 *23.6

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 17.9 70-13010017.9

Perfluoroundecanoic acid (PFUnA) ng/L1.9 19.0 70-13090.817.3

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 19.0 70-13011421.6

Perfluoroheptanoic acid (PFHpA) ng/L1.9 19.0 70-13099.618.9

Perfluorooctanoic acid (PFOA) ng/L1.9 19.0 70-13010119.2

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 17.6 70-13099.417.5

Perfluorononanoic acid (PFNA) ng/L1.9 19.0 70-13098.318.7

ng/L 35.7 50-200Surrogate: M2-4:2FTS 82.829.5

ng/L 36.5 50-200Surrogate: M2-8:2FTS 10939.6

ng/L 38.0 50-200Surrogate: MPFBA 97.036.9

ng/L 38.0 50-200Surrogate: M3HFPO-DA 14053.1

ng/L 38.0 50-200Surrogate: M6PFDA 90.234.3

ng/L 35.4 50-200Surrogate: M3PFBS 10135.8

ng/L 38.0 50-200Surrogate: M7PFUnA 97.337.0

ng/L 36.1 50-200Surrogate: M2-6:2FTS 11541.5

ng/L 38.0 50-200Surrogate: M5PFPeA 94.135.8

ng/L 38.0 50-200Surrogate: M5PFHxA 90.734.5

ng/L 36.0 50-200Surrogate: M3PFHxS 10537.9

ng/L 38.0 50-200Surrogate: M4PFHpA 92.335.1

ng/L 38.0 50-200Surrogate: M8PFOA 10038.1

ng/L 36.5 50-200Surrogate: M8PFOS 10337.4

ng/L 38.0 50-200Surrogate: M9PFNA 94.736.0

ng/L 38.0 50-200Surrogate: MPFDoA 91.734.8

LCS Dup (B352012-BSD1) Prepared: 09/22/23  Analyzed: 09/26/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 19.2 3070-130106 6.6220.4

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 17.0 3070-130106 4.3118.0

Perfluoropentanoic acid (PFPeA) ng/L1.9 19.2 3070-130107 5.4720.5

Perfluorohexanoic acid (PFHxA) ng/L1.9 19.2 3070-130113 5.9321.6

11Cl-PF3OUdS (F53B Major) ng/L1.9 18.1 3070-13094.5 11.317.1

9Cl-PF3ONS (F53B Minor) ng/L1.9 17.9 3070-13087.0 10.415.6

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 18.1 3070-13087.6 1.8015.8

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 19.2 3070-13074.7 22.214.3

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 18.4 3070-130108 8.5519.9

Perfluorodecanoic acid (PFDA) ng/L1.9 19.2 3070-130103 3.9319.7

Perfluorododecanoic acid (PFDoA) ng/L1.9 19.2 3070-130104 6.1519.9
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Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B352012 - EPA 533

LCS Dup (B352012-BSD1) Prepared: 09/22/23  Analyzed: 09/26/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 17.1 3070-130104 6.8317.7

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 18.3 3070-130121 7.4622.2

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 17.9 3070-130111 7.5619.9

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 17.6 3070-130101 4.5017.7

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 19.2 3070-13096.7 5.4118.5

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 19.2 3070-13098.4 4.1418.9

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 18.2 3070-130123 5.1522.4

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 18.0 3070-13099.5 0.076517.9

Perfluoroundecanoic acid (PFUnA) ng/L1.9 19.2 3070-13097.9 8.4618.8

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 19.2 3070-130116 2.9022.2

Perfluoroheptanoic acid (PFHpA) ng/L1.9 19.2 3070-130101 2.4419.4

Perfluorooctanoic acid (PFOA) ng/L1.9 19.2 3070-130101 0.55819.3

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 17.7 3070-130104 5.5418.5

Perfluorononanoic acid (PFNA) ng/L1.9 19.2 3070-130113 14.921.7

ng/L 36.0 50-200Surrogate: M2-4:2FTS 81.129.2

ng/L 36.8 50-200Surrogate: M2-8:2FTS 10337.8

ng/L 38.4 50-200Surrogate: MPFBA 88.233.8

ng/L 38.4 50-200Surrogate: M3HFPO-DA 15158.0

ng/L 38.4 50-200Surrogate: M6PFDA 88.433.9

ng/L 35.8 50-200Surrogate: M3PFBS 98.035.0

ng/L 38.4 50-200Surrogate: M7PFUnA 89.634.4

ng/L 36.5 50-200Surrogate: M2-6:2FTS 11843.1

ng/L 38.4 50-200Surrogate: M5PFPeA 86.133.0

ng/L 38.4 50-200Surrogate: M5PFHxA 83.732.1

ng/L 36.4 50-200Surrogate: M3PFHxS 10538.3

ng/L 38.4 50-200Surrogate: M4PFHpA 88.033.8

ng/L 38.4 50-200Surrogate: M8PFOA 97.737.5

ng/L 36.8 50-200Surrogate: M8PFOS 93.534.4

ng/L 38.4 50-200Surrogate: M9PFNA 86.533.2

ng/L 38.4 50-200Surrogate: MPFDoA 89.734.4
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FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

Either laboratory fortified blank/laboratory control sample or duplicate recovery is outside of control limits, but 

the other is within limits. RPD between the two LFB/LCS results is within method specified criteria.

L-07

Extracted Internal Standard is outside of control limits.S-29

[TOC_1]Flag/Qualifier Summary[TOC]
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Special

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70270950001
N-02052

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/19/2023 08:56 AM
09/19/2023 10:57 AM
CLIENT

Hewlett 4Location
N-02052Point

Flwr Hl
Sample Comments:
Samples were received on the same day of collection on ice and are above 6 degrees Celcius. Samples were placed on ice by the lab and the
cooling process has begun.

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 09/21/2023 8:54 AM

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.99 1 ug/L 09/21/2023 4:54 PM 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 100% 1 %REC 09/21/2023 4:54 PM 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

09/22/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri

page 1 of 4
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WorkOrder :
70270950

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 09/22/2023 page 2 of 4
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Special

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70272009001
N-07552

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/27/2023 09:04 AM
09/27/2023 11:05 AM
CLIENT

Morely Pk 9Location
N-07552Point

No Hls
Sample Comments:
Samples were received on the same day of collection on ice and are above 6 degrees Celcius.  Samples were placed on ice by the lab and
the cooling process has begun.
RUN TO WASTE

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 09/29/2023 10:37

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 9.4* 5 ug/L 10/01/2023 12:30 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 103% 5 %REC 10/01/2023 12:30 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

10/02/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri

page 1 of 6
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WorkOrder :
70272009

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 10/02/2023 page 2 of 6



page 3 of 6
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Special

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70272009001
N-07552

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/27/2023 09:04 AM
09/27/2023 11:05 AM
CLIENT

Morely Pk 9Location
N-07552Point

No Hls
Sample Comments:
Samples were received on the same day of collection on ice and are above 6 degrees Celcius.  Samples were placed on ice by the lab and
the cooling process has begun.
RUN TO WASTE

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 09/29/2023 10:37

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 9.4* 5 ug/L 10/01/2023 12:30 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 103% 5 %REC 10/01/2023 12:30 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

10/02/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri

page 1 of 6
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WorkOrder :
70272009

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 10/02/2023 page 2 of 6
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Raw Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70270203001
N-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/12/2023 10:02 AM
09/12/2023 11:40 AM
CLIENT

Stoneytown 10Location
N-09809Point

Flwr Hl
Sample Comments:
Samples were received on the same day of collection on ice and are above 6 degrees Celcius.  Samples were placed on ice by the lab and
the cooling process has begun.

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 09/14/2023 3:00 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.62 1 ug/L 09/14/2023 11:24 001 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 86% 1 %REC 09/14/2023 11:24 001 AG2R1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

10/01/2023Date Reported:

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected

Jennifer Aracri

page 1 of 27
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TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Treated Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70270203003
GAC-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Treatment
GAC

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/12/2023 10:11 AM
09/12/2023 11:40 AM
CLIENT

Stoneytown 10Location
GAC-09809Point

GAC

Analytical Method:EPA 522

Parameter(s)

Prep Method: EPA 522 Prep Date: 09/14/2023 3:00 PM

Results Qualifier D.F. Units Limit Analyzed: Container:

1,4-Dioxane (p-Dioxane) 0.67 1 ug/L 09/14/2023 11:40 003 AG2R1/21
Surr: 1,4-Dioxane-d8 (S) 89% 1 %REC 09/14/2023 11:40 003 AG2R1/2

Analytical Method:EPA 524.2

Parameter(s) Results Qualifier D.F. Units Limit Analyzed: Container:

1,1,1,2-Tetrachloroethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,1,1-Trichloroethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,1,2,2-Tetrachloroethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,1,2-Trichloroethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,1,2-Trichlorotrifluoroethane <0.50 N3 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,1-Dichloroethane 0.79 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,1-Dichloroethene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,1-Dichloropropene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,2,3-Trichlorobenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,2,3-Trichloropropane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,2,4-Trichlorobenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,2,4-Trimethylbenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,2-Dichlorobenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,2-Dichloroethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,2-Dichloropropane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,3,5-Trimethylbenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,3-Dichlorobenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,3-Dichloropropane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
1,4-Dichlorobenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
2,2-Dichloropropane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
2-Chlorotoluene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
4-Chlorotoluene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Benzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Bromobenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Bromochloromethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Bromodichloromethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/2
Bromoform <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/2
Bromomethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Carbon tetrachloride <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Chlorobenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Chlorodifluoromethane <0.50 N3 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Chloroethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Chloroform <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/2
Chloromethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri

page 2 of 27



TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Results

www.pacelabs.com

Sample Information:
Type:
Origin:

Drinking Water
Treated Well
Routine

Port Washington W.D.
P.O. BOX 432

Lab No. :
Client Sample ID.:

70270203003
GAC-09809

Results for the samples and analytes requested
The lab is not directly responsible for the integrity of the sample before

receipt at the lab and is responsible only for the certified tests

Treatment
GAC

Port Washington, NY 11050
Attn To : Supt.Paul Prignano
Federal ID :
Collected :
Received :
Collected By

2912267
09/12/2023 10:11 AM
09/12/2023 11:40 AM
CLIENT

Stoneytown 10Location
GAC-09809Point

GAC

Dibromochloromethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/2
Dibromomethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Dichlorodifluoromethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Ethylbenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Hexachloro-1,3-butadiene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Isopropylbenzene (Cumene) <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Methyl-tert-butyl ether <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/210
Methylene Chloride <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Styrene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Tetrachloroethene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Toluene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Total Trihalomethanes (Calc.) <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/280
Trichloroethene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Trichlorofluoromethane <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Vinyl chloride <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/22
cis-1,2-Dichloroethene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
cis-1,3-Dichloropropene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
m&p-Xylene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
n-Butylbenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
n-Propylbenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
o-Xylene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
p-Isopropyltoluene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
sec-Butylbenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
tert-Butylbenzene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
trans-1,2-Dichloroethene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
trans-1,3-Dichloropropene <0.50 1 ug/L 09/20/2023 2:06 PM 003 VG9C1/25
Surr: 1,2-Dichlorobenzene-d4 (S) 91% 1 %REC 09/20/2023 2:06 PM 003 VG9C1/2
Surr: 4-Bromofluorobenzene (S) 85% 1 %REC 09/20/2023 2:06 PM 003 VG9C1/2

Result(s) reported meet(s) NYS Regulatory Limit(s).
Result(s) flagged with * Exceed NYS Regulatory Limit(s). Limit Noted.

Test results meet the requirements of NELAC
unless otherwise noted.

This report shall not be reproduced except in full,
without the written approval of the laboratory.

Qualifiers:
DF - Dilution Factor, if reported, represents the factor applied to the reported data due to changes in
sample preparation, dilution of the sample aliquot, or moisture content.
ND - Not Detected at or above adjusted reporting limit.
J - Estimated concentration above the adjusted method detection limit and below the adjusted reporting
limit.Estimated value - below calibration range
U - Indicates the compound was analyzed for, but not detected
See qualifiers page for additional qualifier definitions.

Jennifer Aracri

page 3 of 27



WorkOrder :
70270203

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Laboratory Certifications

www.pacelabs.com

Pace Analytical Services Long Island
575 Broad Hollow Rd, Melville, NY 11747
Connecticut Certification #: PH-0435
Delaware Certification # NY 10478
Maryland Certification #: 208
Massachusetts Certification #: M-NY026
New Hampshire Certification #: 2987
New Jersey Certification #: NY158
New York Certification #: 10478 Primary Accrediting Body
Pennsylvania Certification #: 68-00350
Rhode Island Certification #: LAO00340
Virginia Certification # 460302

Date Reported: 10/01/2023 page 4 of 27



WorkOrder :
70270203

TEL: (516) 370-6000    FAX: (516) 886-5526
575 Broad Hollow Road, Melville, NY 11747

Additional Qualifiers

www.pacelabs.com

N3 - Accreditation is not offered by the relevant laboratory accrediting body for this parameter.

Date Reported: 10/01/2023 page 5 of 27
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

September 29, 2023       

Jennifer Aracri

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

Project Location: 1,4 DIOXANE/533/ 9/12

Client Job Number: 

Project Number: 70270203

Laboratory Work Order Number: 23I1864

Enclosed are results of analyses for samples as received by the laboratory on September 15, 2023. If you have any questions 

concerning this report, please feel free to contact me.

Sincerely,

Kaitlyn A. Feliciano

Project Manager

page 8 of 27
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

ANALYTICAL SUMMARY

9/29/2023

Pace Analytical Services - Long Island, NY

575 Broad Hollow Road

Melville, NY 11747

ATTN: Jennifer Aracri

70270203

23I1864

The results of analyses performed on the following samples submitted to CON-TEST, a Pace Analytical Laboratory, are found in this report.

PROJECT LOCATION:

PURCHASE ORDER NUMBER:

PROJECT NUMBER:

REPORT DATE:

WORK ORDER NUMBER:

FIELD SAMPLE # LAB ID: MATRIX TESTSAMPLE DESCRIPTION SUB LAB

1,4 DIOXANE/533/ 9/12

N-09809 23I1864-01 Drinking Water EPA 533

N-09809 FB 23I1864-02 Field Blank EPA 533

GAC-09809 23I1864-03 Drinking Water EPA 533

GAC-09809 FB 23I1864-04 Field Blank EPA 533

[TOC_1]Sample Summary[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

CASE NARRATIVE SUMMARY

All reported results are within defined laboratory quality control objectives unless listed below or otherwise qualified in this report.

[TOC_1]Case Narrative[TOC]

The results of analyses reported only relate to samples submitted to Con-Test, a Pace Analytical Laboratory, for testing.

I certify that the analyses listed above, unless specifically listed as subcontracted, if any, were performed under my direction according to the approved methodologies listed 

in this document, and that based upon my inquiry of those individuals immediately responsible for obtaining the information, the material contained in this report is, to the 

best of my knowledge and belief, accurate and complete.

Lisa A. Worthington

Technical Representative
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/15/2023

Work Order:   23I1864Sample Description:Project Location:  1,4 DIOXANE/533/ 9/12

Sample ID:  23I1864-01

Field Sample #:  N-09809

Sample Matrix:  Drinking Water

Sampled:  9/12/2023  10:02

[TOC_2]23I1864-01[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

3.0 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

4.0 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluoropentanoic acid (PFPeA)

3.9 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

3.8 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

2.3 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluoroheptanoic acid (PFHpA)

6.9 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 9/28/23 13:22 JR2ng/L 9/27/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 57.8 9/28/23  13:2250-200

M2-8:2FTS 81.3 9/28/23  13:2250-200

MPFBA 82.2 9/28/23  13:2250-200

M3HFPO-DA 69.9 9/28/23  13:2250-200

M6PFDA 68.2 9/28/23  13:2250-200

M3PFBS 83.1 9/28/23  13:2250-200

M7PFUnA 67.0 9/28/23  13:2250-200

M2-6:2FTS 107 9/28/23  13:2250-200

M5PFPeA 85.7 9/28/23  13:2250-200

M5PFHxA 70.7 9/28/23  13:2250-200

M3PFHxS 83.4 9/28/23  13:2250-200

M4PFHpA 67.1 9/28/23  13:2250-200

M8PFOA 67.7 9/28/23  13:2250-200

M8PFOS 83.2 9/28/23  13:2250-200

M9PFNA 66.1 9/28/23  13:2250-200

MPFDoA 68.6 9/28/23  13:2250-200

[TOC_1]Sample Results[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/15/2023

Work Order:   23I1864Sample Description:Project Location:  1,4 DIOXANE/533/ 9/12

Sample ID:  23I1864-02

Field Sample #:  N-09809 FB

Sample Matrix:  Field Blank

Sampled:  9/12/2023  10:02

[TOC_2]23I1864-02[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

Semivolatile Organic Compounds by - LC/MS-MS

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 9/25/23 10:03 JR2ng/L 9/18/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 78.3 9/25/23  10:0350-200

M2-8:2FTS 107 9/25/23  10:0350-200

MPFBA 106 9/25/23  10:0350-200

M3HFPO-DA 107 9/25/23  10:0350-200

M6PFDA 100 9/25/23  10:0350-200

M3PFBS 102 9/25/23  10:0350-200

M7PFUnA 104 9/25/23  10:0350-200

M2-6:2FTS 197 9/25/23  10:0350-200

M5PFPeA 103 9/25/23  10:0350-200

M5PFHxA 101 9/25/23  10:0350-200

M3PFHxS 98.0 9/25/23  10:0350-200

M4PFHpA 102 9/25/23  10:0350-200

M8PFOA 106 9/25/23  10:0350-200

M8PFOS 101 9/25/23  10:0350-200

M9PFNA 102 9/25/23  10:0350-200

MPFDoA 96.7 9/25/23  10:0350-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/15/2023

Work Order:   23I1864Sample Description:Project Location:  1,4 DIOXANE/533/ 9/12

Sample ID:  23I1864-03

Field Sample #:  GAC-09809

Sample Matrix:  Drinking Water

Sampled:  9/12/2023  10:11

[TOC_2]23I1864-03[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

MCL/SMCL

Semivolatile Organic Compounds by - LC/MS-MS

MA ORSG

3.1 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

4.2 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluoropentanoic acid (PFPeA)

4.2 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

2.5 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

2.0 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluoroheptanoic acid (PFHpA)

4.9 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.8 9/25/23 10:11 JR2ng/L 9/18/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 62.6 9/25/23  10:1150-200

M2-8:2FTS 98.1 9/25/23  10:1150-200

MPFBA 94.8 9/25/23  10:1150-200

M3HFPO-DA 96.2 9/25/23  10:1150-200

M6PFDA 81.5 9/25/23  10:1150-200

M3PFBS 103 9/25/23  10:1150-200

M7PFUnA 87.7 9/25/23  10:1150-200

M2-6:2FTS 119 9/25/23  10:1150-200

M5PFPeA 91.8 9/25/23  10:1150-200

M5PFHxA 85.5 9/25/23  10:1150-200

M3PFHxS 105 9/25/23  10:1150-200

M4PFHpA 82.5 9/25/23  10:1150-200

M8PFOA 87.9 9/25/23  10:1150-200

M8PFOS 104 9/25/23  10:1150-200

M9PFNA 81.3 9/25/23  10:1150-200

MPFDoA 77.4 9/25/23  10:1150-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Date Received:  9/15/2023

Work Order:   23I1864Sample Description:Project Location:  1,4 DIOXANE/533/ 9/12

Sample ID:  23I1864-04

Field Sample #:  GAC-09809 FB

Sample Matrix:  Field Blank

Sampled:  9/12/2023  10:11

[TOC_2]23I1864-04[TOC]

AnalystAnalyzedDilution Flag/QualRLResultsAnalyte

Date/Time

Units

Date

PreparedMethod

Semivolatile Organic Compounds by - LC/MS-MS

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorobutanoic acid (PFBA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorobutanesulfonic acid (PFBS)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluoropentanoic acid (PFPeA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorohexanoic acid (PFHxA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 533111Cl-PF3OUdS (F53B Major)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 53319Cl-PF3ONS (F53B Minor)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 53314,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 53318:2 Fluorotelomersulfonic acid (8:2FTS A)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorodecanoic acid (PFDA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorododecanoic acid (PFDoA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluoroheptanesulfonic acid (PFHpS)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 53314:2 Fluorotelomersulfonic acid (4:2FTS A)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorohexanesulfonic acid (PFHxS)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluoro-4-oxapentanoic acid (PFMPA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluoro-5-oxahexanoic acid (PFMBA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 53316:2 Fluorotelomersulfonic acid (6:2FTS A)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluoropentanesulfonic acid (PFPeS)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluoroundecanoic acid (PFUnA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluoroheptanoic acid (PFHpA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorooctanoic acid (PFOA)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorooctanesulfonic acid (PFOS)

ND 1.9 9/25/23 10:19 JR2ng/L 9/18/23EPA 5331Perfluorononanoic acid (PFNA)

Surrogates % Recovery Recovery Limits Flag/Qual

M2-4:2FTS 71.9 9/25/23  10:1950-200

M2-8:2FTS 108 9/25/23  10:1950-200

MPFBA 102 9/25/23  10:1950-200

M3HFPO-DA 102 9/25/23  10:1950-200

M6PFDA 103 9/25/23  10:1950-200

M3PFBS 95.2 9/25/23  10:1950-200

M7PFUnA 103 9/25/23  10:1950-200

M2-6:2FTS 167 9/25/23  10:1950-200

M5PFPeA 99.7 9/25/23  10:1950-200

M5PFHxA 98.7 9/25/23  10:1950-200

M3PFHxS 92.9 9/25/23  10:1950-200

M4PFHpA 98.4 9/25/23  10:1950-200

M8PFOA 102 9/25/23  10:1950-200

M8PFOS 96.5 9/25/23  10:1950-200

M9PFNA 102 9/25/23  10:1950-200

MPFDoA 99.3 9/25/23  10:1950-200
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Sample Extraction Data

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B352296 09/18/23263 1.0023I1864-02 [N-09809 FB]

B352296 09/18/23274 1.0023I1864-03 [GAC-09809]

B352296 09/18/23260 1.0023I1864-04 [GAC-09809 FB]

Prep Method:EPA 533        Analytical Method:EPA 533

Lab Number [Field ID] Batch DateInitial [mL] Final [mL]

B353117 09/27/23282 1.0023I1864-01RE1 [N-09809]

[TOC_1]Sample Preparation Information[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

[TOC_2]Semivolatile Organic Compounds by - LC/MS-MS[TOC]

Batch B352296 - EPA 533
[TOC_3]B352296[TOC]

Blank (B352296-BLK1) Prepared: 09/18/23  Analyzed: 09/25/23 

Perfluorobutanoic acid (PFBA) ng/L2.0ND

Perfluorobutanesulfonic acid (PFBS) ng/L2.0ND

Perfluoropentanoic acid (PFPeA) ng/L2.0ND

Perfluorohexanoic acid (PFHxA) ng/L2.0ND

11Cl-PF3OUdS (F53B Major) ng/L2.0ND

9Cl-PF3ONS (F53B Minor) ng/L2.0ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0ND

Perfluorodecanoic acid (PFDA) ng/L2.0ND

Perfluorododecanoic acid (PFDoA) ng/L2.0ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0ND

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0ND

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0ND

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0ND

Perfluoroundecanoic acid (PFUnA) ng/L2.0ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0ND

Perfluoroheptanoic acid (PFHpA) ng/L2.0ND

Perfluorooctanoic acid (PFOA) ng/L2.0ND

Perfluorooctanesulfonic acid (PFOS) ng/L2.0ND

Perfluorononanoic acid (PFNA) ng/L2.0ND

ng/L 38.0 50-200Surrogate: M2-4:2FTS 82.831.4

ng/L 38.8 50-200Surrogate: M2-8:2FTS 10440.4

ng/L 40.5 50-200Surrogate: MPFBA 10040.5

ng/L 40.5 50-200Surrogate: M3HFPO-DA 95.938.8

ng/L 40.5 50-200Surrogate: M6PFDA 89.436.2

ng/L 37.7 50-200Surrogate: M3PFBS 95.235.9

ng/L 40.5 50-200Surrogate: M7PFUnA 94.638.3

ng/L 38.5 50-200Surrogate: M2-6:2FTS 18169.5

ng/L 40.5 50-200Surrogate: M5PFPeA 97.839.6

ng/L 40.5 50-200Surrogate: M5PFHxA 94.338.2

ng/L 38.4 50-200Surrogate: M3PFHxS 91.935.2

ng/L 40.5 50-200Surrogate: M4PFHpA 94.738.3

ng/L 40.5 50-200Surrogate: M8PFOA 99.540.3

ng/L 38.8 50-200Surrogate: M8PFOS 96.337.4

ng/L 40.5 50-200Surrogate: M9PFNA 96.739.1

ng/L 40.5 50-200Surrogate: MPFDoA 89.836.3

LCS (B352296-BS1) Prepared: 09/18/23  Analyzed: 09/25/23 

Perfluorobutanoic acid (PFBA) ng/L1.9 18.6 70-13010319.2

Perfluorobutanesulfonic acid (PFBS) ng/L1.9 16.4 70-13010417.2

Perfluoropentanoic acid (PFPeA) ng/L1.9 18.6 70-13010619.8

Perfluorohexanoic acid (PFHxA) ng/L1.9 18.6 70-13010619.6

11Cl-PF3OUdS (F53B Major) ng/L1.9 17.5 70-13086.815.2

9Cl-PF3ONS (F53B Minor) ng/L1.9 17.3 70-13079.913.8

[TOC_1]QC Data[TOC]
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39 Spruce Street * East Longmeadow, MA 01028 * FAX 413/525-6405 * TEL. 413/525-2332

Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B352296 - EPA 533

LCS (B352296-BS1) Prepared: 09/18/23  Analyzed: 09/25/23 

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.9 17.5 70-13083.114.5

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.9 18.6 70-13088.416.4

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.9 17.8 70-13096.917.3

Perfluorodecanoic acid (PFDA) ng/L1.9 18.6 70-13097.418.1

Perfluorododecanoic acid (PFDoA) ng/L1.9 18.6 70-13097.818.2

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.9 16.5 70-13097.616.1

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.9 17.7 70-13010919.3

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.9 17.4 70-13010919.0

Perfluorohexanesulfonic acid (PFHxS) ng/L1.9 17.0 70-13010217.3

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.9 18.6 70-13010118.8

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.9 18.6 70-13098.118.2

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.9 17.6 70-13012121.3

Perfluoropentanesulfonic acid (PFPeS) ng/L1.9 17.5 70-13010718.7

Perfluoroundecanoic acid (PFUnA) ng/L1.9 18.6 70-13010118.7

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.9 18.6 70-13011020.5

Perfluoroheptanoic acid (PFHpA) ng/L1.9 18.6 70-13098.818.4

Perfluorooctanoic acid (PFOA) ng/L1.9 18.6 70-13010820.1

Perfluorooctanesulfonic acid (PFOS) ng/L1.9 17.2 70-13094.916.3

Perfluorononanoic acid (PFNA) ng/L1.9 18.6 70-13010619.7

ng/L 34.8 50-200Surrogate: M2-4:2FTS 67.323.4

ng/L 35.7 50-200Surrogate: M2-8:2FTS 93.933.5

ng/L 37.1 50-200Surrogate: MPFBA 99.637.0

ng/L 37.1 50-200Surrogate: M3HFPO-DA 10237.8

ng/L 37.1 50-200Surrogate: M6PFDA 87.032.3

ng/L 34.6 50-200Surrogate: M3PFBS 93.232.3

ng/L 37.1 50-200Surrogate: M7PFUnA 88.532.9

ng/L 35.3 50-200Surrogate: M2-6:2FTS 16156.9

ng/L 37.1 50-200Surrogate: M5PFPeA 95.535.5

ng/L 37.1 50-200Surrogate: M5PFHxA 91.534.0

ng/L 35.2 50-200Surrogate: M3PFHxS 92.632.6

ng/L 37.1 50-200Surrogate: M4PFHpA 90.333.5

ng/L 37.1 50-200Surrogate: M8PFOA 91.734.1

ng/L 35.6 50-200Surrogate: M8PFOS 97.134.6

ng/L 37.1 50-200Surrogate: M9PFNA 90.133.5

ng/L 37.1 50-200Surrogate: MPFDoA 91.133.8

LCS Dup (B352296-BSD1) Prepared: 09/18/23  Analyzed: 09/25/23 

Perfluorobutanoic acid (PFBA) ng/L2.0 20.1 3070-130101 5.9420.4

Perfluorobutanesulfonic acid (PFBS) ng/L2.0 17.8 3070-130104 7.4918.5

Perfluoropentanoic acid (PFPeA) ng/L2.0 20.1 3070-130102 3.9320.6

Perfluorohexanoic acid (PFHxA) ng/L2.0 20.1 3070-130106 8.1021.3

11Cl-PF3OUdS (F53B Major) ng/L2.0 18.9 3070-13084.2 4.8915.9

9Cl-PF3ONS (F53B Minor) ng/L2.0 18.7 3070-13079.9 8.0615.0

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L2.0 18.9 3070-13084.3 9.3916.0

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L2.0 20.1 3070-13085.8 4.9917.3

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L2.0 19.3 3070-130100 11.619.4

Perfluorodecanoic acid (PFDA) ng/L2.0 20.1 3070-130102 12.720.5

Perfluorododecanoic acid (PFDoA) ng/L2.0 20.1 3070-13096.7 6.7719.4
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Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B352296 - EPA 533

LCS Dup (B352296-BSD1) Prepared: 09/18/23  Analyzed: 09/25/23 

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L2.0 17.9 3070-13097.2 7.5817.4

Perfluoroheptanesulfonic acid (PFHpS) ng/L2.0 19.2 3070-130111 10.121.4

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L2.0 18.8 3070-130104 3.1619.6

Perfluorohexanesulfonic acid (PFHxS) ng/L2.0 18.4 3070-13099.0 5.2218.2

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L2.0 20.1 3070-13099.0 5.7719.9

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L2.0 20.1 3070-13095.6 5.3719.2

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L2.0 19.1 3070-130117 4.7122.4

Perfluoropentanesulfonic acid (PFPeS) ng/L2.0 18.9 3070-130104 4.9419.6

Perfluoroundecanoic acid (PFUnA) ng/L2.0 20.1 3070-130105 12.321.2

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L2.0 20.1 3070-130107 4.7021.5

Perfluoroheptanoic acid (PFHpA) ng/L2.0 20.1 3070-13094.4 3.3919.0

Perfluorooctanoic acid (PFOA) ng/L2.0 20.1 3070-130104 3.8920.9

Perfluorooctanesulfonic acid (PFOS) ng/L2.0 18.6 3070-130102 15.519.0

Perfluorononanoic acid (PFNA) ng/L2.0 20.1 3070-130101 2.5420.2

ng/L 37.7 50-200Surrogate: M2-4:2FTS 82.731.2

ng/L 38.6 50-200Surrogate: M2-8:2FTS 10239.5

ng/L 40.2 50-200Surrogate: MPFBA 97.739.3

ng/L 40.2 50-200Surrogate: M3HFPO-DA 99.840.1

ng/L 40.2 50-200Surrogate: M6PFDA 92.037.0

ng/L 37.5 50-200Surrogate: M3PFBS 92.434.7

ng/L 40.2 50-200Surrogate: M7PFUnA 93.037.4

ng/L 38.3 50-200Surrogate: M2-6:2FTS 15860.5

ng/L 40.2 50-200Surrogate: M5PFPeA 95.638.5

ng/L 40.2 50-200Surrogate: M5PFHxA 91.937.0

ng/L 38.1 50-200Surrogate: M3PFHxS 90.334.4

ng/L 40.2 50-200Surrogate: M4PFHpA 93.637.7

ng/L 40.2 50-200Surrogate: M8PFOA 96.738.9

ng/L 38.6 50-200Surrogate: M8PFOS 93.336.0

ng/L 40.2 50-200Surrogate: M9PFNA 95.438.4

ng/L 40.2 50-200Surrogate: MPFDoA 89.736.1

Batch B353117 - EPA 533
[TOC_3]B353117[TOC]

Blank (B353117-BLK1) Prepared: 09/27/23  Analyzed: 09/28/23 

Perfluorobutanoic acid (PFBA) ng/L1.8ND

Perfluorobutanesulfonic acid (PFBS) ng/L1.8ND

Perfluoropentanoic acid (PFPeA) ng/L1.8ND

Perfluorohexanoic acid (PFHxA) ng/L1.8ND

11Cl-PF3OUdS (F53B Major) ng/L1.8ND

9Cl-PF3ONS (F53B Minor) ng/L1.8ND

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8ND

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8ND

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8ND

Perfluorodecanoic acid (PFDA) ng/L1.8ND

Perfluorododecanoic acid (PFDoA) ng/L1.8ND

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8ND

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8ND

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8ND

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8ND
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Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B353117 - EPA 533

Blank (B353117-BLK1) Prepared: 09/27/23  Analyzed: 09/28/23 

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8ND

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8ND

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8ND

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8ND

Perfluoroundecanoic acid (PFUnA) ng/L1.8ND

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8ND

Perfluoroheptanoic acid (PFHpA) ng/L1.8ND

Perfluorooctanoic acid (PFOA) ng/L1.8ND

Perfluorooctanesulfonic acid (PFOS) ng/L1.8ND

Perfluorononanoic acid (PFNA) ng/L1.8ND

ng/L 34.4 50-200Surrogate: M2-4:2FTS 87.029.9

ng/L 35.2 50-200Surrogate: M2-8:2FTS 11640.9

ng/L 36.6 50-200Surrogate: MPFBA 95.034.8

ng/L 36.6 50-200Surrogate: M3HFPO-DA 91.833.6

ng/L 36.6 50-200Surrogate: M6PFDA 88.232.3

ng/L 34.1 50-200Surrogate: M3PFBS 97.733.4

ng/L 36.6 50-200Surrogate: M7PFUnA 85.031.1

ng/L 34.8 50-200Surrogate: M2-6:2FTS 16858.5

ng/L 36.6 50-200Surrogate: M5PFPeA 96.235.2

ng/L 36.6 50-200Surrogate: M5PFHxA 84.631.0

ng/L 34.7 50-200Surrogate: M3PFHxS 97.133.7

ng/L 36.6 50-200Surrogate: M4PFHpA 86.531.7

ng/L 36.6 50-200Surrogate: M8PFOA 90.533.2

ng/L 35.1 50-200Surrogate: M8PFOS 97.234.1

ng/L 36.6 50-200Surrogate: M9PFNA 84.531.0

ng/L 36.6 50-200Surrogate: MPFDoA 79.629.2

LCS (B353117-BS1) Prepared: 09/27/23  Analyzed: 09/28/23 

Perfluorobutanoic acid (PFBA) ng/L1.8 1.83 50-1501061.95

Perfluorobutanesulfonic acid (PFBS) ng/L1.8 1.62 50-15092.81.51

Perfluoropentanoic acid (PFPeA) ng/L1.8 1.83 50-15097.01.78

Perfluorohexanoic acid (PFHxA) ng/L1.8 1.83 50-15096.31.76

11Cl-PF3OUdS (F53B Major) ng/L1.8 1.73 50-15088.01.52

9Cl-PF3ONS (F53B Minor) ng/L1.8 1.71 50-15076.01.30

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8 1.73 50-15079.31.37

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8 1.83 50-15088.21.62

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8 1.76 50-15098.21.73

Perfluorodecanoic acid (PFDA) ng/L1.8 1.83 50-15077.91.43

Perfluorododecanoic acid (PFDoA) ng/L1.8 1.83 50-15095.91.76

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8 1.63 50-15095.81.56

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8 1.75 50-15094.91.66

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8 1.71 50-15093.31.60

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8 1.68 50-15098.21.65

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8 1.83 50-15081.91.50

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8 1.83 50-15080.01.47

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8 1.74 50-1501041.81

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8 1.72 50-15087.11.50

Perfluoroundecanoic acid (PFUnA) ng/L1.8 1.83 50-1501001.84

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8 1.83 50-15087.21.60
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Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B353117 - EPA 533

LCS (B353117-BS1) Prepared: 09/27/23  Analyzed: 09/28/23 

Perfluoroheptanoic acid (PFHpA) ng/L1.8 1.83 50-15098.21.80

Perfluorooctanoic acid (PFOA) ng/L1.8 1.83 50-1501142.08

Perfluorooctanesulfonic acid (PFOS) ng/L1.8 1.70 50-15080.61.37

Perfluorononanoic acid (PFNA) ng/L1.8 1.83 50-15097.81.79

ng/L 34.4 50-200Surrogate: M2-4:2FTS 77.526.7

ng/L 35.2 50-200Surrogate: M2-8:2FTS 98.534.7

ng/L 36.7 50-200Surrogate: MPFBA 91.933.7

ng/L 36.7 50-200Surrogate: M3HFPO-DA 84.531.0

ng/L 36.7 50-200Surrogate: M6PFDA 90.533.2

ng/L 34.2 50-200Surrogate: M3PFBS 91.031.1

ng/L 36.7 50-200Surrogate: M7PFUnA 86.231.6

ng/L 34.9 50-200Surrogate: M2-6:2FTS 16858.7

ng/L 36.7 50-200Surrogate: M5PFPeA 92.433.9

ng/L 36.7 50-200Surrogate: M5PFHxA 84.731.0

ng/L 34.7 50-200Surrogate: M3PFHxS 87.630.4

ng/L 36.7 50-200Surrogate: M4PFHpA 87.432.0

ng/L 36.7 50-200Surrogate: M8PFOA 92.033.7

ng/L 35.2 50-200Surrogate: M8PFOS 95.733.7

ng/L 36.7 50-200Surrogate: M9PFNA 89.632.9

ng/L 36.7 50-200Surrogate: MPFDoA 85.831.4

LCS Dup (B353117-BSD1) Prepared: 09/27/23  Analyzed: 09/28/23 

Perfluorobutanoic acid (PFBA) ng/L1.8 1.84 5050-150104 1.071.93

Perfluorobutanesulfonic acid (PFBS) ng/L1.8 1.63 5050-15094.4 2.231.54

Perfluoropentanoic acid (PFPeA) ng/L1.8 1.84 5050-15094.0 2.571.73

Perfluorohexanoic acid (PFHxA) ng/L1.8 1.84 5050-15096.0 0.2411.77

11Cl-PF3OUdS (F53B Major) ng/L1.8 1.74 5050-15081.9 6.641.42

9Cl-PF3ONS (F53B Minor) ng/L1.8 1.72 5050-15075.6 0.1071.30

4,8-Dioxa-3H-perfluorononanoic acid 

(ADONA)

ng/L1.8 1.74 5050-15079.1 0.3101.37

Hexafluoropropylene oxide dimer acid 

(HFPO-DA)

ng/L1.8 1.84 5050-15091.8 4.591.69

8:2 Fluorotelomersulfonic acid (8:2FTS A) ng/L1.8 1.77 5050-15088.9 9.321.57

Perfluorodecanoic acid (PFDA) ng/L1.8 1.84 5050-15096.6 22.01.78

Perfluorododecanoic acid (PFDoA) ng/L1.8 1.84 5050-15091.1 4.581.68

Perfluoro(2-ethoxyethane)sulfonic acid 

(PFEESA)

ng/L1.8 1.64 5050-15097.3 2.071.60

Perfluoroheptanesulfonic acid (PFHpS) ng/L1.8 1.76 5050-15092.8 1.691.63

4:2 Fluorotelomersulfonic acid (4:2FTS A) ng/L1.8 1.72 5050-15084.5 9.421.46

Perfluorohexanesulfonic acid (PFHxS) ng/L1.8 1.69 5050-15093.4 4.431.58

Perfluoro-4-oxapentanoic acid (PFMPA) ng/L1.8 1.84 5050-15082.8 1.681.53

Perfluoro-5-oxahexanoic acid (PFMBA) ng/L1.8 1.84 5050-15075.9 4.701.40

6:2 Fluorotelomersulfonic acid (6:2FTS A) ng/L1.8 1.75 5050-150102 1.171.79

Perfluoropentanesulfonic acid (PFPeS) ng/L1.8 1.73 5050-15089.3 3.111.55

Perfluoroundecanoic acid (PFUnA) ng/L1.8 1.84 5050-15089.6 10.91.65

Nonafluoro-3,6-dioxaheptanoic acid 

(NFDHA)

ng/L1.8 1.84 5050-15085.5 1.381.58

Perfluoroheptanoic acid (PFHpA) ng/L1.8 1.84 5050-15096.2 1.511.77

Perfluorooctanoic acid (PFOA) ng/L1.8 1.84 5050-150119 5.162.19

Perfluorooctanesulfonic acid (PFOS) ng/L1.8 1.70 5050-15083.5 4.011.42

Perfluorononanoic acid (PFNA) ng/L1.8 1.84 5050-150115 16.82.12

ng/L 34.6 50-200Surrogate: M2-4:2FTS 75.426.1

ng/L 35.4 50-200Surrogate: M2-8:2FTS 90.031.8

ng/L 36.9 50-200Surrogate: MPFBA 90.533.4
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Result Limit

Reporting

Units Level

Spike

Result

Source

%REC

%REC

Limits RPD

RPD

Limit Notes  Analyte

Semivolatile Organic Compounds by - LC/MS-MS - Quality Control

QUALITY CONTROL

Batch B353117 - EPA 533

LCS Dup (B353117-BSD1) Prepared: 09/27/23  Analyzed: 09/28/23 

ng/L 36.9 50-200Surrogate: M3HFPO-DA 81.630.1

ng/L 36.9 50-200Surrogate: M6PFDA 85.331.4

ng/L 34.3 50-200Surrogate: M3PFBS 84.429.0

ng/L 36.9 50-200Surrogate: M7PFUnA 86.631.9

ng/L 35.0 50-200Surrogate: M2-6:2FTS 13146.1

ng/L 36.9 50-200Surrogate: M5PFPeA 90.533.4

ng/L 36.9 50-200Surrogate: M5PFHxA 83.630.8

ng/L 34.9 50-200Surrogate: M3PFHxS 84.129.4

ng/L 36.9 50-200Surrogate: M4PFHpA 84.031.0

ng/L 36.9 50-200Surrogate: M8PFOA 90.533.4

ng/L 35.3 50-200Surrogate: M8PFOS 81.928.9

ng/L 36.9 50-200Surrogate: M9PFNA 78.929.1

ng/L 36.9 50-200Surrogate: MPFDoA 83.830.9
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FLAG/QUALIFIER SUMMARY

* QC result is outside of established limits.

� Wide recovery limits established for difficult compound.

� Wide RPD limits established for difficult compound.

# Data exceeded client recommended or regulatory level 

Percent recoveries and relative percent differences (RPDs) are determined by the software using values in the 

calculation which have not been rounded.

No results have been blank subtracted unless specified in the case narrative section.

RL Reporting Limit is at the level of quantitation (LOQ)

DL Detection Limit is the lower limit of detection determined by the MDL study

MCL Maximum Contaminant Level

ND Not Detected

[TOC_1]Flag/Qualifier Summary[TOC]
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CertificationsAnalyte

CERTIFICATIONS

Certified Analyses included in this Report

EPA 533 in Drinking Water

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanoic acid (PFBA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorobutanesulfonic acid (PFBS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanoic acid (PFPeA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanoic acid (PFHxA)

NH,NY,VT-DW,ME,NJ,PA,CT11Cl-PF3OUdS (F53B Major)

NH,NY,VT-DW,ME,NJ,PA,CT9Cl-PF3ONS (F53B Minor)

NH,NY,VT-DW,ME,NJ,PA,CT4,8-Dioxa-3H-perfluorononanoic acid (ADONA)

NH,NY,VT-DW,ME,NJ,PA,CTHexafluoropropylene oxide dimer acid (HFPO-DA)

NH,NY,VT-DW,ME,NJ,PA,CT8:2 Fluorotelomersulfonic acid (8:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorodecanoic acid (PFDA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorododecanoic acid (PFDoA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro(2-ethoxyethane)sulfonic acid (PFEESA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanesulfonic acid (PFHpS)

NH,NY,VT-DW,ME,NJ,PA,CT4:2 Fluorotelomersulfonic acid (4:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorohexanesulfonic acid (PFHxS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-4-oxapentanoic acid (PFMPA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoro-5-oxahexanoic acid (PFMBA)

NH,NY,VT-DW,ME,NJ,PA,CT6:2 Fluorotelomersulfonic acid (6:2FTS A)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoropentanesulfonic acid (PFPeS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroundecanoic acid (PFUnA)

NH,NY,VT-DW,ME,NJ,PA,CTNonafluoro-3,6-dioxaheptanoic acid (NFDHA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluoroheptanoic acid (PFHpA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanoic acid (PFOA)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorooctanesulfonic acid (PFOS)

NH,NY,VT-DW,ME,NJ,PA,CTPerfluorononanoic acid (PFNA)

[TOC_1]Certifications[TOC]

Con-Test, a Pace Environmental Laboratory, operates under the following certifications and accreditations:

Code Description Number Expires

PH-0821Connecticut Department of Public HealthCT 12/31/2024

10899 NELAPNew York State Department of HealthNY 04/1/2024

2516 NELAPNew Hampshire Environmental LabNH 02/5/2024

MA007 NELAPNew Jersey DEPNJ 06/30/2024

VT-255716Vermont Department of Health Drinking WaterVT-DW 06/12/2024

MA00100State of MaineME 06/9/2025

68-05812Commonwealth of Pennsylvania DEPPA 06/30/2024
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